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Gentlemen and Ladies,
 
Attached is our ACO response letter and supporting documentation for your review.
 
Sincerely
 
 

Kenneth L. Myers
Compliance Manager
City of East Chicago Sanitary District
219.391.8466 ext 228

 
   Visit us at…

              
 

Disclaimer

The information contained in this communication from the sender is confidential. It is intended solely for use
by the recipient and others authorized to receive it. If you are not the recipient, you are hereby notified that
any disclosure, copying, distribution or taking action in relation of the contents of this information is strictly
prohibited and may be unlawful.

This email has been scanned for viruses and malware, and may have been automatically archived by
Mimecast Ltd, an innovator in Software as a Service (SaaS) for business. Providing a safer and more
useful place for your human generated data. Specializing in; Security, archiving and compliance. To find out
more Click Here.
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The following is a description of ACO compliance requirements (identified by paragraph number) that 
ECSD has not resolved, and the status of ECSD's efforts to resolve them, per that discussion, as outlined 
in your letters.  Immediately following each requirement is the District’s response.  Supporting 
documentation is included in the Attachments as referenced. 


USEPA comment: Paragraph 41 (Complete the review, correction, and re-issuance of all Industrial User 
(IU) permits): ECSD stated that it started to incorporate new local limits into IU permits after Mayor 
Anthony Copeland signed the Districts revised sewer use ordinance on November 14, 2018. ECSD 
hoped to complete IU permit revisions by the end of 2018. ECSD, however, has not submitted any 
copies of IU permits to EPA. 


District Response:    The new Sewer User Ordinance was adopted by our City Council and signed by 
the Mayor making it effective November 15, 2018.  This effective date was incorporated into each 
re-issued permit.  The permits were signed by the Director of Utilities on either January 4 or 
January 7, 2019 and were provided to each IU via email and regular mail.  Copies of permits for all 
IUs were provided via email January 22, 2020 and are included in Attachment A. 


USEPA comment:  Paragraph 44 (Submit a copy of each Significant Industrial User (SIU) inspection 
report to EPA): ECSD submitted copies of reports of SIUs conducted in 2017. Several of the reports, 
however, do not include information to determine the character and volume of the SIU’s discharge, 
as required by Paragraph 44 of the ACO. 


o Reports for the following SIUs do not include a description of the process and waste storage 
tanks. 


o Safety-Kleen Systems 
o W.R. Grace 


o Reports for the following SIUs do not include a description of the pretreatment process: 
o Electric Coating Technologies 
o National Processing 
o Lakeshore Railcar Services 
o Safety-Kleen Systems 
o U.S. Gypsum 
o W.R. Grace 


o None of the inspection reports include both average and maximum wastewater flow data. 


ECSD must continue to submit SIU inspection reports to EPA as required by Paragraph 44 of the ACO.  
Each report must include all of the missing information idenitified above and necessary to determine the 
character and volume of the associated SIU’s discharge. 


District Response:  The District has completed all its SIU inspections for 2019.  The inspection dates 
for the ISUs were completed as follows. 


Faculty Outfall Class 2019 Inspection Date Status 
Electric Coatings 312 CIU/SIU October 24, 2019 Completed 







W. R Grace 401 SIU November 5, 2019 Completed 
TAC East 415 CIU/SIU facility not operating 


due to August fire 
Postponed until 
back in operation 


National Processing 514 CIU/SIU December 12, 2019 Completed 
Lakeshore Railcar 
Services 


521 CIU/SIU November 18, 2019 Completed 


Safety-Kleen Services 901 CIU/SIU November 14, 2019 Completed 
US Gypsum 951 SIU December 13, 2019 Completed 
 


One SIU, TAC East, Inc. #415, experienced a fire at its facility in August 2019 and has not been 
operation since.  TAC requested a suspension of its permit and the District approved of suspending 
all monthly monitoring events as there are no ongoing operations or discharge of waters to the 
sanitary system.  This SIU was not be inspected by the District this year.  Should TAC Industries re-
start its operations, the District will complete and inspection prior to granting our approval to 
discharge.  Copies of the files inspection reports are provided in Attachment B.  Our Pretreatment 
Coordinator did not finalize transferring her written field notes to word documents.  Staff will 
continue to finalize the SIU inspection reports, complete with required information concerning 
descriptions of process and treatment tank capacities, descriptions of pretreatment processes, and  
average and maximum wastewater flow volumes for submittal to EPA. The District proposes to 
submit the final inspection reports to the EPA complete with the missing information noted above 
in accordance with Paragraph 44 of the ACO, on or before April 1, 2020.   


USEPA comment: Paragraph 46 (Submit annual written summaries of SIU sample analysis data):  
ECSD sent annual compliance reports to EPA, instead of summary sample analysis data).  ECSD must 
submit written annual summaries of SIU sample analysis data (for 2016, 2017, and 2018) by 
November 27, 2018. 


District Response: Annual summaries of the SIU sample data for 2016, 2017, 2018 and 2019 are 
presented in Attachment C.  Based upon the analytical results of the pretreatment monitoring 
performed by the District last year, there were a total of 43 violations observed. The violations are 
summarized in the table below.  Of the 43 observed violations, approximately half of the violations 
were attributable to CN exceedances of the current CN local limit of 0.019 milligrams per liter 
(mg/L). The number of CN violations is biased high due to the fact that SafetyKleen Systems is 
sampled on an increased frequency of twice per month. The frequency of other exceedances were 
Fats Oil & Grease (FOG) and SGT-HEM (six occurrences), mercury (Hg) at three occurrences, 
Nitrogen – Ammonia (NH3) at three occurrences, Zinc (Zn), phenol and pH at 2 occurrences, and 
one occurrence each for Phosphorous (P), copper (Cu) and nickel (Ni).,  


 







 


There has been a decrease in both the total number of violations as well as the number of CN 
violations since the adoption of the new local limits in November 2018. In 2018, when the more 
stringent CN local limit (0,003 mg/L) was in effect, there were a total of 35 CN violations of 65 total 
NOVs. Similarly, in 2017, there were a total of 116 NOVs, 52 of which were issued for CN. The 
NOVs, for the years 2018 and 2017 are presented in the tables below. 


As discussed during our conference call, CN is the primary contaminant of concern. As we have 
previously reported SafetyKleen Systems has been a chronic violator of our local limits. The CN 
results for the pretreatment monitoring of the SIU discharges for 2018 and 2019 can be 
summarized as follows: 


 


Outfall # Facility Mean CN 
Concentration 
2018 – 2020 


Minimum CN 
Concentration 
2018 – 2020 


Maximum CN 
Concentration 
2018 – 2020 


312 Electric Coatings 0.00148 mg/L <0.003 mg/L 0.004 mg/L 


401 WR Grace 0.001 mg/L <0.003 mg/L 0.002 mg/L 


415 TAC East 0.004125 mg/L <0.003 mg/L 0.013 mg/L 


514 National Processing 0.0012 mg/L <0.003 mg/L 0.003 mg/L 


521 Lakeshore Railcar 0.0209 mg/L <0.003 mg/L 1.00 mg/L 


901 SafetyKleen Systems 0.1104 mg/L 0.002 mg/L 0.65 mg/L 


951 US Gypsum 0.0025 mg/L <0.003 mg/L 0.013 mg/L 


Based upon this two year set of data, SafetyKleen System’s mean CN concentration of 0.1104 mg/L 
exceeds our current local limit. To a lesser degree, Lakeshore Railcar’s mean CN concentration over 
this period (0.0209) slightly exceeds our existing local limit of 0.019 mg/L. Each of the other SIUs 


Varnum Variable Violations Limit Description Limit
56031 401 Filed pH (s.u.) 2 Daily Minimum Limit <5
57161 415 FOG {mg/L} 1 Daily Maximum Limit >117
57441 415 Total Nickel (Ni) {mg/L} 1 Daily Maximum Limit >0.8
57602 415 SGT-HEM {mg/l} 1 Daily Maximum Limit >26
62151 521 Ammonia NH3N {mg/L} 3 Daily Maximum Limit >134
62161 521 FOG {mg/L} 3 Daily Maximum Limit >36
62171 521 Phenol {mg/L} 1 Daily Maximum Limit >0.96
62191 521 Amen. Cyanide {mg/L} 2 Daily Maximum Limit >0.019
62411 521 Total Zinc (Zn) {mg/L} 2 Daily Minimum Limit >2.87
62421 521 Total Copper (Cu) {mg/L} 1 Daily Maximum Limit >0.5
70161 901 FOG {mg/L} 1 Daily Maximum Limit >117
70171 901 Phenol {mg/L} 1 Daily Maximum Limit >0.96
70191 901 Amen. Cyanide {mg/L} 20 Daily Maximum Limit >0.019
70461 901 Total Mercury (Hg) {mg/L} 3 Daily Maximum Limit >0.00029
76141 951 Total Phosphorus {mg/L} 1 Daily Maximum Limit >31


Total 43


Report Date Range: 1/1/2019 - 12/31/2019


East Chicago Sanitary District
Compliance Status Report







had maximum concentrations that were below the new CN local limit and are able to consistently 
achieve compliance for CN in tier discharges. 


The District is considering developing a new local limit for CN based either on Mass-based 
Allocation or Flow-based Allocation with the objective to enable SafetyKleen Systems to comply 
with their discharge permit conditions as well as for the District to maintain compliance with its 
current NPDES discharge limit. Initial conservative estimates suggest that a flow-based limit of 
0.184 mg/L or a mass-based allocation limit of 0.309 mg/L may be possible.  The District is planning 
on completing additional CN testing of its influent and effluent with an appropriate treatment 
retention time lag so as to determine the WWTP’s removal efficiency for CN.  These results could 
potentially lead to slightly higher calculated flow-based or mass based allocation limits for CN.     


 


 


Varnum Variable Violations Limit Description Limit
52192 312 Available Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
57191 415 Amen. Cyanide {mg/L} 4 Daily Maximum Limit >0.004
57421 415 Total Copper (Cu) {mg/L} 1 Daily Maximum Limit >0.17
58191 421 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
58199 421 Cl2 Residual {mg/L} 4 Daily Maximum Limit >0.4
60171 514 Phenol {mg/L} 1 Daily Maximum Limit >0.7
60199 514 Cl2 Residual {mg/L} 1 Daily Maximum Limit >0.4
61191 518 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
61199 518 Cl2 Residual {mg/L} 4 Daily Maximum Limit >0.4
62161 521 FOG {mg/L} 1 Daily Maximum Limit >36
62191 521 Amen. Cyanide {mg/L} 8 Daily Maximum Limit >=0.004
62199 521 Cl2 Residual {mg/L} 5 Daily Maximum Limit >0.4
63191 531 Amen. Cyanide {mg/L} 2 Daily Maximum Limit >=0.004
63421 531 Total Copper (Cu) {mg/L} 1 Daily Maximum Limit >0.17
64191 541 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
66031 611 Field pH {su} 1 Daily Maximum Limit >10
66199 611 Cl2 Residual {mg/L} 1 Daily Maximum Limit >0.4


901 Field pH (s.u.) 1 Daily Minimum Limit <5
70151 901 Ammonia NH3N {mg/L} 1 Daily Maximum Limit >77
70191 901 Amen. Cyanide {mg/L} 18 Daily Maximum Limit >=0.004
70199 901 Cl2 Residual {mg/L} 5 Daily Maximum Limit >0.4
70461 901 Total Mercury (Hg) {mg/L} 2 Daily Maximum Limit >0.00029


Total 65


Report Date Range: 1/1/2018 - 12/31/2018
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USEPA comment: Paragraph 48 (Carry out enforcement actions in accordance with enforcement 
response plan): ECSD has stated that it has imposed and collected fines primarily for cyanide 
violations.  However, the District has not collected fines from three SIUs (Praxair, U.S. Gypsum and 
Safety-Kleen).  Praxair and U. S. Gypsum have contested the District’s fines.  Safety-Kleen has 
deferred payment of fines pending resolution of its appeal of its wastewater permit.  In addition, 
Safety-Kleen has continued to exceed the cyanide local limit.  ECSD must escalate its enforcement 
efforts to (1) collect all fines levied against SIUs for pretreatment violations and (2) compel all 
violating SIUs to comply with the Pretreatment Standards.  ECSD must submit copies of enforcement 
documentation to EPA by November 27, 2019. 


District Response: Based upon the analytical results of the pretreatment monitoring performed by 


Varnum Variable Violations Limit Description Limit
52192 312 Available Cyanide {mg/L} 2 Daily Maximum Limit >=0.004
57171 415 Phenol {mg/L} 1 Daily Maximum Limit >0.7
57191 415 Amen. Cyanide {mg/L} 5 Daily Maximum Limit >0.004
57411 415 Total Zinc (Zn) {mg/L} 2 Daily Maximum Limit >5.5
57421 415 Total Copper (Cu) {mg/L} 2 Daily Maximum Limit >0.17
57441 415 Total Nickel (Ni) {mg/L} 2 Daily Maximum Limit >0.39
58191 421 Amen. Cyanide {mg/L} 2 Daily Maximum Limit >=0.004
58199 421 Cl2 Residual {mg/L} 5 Daily Maximum Limit >0.4
59141 511 Total Phosphorus {mg/L} 1 Daily Maximum Limit >5.5
60191 514 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
60199 514 Cl2 Residual {mg/L} 2 Daily Maximum Limit >0.4
60421 514 Total Copper (Cu) {mg/L} 1 Daily Maximum Limit >0.17
60531 514 Total Molybdenum (Mo) {mg/L} 1 Daily Maximum Limit >0.2
61191 518 Amen. Cyanide {mg/L} 3 Daily Maximum Limit >=0.004
61199 518 Cl2 Residual {mg/L} 3 Daily Maximum Limit >0.4
61421 518 Total Copper (Cu) {mg/L} 2 Daily Maximum Limit >0.17
62151 521 Ammonia NH3N {mg/L} 4 Daily Maximum Limit >77
62161 521 FOG {mg/L} 1 Daily Maximum Limit >36
62171 521 Phenol {mg/L} 4 Daily Maximum Limit >0.7
62191 521 Amen. Cyanide {mg/L} 10 Daily Maximum Limit >=0.004
62199 521 Cl2 Residual {mg/L} 4 Daily Maximum Limit >0.4
62301 521 Fluorides {mg/L} 1 Daily Maximum Limit >2.9
63191 531 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
63199 531 Cl2 Residual {mg/L} 1 Daily Maximum Limit >0.4
63421 531 Total Copper (Cu) {mg/L} 1 Daily Maximum Limit >0.17
66191 611 Amen. Cyanide {mg/L} 2 Daily Maximum Limit >=0.004


702 Field pH (s.u.) 4 Daily Minimum Limit <5
67191 702 Amen. Cyanide {mg/L} 2 Daily Maximum Limit >=0.004
67421 702 Total Copper (Cu) {mg/L} 3 Daily Maximum Limit >0.17
67481 702 Total Chromium(Cr) {mg/L} 1 Daily Maximum Limit >0.282
68401 804 Total Lead (Pb) {mg/L} 1 Daily Maximum Limit >0.224
68411 804 Total Zinc (Zn) {mg/L} 1 Daily Maximum Limit >5.5
68461 804 Total Mercury (Hg) {mg/L} 1 Daily Maximum Limit >0.0002
70171 901 Phenol {mg/L} 2 Daily Maximum Limit >0.7
70191 901 Amen. Cyanide {mg/L} 22 Daily Maximum Limit >=0.004
70199 901 Cl2 Residual {mg/L} 7 Daily Maximum Limit >0.4
70461 901 Total Mercury (Hg) {mg/L} 3 Daily Maximum Limit >0.00029
71191 931 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004
71199 931 Cl2 Residual {mg/L} 1 Daily Maximum Limit >0.4
72141 934 Total Phosphorus {mg/L} 2 Daily Maximum Limit >5.5
72191 934 Amen. Cyanide {mg/L} 1 Daily Maximum Limit >=0.004


Total 116


Report Date Range: 1/1/2017 - 12/31/2017
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the District last year, a total of 43 violations observed. The violations only occurred at our SIU 
facilities.  No violations were observed at our other IU facilities during 2019.  Each violator was sent 
a Notice of Violation (NOV) with appropriate fine.  While compiling this summary, the staff noticed 
that a violation for low pH at #401 W R Grace had not been originally issued on time; however the 
NOV has subsequently been issued on March 2, 2020. With the exception of fines associated with 
#901 SafetyKleen System’s cyanide NOVs, and two fines issued in November 2019 to #531 
Lakeshore Railcar (Zn) and #951 US Gypsum (total phosphorous), all other fines have been received 
by the District.  A total of $80,500 in fines was issued and $28,500 of that total has been paid.  The 
majority of the remaining balance, totaling $47,500, consists of the CN violations that have been 
contested by SafetyKleen Systems. SafetyKleen Systems has paid for its violation of all other 
exceedances not involving CN.  The table below summarizes the fines paid and received by the 
District, sorted by facility outfall number. 


The District has issued NOVs and collected fines consistent with its revised ERP and SUO since 2016, 
prior to their formal adoption into City Ordinance in late 2018.  As was discussed during our 
February 13, 2020 teleconference, the District has collected the fines consistently since 2016. 
Several exceptions were noted during that call.  SafetyKleen Systems has disputed its CN local limit 
and has withheld payment of their fines attributable to CN.  SafetyKleen Systems has paid all other 
fines for NOVs issued with regard to exceedances of other local limits.  The payment of the 
outstanding CN related fines will be part of a negotiated settlement as part of our ongoing litigation 
with SafetyKleen Systems. Several other exceptions, wherein fines were waived by the District 
include the following. 


• Outfall #518, ICO Polymers – Was issued a NOV for a CN violation in June 2018.  ICO Polymers 
contested the violation as the observed concentration was 0.005 mg/L, which slightly 
exceeded the existing local limits of 0.003 mg/L, but was well below the revised local limit 
of 0.019 mg/L.  Because of the anticipated approval of the revised local limit that had been 
communicated by USEPA, the $1000 fine was waived by the District. 


• Outfall #531 Praxair had been issued two CN NOVs for exceedances in June and July.  Both 
exceedances were 0.004 mg/L, exceeding the existing local limit of 0.003 mg/L.  Praxair 
contested the violation based upon their knowledge of the revised CN local limit of 0.019 
mg/L that was awaiting USEPA final approval. The District agreed with their request and 
approved to waive the $2,000 fines associated with these two incidents. 


• The District routinely waived any violations of residual chlorine exceedances in cases where 
the local limit of 0.4 mg/L was exceeded.  The fines were waived in all cases where the 
tested discharge did not exceed the municipal supplied potable water residual chlorine 
content by more than 0.4 mg/L.  The municipal supplied potable water has a residual 
chlorine content that routinely ranges from 1.3 to 1.9 mg/L as part of its disinfection 
process to provide safe potable water to its customers throughout its distribution system. 


One other concern that was discussed during the conference call was the collection of a significant 
amount of fines assessed to Arcelor Mittal #805. Three Notices of Violation (NOVs) were issued in 
November and December 2016 to Arcelor Mittal with fines totaling $22,500 ($1,500 for each 
exceedance).  The NOVS were for various elevated metal concentrations observed during this 
period that were atypical of the normal discharge at this facility.  Payment in the total amount of 
fines ($22,500) was received from Arcelor Mittal in May 2018. Copies of the check/ receipts are 
available upon request. 


 







 


 


USEPA comment: Paragraph 50 (Submit quarterly status reports) ECSD last submitted a 
status report on November 30, 2018.  In the District’s November 30, 2018 letter, ECSD 
provided quarterly compliance summaries for its permitted IUs.  Please note that 
Paragraph 50 of the ACO requires the District to submit a written report to EPA on the 
status of the ECSD’s completion of each requirement identified in the ACO.  The District 
must provide quarterly status reports, as directed by Paragraph 50 of the ACO, by 
November 27, 2019. 


Total Fines $80,500 Total Collected $28,500


Sample 
Date Results Date Outfall Parameter


Reported 
Concentration


NOV Letter 
Sent Fine Amount Date Fine 


Received


Amount 
of Fine 
Paid


11/19/2019 11/27/2019 401 pH 3.3 1/6/2020 $1,000 1/31/2020 $1,000
7/16/2019 7/16/2019 401 pH 4.2 3/2/2020 $1,000


2/11/2019 415 DIS VOL REP 2/14/2019 $1,000 3/13/2019 $1,000
6/24/2019 7/2/2019 415 FOG 191 7/8/2019 $1,000 7/18/2019 $1,000
5/15/2019 5/23/2019 415 Ni 2.83 5/24/2019 $1,000 6/10/2019 $1,000
6/24/2019 7/2/2019 415 SGT-HEM 88.8 7/8/2019 $1,000 7/18/2019 $1,000
2/26/2019 3/6/2019 521 CN 0.021 3/7/2019 $1,000 5/20/2019 $1,000


12/12/2019 12/20/2019 521 CN 0.02 1/6/2020 $1,000 1/28/2020 $1,000
12/12/2019 12/20/2019 521 Cu 0.615 1/6/2020 $1,000 1/28/2020 $1,000


2/11/2019 521
DIS VOL REP 2/14/2019


No fine, report 
rec'd NA NA


6/27/2019 7/5/2019 521 FOG 43.3 7/9/2019 $1,000 8/5/2019 $1,000
5/29/2019 6/6/2019 521 NH3 148 6/12/2019 $1,000 7/23/2019 $1,000
6/27/2019 7/5/2019 521 NH3 482 7/9/2019 $1,000 8/5/2019 $1,000


7/9/2019 7/17/2019 521 NH3 299 7/25/2016 $1,000 8/19/2019 $1,000
1/9/2019 1/17/2019 521 O&G (HEM) 41 1/30/2019 $1,000 2/19/2019 $1,000


1/11/2019 2/11/2019 521 O&G (HEM) 41.9 2/12/2019 $1,000 5/20/2019 $1,000
9/18/2019 10/3/2019 521 OH 4.49 10/11/2019 $1,000 10/29/2019 $1,000


10/23/2019 11/5/2019 521 Zn 71.3 11/13/2019 $1,000
4/9/2019 4/17/2019 521 Zn 3 4/23/2019 $1,000 9/3/2019 $1,000


1/15/2019 1/23/2019 901 CN 0.12 1/24/2019 $2,500 Pending Resolution
2/25/2019 3/5/2019 901 CN 0.099 3/5/2019 $2,500 Pending Resolution
3/26/2019 3/3/2019 901 CN 0.46 4/5/2019 $2,500 Pending Resolution
4/15/2019 4/23/2019 901 CN 0.13 4/23/2019 $2,500 Pending Resolution
4/29/2019 5/7/2019 901 CN 0.27 5/9/2019 $2,500 Pending Resolution
5/23/2019 5/31/2019 901 CN 0.65 6/12/2019 $2,500 Pending Resolution
6/17/2019 6/25/2019 901 CN 0.055 7/2/2019 $2,500 Pending Resolution
6/24/2019 7/2/2019 901 CN 0.078 7/8/2019 $2,500 Pending Resolution
7/17/2019 7/25/2019 901 CN 0.27 8/5/2019 $2,500 Pending Resolution
7/29/2019 8/6/2019 901 CN 0.16 8/15/2019 $2,500 Pending Resolution
8/14/2019 8/22/2019 901 CN 0.055 8/26/2019 $2,500 Pending Resolution
8/29/2019 9/11/2019 901 CN 0.12 9/16/2019 $2,500 Pending Resolution
9/12/2019 9/24/2019 901 CN 0.32 10/1/2019 $2,500 Pending Resolution
9/30/2019 10/14/2019 901 CN 0.067 10/22/2019 $2,500 Pending Resolution


10/16/2019 10/24/2019 901 CN 0.078 10/31/2019 $2,500 Pending Resolution
10/29/2019 11/7/2019 901 CN 0.13 11/13/2019 $2,500 Pending Resolution


11/6/2019 11/19/2019 901 CN 0.12 12/4/2019 $2,500 Pending Resolution
11/21/2019 11/27/2019 901 CN 0.095 12/4/2019 $2,500 Pending Resolution
12/10/2019 12/18/2019 901 CN 0.13 1/6/2020 $2,500 Pending Resolution


3/26/2019 3/3/2019 901 Hg 0.0004 4/4/2019 $2,500 6/14/2019 $2,500
4/29/2019 5/7/2019 901 Hg 0.0003 5/9/2019 $2,500 10/25/2019 $2,500
5/23/2019 5/31/2019 901 Hg 0.0004 6/12/2019 $2,500 7/15/2019 $2,500
3/26/2019 3/3/2019 901 O&G (HEM) 118 4/4/2019 $2,500 6/14/2019 $2,500
4/29/2019 5/7/2019 901 OH 4.09 5/9/2019 $2,500 10/25/2019 $2,500


10/23/2019 11/5/2019 951 P 266 11/13/2019 $2,500







District Response:  This letter and attachments are being submitted to comply with this 
requirement.  Moreover, to provide additional documentation in support of our meeting the 
previously completed requirement identified in the ACO we offer the following. 


A. Compliance as of Effective Date of Order, Begin Immediately 


1. ACO - Compliance Requirements, para. 34, Comply with pretreatment requirements in Part III of 
NPDES Permit (Days Following Effective Date = 0): 


Since the effective date of the ACO, the District has been in compliance with and fulfilling the 
requirements in Part III of the NPDES Permit. 


2. ACO – Compliance Requirements, para. 35, Comply with 40 C.F.R. Part 403 (Days Following 
Effective Date = 0): 


Since the effective date of the ACO, the District has been in compliance with and fulfilling the 
requirements in 40 C.F.R. Part 403. 


3. ACO – Compliance Requirements, para. 45, Collect and maintain all self-monitoring data for CIUs 
(Days Following Effective Date = 0): 


Since the effective date of the ACO, the District has been collecting and maintaining all self-
monitoring data for CIUs. Each of the five Categorical Industrial Users (CIU’s) permitted by the 
District, Electric Coating Technologies, Safety-Kleen Systems, National Processing, TAC East, and 
United Transportation Group, are required to self-monitor for applicable categorical pretreatment 
standards twice a year. Additionally, USS Lead is required to conduct self-monitoring on a quarterly 
basis for all the parameters in the Pretreatment Parameter Monitoring Checklist excluding sulfate 
based on the intermittent nature of their discharge. 


4. ACO – Compliance Requirements, para. 48, Carry out enforcement actions in accordance with 
ERP, utilizing escalating responses (Days Following Effective Date = 0): 


Since the effective date of the ACO, the District has been carrying out enforcement actions in 
accordance with ERP, utilizing escalating responses as necessary. Consistent with changes adopted 
in our Sewer User Ordinance (SUO) and Enforcement Response Plan (ERP), the fines for each 
occurrence has been increased to a minimum of $1,000 per occurrence.  Due to the chronic nature 
of violations occurring at Safety-Kleen Systems, the amount of fines assessed Safety-Kleen Systems 
was increased to $2,500 per occurrence for each violation occurrence.  


B. Compliance Within a Number of Days After Effective Date of Order 


1. ACO – Compliance Requirements, para. 40, Acquire for each IU current schematic flow diagrams 
for each major activity in which wastewater is generated (Days Following Effective Date = 90): 


As a result of a follow-up e-mail that was sent to all of the IUs in March 2015 to request an updated 
schematic flow diagram, if available, to maintain in the District’s files, a few IUs submitted updated 
schematics.  


The District followed up with each IU that failed to submit a current schematic flow diagram in 
letters requiring the IU to submit the requested information by April 1, 2016.   During the first 
quarter, only one IU, Kemira Water Solutions (702), had not submitted the requested report.  
Kemira provided the schematic flow diagram on May 3, 2016, in response to a second notice sent 
by the District. The received information has been properly filed for reference purposes. Schematic 







flow diagrams for each of the IUs have been obtained.  As part of the annual inspections of the 
permitted IUs, the schematic flow diagrams are reviewed and updated as necessary.    


2. ACO – Compliance Requirements, para. 49, Streamline and organize IU files (Days Following 
Effective Date = 90): 


In April 2015, ECSD began the effort to create digital files for all of the existing paper records. The 
intent was to duplicate the approach of the newly-created paper files, separating the files into 
electronic records based on Recent Activity or Archives. The electronic files are currently saved on 
the city’s Utilities share drive platform, which makes the records accessible to all District staff with 
internet access rights on the city’s computer network. By December 18, 2015, 100% of the IU files 
had been digitized for electronic archival purposes.  


3. ACO – Compliance Requirements, para. 36, Identify the source(s) of cyanide in collection system 
(Days Following Effective Date = 120): 


In order to identify the source of the cyanide in the collection system, the District completed an 
Industrial Waste Survey, completed sampling of various pump stations throughout the collection 
system, and evaluated the cyanide concentrations observed during the monthly monitoring of all 
IUs during 2016.  The Industrial Waste Survey did not identify any sources of cyanide from 
industries and businesses that were not permitted IUs.   


To investigate possible source areas of cyanide discharge into our collection system, cyanide 
sampling was conducted at Magoun, Roxanna, Canal Street, Michigan Avenue, Alder Street, 
Marina, and Marktown Pump Stations.  Samples for available cyanide were collected from each 
pump station on January 12, 20, 21, 22, 25, 27, 29 and February 5, 2016.  Only samples collected 
from the Canal Street Pump Station had available cyanide concentrations exceeding the local limit 
of 0.003 milligrams per liter (mg/L).  During each sample event, the cyanide concentrations at the 
Canal Street Pump Station ranged from 0.0096 mg/L to 0.0406 mg/L.  The Canal Street Pump 
Station receives sanitary and industrial discharges from our sewer collection Subsystem 9.  
Permitted IUs in Subsystem 9 include Arcelor Mittal West (931, 934, 935), Praxair HyCo (941), US 
Steel (936), Safety Kleen Systems (901) and US Gypsum (951). Only one other sample collected 
February 5, 2016 at the Marina Pump Station, had an available cyanide concentration of 0.00339 
mg/L, slightly exceeding the local limit requirement.  All other analytical results were below 0.003 
mg/L or reported as non-detect.  


Additional cyanide and chloride sampling was completed in support of our development of the 
revised local limits.  Local limit sampling was completed at the Marktown, Magoun and Roxanna 
Pump Stations.  Composite samples were collected on March 29, 30, and 31 and April 4, 5, 6 and 7, 
2016.  Based upon a review of the results, there were no exceedances of the cyanide local limit 
observed during the additional sampling of the pump stations.   


A review of this historical pretreatment monitoring data shows that the majority of reported CN 
violations were collected at outfall 901, Safety-Kleen Systems.  Moreover, the higher reported 
concentrations of cyanide have also associated with discharges from outfall 901. Based upon these 
results, the findings of the Industrial Waste Survey and results of the pump station sampling, the 
District has concluded that the primary source of the cyanide within the POTW collection system is 
the discharge from Safety-Kleen Systems Outfall 901.    


4. ACO – Compliance Requirements, para. 37, Draft written investigative procedure provisions for 
regular sewer monitoring that will allow identification of future instances of noncompliance in 







collection system (Days Following Effective Date = 120): 


On July 18, 2016, the District provided USEPA with its sampling plan outlining procedures for 
completing regular sewer monitoring to identify source(s) of future instances of non-compliance 
within the District’s collection system.  The District proposed sampling of the sewer collection 
system on a periodic basis.  At a minimum, samples for the sewer collection monitoring will be 
collected twice during the calendar year. Based upon the physical layout of the District’s sewer 
collection system, the location of the permitted and non-permitted industrial users, and 
information obtained during the recent sampling investigations, the District proposes to collect 
monitoring samples from the following locations: 


• Alder Street Lift Station; 


• Magoun Avenue Lift Station 


• Canal Street Lift Station 


• The combined sewer manhole located at Columbus Avenue and Kennedy 
Avenue; and, 


• The combined sewer manhole located at east 148th Street and Euclid 
Avenue. 


5. ACO – Compliance Requirements, para. 38, Develop an approach that supports enforcement 
escalation and penalties as a component of ERP (Days Following Effective Date = 120): 


This item was included in the revised draft ERP and SUO that was submitted to USEPA for review on 
August 28, 2015.  Comments from USEPA were received on December 17, 2015, addressed and 
incorporated into revised drafts of the ERP and SUO and resubmitted to USEPA on March 11, 2015. 
Several additional comments on the ERP were received from USEPA on April 28, 2015 which were 
addressed and incorporated into the ERP, and sent back to USEPA for review.  The District has been 
implementing the incorporated changes in the ERP as part of its ongoing enforcement activities.  As 
requested, on May 24, 2016, the District provided USEPA counsel a letter constituting the 
Statement of Legal Authority to implement and administer all Federal requirements for the 
District’s Pretreatment Program.  As discussed during our July 19, 2016 conference call, USEPA is 
still reviewing the Statement of Legal Authority, ERP and SUO. However, USEPA indicated that as all 
of the requested changes have been made to the ERP and SUO, approval is anticipated once the 
SUO has been adopted as an Ordinance by the City of East Chicago.  THE SUO and ERP were 
formally adopted into ordinance by the City in 2018. 


6. ACO – Compliance Requirements, para. 43, Develop evaluation checklists and submit to EPA 
(Days Following Effective Date = 120): 


A copy of ECSD’s slug discharge control plan was attached to the 2015 Q2 quarterly report for 
review. The District evaluated each of the IUs based upon their permit application and information 
observed and obtained as part of each site inspection completed and determined that seven 
facilities (Green lake Tube, ICO Polymers NA, Indiana Radiator,  Safety-Kleen Systems, Tradebe 
Treatment & Recycling, United Transportation Group, and US Gypsum required slug discharge 
control plans.  The District requested the plans to be submitted by April 18, 2016.  During the 1st 
quarter of 2016, except for one permittee (Green Lake Tube), each of the permittees provided the 
slug control plan.  On March 23, 2016, the District notified Green Lake Tube of its failure to submit 







the requested information.  Green Lake Tube submitted its slug control plan on May 12, 2016. All 
required slug control plans were received by the District for 2016. The District re-evaluates the 
need for a slug control plan for each of the permittees when conducting each annual site 
inspection.  


7. ACO – Compliance Requirements, para. 44, Create and implement a plan to conduct annual IU 
inspections, including required sampling (Days Following Effective Date = 120): 


In 2019, the District completed annual inspection for each permitted IU.  Each of the permitted IUs 
will be re-inspected by the end of the 2020 calendar year.  The schedule for the 2020 annual 
inspections has not yet been developed.  The District conducts sampling of each IU on a monthly 
basis, with the exception of several outfalls, #112 GATX Remediation, #124 Buckeye Pipeline 
Terminal, and #411 USS Lead, which consist of groundwater dewatering projects that  produce low 
volumes or are operated on an intermittent, as-needed basis.  


8. ACO – Compliance Requirements, para. 47, Determine additional resources necessary to carry out 
authorities and procedures required for pretreatment program (Days Following Effective Date = 
120): 


In order to carry out all of the authorities and procedures required for the pretreatment program, 
several staffing and procedural changes were proposed.  To shift the focus of the pretreatment 
department from a transactional approach of constantly collecting samples from industrial user 
locations, ECSD intended to hand-off a majority of the sampling responsibility to industrial users.  
This fundamental change in policy was intended to free up staff to spend more time visiting IU 
facilities to evaluate processes, monitor additional areas in the collection system for potential non-
compliance, and to improve department responsiveness and awareness to issues that have proved 
difficult to manage in the past. The increased self-monitoring requirement was included in the 
permit modifications sent to each permittee on April 4, 2016.  The District received comments from 
most of the permittees indicating that they would prefer that the District continue to perform the 
monitoring of their outfalls as it has in the past. Based upon these comments and concerns, the 
District has decided to continue the monitoring of the IUs and will not proceed with the planned 
self-monitoring change.     


A compliance manager position was created in 2016 to oversee the pretreatment program, having 
management responsibility and direct oversight of pretreatment department staff, while ensuring 
the pretreatment program is properly enforced.  


A pretreatment administrator position was also proposed.  This position was tasked to process 
routine compliance documentation and correspondence for industrial users, including permit 
renewals, NOVs, and fines, while maintaining pretreatment files (hard copy and electronic) to 
remain current. The majority of these tasks are already being addressed by our Pretreatment 
Coordinator, Nickie Geros. To assist with the maintenance of pretreatment compliance 
documentation, administration staff has been re-assigned to lessen the Pretreatment Coordinators 
time associated with these tasks.  Additionally, new procedures and methods were employed in 
order to monitor the progress of compliance sampling, analytical data review, timely issuance of 
NOVs, tracking of NOV responses and payment of fines, permit renewals and annual inspection. 


A pretreatment assistant position was envisioned to support the pretreatment inspector on site 
visits, as needed.  This position would also be responsible for performing regular sampling and 
monitoring of pump stations and sewer collection system locations to minimize the potential for 







future instances of noncompliance in collection system.  Presently, this position is held by Henry 
Padilla, and all required sampling, data review and input into our HACH historical database is being 
performed timely.  In Mr. Padilla’s absence, another staff member has been trained to perform the 
daily sampling activities and daily input of the analytical data into our HACH database 


In the past, the District had access to several other staff members through the subcontracted 
services provided by our previous Director of Utilities, Mr. Greg Crowley, and his company Crowley 
Engineering.  This subcontracted staff was able to meet the more technical issues that the District 
needed to address.  The contracted services provided by Crowley Engineering were terminated in 
early 2017.  


The District has attempted to hire an additional Pretreatment Coordinator by posting the open 
position and requirements throughout the City Departments but has been unsuccessful in finding a 
suitable candidate. The District will continue to post the open position throughout the City as well 
as advertise in local papers and job boards in order to increase our staffing to meet its needs. 


9. ACO – Compliance Requirements, para. 39, Incorporate Paragraph 38 of Order and EPA’s review 
into SUO and ERP (Days Following Effective Date = 150): 


This item has been completed, and was incorporated into the revised drafts of the SUO and ERP. 


10. ACO – Compliance Requirements, para. 39, Submit revised SUO and ERP drafts to EPA (Days 
Following Effective Date = 210): 


The revised draft SUO was submitted to USEPA Region 5 NPDES Programs Branch for review on July 
24, 2015, and the revised draft ERP was submitted to EPA Region 5 NPDES Programs Branch for 
review on August 28, 2015. Comments from USEPA were received on December 17, 2015, 
addressed and incorporated into revised drafts of the ERP and SUO and resubmitted to USEPA on 
March 11, 2015. Several additional comments on the ERP were received from USEPA on April 28, 
2015 which incorporated each of USEPA’s recommended changes. The District has been 
implementing the incorporated changes in the ERP as part of its ongoing enforcement activities.  As 
noted in response #5, USEPA approval is anticipated once the SUO has been adopted as an 
Ordinance by the City of East Chicago.  The District is presently completing its local limit study so as 
to incorporate any necessary changes in the local limits with the revised SUO.  The drafting and 
data compilation of all data for our local limit study was completed, submitted to USEPA review 
and comment, and approved by the USEPA. The local limits were be incorporated into the revised 
SUO and adopted into Ordinance by the City Council in 2018. 


11. ACO – Compliance Requirements, para. 41, Complete the review, correction, and reissuance of 
all IU permits (Days Following Effective Date = 210): 


The new Sewer User Ordinance was adopted by our City Council and signed by the Mayor making it 
effective November 15, 2018.  This effective date was incorporated into each re-issued permit.  The 
permits were signed by the Director of Utilities on either January 4 or January 7, 2019 and were 
provided to each IU via email and regular mail.  Copies of permits for all IUs were provided via 
email January 22, 2020 and are included in Attachment A. 
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Annual Summary Data for #312 Electric Coatings 


 


  







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/06/16 6.9 01/06/16 0.0000 03/15/16 0.0000 03/15/16 0.0050 01/06/16 0.0000
Sample #2 Date, Result 02/18/16 7.1 02/18/16 0.0000 02/18/16 0.0000
Sample #3 Date, Result 03/15/16 7.3 03/15/16 0.0000 03/15/16 0.0000


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0050 Minimum 0.0000
Maximum 7.3 Maximum 0.0000 Maximum 0.0000 Maximum 0.0050 Maximum 0.0000
Average 7.1 Average 0.0000 Average 0.0000 Average 0.0050 Average 0.0000


Sample #1 Date, Result 03/15/16 0.0140 01/06/16 0.0000 03/15/16 0.0000 01/06/16 0.0000 01/06/16 0.0740
Sample #2 Date, Result 02/18/16 0.0000 02/18/16 0.0000 02/18/16 0.0230
Sample #3 Date, Result 03/15/16 0.0000 03/15/16 0.0000 03/15/16 0.0210


Minimum 0.0140 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0210
Maximum 0.0140 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0740
Average 0.0140 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0393


Sample #1 Date, Result 03/15/16 0.0000 01/06/16 0.2700 03/15/16 0.0001 01/06/16 0.3900
Sample #2 Date, Result 02/18/16 0.1500 02/18/16 0.2700
Sample #3 Date, Result 03/15/16 0.1500 03/15/16 0.4100


Minimum Minimum 0.0000 Minimum 0.1500 Minimum 0.0001 Minimum 0.2700
Maximum Maximum 0.0000 Maximum 0.2700 Maximum 0.0001 Maximum 0.4100
Average Average 0.0000 Average 0.1900 Average 0.0001 Average 0.3567


Sample #1 Date, Result 01/06/16 0.2100 03/15/16 0.0100 01/06/16 0.0000 01/06/16 0.0000 01/06/16 0.0000
Sample #2 Date, Result 02/18/16 0.1100 02/18/16 0.0000 02/18/16 0.0000 02/18/16 0.0000
Sample #3 Date, Result 03/15/16 0.1200 03/15/16 0.0000 03/15/16 0.0000 03/15/16 0.0000


Minimum 0.1100 Minimum 0.0100 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.2100 Maximum 0.0100 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000
Average 0.1467 Average 0.0100 Average 0.0000 Average 0.0000 Average 0.0000


Sample #1 Date, Result 03/15/16 10.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum 10.0000
Maximum Maximum Maximum Maximum Maximum 10.0000
Average Average Average Average Average 10.0000


Sample #1 Date, Result 01/06/16 460.0000 01/06/16 0.0000 01/06/16 9,800.00 01/06/16 2.20 01/06/16 6,700.000
Sample #2 Date, Result 02/18/16 340.0000 02/18/16 16.0000 02/18/16 8,100.00 02/18/16 3.50 02/18/16 5,400.000
Sample #3 Date, Result 03/15/16 400.0000 03/15/16 48.0000 03/15/16 8,300.00 03/15/16 2.20 03/15/16 6,600.000


Minimum 340.0000 Minimum 0.0000 Minimum 8,100.00 Minimum 2.20 Minimum 5,400.000
Maximum 460.0000 Maximum 48.0000 Maximum 9,800.00 Maximum 3.50 Maximum 6,700.000
Average 400.0000 Average 21.3333 Average 8,733.33 Average 2.63 Average 6,233.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0000 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0050 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.0393 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/06/16 7.6 04/06/16 0.0000 06/08/16 0.0010 06/08/16 0.0050 04/06/16 0.0000
Sample #2 Date, Result 05/26/16 7.0 05/26/16 0.0000 06/14/16 0.0000 06/14/16 0.0037 05/26/16 0.0000
Sample #3 Date, Result 06/14/16 6.5 06/14/16 0.0000 06/08/16 0.0025


Minimum 6.5 Minimum 0.0000 Minimum 0.0000 Minimum 0.0037 Minimum 0.0000
Maximum 7.6 Maximum 0.0000 Maximum 0.0010 Maximum 0.0050 Maximum 0.0025
Average 7.0 Average 0.0000 Average 0.0005 Average 0.0044 Average 0.0008


Sample #1 Date, Result 06/14/16 0.0120 04/06/16 0.0000 06/08/16 0.0025 04/06/16 0.0000 04/06/16 0.0320
Sample #2 Date, Result 05/26/16 0.0000 06/14/16 0.0000 05/26/16 0.0000 05/26/16 0.0340
Sample #3 Date, Result 06/08/16 0.0050 06/08/16 0.0050 06/08/16 0.0690


Minimum 0.0120 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0320
Maximum 0.0120 Maximum 0.0050 Maximum 0.0025 Maximum 0.0050 Maximum 0.0690
Average 0.0120 Average 0.0017 Average 0.0013 Average 0.0017 Average 0.0450


Sample #1 Date, Result 06/14/16 0.0018 06/14/16 0.0000 04/06/16 0.2000 06/14/16 0.0000 04/06/16 0.3700
Sample #2 Date, Result 05/26/16 1.5000 05/26/16 0.2900
Sample #3 Date, Result 06/14/16 0.1400 06/14/16 0.3000


Minimum 0.0018 Minimum 0.0000 Minimum 0.1400 Minimum 0.0000 Minimum 0.2900
Maximum 0.0018 Maximum 0.0000 Maximum 1.5000 Maximum 0.0000 Maximum 0.3700
Average 0.0018 Average 0.0000 Average 0.6133 Average 0.0000 Average 0.3200


Sample #1 Date, Result 04/06/16 0.1700 06/14/16 0.0100 04/06/16 0.0011 04/06/16 0.0000 04/06/16 0.0000
Sample #2 Date, Result 05/26/16 0.0700 05/26/16 0.0000 05/26/16 0.0000 05/26/16 0.0000
Sample #3 Date, Result 06/14/16 0.0900 06/08/16 0.0050 06/14/16 0.0000 06/14/16 0.0000


Minimum 0.0700 Minimum 0.0100 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1700 Maximum 0.0100 Maximum 0.0050 Maximum 0.0000 Maximum 0.0000
Average 0.1100 Average 0.0100 Average 0.0020 Average 0.0000 Average 0.0000


Sample #1 Date, Result 06/08/16 0.0070 06/08/16 0.0010 06/08/16 0.0010 06/08/16 0.0050 06/14/16 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0070 Minimum 0.0010 Minimum 0.0010 Minimum 0.0050 Minimum 0.0000
Maximum 0.0070 Maximum 0.0010 Maximum 0.0010 Maximum 0.0050 Maximum 0.0000
Average 0.0070 Average 0.0010 Average 0.0010 Average 0.0050 Average 0.0000


Sample #1 Date, Result 04/06/16 360.0000 04/06/16 15.0000 04/06/16 8,800.00 04/06/16 2.00 04/06/16 5,600.000
Sample #2 Date, Result 05/26/16 380.0000 05/26/16 0.0000 05/26/16 8,800.00 05/26/16 2.20 05/26/16 5,100.000
Sample #3 Date, Result 06/14/16 300.0000 06/14/16 14.0000 06/14/16 8,000.00 06/14/16 1.80 06/14/16 6,500.000


Minimum 300.0000 Minimum 0.0000 Minimum 8,000.00 Minimum 1.80 Minimum 5,100.000
Maximum 380.0000 Maximum 15.0000 Maximum 8,800.00 Maximum 2.20 Maximum 6,500.000
Average 346.6667 Average 9.6667 Average 8,533.33 Average 2.00 Average 5,733.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0005 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0020 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0044 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0017 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0013 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.0450 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0008 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/26/17 6.9 07/26/17 0.0000 08/16/17 0.0000 08/16/17 0.0025 07/26/17 0.0000
Sample #2 Date, Result 08/16/17 7.0 09/06/17 0.0000 09/06/17 0.0000 09/06/17 0.0028 08/16/17 0.0000
Sample #3 Date, Result 09/06/17 6.4 09/06/17 0.0000


Minimum 6.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0025 Minimum 0.0000
Maximum 7.0 Maximum 0.0000 Maximum 0.0000 Maximum 0.0028 Maximum 0.0000
Average 6.8 Average 0.0000 Average 0.0000 Average 0.0027 Average 0.0000


Sample #1 Date, Result 09/06/17 0.0120 07/26/17 0.0000 08/16/17 0.0000 07/26/17 0.0000 07/26/17 0.0980
Sample #2 Date, Result 08/16/17 0.0000 09/06/17 0.0000 08/16/17 0.0000 08/16/17 0.0900
Sample #3 Date, Result 09/06/17 0.0000 09/06/17 0.0000 09/06/17 0.0960


Minimum 0.0120 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0900
Maximum 0.0120 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0980
Average 0.0120 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0947


Sample #1 Date, Result 09/06/17 0.0190 09/06/17 0.0000 07/26/17 0.3800 09/06/17 0.0000 07/26/17 1.4000
Sample #2 Date, Result 09/06/17 0.1800 09/06/17 0.5800
Sample #3 Date, Result


Minimum 0.0190 Minimum 0.0000 Minimum 0.1800 Minimum 0.0000 Minimum 0.5800
Maximum 0.0190 Maximum 0.0000 Maximum 0.3800 Maximum 0.0000 Maximum 1.4000
Average 0.0190 Average 0.0000 Average 0.2800 Average 0.0000 Average 0.9900


Sample #1 Date, Result 07/26/17 0.1400 09/06/17 0.0300 07/26/17 0.0000 07/26/17 0.0124 07/26/17 0.0000
Sample #2 Date, Result 09/06/17 0.0000 08/16/17 0.0006 08/16/17 0.0000 09/06/17 0.0000
Sample #3 Date, Result 09/06/17 0.0009 09/06/17 0.0000


Minimum 0.0000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1400 Maximum 0.0300 Maximum 0.0009 Maximum 0.0124 Maximum 0.0000
Average 0.0700 Average 0.0300 Average 0.0005 Average 0.0041 Average 0.0000


Sample #1 Date, Result 09/06/17 5.6000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum 5.6000
Maximum Maximum Maximum Maximum Maximum 5.6000
Average Average Average Average Average 5.6000


Sample #1 Date, Result 07/26/17 440.0000 07/26/17 0.0000 07/26/17 20,000.00 07/26/17 5.80 07/26/17 20,000.000
Sample #2 Date, Result 09/06/17 700.0000 09/06/17 0.0000 09/06/17 8,300.00 09/06/17 6.60 09/06/17 810.000
Sample #3 Date, Result


Minimum 440.0000 Minimum 0.0000 Minimum 8,300.00 Minimum 5.80 Minimum 810.000
Maximum 700.0000 Maximum 0.0000 Maximum 20,000.00 Maximum 6.60 Maximum 20,000.000
Average 570.0000 Average 0.0000 Average 14,150.00 Average 6.20 Average 10,405.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0005 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0027 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.0947 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/12/16 6.9 10/12/16 0.0000 10/12/16 0.0000 10/12/16 0.0040 10/12/16 0.0000
Sample #2 Date, Result 11/08/16 8.2 11/08/16 0.0000 11/08/16 0.0000
Sample #3 Date, Result 12/07/16 7.5 12/07/16 0.0000 12/07/16 0.0000


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0040 Minimum 0.0000
Maximum 8.2 Maximum 0.0000 Maximum 0.0000 Maximum 0.0040 Maximum 0.0000
Average 7.5 Average 0.0000 Average 0.0000 Average 0.0040 Average 0.0000


Sample #1 Date, Result 10/12/16 0.0091 10/12/16 0.0000 10/12/16 0.0000 10/12/16 0.0000 10/12/16 0.1600
Sample #2 Date, Result 11/08/16 0.0000 11/08/16 0.0000 11/08/16 0.2100
Sample #3 Date, Result 12/07/16 0.0000 12/07/16 0.0000 12/07/16 0.1400


Minimum 0.0091 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.1400
Maximum 0.0091 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.2100
Average 0.0091 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.1700


Sample #1 Date, Result 10/12/16 0.0022 10/12/16 0.0000 10/12/16 0.2000 10/12/16 0.0001 10/12/16 0.5500
Sample #2 Date, Result 11/08/16 0.1900 11/08/16 0.4500
Sample #3 Date, Result 12/07/16 0.1800 12/07/16 0.5100


Minimum 0.0022 Minimum 0.0000 Minimum 0.1800 Minimum 0.0001 Minimum 0.4500
Maximum 0.0022 Maximum 0.0000 Maximum 0.2000 Maximum 0.0001 Maximum 0.5500
Average 0.0022 Average 0.0000 Average 0.1900 Average 0.0001 Average 0.5033


Sample #1 Date, Result 10/12/16 0.1600 10/12/16 0.0000 10/12/16 0.0000 10/12/16 0.0000 10/12/16 1.7000
Sample #2 Date, Result 11/08/16 0.0000 11/08/16 0.0000 11/08/16 0.0000 11/08/16 0.0000
Sample #3 Date, Result 12/07/16 0.0000 12/07/16 0.0000 12/07/16 0.0000 12/07/16 0.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1600 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 1.7000
Average 0.0533 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.5667


Sample #1 Date, Result 10/12/16 3.1000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum 3.1000
Maximum Maximum Maximum Maximum Maximum 3.1000
Average Average Average Average Average 3.1000


Sample #1 Date, Result 10/12/16 470.0000 10/12/16 25.0000 10/12/16 8,500.00 10/12/16 3.60 10/12/16 5,200.000
Sample #2 Date, Result 11/08/16 420.0000 11/08/16 9.4000 11/08/16 7,700.00 11/08/16 2.80 11/08/16 6,500.000
Sample #3 Date, Result 12/07/16 140.0000 12/07/16 21.0000 12/07/16 9,700.00 12/07/16 1.40 12/07/16 6,400.000


Minimum 140.0000 Minimum 9.4000 Minimum 7,700.00 Minimum 1.40 Minimum 5,200.000
Maximum 470.0000 Maximum 25.0000 Maximum 9,700.00 Maximum 3.60 Maximum 6,500.000
Average 343.3333 Average 18.4667 Average 8,633.33 Average 2.60 Average 6,033.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0000 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0040 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1700 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/11/17 7.9 01/11/17 0.0000 01/11/17 0.0000 01/11/17 0.0038 01/11/17 0.0000
Sample #2 Date, Result 02/15/17 7.4 02/15/17 0.0000 02/15/17 0.0000
Sample #3 Date, Result 03/08/17 7.2 03/08/17 0.0000 03/08/17 0.0000


Minimum 7.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0038 Minimum 0.0000
Maximum 7.9 Maximum 0.0000 Maximum 0.0000 Maximum 0.0038 Maximum 0.0000
Average 7.5 Average 0.0000 Average 0.0000 Average 0.0038 Average 0.0000


Sample #1 Date, Result 01/11/17 0.0065 01/11/17 0.0000 01/11/17 0.0000 01/11/17 0.0000 01/11/17 0.1300
Sample #2 Date, Result 02/15/17 0.0000 02/15/17 0.0000 02/15/17 0.1700
Sample #3 Date, Result 03/08/17 0.0000 03/08/17 0.0000 03/08/17 0.1700


Minimum 0.0065 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.1300
Maximum 0.0065 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.1700
Average 0.0065 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.1567


Sample #1 Date, Result 01/11/17 0.0012 01/11/17 0.0000 01/11/17 0.1400 01/11/17 0.0000 01/11/17 0.4600
Sample #2 Date, Result 02/15/17 0.1400 02/15/17 0.4300
Sample #3 Date, Result 03/08/17 0.1300 03/08/17 0.4500


Minimum 0.0012 Minimum 0.0000 Minimum 0.1300 Minimum 0.0000 Minimum 0.4300
Maximum 0.0012 Maximum 0.0000 Maximum 0.1400 Maximum 0.0000 Maximum 0.4600
Average 0.0012 Average 0.0000 Average 0.1367 Average 0.0000 Average 0.4467


Sample #1 Date, Result 01/11/17 0.0500 01/11/17 0.0000 01/11/17 0.0003 01/11/17 0.0000
Sample #2 Date, Result 02/15/17 0.1700 02/15/17 0.0000 02/15/17 0.0000 02/15/17 0.0000
Sample #3 Date, Result 03/08/17 0.0900 03/08/17 0.0000 03/08/17 0.0000 03/08/17 1.6000


Minimum 0.0500 Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1700 Maximum Maximum 0.0000 Maximum 0.0003 Maximum 1.6000
Average 0.1033 Average Average 0.0000 Average 0.0001 Average 0.5333


Sample #1 Date, Result 01/11/17 2.9000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum 2.9000
Maximum Maximum Maximum Maximum Maximum 2.9000
Average Average Average Average Average 2.9000


Sample #1 Date, Result 01/11/17 400.0000 01/11/17 23.0000 01/11/17 10,000.00 01/11/17 5.60 01/11/17 6,300.000
Sample #2 Date, Result 02/15/17 410.0000 02/15/17 27.0000 02/15/17 9,900.00 02/15/17 3.20 02/15/17 6,000.000
Sample #3 Date, Result 03/08/17 400.0000 03/08/17 26.0000 03/08/17 12,000.00 03/08/17 4.40 03/08/17 6,900.000


Minimum 400.0000 Minimum 23.0000 Minimum 9,900.00 Minimum 3.20 Minimum 6,000.000
Maximum 410.0000 Maximum 27.0000 Maximum 12,000.00 Maximum 5.60 Maximum 6,900.000
Average 403.3333 Average 25.3333 Average 10,633.33 Average 4.40 Average 6,400.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0000 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0038 0
Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1567 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0
Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/12/17 7.7 04/12/17 0.0000 04/12/17 0.0002 04/12/17 0.0017 04/12/17 0.0000
Sample #2 Date, Result 05/17/17 7.1 05/17/17 0.0000 05/25/17 0.0010 05/25/17 0.0050 05/17/17 0.0000
Sample #3 Date, Result 06/29/17 7.0 06/29/17 0.0000 05/25/17 0.0025


Minimum 7.0 Minimum 0.0000 Minimum 0.0002 Minimum 0.0017 Minimum 0.0000
Maximum 7.7 Maximum 0.0000 Maximum 0.0010 Maximum 0.0050 Maximum 0.0025
Average 7.3 Average 0.0000 Average 0.0006 Average 0.0034 Average 0.0008


Sample #1 Date, Result 04/12/17 0.0180 04/12/17 0.0000 04/12/17 0.0000 04/12/17 0.0000 04/12/17 0.3200
Sample #2 Date, Result 05/17/17 0.0000 05/25/17 0.0025 05/17/17 0.0000 05/17/17 0.0870
Sample #3 Date, Result 05/25/17 0.0050 05/25/17 0.0050 05/25/17 0.0960


Minimum 0.0180 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0870
Maximum 0.0180 Maximum 0.0050 Maximum 0.0025 Maximum 0.0050 Maximum 0.3200
Average 0.0180 Average 0.0017 Average 0.0013 Average 0.0017 Average 0.1677


Sample #1 Date, Result 04/12/17 0.0014 04/12/17 0.0000 04/12/17 0.1400 04/12/17 0.0000 04/12/17 0.6200
Sample #2 Date, Result 05/17/17 0.1300 05/17/17 0.5400
Sample #3 Date, Result 06/29/17 0.1400 06/29/17 0.5100


Minimum 0.0014 Minimum 0.0000 Minimum 0.1300 Minimum 0.0000 Minimum 0.5100
Maximum 0.0014 Maximum 0.0000 Maximum 0.1400 Maximum 0.0000 Maximum 0.6200
Average 0.0014 Average 0.0000 Average 0.1367 Average 0.0000 Average 0.5567


Sample #1 Date, Result 04/12/17 0.0900 04/12/17 0.0000 04/12/17 0.0000 04/12/17 0.0013 04/12/17 0.0000
Sample #2 Date, Result 05/17/17 0.1100 05/17/17 0.0000 05/17/17 0.0063 05/17/17 0.0000
Sample #3 Date, Result 06/29/17 0.1100 05/25/17 0.0050 06/29/17 0.0000 06/29/17 0.0000


Minimum 0.0900 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1100 Maximum 0.0000 Maximum 0.0050 Maximum 0.0063 Maximum 0.0000
Average 0.1033 Average 0.0000 Average 0.0017 Average 0.0025 Average 0.0000


Sample #1 Date, Result 05/25/17 0.0070 05/25/17 0.0020 05/25/17 0.0000 05/25/17 0.0050 04/12/17 2.6000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0070 Minimum 0.0020 Minimum 0.0000 Minimum 0.0050 Minimum 2.6000
Maximum 0.0070 Maximum 0.0020 Maximum 0.0000 Maximum 0.0050 Maximum 2.6000
Average 0.0070 Average 0.0020 Average 0.0000 Average 0.0050 Average 2.6000


Sample #1 Date, Result 04/12/17 480.0000 04/12/17 35.0000 04/12/17 12,000.00 04/12/17 4.80 04/12/17 10,000.000
Sample #2 Date, Result 05/17/17 330.0000 05/17/17 24.0000 05/17/17 7,700.00 05/17/17 4.20 05/17/17 4,700.000
Sample #3 Date, Result 06/29/17 300.0000 06/29/17 0.0000 06/29/17 7,900.00 06/29/17 2.80 06/29/17 4,400.000


Minimum 300.0000 Minimum 0.0000 Minimum 7,700.00 Minimum 2.80 Minimum 4,400.000
Maximum 480.0000 Maximum 35.0000 Maximum 12,000.00 Maximum 4.80 Maximum 10,000.000
Average 370.0000 Average 19.6667 Average 9,200.00 Average 3.93 Average 6,366.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0006 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0017 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0034 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0017 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0013 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1677 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0008 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/26/17 6.9 07/26/17 0.0000 08/16/17 0.0000 08/16/17 0.0025 07/26/17 0.0000
Sample #2 Date, Result 08/16/17 7.0 09/06/17 0.0000 09/06/17 0.0000 09/06/17 0.0028 08/16/17 0.0000
Sample #3 Date, Result 09/06/17 6.4 09/06/17 0.0000


Minimum 6.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0025 Minimum 0.0000
Maximum 7.0 Maximum 0.0000 Maximum 0.0000 Maximum 0.0028 Maximum 0.0000
Average 6.8 Average 0.0000 Average 0.0000 Average 0.0027 Average 0.0000


Sample #1 Date, Result 09/06/17 0.0120 07/26/17 0.0000 08/16/17 0.0000 07/26/17 0.0000 07/26/17 0.0980
Sample #2 Date, Result 08/16/17 0.0000 09/06/17 0.0000 08/16/17 0.0000 08/16/17 0.0900
Sample #3 Date, Result 09/06/17 0.0000 09/06/17 0.0000 09/06/17 0.0960


Minimum 0.0120 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0900
Maximum 0.0120 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0980
Average 0.0120 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0947


Sample #1 Date, Result 09/06/17 0.0190 09/06/17 0.0000 07/26/17 0.3800 09/06/17 0.0000 07/26/17 1.4000
Sample #2 Date, Result 09/06/17 0.1800 09/06/17 0.5800
Sample #3 Date, Result


Minimum 0.0190 Minimum 0.0000 Minimum 0.1800 Minimum 0.0000 Minimum 0.5800
Maximum 0.0190 Maximum 0.0000 Maximum 0.3800 Maximum 0.0000 Maximum 1.4000
Average 0.0190 Average 0.0000 Average 0.2800 Average 0.0000 Average 0.9900


Sample #1 Date, Result 07/26/17 0.1400 09/06/17 0.0300 07/26/17 0.0000 07/26/17 0.0124 07/26/17 0.0000
Sample #2 Date, Result 09/06/17 0.0000 08/16/17 0.0006 08/16/17 0.0000 09/06/17 0.0000
Sample #3 Date, Result 09/06/17 0.0009 09/06/17 0.0000


Minimum 0.0000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.1400 Maximum 0.0300 Maximum 0.0009 Maximum 0.0124 Maximum 0.0000
Average 0.0700 Average 0.0300 Average 0.0005 Average 0.0041 Average 0.0000


Sample #1 Date, Result 09/06/17 5.6000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum 5.6000
Maximum Maximum Maximum Maximum Maximum 5.6000
Average Average Average Average Average 5.6000


Sample #1 Date, Result 07/26/17 440.0000 07/26/17 0.0000 07/26/17 20,000.00 07/26/17 5.80 07/26/17 20,000.000
Sample #2 Date, Result 09/06/17 700.0000 09/06/17 0.0000 09/06/17 8,300.00 09/06/17 6.60 09/06/17 810.000
Sample #3 Date, Result


Minimum 440.0000 Minimum 0.0000 Minimum 8,300.00 Minimum 5.80 Minimum 810.000
Maximum 700.0000 Maximum 0.0000 Maximum 20,000.00 Maximum 6.60 Maximum 20,000.000
Average 570.0000 Average 0.0000 Average 14,150.00 Average 6.20 Average 10,405.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0005 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0027 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.0947 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 10/03/17 6.8 10/03/17 0.0000 11/08/17 0.0000 11/08/17 0.0024 10/03/17 0.0000
Sample #2 Date, Result 11/08/17 6.6 11/08/17 0.0000 11/10/17 0.0010 11/10/17 0.0050 11/08/17 0.0000
Sample #3 Date, Result 12/06/17 6.8 12/06/17 0.0000 12/06/17 0.0000 12/06/17 0.0038 11/10/17 0.0025


Minimum 6.6 Minimum 0.0000 Minimum 0.0000 Minimum 0.0024 Minimum 0.0000
Maximum 6.8 Maximum 0.0000 Maximum 0.0010 Maximum 0.0050 Maximum 0.0025
Average 6.7 Average 0.0000 Average 0.0003 Average 0.0037 Average 0.0008


Sample #1 Date, Result 11/08/17 0.0170 10/03/17 0.0000 11/08/17 0.0000 10/03/17 0.0000 10/03/17 0.2200
Sample #2 Date, Result 12/06/17 0.0180 11/08/17 0.0000 11/10/17 0.0025 11/08/17 0.0000 11/08/17 0.0430
Sample #3 Date, Result 11/10/17 0.0050 12/06/17 0.0000 11/10/17 0.0050 11/10/17 0.1800


Minimum 0.0170 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0430
Maximum 0.0180 Maximum 0.0050 Maximum 0.0025 Maximum 0.0050 Maximum 0.2200
Average 0.0175 Average 0.0017 Average 0.0008 Average 0.0017 Average 0.1477


Sample #1 Date, Result 11/08/17 0.0021 11/08/17 0.0000 10/03/17 0.1200 11/08/17 0.0000 10/03/17 0.3000
Sample #2 Date, Result 12/06/17 0.0000 12/06/17 0.0000 11/08/17 0.1500 12/06/17 0.0000 11/08/17 0.3100
Sample #3 Date, Result 12/06/17 0.1800 12/06/17 0.2400


Minimum 0.0000 Minimum 0.0000 Minimum 0.1200 Minimum 0.0000 Minimum 0.2400
Maximum 0.0021 Maximum 0.0000 Maximum 0.1800 Maximum 0.0000 Maximum 0.3100
Average 0.0011 Average 0.0000 Average 0.1500 Average 0.0000 Average 0.2833


Sample #1 Date, Result 10/03/17 0.0500 11/08/17 0.0000 10/03/17 0.0000 10/03/17 0.0000 10/03/17 1.5000
Sample #2 Date, Result 11/08/17 0.0600 12/06/17 0.0000 11/08/17 0.0009 11/08/17 0.0000 11/08/17 0.0000
Sample #3 Date, Result 12/06/17 0.0500 11/10/17 0.0050 12/06/17 0.0015 12/06/17 0.0000


Minimum 0.0500 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0600 Maximum 0.0000 Maximum 0.0050 Maximum 0.0015 Maximum 1.5000
Average 0.0533 Average 0.0000 Average 0.0020 Average 0.0005 Average 0.5000


Sample #1 Date, Result 11/10/17 0.0077 11/10/17 0.0020 11/10/17 0.0007 11/10/17 0.0050 11/08/17 0.0000
Sample #2 Date, Result 12/06/17 4.4000
Sample #3 Date, Result


Minimum 0.0077 Minimum 0.0020 Minimum 0.0007 Minimum 0.0050 Minimum 0.0000
Maximum 0.0077 Maximum 0.0020 Maximum 0.0007 Maximum 0.0050 Maximum 4.4000
Average 0.0077 Average 0.0020 Average 0.0007 Average 0.0050 Average 2.2000


Sample #1 Date, Result 10/03/17 380.0000 10/03/17 13.0000 10/03/17 8,000.00 10/03/17 2.20 10/03/17 4,300.000
Sample #2 Date, Result 11/08/17 240.0000 11/08/17 22.0000 11/08/17 8,800.00 11/08/17 17.00 11/08/17 6,500.000
Sample #3 Date, Result 12/06/17 520.0000 12/06/17 20.0000 12/06/17 6,400.00 12/06/17 10.00 12/06/17 3,800.000


Minimum 240.0000 Minimum 13.0000 Minimum 6,400.00 Minimum 2.20 Minimum 3,800.000
Maximum 520.0000 Maximum 22.0000 Maximum 8,800.00 Maximum 17.00 Maximum 6,500.000
Average 380.0000 Average 18.3333 Average 7,733.33 Average 9.73 Average 4,866.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0003 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0020 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0037 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0017 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0008 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1477 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0008 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/03/18 5.0 01/03/18 0.0000 02/14/18 0.0000 02/14/18 0.0046 01/03/18 0.0000
Sample #2 Date, Result 02/14/18 7.1 02/14/18 0.0000 02/14/18 0.0000
Sample #3 Date, Result 03/07/18 6.9 03/07/18 0.0000 03/07/18 0.0000


Minimum 5.0 Minimum 0.0000 Minimum 0.0000 Minimum 0.0046 Minimum 0.0000
Maximum 7.1 Maximum 0.0000 Maximum 0.0000 Maximum 0.0046 Maximum 0.0000
Average 6.3 Average 0.0000 Average 0.0000 Average 0.0046 Average 0.0000


Sample #1 Date, Result 02/14/18 0.0180 01/03/18 0.0000 02/14/18 0.0000 01/03/18 0.0000 01/03/18 0.1500
Sample #2 Date, Result 02/14/18 0.0000 02/14/18 0.0000 02/14/18 0.1200
Sample #3 Date, Result 03/07/18 0.0000 03/07/18 0.0000 03/07/18 0.1400


Minimum 0.0180 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.1200
Maximum 0.0180 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.1500
Average 0.0180 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.1367


Sample #1 Date, Result 02/14/18 0.0057 02/14/18 0.0000 01/03/18 0.1700 02/14/18 0.0000 01/03/18 0.3500
Sample #2 Date, Result 02/14/18 0.1500 02/14/18 0.5400
Sample #3 Date, Result 03/07/18 0.1500 03/07/18 0.6100


Minimum 0.0057 Minimum 0.0000 Minimum 0.1500 Minimum 0.0000 Minimum 0.3500
Maximum 0.0057 Maximum 0.0000 Maximum 0.1700 Maximum 0.0000 Maximum 0.6100
Average 0.0057 Average 0.0000 Average 0.1567 Average 0.0000 Average 0.5000


Sample #1 Date, Result 01/03/18 0.0000 02/14/18 0.0000 01/03/18 0.0008 01/03/18 0.0026 01/03/18 0.0000
Sample #2 Date, Result 02/14/18 0.0600 02/14/18 0.0009 02/14/18 0.0015 02/14/18 0.0000
Sample #3 Date, Result 03/07/18 0.0000 03/07/18 0.0000 03/07/18 0.0000 03/07/18 2.2000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0600 Maximum 0.0000 Maximum 0.0009 Maximum 0.0026 Maximum 2.2000
Average 0.0200 Average 0.0000 Average 0.0006 Average 0.0014 Average 0.7333


Sample #1 Date, Result 02/14/18 0.0300 02/14/18 7.5000
Sample #2 Date, Result 03/07/18 0.0800
Sample #3 Date, Result 03/21/18 0.0600


Minimum 0.0300 Minimum Minimum Minimum Minimum 7.5000
Maximum 0.0800 Maximum Maximum Maximum Maximum 7.5000
Average 0.0567 Average Average Average Average 7.5000


Sample #1 Date, Result 01/03/18 500.0000 01/03/18 19.0000 01/03/18 6,000.00 01/03/18 1.60 01/03/18 4,000.000
Sample #2 Date, Result 02/14/18 390.0000 02/14/18 37.0000 02/14/18 7,100.00 02/14/18 4.70 02/14/18 4,500.000
Sample #3 Date, Result 03/07/18 650.0000 03/07/18 0.0000 03/07/18 7,300.00 03/07/18 5.20 03/07/18 4,800.000


Minimum 390.0000 Minimum 0.0000 Minimum 6,000.00 Minimum 1.60 Minimum 4,000.000
Maximum 650.0000 Maximum 37.0000 Maximum 7,300.00 Maximum 5.20 Maximum 4,800.000
Average 513.3333 Average 18.6667 Average 6,800.00 Average 3.83 Average 4,433.333


Chloride Chemical Oxygen Demand TDS TSS Sulfate


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chloroform Naphthalene Methylene Chloride Biochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Electric Coating Technologies


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.00 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.00 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.00 0
Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.00 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.00 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.14 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.00 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0
Chloroform* mg/L 2.13 2 0


Naphthalene* mg/L 2.13 1 0
Methylene Chloride* mg/L 2.13 1 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/18/18 7.9 04/18/18 0.0000 04/18/18 0.0000 04/18/18 0.0025 04/18/18 0.0000
Sample #2 Date, Result 05/24/18 7.9 05/24/18 0.0000 05/02/18 0.0010 05/02/18 0.0050 05/02/18 0.0025
Sample #3 Date, Result 06/21/18 7.3 06/21/18 0.0000 05/24/18 0.0000


Minimum 7.3 Minimum 0.0000 Minimum 0.0000 Minimum 0.0025 Minimum 0.0000
Maximum 7.9 Maximum 0.0000 Maximum 0.0010 Maximum 0.0050 Maximum 0.0025
Average 7.7 Average 0.0000 Average 0.0005 Average 0.0038 Average 0.0008


Sample #1 Date, Result 04/18/18 0.0160 04/18/18 0.0000 04/18/18 0.0000 04/18/18 0.0000 04/18/18 0.1300
Sample #2 Date, Result 05/02/18 0.0100 05/02/18 0.0025 05/02/18 0.0100 05/02/18 0.3000
Sample #3 Date, Result 05/24/18 0.0000 05/24/18 0.0000 05/24/18 0.1600


Minimum 0.0160 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.1300
Maximum 0.0160 Maximum 0.0100 Maximum 0.0025 Maximum 0.0100 Maximum 0.3000
Average 0.0160 Average 0.0033 Average 0.0013 Average 0.0033 Average 0.1967


Sample #1 Date, Result 04/18/18 0.0049 04/18/18 0.0000 04/18/18 0.1100 04/18/18 0.0000 04/18/18 0.3800
Sample #2 Date, Result 05/24/18 0.1300 05/24/18 0.6300
Sample #3 Date, Result 06/21/18 0.1100 06/21/18 0.4500


Minimum 0.0049 Minimum 0.0000 Minimum 0.1100 Minimum 0.0000 Minimum 0.3800
Maximum 0.0049 Maximum 0.0000 Maximum 0.1300 Maximum 0.0000 Maximum 0.6300
Average 0.0049 Average 0.0000 Average 0.1167 Average 0.0000 Average 0.4867


Sample #1 Date, Result 04/18/18 0.0600 04/18/18 0.0100 04/18/18 0.0000 04/18/18 0.0000 04/18/18 4.0000
Sample #2 Date, Result 05/24/18 0.0700 05/02/18 0.0050 05/24/18 0.0014 05/24/18 2.0000
Sample #3 Date, Result 06/21/18 0.0500 05/24/18 0.0000 06/21/18 0.0000 06/21/18 3.9000


Minimum 0.0500 Minimum 0.0100 Minimum 0.0000 Minimum 0.0000 Minimum 2.0000
Maximum 0.0700 Maximum 0.0100 Maximum 0.0050 Maximum 0.0014 Maximum 4.0000
Average 0.0600 Average 0.0100 Average 0.0017 Average 0.0005 Average 3.3000


Sample #1 Date, Result 05/02/18 0.0080 05/02/18 0.0020 05/02/18 0.0010 05/02/18 0.0050 04/18/18 3.9000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0080 Minimum 0.0020 Minimum 0.0010 Minimum 0.0050 Minimum 3.9000
Maximum 0.0080 Maximum 0.0020 Maximum 0.0010 Maximum 0.0050 Maximum 3.9000
Average 0.0080 Average 0.0020 Average 0.0010 Average 0.0050 Average 3.9000


Sample #1 Date, Result 04/18/18 320.0000 04/18/18 27.0000 04/18/18 8,100.00 04/18/18 3.60 04/18/18 5,400.000
Sample #2 Date, Result 05/24/18 240.0000 05/24/18 0.0000 05/24/18 7,400.00 05/24/18 1.40 05/24/18 5,300.000
Sample #3 Date, Result 06/21/18 380.0000 06/21/18 24.0000 06/21/18 7,700.00 06/21/18 8.40 06/21/18 4,900.000


Minimum 240.0000 Minimum 0.0000 Minimum 7,400.00 Minimum 1.40 Minimum 4,900.000
Maximum 380.0000 Maximum 27.0000 Maximum 8,100.00 Maximum 8.40 Maximum 5,400.000
Average 313.3333 Average 17.0000 Average 7,733.33 Average 4.47 Average 5,200.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0005 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0017 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0038 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0033 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0013 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1967 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0008 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/11/18 7.2 07/11/18 0.0000 09/19/18 0.0000 09/19/18 0.0044 07/11/18 0.0000
Sample #2 Date, Result 08/14/18 8.6 08/14/18 0.0000 08/14/18 0.0000
Sample #3 Date, Result 09/19/18 7.3 09/19/18 0.0000


Minimum 7.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0044 Minimum 0.0000
Maximum 8.6 Maximum 0.0000 Maximum 0.0000 Maximum 0.0044 Maximum 0.0000
Average 7.7 Average 0.0000 Average 0.0000 Average 0.0044 Average 0.0000


Sample #1 Date, Result 07/11/18 0.0000 09/19/18 0.0000 07/11/18 0.0000 07/11/18 0.0850
Sample #2 Date, Result 08/14/18 0.0000 08/14/18 0.0000 08/14/18 0.2000
Sample #3 Date, Result 09/19/18 0.0000 09/19/18 0.0000 09/19/18 0.1700


Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0850
Maximum Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.2000
Average Average 0.0000 Average 0.0000 Average 0.0000 Average 0.1517


Sample #1 Date, Result 07/11/18 0.1500 08/14/18 0.0000 07/11/18 0.3400
Sample #2 Date, Result 08/14/18 0.1700 08/14/18 0.5600
Sample #3 Date, Result


Minimum Minimum Minimum 0.1500 Minimum 0.0000 Minimum 0.3400
Maximum Maximum Maximum 0.1700 Maximum 0.0000 Maximum 0.5600
Average Average Average 0.1600 Average 0.0000 Average 0.4500


Sample #1 Date, Result 07/11/18 0.0000 07/11/18 0.0000 07/11/18 0.0041 07/11/18 3.0000
Sample #2 Date, Result 08/14/18 0.0600 08/14/18 0.0000 08/14/18 0.0000
Sample #3 Date, Result 09/19/18 0.0000


Minimum 0.0000 Minimum Minimum 0.0000 Minimum 0.0041 Minimum 0.0000
Maximum 0.0600 Maximum Maximum 0.0000 Maximum 0.0041 Maximum 3.0000
Average 0.0300 Average Average 0.0000 Average 0.0041 Average 1.5000


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result 07/11/18 380.0000 07/11/18 20.0000 07/11/18 6,500.00 07/11/18 13.00 07/11/18 4,900.000
Sample #2 Date, Result 08/14/18 1,100.0000 08/14/18 32.0000 08/14/18 6,600.00 08/14/18 8.80 08/14/18 3,900.000
Sample #3 Date, Result


Minimum 380.0000 Minimum 20.0000 Minimum 6,500.00 Minimum 8.80 Minimum 3,900.000
Maximum 1,100.0000 Maximum 32.0000 Maximum 6,600.00 Maximum 13.00 Maximum 4,900.000
Average 740.0000 Average 26.0000 Average 6,550.00 Average 10.90 Average 4,400.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0000 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0000 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0044 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0000 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0000 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1517 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0000 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/10/18 7.4 10/10/18 0.0000 11/07/18 0.0010 11/07/18 0.0053 10/10/18 0.0000
Sample #2 Date, Result 11/14/18 7.6 11/14/18 0.0000 12/05/18 0.0000 12/05/18 0.0034 11/07/18 0.0025
Sample #3 Date, Result 12/05/18 7.6 12/05/18 0.0000 11/14/18 0.0000


Minimum 7.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0034 Minimum 0.0000
Maximum 7.6 Maximum 0.0000 Maximum 0.0010 Maximum 0.0053 Maximum 0.0025
Average 7.5 Average 0.0000 Average 0.0005 Average 0.0044 Average 0.0008


Sample #1 Date, Result 12/05/18 0.0230 10/10/18 0.0000 11/07/18 0.0025 10/10/18 0.0000 10/10/18 0.0580
Sample #2 Date, Result 11/07/18 0.0050 12/05/18 0.0000 11/07/18 0.0050 11/14/18 0.0580
Sample #3 Date, Result 11/14/18 0.0000 11/14/18 0.0000 12/05/18 0.0300


Minimum 0.0230 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0300
Maximum 0.0230 Maximum 0.0050 Maximum 0.0025 Maximum 0.0050 Maximum 0.0580
Average 0.0230 Average 0.0017 Average 0.0013 Average 0.0017 Average 0.0487


Sample #1 Date, Result 12/05/18 0.0000 12/05/18 0.0000 10/10/18 0.1400 12/05/18 0.0000 10/10/18 0.0700
Sample #2 Date, Result 11/14/18 0.1000 11/14/18 0.4100
Sample #3 Date, Result 12/05/18 0.1100 12/05/18 0.1900


Minimum 0.0000 Minimum 0.0000 Minimum 0.1000 Minimum 0.0000 Minimum 0.0700
Maximum 0.0000 Maximum 0.0000 Maximum 0.1400 Maximum 0.0000 Maximum 0.4100
Average 0.0000 Average 0.0000 Average 0.1167 Average 0.0000 Average 0.2233


Sample #1 Date, Result 10/10/18 0.0900 10/10/18 0.0000 10/10/18 0.0000 10/10/18 0.0010 10/10/18 0.0000
Sample #2 Date, Result 11/14/18 0.0000 12/05/18 0.0000 11/07/18 0.0050 11/14/18 0.0000 11/14/18 0.0000
Sample #3 Date, Result 12/05/18 0.0600 11/14/18 0.0000 12/05/18 0.0025 12/05/18 0.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0900 Maximum 0.0000 Maximum 0.0050 Maximum 0.0025 Maximum 0.0000
Average 0.0500 Average 0.0000 Average 0.0017 Average 0.0012 Average 0.0000


Sample #1 Date, Result 10/10/18 0.0000 11/07/18 0.0020 11/07/18 0.0010 11/07/18 0.0050 12/05/18 0.0000
Sample #2 Date, Result 11/14/18 0.0800
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0020 Minimum 0.0010 Minimum 0.0050 Minimum 0.0000
Maximum 0.0800 Maximum 0.0020 Maximum 0.0010 Maximum 0.0050 Maximum 0.0000
Average 0.0400 Average 0.0020 Average 0.0010 Average 0.0050 Average 0.0000


Sample #1 Date, Result 10/10/18 620.0000 10/10/18 23.0000 10/10/18 8,200.00 10/10/18 5.80 10/10/18 5,100.000
Sample #2 Date, Result 11/14/18 410.0000 11/14/18 11.0000 11/14/18 8,400.00 11/14/18 9.40 11/14/18 4,800.000
Sample #3 Date, Result 12/05/18 870.0000 12/05/18 0.0000 12/05/18 9,500.00 12/05/18 6.20 12/05/18 5,500.000


Minimum 410.0000 Minimum 0.0000 Minimum 8,200.00 Minimum 5.80 Minimum 4,800.000
Maximum 870.0000 Maximum 23.0000 Maximum 9,500.00 Maximum 9.40 Maximum 5,500.000
Average 633.3333 Average 11.3333 Average 8,700.00 Average 7.13 Average 5,133.333


Chloride Chemical Oxygen Demand TDS TSS Sulfate


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chloroform Naphthalene Methylene Chloride Biochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Electric Coating Technologies


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







Jan 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 01/09/19 7.6 01/09/19 0.0000 02/05/19 0.0002 02/05/19 0.0421 01/09/19 0.0000
Sample #2 Date, Result 02/05/19 7.7 02/05/19 0.0026 03/20/19 0.0002 03/20/19 0.0207 02/05/19 0.0002
Sample #3 Date, Result 03/20/19 7.6 03/20/19 0.0041 03/20/19 0.0002


Minimum 7.6 Minimum 0.0000 Minimum 0.0002 Minimum 0.0207 Minimum 0.0000
Maximum 7.7 Maximum 0.0041 Maximum 0.0002 Maximum 0.0421 Maximum 0.0002
Average 7.6 Average 0.0022 Average 0.0002 Average 0.0314 Average 0.0001


Sample #1 Date, Result 02/05/19 0.0106 01/09/19 0.0000 01/09/19 0.0000 01/09/19 0.1200
Sample #2 Date, Result 03/20/19 0.0272 02/05/19 0.0029 02/05/19 0.0029 02/05/19 0.0957
Sample #3 Date, Result 03/20/19 0.0019 03/20/19 0.0019 03/20/19 0.0543


Minimum 0.0106 Minimum 0.0000 Minimum Minimum 0.0000 Minimum 0.0543
Maximum 0.0272 Maximum 0.0029 Maximum Maximum 0.0029 Maximum 0.1200
Average 0.0189 Average 0.0016 Average Average 0.0016 Average 0.0900


Sample #1 Date, Result 02/05/19 0.0100 01/09/19 0.1300 02/05/19 0.0001 01/09/19 0.4500
Sample #2 Date, Result 02/05/19 0.1000 03/20/19 0.0001 02/05/19 0.4700
Sample #3 Date, Result 03/20/19 0.2000 03/20/19 0.1900


Minimum 0.0100 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 0.1900
Maximum 0.0100 Maximum Maximum 0.2000 Maximum 0.0001 Maximum 0.4700
Average 0.0100 Average Average 0.1433 Average 0.0001 Average 0.3700


Sample #1 Date, Result 01/09/19 0.0000 02/05/19 0.0300 01/09/19 0.0000 01/09/19 0.0000 01/09/19 0.0000
Sample #2 Date, Result 02/05/19 0.0500 03/20/19 0.0300 02/05/19 0.0000 02/05/19 0.0020 02/05/19 5.0000
Sample #3 Date, Result 03/20/19 0.0500 03/20/19 0.0000 03/20/19 0.0020 03/20/19 5.0000


Minimum 0.0000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0500 Maximum 0.0300 Maximum 0.0000 Maximum 0.0020 Maximum 5.0000
Average 0.0333 Average 0.0300 Average 0.0000 Average 0.0013 Average 3.3333


Sample #1 Date, Result 02/05/19 0.0050 02/05/19 0.0100 02/05/19 0.0050
Sample #2 Date, Result 03/20/19 0.0050 03/20/19 0.0100 03/20/19 0.0050
Sample #3 Date, Result


Minimum Minimum 0.0050 Minimum 0.0100 Minimum 0.0050 Minimum
Maximum Maximum 0.0050 Maximum 0.0100 Maximum 0.0050 Maximum
Average Average 0.0050 Average 0.0100 Average 0.0050 Average


Sample #1 Date, Result 01/09/19 540.0000 01/09/19 26.0000 01/09/19 11,000.00 01/09/19 12.00 01/09/19 7,300.000
Sample #2 Date, Result 02/05/19 33.3000 02/05/19 2.00
Sample #3 Date, Result 03/20/19 35.1000 03/20/19 4.00


Minimum 540.0000 Minimum 26.0000 Minimum 11,000.00 Minimum 2.00 Minimum 7,300.000
Maximum 540.0000 Maximum 35.1000 Maximum 11,000.00 Maximum 12.00 Maximum 7,300.000
Average 540.0000 Average 31.4667 Average 11,000.00 Average 6.00 Average 7,300.000


Chloride Chemical Oxygen Demand TDS TSS Sulfate


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chloroform Naphthalene Methylene Chloride Biochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Electric Coating Technologies


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Mar 31, 2019


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.00 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.00 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.03 0
Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.00 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.09 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.00 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0
Chloroform* mg/L 2.13 2 2


Naphthalene* mg/L 2.13 2 2
Methylene Chloride* mg/L 2.13 2 2


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.00 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.00 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.00 0
Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.00 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.00 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.05 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.00 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0
Chloroform* mg/L 2.13 0 0


Naphthalene* mg/L 2.13 0 0
Methylene Chloride* mg/L 2.13 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 04/10/19 7.5 04/10/19 0.0075 04/10/19 0.0002 04/10/19 0.0663 04/10/19 0.0001
Sample #2 Date, Result 05/22/19 8.4 05/22/19 0.0002 05/22/19 0.0002 05/22/19 0.0200 05/22/19 0.0002
Sample #3 Date, Result 06/19/19 8.0 06/19/19 0.0019 05/30/19 0.0010 05/30/19 0.0051 05/30/19 0.0025


Minimum 7.5 Minimum 0.0002 Minimum 0.0002 Minimum 0.0051 Minimum 0.0001
Maximum 8.4 Maximum 0.0075 Maximum 0.0010 Maximum 0.0663 Maximum 0.0025
Average 8.0 Average 0.0032 Average 0.0005 Average 0.0305 Average 0.0009


Sample #1 Date, Result 04/10/19 0.0287 04/10/19 0.0090 05/30/19 0.0025 04/10/19 0.0090 04/10/19 0.0982
Sample #2 Date, Result 05/22/19 0.0463 05/22/19 0.0046 06/19/19 0.0001 05/22/19 0.0046 05/22/19 0.0272
Sample #3 Date, Result 05/30/19 0.0160 05/30/19 0.0050 05/30/19 0.0050 05/30/19 0.1600


Minimum 0.0160 Minimum 0.0046 Minimum 0.0001 Minimum 0.0046 Minimum 0.0272
Maximum 0.0463 Maximum 0.0090 Maximum 0.0025 Maximum 0.0090 Maximum 0.1600
Average 0.0303 Average 0.0062 Average 0.0013 Average 0.0062 Average 0.0951


Sample #1 Date, Result 04/10/19 0.0100 04/10/19 0.1000 04/10/19 0.0001 04/10/19 0.5000
Sample #2 Date, Result 05/30/19 0.0078 05/22/19 0.5000 05/22/19 0.0001 05/22/19 0.4900
Sample #3 Date, Result 05/30/19 0.1300 05/30/19 0.0005 05/30/19 0.4100


Minimum 0.0078 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 0.4100
Maximum 0.0100 Maximum Maximum 0.5000 Maximum 0.0005 Maximum 0.5000
Average 0.0089 Average Average 0.2433 Average 0.0002 Average 0.4667


Sample #1 Date, Result 04/10/19 0.0500 04/10/19 0.0300 04/10/19 0.0000 04/10/19 0.0020 04/10/19 8.0000
Sample #2 Date, Result 05/22/19 0.1000 05/22/19 0.0300 05/22/19 0.0000 05/22/19 0.0020 05/22/19 5.0000
Sample #3 Date, Result 05/30/19 0.0500 05/30/19 0.0100 05/30/19 0.0100 05/30/19 0.0020 05/30/19 5.3000


Minimum 0.0500 Minimum 0.0100 Minimum 0.0000 Minimum 0.0020 Minimum 5.0000
Maximum 0.1000 Maximum 0.0300 Maximum 0.0100 Maximum 0.0020 Maximum 8.0000
Average 0.0667 Average 0.0233 Average 0.0033 Average 0.0020 Average 6.1000


Sample #1 Date, Result 04/10/19 0.0200 04/10/19 0.0050 04/10/19 0.0100 04/10/19 0.0050
Sample #2 Date, Result 05/22/19 05/22/19 0.0050 05/22/19 0.0100 05/30/19 0.0020
Sample #3 Date, Result 06/19/19 06/19/19 0.0050 05/30/19 0.0010


Minimum 0.0200 Minimum 0.0050 Minimum 0.0010 Minimum 0.0020 Minimum
Maximum 0.0200 Maximum 0.0050 Maximum 0.0100 Maximum 0.0050 Maximum
Average 0.0200 Average 0.0050 Average 0.0070 Average 0.0035 Average


Sample #1 Date, Result 04/10/19 21.3000 04/10/19 3.00
Sample #2 Date, Result 05/22/19 31.0000 05/22/19 2.00
Sample #3 Date, Result 05/30/19 21.0000 05/30/19 5.00


Minimum Minimum 21.0000 Minimum Minimum 2.00 Minimum
Maximum Maximum 31.0000 Maximum Maximum 5.00 Maximum
Average Average 24.4333 Average Average 3.33 Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Jun 30, 2019


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0005 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0033 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0305 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0062 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0013 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.0951 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0009 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 07/10/19 8.4 07/10/19 0.0012 07/10/19 0.0002 07/10/19 0.0307 07/10/19 0.0002
Sample #2 Date, Result 08/21/19 7.0 08/21/19 0.0050 08/21/19 0.0002 08/21/19 0.0349 08/21/19 0.0002
Sample #3 Date, Result 09/25/19 7.0 09/25/19 0.0058 09/25/19 0.0707 09/25/19 0.0002


Minimum 7.0 Minimum 0.0012 Minimum 0.0002 Minimum 0.0307 Minimum 0.0002
Maximum 8.4 Maximum 0.0058 Maximum 0.0002 Maximum 0.0707 Maximum 0.0002
Average 7.5 Average 0.0040 Average 0.0002 Average 0.0454 Average 0.0002


Sample #1 Date, Result 07/10/19 0.0265 07/10/19 0.0055 07/10/19 0.0001 07/10/19 0.0055 07/10/19 0.1830
Sample #2 Date, Result 08/21/19 0.0309 08/21/19 0.0051 08/21/19 0.0001 08/21/19 0.0051 08/21/19 0.0584
Sample #3 Date, Result 09/25/19 0.0326 09/25/19 0.0043 09/25/19 0.0043 09/25/19 0.0670


Minimum 0.0265 Minimum 0.0043 Minimum 0.0001 Minimum 0.0043 Minimum 0.0584
Maximum 0.0326 Maximum 0.0055 Maximum 0.0001 Maximum 0.0055 Maximum 0.1830
Average 0.0300 Average 0.0049 Average 0.0001 Average 0.0049 Average 0.1028


Sample #1 Date, Result 09/25/19 0.0163 07/10/19 0.1000 07/10/19 0.0001 07/10/19 0.4900
Sample #2 Date, Result 08/21/19 0.1000 08/21/19 0.0001 08/21/19 0.3200
Sample #3 Date, Result 09/25/19 0.1000 09/25/19 0.0001 09/25/19 0.1900


Minimum 0.0163 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 0.1900
Maximum 0.0163 Maximum Maximum 0.1000 Maximum 0.0001 Maximum 0.4900
Average 0.0163 Average Average 0.1000 Average 0.0001 Average 0.3333


Sample #1 Date, Result 07/10/19 0.1000 07/10/19 0.0300 07/10/19 0.0000 07/10/19 0.0020 07/10/19 5.0000
Sample #2 Date, Result 09/25/19 0.1000 08/21/19 0.0300 08/21/19 0.0000 08/21/19 0.0020 08/21/19 5.0000
Sample #3 Date, Result 09/25/19 0.0300 09/25/19 0.0000 09/25/19 0.0020


Minimum 0.1000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0020 Minimum 5.0000
Maximum 0.1000 Maximum 0.0300 Maximum 0.0000 Maximum 0.0020 Maximum 5.0000
Average 0.1000 Average 0.0300 Average 0.0000 Average 0.0020 Average 5.0000


Sample #1 Date, Result 07/10/19 07/10/19 0.0050 07/10/19 0.0200
Sample #2 Date, Result 08/21/19 08/21/19 0.0050 08/21/19 0.0100
Sample #3 Date, Result


Minimum Minimum 0.0050 Minimum 0.0100 Minimum Minimum
Maximum Maximum 0.0050 Maximum 0.0200 Maximum Maximum
Average Average 0.0050 Average 0.0150 Average Average


Sample #1 Date, Result 07/10/19 28.6000 07/10/19 2.00
Sample #2 Date, Result 08/21/19 19.3000 08/21/19 2.00
Sample #3 Date, Result 09/25/19 27.4000 09/25/19 3.00


Minimum Minimum 19.3000 Minimum Minimum 2.00 Minimum
Maximum Maximum 28.6000 Maximum Maximum 3.00 Maximum
Average Average 25.1000 Average Average 2.33 Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Sep 30, 2019


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0002 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0000 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0454 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0049 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0001 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1028 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0002 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 10/09/19 7.2 10/09/19 0.0003 10/29/19 0.0010 10/09/19 0.0980 10/09/19 0.0002
Sample #2 Date, Result 11/05/19 7.0 11/05/19 0.0002 10/29/19 0.0050 10/29/19 0.0025
Sample #3 Date, Result 12/11/19 6.3 12/11/19 0.0087 11/05/19 0.0132 11/05/19 0.0008


Minimum 6.3 Minimum 0.0002 Minimum 0.0010 Minimum 0.0050 Minimum 0.0002
Maximum 7.2 Maximum 0.0087 Maximum 0.0010 Maximum 0.0980 Maximum 0.0025
Average 6.8 Average 0.0031 Average 0.0010 Average 0.0387 Average 0.0012


Sample #1 Date, Result 10/09/19 0.0269 10/09/19 0.0058 10/09/19 0.0001 10/09/19 0.0058 10/09/19 0.0616
Sample #2 Date, Result 10/29/19 0.0190 10/29/19 0.0050 10/29/19 0.0025 10/29/19 0.0050 10/29/19 0.2100
Sample #3 Date, Result 11/05/19 0.0147 11/05/19 0.0040 11/05/19 0.0001 11/05/19 0.0040 11/05/19 0.0449


Minimum 0.0147 Minimum 0.0040 Minimum 0.0001 Minimum 0.0040 Minimum 0.0449
Maximum 0.0269 Maximum 0.0058 Maximum 0.0025 Maximum 0.0058 Maximum 0.2100
Average 0.0202 Average 0.0049 Average 0.0009 Average 0.0049 Average 0.1055


Sample #1 Date, Result 10/29/19 0.0075 10/09/19 0.1000 10/09/19 0.0001 10/09/19 0.1300
Sample #2 Date, Result 11/05/19 0.0200 10/29/19 0.1300 10/29/19 0.0002 10/29/19 0.6200
Sample #3 Date, Result 12/11/19 0.0500 11/05/19 0.1000 11/05/19 0.0001 11/05/19 0.2700


Minimum 0.0075 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 0.1300
Maximum 0.0500 Maximum Maximum 0.1300 Maximum 0.0002 Maximum 0.6200
Average 0.0258 Average Average 0.1100 Average 0.0001 Average 0.3400


Sample #1 Date, Result 10/09/19 0.1000 10/09/19 0.0300 10/09/19 0.0000 10/09/19 0.0020 10/09/19 5.0000
Sample #2 Date, Result 10/29/19 0.0500 10/29/19 0.0100 10/29/19 0.0100 10/29/19 0.0020 10/29/19 5.5000
Sample #3 Date, Result 11/05/19 0.1000 11/05/19 0.0300 11/05/19 0.0000 11/05/19 0.0020 11/05/19 5.0000


Minimum 0.0500 Minimum 0.0100 Minimum 0.0000 Minimum 0.0020 Minimum 5.0000
Maximum 0.1000 Maximum 0.0300 Maximum 0.0100 Maximum 0.0020 Maximum 5.5000
Average 0.0833 Average 0.0233 Average 0.0033 Average 0.0020 Average 5.1667


Sample #1 Date, Result 10/09/19 0.0100 10/29/19 0.0050
Sample #2 Date, Result 10/29/19 0.0010
Sample #3 Date, Result


Minimum Minimum Minimum 0.0010 Minimum 0.0050 Minimum
Maximum Maximum Maximum 0.0100 Maximum 0.0050 Maximum
Average Average Average 0.0055 Average 0.0050 Average


Sample #1 Date, Result 10/09/19 32.0000 10/09/19 2.00
Sample #2 Date, Result 10/29/19 45.0000 10/29/19 15.00
Sample #3 Date, Result 11/05/19 36.5000 11/05/19 2.00


Minimum Minimum 32.0000 Minimum Minimum 2.00 Minimum
Maximum Maximum 45.0000 Maximum Maximum 15.00 Maximum
Average Average 37.8333 Average Average 6.33 Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Electric Coating Technologies


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


SulfateTSSTDSChemical Oxygen DemandChloride


Biochemical Oxygen DemandMethylene ChlorideNaphthaleneChloroformTotal Toxic Organics







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Dec 31, 2019


Industry Name: Electric Coating Technologies
Daily Max Limits Monthly Average Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic mg/L 1.31 0 0 Cadmium* mg/L 0.07 0.0010 0


Cadmium* mg/L 0.11 0 0 Chromium* mg/L 1.71 0.0033 0


Copper* mg/L 0.88 0 0 Copper* mg/L 2.07 0.0387 0


Lead* mg/L 0.69 0 0 Nickel* mg/L 2.38 0.0049 0


Molybdenum mg/L 2.8 0 0 Silver* mg/L 0.24 0.0009 0
Nickel* mg/L 0.80 0 0 Zinc* mg/L 1.48 0.1055 0
Silver* mg/L 0.43 0 0 Lead* mg/L 0.43 0.0012 0


Thallium mg/L NL 0 0
Zinc* mg/L 2.61 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0 Other Limits
Fluoranthene mg/L NL 0 0 Parameter Units Daily Minimum Daily Maximum Violations


Fluoride mg/L 30 0 0 Field pH su 5 10 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium* mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L NL 0 0


Total Toxic Organics* mg/L 2.13 0 0


*Site Specific Limit
Total Toxic Organics equals sum of chloroform, naphthalene and methylene chloride concentrations
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







 


 


 


 


 


Annual Summary Data for #401 W R Grace 


 


  







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/25/16 0.0084 01/25/16 0.0048 01/25/16 0.0150 01/25/16 0.0038
Sample #2 Date, Result 01/26/16 0.0084 01/26/16 0.0048 01/26/16 0.0150 01/26/16 0.0038
Sample #3 Date, Result 02/24/16 0.0000 02/24/16 0.1400


Minimum Minimum 0.0000 Minimum 0.0048 Minimum 0.0150 Minimum 0.0038
Maximum Maximum 0.0084 Maximum 0.0048 Maximum 0.0150 Maximum 0.1400
Average Average 0.0056 Average 0.0048 Average 0.0150 Average 0.0492


Sample #1 Date, Result 01/25/16 0.00330 01/25/16 0.00200 01/25/16 0.0000 01/25/16 0.00000 01/25/16 1.9000
Sample #2 Date, Result 01/26/16 0.00330 01/26/16 0.00200 01/26/16 0.0000 01/26/16 0.00000 01/26/16 1.9000
Sample #3 Date, Result 02/24/16 0.00000 02/24/16 0.1200


Minimum 0.0033 Minimum 0.0020 Minimum 0.0000 Minimum 0.0000 Minimum 0.1200
Maximum 0.0033 Maximum 0.0020 Maximum 0.0000 Maximum 0.0000 Maximum 1.9000
Average 0.0033 Average 0.0020 Average 0.0000 Average 0.0000 Average 1.3067


Sample #1 Date, Result 01/25/16 0.0000 01/25/16 0.000 01/25/16 0.0000
Sample #2 Date, Result 01/26/16 0.0000 01/26/16 0.000 01/26/16 0.0000
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum Minimum 0.0000 Minimum
Maximum 0.0000 Maximum 0.0000 Maximum Maximum 0.0000 Maximum
Average 0.0000 Average 0.0000 Average Average 0.0000 Average


Sample #1 Date, Result 01/25/16 0.0000 01/26/16 0.0000
Sample #2 Date, Result 01/26/16 0.0000
Sample #3 Date, Result 02/24/16 0.0170


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0170 Maximum 0.0000 Maximum
Average Average Average 0.0057 Average 0.0000 Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/25/16 0.0084 04/25/16 0.0059 04/25/16 0.0160 04/25/16 0.0000
Sample #2 Date, Result 05/25/16 0.0035 05/25/16 0.0046
Sample #3 Date, Result 06/23/16 0.0000 06/23/16 0.0000


Minimum Minimum 0.0000 Minimum 0.0059 Minimum 0.0160 Minimum 0.0000
Maximum Maximum 0.0084 Maximum 0.0059 Maximum 0.0160 Maximum 0.0046
Average Average 0.0040 Average 0.0059 Average 0.0160 Average 0.0015


Sample #1 Date, Result 04/25/16 0.00600 04/25/16 0.00200 04/25/16 0.0000 04/25/16 0.00000 04/25/16 1.6000
Sample #2 Date, Result 05/25/16 0.00000 05/25/16 0.7900
Sample #3 Date, Result 06/23/16 0.00000 06/23/16 0.3200


Minimum 0.0060 Minimum 0.0020 Minimum 0.0000 Minimum 0.0000 Minimum 0.3200
Maximum 0.0060 Maximum 0.0020 Maximum 0.0000 Maximum 0.0000 Maximum 1.6000
Average 0.0060 Average 0.0020 Average 0.0000 Average 0.0000 Average 0.9033


Sample #1 Date, Result 04/25/16 0.0000 04/25/16 0.000 04/25/16 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum Minimum 0.0000 Minimum
Maximum 0.0000 Maximum 0.0000 Maximum Maximum 0.0000 Maximum
Average 0.0000 Average 0.0000 Average Average 0.0000 Average


Sample #1 Date, Result 04/25/16 0.0000 04/25/16 0.0000
Sample #2 Date, Result 05/25/16 0.0013
Sample #3 Date, Result 06/23/16 0.0000


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0013 Maximum 0.0000 Maximum
Average Average Average 0.0004 Average 0.0000 Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/04/16 0.0045 10/04/16 0.0029 10/04/16 0.0110 10/04/16 0.0000
Sample #2 Date, Result 10/05/16 0.0045 10/05/16 0.0029 10/05/16 0.0110 10/05/16 0.0000
Sample #3 Date, Result 11/29/16 0.0000 12/08/16 0.0029


Minimum Minimum 0.0000 Minimum 0.0029 Minimum 0.0110 Minimum 0.0000
Maximum Maximum 0.0045 Maximum 0.0029 Maximum 0.0110 Maximum 0.0029
Average Average 0.0030 Average 0.0029 Average 0.0110 Average 0.0010


Sample #1 Date, Result 10/04/16 0.00530 10/04/16 0.00180 10/04/16 0.0000 10/04/16 0.00000 10/04/16 0.5300
Sample #2 Date, Result 10/05/16 0.00530 10/05/16 0.00180 10/05/16 0.0000 10/05/16 0.00000 10/05/16 0.5300
Sample #3 Date, Result 12/08/16 0.00000 12/08/16 0.9700


Minimum 0.0053 Minimum 0.0018 Minimum 0.0000 Minimum 0.0000 Minimum 0.5300
Maximum 0.0053 Maximum 0.0018 Maximum 0.0000 Maximum 0.0000 Maximum 0.9700
Average 0.0053 Average 0.0018 Average 0.0000 Average 0.0000 Average 0.6767


Sample #1 Date, Result 10/04/16 0.0000 10/04/16 0.000 10/04/16 0.0000
Sample #2 Date, Result 10/05/16 0.0000 10/05/16 0.000 10/05/16 0.0000
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum Minimum 0.0000 Minimum
Maximum 0.0000 Maximum 0.0000 Maximum Maximum 0.0000 Maximum
Average 0.0000 Average 0.0000 Average Average 0.0000 Average


Sample #1 Date, Result 10/04/16 0.0000 10/05/16 0.0000
Sample #2 Date, Result 10/05/16 0.0000
Sample #3 Date, Result 12/08/16 0.0000


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum
Average Average Average 0.0000 Average 0.0000 Average


Sample #1 Date, Result 11/29/16 640.00
Sample #2 Date, Result 12/08/16 610.00
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 610.00 Minimum
Maximum Maximum Maximum Maximum 640.00 Maximum
Average Average Average Average 625.00 Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/03/17 9.5 01/04/17 0.0000 01/04/17 0.0034 01/04/17 0.0150 01/04/17 0.0000
Sample #2 Date, Result 02/28/17 8.7 02/28/17 0.0000 02/28/17 0.0000
Sample #3 Date, Result 03/09/17 7.3 03/09/17 0.0038 03/09/17 0.0050


Minimum 7.3 Minimum 0.0000 Minimum 0.0034 Minimum 0.0150 Minimum 0.0000
Maximum 9.5 Maximum 0.0038 Maximum 0.0034 Maximum 0.0150 Maximum 0.0050
Average 8.5 Average 0.0013 Average 0.0034 Average 0.0150 Average 0.0017


Sample #1 Date, Result 01/04/17 0.00540 01/04/17 0.00100 01/04/17 0.0000 01/04/17 0.00000 01/04/17 0.8800
Sample #2 Date, Result 02/28/17 0.00000 02/28/17 0.8400
Sample #3 Date, Result 03/09/17 0.00000 03/09/17 1.4000


Minimum 0.0054 Minimum 0.0010 Minimum 0.0000 Minimum 0.0000 Minimum 0.8400
Maximum 0.0054 Maximum 0.0010 Maximum 0.0000 Maximum 0.0000 Maximum 1.4000
Average 0.0054 Average 0.0010 Average 0.0000 Average 0.0000 Average 1.0400


Sample #1 Date, Result 01/04/17 0.0000 01/04/17 0.000 01/04/17 1.4000 01/04/17 3.2000
Sample #2 Date, Result 02/28/17 0.3400
Sample #3 Date, Result 03/09/17 1.3000


Minimum 0.0000 Minimum 0.0000 Minimum 0.3400 Minimum Minimum 3.2000
Maximum 0.0000 Maximum 0.0000 Maximum 1.4000 Maximum Maximum 3.2000
Average 0.0000 Average 0.0000 Average 1.0133 Average Average 3.2000


Sample #1 Date, Result 01/04/17 0.1600 01/04/17 0.0400 01/04/17 0.0000 01/04/17 0.0000 01/04/17 0.0000
Sample #2 Date, Result 02/28/17 0.0700 02/28/17 0.0049
Sample #3 Date, Result 03/09/17 0.7000 03/09/17 0.0000


Minimum 0.0700 Minimum 0.0400 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.7000 Maximum 0.0400 Maximum 0.0049 Maximum 0.0000 Maximum 0.0000
Average 0.3100 Average 0.0400 Average 0.0016 Average 0.0000 Average 0.0000


Sample #1 Date, Result 01/03/17 0.0000 01/04/17 13.0000 01/04/17 31.00 01/04/17 1,600.00 01/04/17 40.00
Sample #2 Date, Result 02/28/17 31.00 02/28/17 2,400.00 02/28/17 740.00
Sample #3 Date, Result 03/09/17 33.00 03/09/17 800.00 03/09/17 15.00


Minimum 0.0000 Minimum 13.0000 Minimum 31.0000 Minimum 800.00 Minimum 15.00
Maximum 0.0000 Maximum 13.0000 Maximum 33.0000 Maximum 2,400.00 Maximum 740.00
Average 0.0000 Average 13.0000 Average 31.6667 Average 1,600.00 Average 265.00


Sample #1 Date, Result 01/04/17 770.000
Sample #2 Date, Result 02/28/17 910.000
Sample #3 Date, Result 03/09/17 1.100


Minimum Minimum 1.100
Maximum Maximum 910.000
Average Average 560.367


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/04/17 7.5 04/04/17 0.0098 04/04/17 0.0050 04/04/17 0.0140 04/04/17 0.0000
Sample #2 Date, Result 05/02/17 8.2 05/02/17 0.0000 05/02/17 0.0000
Sample #3 Date, Result 06/01/17 7.5 06/01/17 0.0000 06/01/17 0.0000


Minimum 7.5 Minimum 0.0000 Minimum 0.0050 Minimum 0.0140 Minimum 0.0000
Maximum 8.2 Maximum 0.0098 Maximum 0.0050 Maximum 0.0140 Maximum 0.0000
Average 7.7 Average 0.0033 Average 0.0050 Average 0.0140 Average 0.0000


Sample #1 Date, Result 04/04/17 0.00270 04/04/17 0.00130 04/04/17 0.0000 04/04/17 0.00000 04/04/17 1.4000
Sample #2 Date, Result 05/02/17 0.00000 05/02/17 0.1100
Sample #3 Date, Result 06/01/17 0.00000 06/01/17 0.9100


Minimum 0.0027 Minimum 0.0013 Minimum 0.0000 Minimum 0.0000 Minimum 0.1100
Maximum 0.0027 Maximum 0.0013 Maximum 0.0000 Maximum 0.0000 Maximum 1.4000
Average 0.0027 Average 0.0013 Average 0.0000 Average 0.0000 Average 0.8067


Sample #1 Date, Result 04/04/17 0.0000 04/04/17 0.000 04/04/17 1.0000 04/04/17 0.0000 04/04/17 2.5000
Sample #2 Date, Result 05/02/17 0.2300
Sample #3 Date, Result 06/01/17 1.4000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2300 Minimum 0.0000 Minimum 2.5000
Maximum 0.0000 Maximum 0.0000 Maximum 1.4000 Maximum 0.0000 Maximum 2.5000
Average 0.0000 Average 0.0000 Average 0.8767 Average 0.0000 Average 2.5000


Sample #1 Date, Result 04/04/17 0.0900 04/04/17 0.0100 04/04/17 0.0018 04/04/17 0.0000 04/04/17 0.0000
Sample #2 Date, Result 05/02/17 0.5100 05/02/17 0.0083
Sample #3 Date, Result 06/01/17 0.9100 06/01/17 0.0013


Minimum 0.0900 Minimum 0.0100 Minimum 0.0013 Minimum 0.0000 Minimum 0.0000
Maximum 0.9100 Maximum 0.0100 Maximum 0.0083 Maximum 0.0000 Maximum 0.0000
Average 0.5033 Average 0.0100 Average 0.0038 Average 0.0000 Average 0.0000


Sample #1 Date, Result 04/04/17 0.1300 04/04/17 7.4000 04/04/17 33.00 04/04/17 1,200.00 04/04/17 12.00
Sample #2 Date, Result 05/02/17 27.00 05/02/17 6,200.00 05/02/17 690.00
Sample #3 Date, Result 06/01/17 37.00 06/01/17 790.00 06/01/17 42.00


Minimum 0.1300 Minimum 7.4000 Minimum 27.0000 Minimum 790.00 Minimum 12.00
Maximum 0.1300 Maximum 7.4000 Maximum 37.0000 Maximum 6,200.00 Maximum 690.00
Average 0.1300 Average 7.4000 Average 32.3333 Average 2,730.00 Average 248.00


Sample #1 Date, Result 04/04/17 130.000
Sample #2 Date, Result 05/02/17 3,700.000
Sample #3 Date, Result 06/01/17 150.000


Minimum Minimum 130.000
Maximum Maximum 3,700.000
Average Average 1,326.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/13/17 7.4 07/13/17 0.0000 07/13/17 0.0019 07/13/17 0.0110 07/13/17 0.0000
Sample #2 Date, Result 08/01/17 7.4 08/01/17 0.0000 08/01/17 0.0000
Sample #3 Date, Result 09/21/17 9.2 09/21/17 0.0000 09/21/17 0.0000


Minimum 7.4 Minimum 0.0000 Minimum 0.0019 Minimum 0.0110 Minimum 0.0000
Maximum 9.2 Maximum 0.0000 Maximum 0.0019 Maximum 0.0110 Maximum 0.0000
Average 8.0 Average 0.0000 Average 0.0019 Average 0.0110 Average 0.0000


Sample #1 Date, Result 07/13/17 0.00720 07/13/17 0.00130 07/13/17 0.0000 07/13/17 0.00000 07/13/17 0.4200
Sample #2 Date, Result 08/01/17 0.00000 08/01/17 0.3600
Sample #3 Date, Result 09/21/17 0.00000 09/21/17 0.0850


Minimum 0.0072 Minimum 0.0013 Minimum 0.0000 Minimum 0.0000 Minimum 0.0850
Maximum 0.0072 Maximum 0.0013 Maximum 0.0000 Maximum 0.0000 Maximum 0.4200
Average 0.0072 Average 0.0013 Average 0.0000 Average 0.0000 Average 0.2883


Sample #1 Date, Result 07/13/17 0.0023 07/13/17 0.000 07/13/17 0.9800 07/13/17 0.0001 07/13/17 2.4000
Sample #2 Date, Result 08/01/17 0.8400
Sample #3 Date, Result 09/21/17 0.3000


Minimum 0.0023 Minimum 0.0000 Minimum 0.3000 Minimum 0.0001 Minimum 2.4000
Maximum 0.0023 Maximum 0.0000 Maximum 0.9800 Maximum 0.0001 Maximum 2.4000
Average 0.0023 Average 0.0000 Average 0.7067 Average 0.0001 Average 2.4000


Sample #1 Date, Result 07/13/17 0.6700 07/13/17 0.0000 07/13/17 0.0018 07/13/17 0.0000 07/13/17 0.0000
Sample #2 Date, Result 08/01/17 0.6100 08/01/17 0.0006
Sample #3 Date, Result 09/21/17 0.1100 09/21/17 0.0052


Minimum 0.1100 Minimum 0.0000 Minimum 0.0006 Minimum 0.0000 Minimum 0.0000
Maximum 0.6700 Maximum 0.0000 Maximum 0.0052 Maximum 0.0000 Maximum 0.0000
Average 0.4633 Average 0.0000 Average 0.0025 Average 0.0000 Average 0.0000


Sample #1 Date, Result 07/13/17 0.0700 07/13/17 6.3000 07/13/17 0.00 07/13/17 430.00 07/13/17 9.00
Sample #2 Date, Result 08/01/17 11.0000 08/01/17 34.00 08/01/17 660.00 08/01/17 79.00
Sample #3 Date, Result 09/21/17 5.0000 09/21/17 31.00 09/21/17 2,400.00 09/21/17 1,600.00


Minimum 0.0700 Minimum 5.0000 Minimum 0.0000 Minimum 430.00 Minimum 9.00
Maximum 0.0700 Maximum 11.0000 Maximum 34.0000 Maximum 2,400.00 Maximum 1,600.00
Average 0.0700 Average 7.4333 Average 21.6667 Average 1,163.33 Average 562.67


Sample #1 Date, Result 07/13/17 76.000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 76.000
Maximum Maximum 76.000
Average Average 76.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 10/02/17 8.9 10/02/17 0.0000 12/06/17 0.0032 12/06/17 0.0090 10/02/17 0.0000
Sample #2 Date, Result 11/01/17 7.3 11/01/17 0.0062 11/01/17 0.0000
Sample #3 Date, Result 12/06/17 7.4 12/06/17 0.0038 12/06/17 0.0000


Minimum 7.3 Minimum 0.0000 Minimum 0.0032 Minimum 0.0090 Minimum 0.0000
Maximum 8.9 Maximum 0.0062 Maximum 0.0032 Maximum 0.0090 Maximum 0.0000
Average 7.9 Average 0.0033 Average 0.0032 Average 0.0090 Average 0.0000


Sample #1 Date, Result 12/06/17 0.01100 12/06/17 0.00150 12/06/17 0.0000 10/02/17 0.00000 10/02/17 0.0250
Sample #2 Date, Result 11/01/17 0.00000 11/01/17 0.6200
Sample #3 Date, Result 12/06/17 0.00380 12/06/17 0.8600


Minimum 0.0110 Minimum 0.0015 Minimum 0.0000 Minimum 0.0000 Minimum 0.0250
Maximum 0.0110 Maximum 0.0015 Maximum 0.0000 Maximum 0.0038 Maximum 0.8600
Average 0.0110 Average 0.0015 Average 0.0000 Average 0.0013 Average 0.5017


Sample #1 Date, Result 12/06/17 0.0000 12/06/17 0.000 10/02/17 0.2000 12/06/17 0.0000 12/06/17 5.5000
Sample #2 Date, Result 11/01/17 1.2000
Sample #3 Date, Result 12/06/17 1.4000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2000 Minimum 0.0000 Minimum 5.5000
Maximum 0.0000 Maximum 0.0000 Maximum 1.4000 Maximum 0.0000 Maximum 5.5000
Average 0.0000 Average 0.0000 Average 0.9333 Average 0.0000 Average 5.5000


Sample #1 Date, Result 10/02/17 0.3200 12/06/17 0.0000 10/02/17 0.0110 12/06/17 0.0000 12/06/17 0.0000
Sample #2 Date, Result 11/01/17 0.5300 11/01/17 0.0000
Sample #3 Date, Result 12/06/17 0.8900 12/06/17 0.0000


Minimum 0.3200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.8900 Maximum 0.0000 Maximum 0.0110 Maximum 0.0000 Maximum 0.0000
Average 0.5800 Average 0.0000 Average 0.0037 Average 0.0000 Average 0.0000


Sample #1 Date, Result 12/06/17 0.0600 12/06/17 10.0000 10/02/17 25.00 10/02/17 7,500.00 10/02/17 2,500.00
Sample #2 Date, Result 11/01/17 30.00 11/01/17 540.00 11/01/17 13.00
Sample #3 Date, Result 12/06/17 44.00 12/06/17 700.00 12/06/17 31.00


Minimum 0.0600 Minimum 10.0000 Minimum 25.0000 Minimum 540.00 Minimum 13.00
Maximum 0.0600 Maximum 10.0000 Maximum 44.0000 Maximum 7,500.00 Maximum 2,500.00
Average 0.0600 Average 10.0000 Average 33.0000 Average 2,913.33 Average 848.00


Sample #1 Date, Result 11/01/17 91.000
Sample #2 Date, Result 12/06/17 170.000
Sample #3 Date, Result


Minimum Minimum 91.000
Maximum Maximum 170.000
Average Average 130.500


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/02/18 5.1 01/02/18 0.0000 02/27/18 0.0052 02/27/18 0.0160 01/02/18 0.0000
Sample #2 Date, Result 02/27/18 7.4 02/27/18 0.0130 02/27/18 0.0000
Sample #3 Date, Result 03/08/18 8.3 03/08/18 0.0000 03/08/18 0.0000


Minimum 5.1 Minimum 0.0000 Minimum 0.0052 Minimum 0.0160 Minimum 0.0000
Maximum 8.3 Maximum 0.0130 Maximum 0.0052 Maximum 0.0160 Maximum 0.0000
Average 6.9 Average 0.0043 Average 0.0052 Average 0.0160 Average 0.0000


Sample #1 Date, Result 02/27/18 0.00000 02/27/18 0.00100 02/27/18 0.0000 01/02/18 0.00000 01/02/18 0.2500
Sample #2 Date, Result 02/27/18 0.00000 02/27/18 1.4000
Sample #3 Date, Result 03/08/18 0.00000 03/08/18 0.5400


Minimum 0.0000 Minimum 0.0010 Minimum 0.0000 Minimum 0.0000 Minimum 0.2500
Maximum 0.0000 Maximum 0.0010 Maximum 0.0000 Maximum 0.0000 Maximum 1.4000
Average 0.0000 Average 0.0010 Average 0.0000 Average 0.0000 Average 0.7300


Sample #1 Date, Result 02/27/18 0.0000 02/27/18 0.000 01/02/18 0.2500 02/27/18 0.0000 02/27/18 3.4000
Sample #2 Date, Result 02/27/18 0.9800
Sample #3 Date, Result 03/08/18 0.6900


Minimum 0.0000 Minimum 0.0000 Minimum 0.2500 Minimum 0.0000 Minimum 3.4000
Maximum 0.0000 Maximum 0.0000 Maximum 0.9800 Maximum 0.0000 Maximum 3.4000
Average 0.0000 Average 0.0000 Average 0.6400 Average 0.0000 Average 3.4000


Sample #1 Date, Result 01/02/18 0.2200 02/27/18 0.0400 01/02/18 0.0180 02/27/18 0.0000 02/27/18 0.0000
Sample #2 Date, Result 02/27/18 0.5400 02/27/18 0.0000
Sample #3 Date, Result 03/08/18 0.9000 03/08/18 0.0085


Minimum 0.2200 Minimum 0.0400 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.9000 Maximum 0.0400 Maximum 0.0180 Maximum 0.0000 Maximum 0.0000
Average 0.5533 Average 0.0400 Average 0.0088 Average 0.0000 Average 0.0000


Sample #1 Date, Result 02/27/18 0.1000 02/27/18 7.3000 01/02/18 25.00 01/02/18 14,000.00 01/02/18 1,300.00
Sample #2 Date, Result 02/27/18 12.00 02/27/18 1,200.00 02/27/18 24.00
Sample #3 Date, Result 03/08/18 37.00 03/08/18 4,100.00 03/08/18 1,600.00


Minimum 0.1000 Minimum 7.3000 Minimum 12.0000 Minimum 1,200.00 Minimum 24.00
Maximum 0.1000 Maximum 7.3000 Maximum 37.0000 Maximum 14,000.00 Maximum 1,600.00
Average 0.1000 Average 7.3000 Average 24.6667 Average 6,433.33 Average 974.67


Sample #1 Date, Result 01/02/18 4,900.000
Sample #2 Date, Result 02/27/18 150.000
Sample #3 Date, Result 03/08/18 2,500.000


Minimum Minimum 150.000
Maximum Maximum 4,900.000
Average Average 2,516.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/09/18 7.2 04/09/18 0.0080 04/09/18 0.0045 04/09/18 0.0088 04/09/18 0.0000
Sample #2 Date, Result 05/01/18 9.3 05/01/18 0.0000 05/01/18 0.0000
Sample #3 Date, Result 06/21/18 7.6 06/21/18 0.0000 06/21/18 0.0041


Minimum 7.2 Minimum 0.0000 Minimum 0.0045 Minimum 0.0088 Minimum 0.0000
Maximum 9.3 Maximum 0.0080 Maximum 0.0045 Maximum 0.0088 Maximum 0.0041
Average 8.0 Average 0.0027 Average 0.0045 Average 0.0088 Average 0.0014


Sample #1 Date, Result 04/09/18 0.00000 04/09/18 0.00200 04/09/18 0.0000 04/09/18 0.00000 04/09/18 1.4000
Sample #2 Date, Result 05/01/18 0.00000 05/01/18 0.0850
Sample #3 Date, Result 06/21/18 0.00000 06/21/18 0.3900


Minimum 0.0000 Minimum 0.0020 Minimum 0.0000 Minimum 0.0000 Minimum 0.0850
Maximum 0.0000 Maximum 0.0020 Maximum 0.0000 Maximum 0.0000 Maximum 1.4000
Average 0.0000 Average 0.0020 Average 0.0000 Average 0.0000 Average 0.6250


Sample #1 Date, Result 04/09/18 0.0000 04/09/18 0.000 04/09/18 1.5000 04/09/18 0.0000 04/09/18 2.2000
Sample #2 Date, Result 05/01/18 0.2800 06/21/18 2.5000
Sample #3 Date, Result 06/21/18 0.5600


Minimum 0.0000 Minimum 0.0000 Minimum 0.2800 Minimum 0.0000 Minimum 2.2000
Maximum 0.0000 Maximum 0.0000 Maximum 1.5000 Maximum 0.0000 Maximum 2.5000
Average 0.0000 Average 0.0000 Average 0.7800 Average 0.0000 Average 2.3500


Sample #1 Date, Result 04/09/18 0.5000 04/09/18 0.0000 04/09/18 0.0000 04/09/18 0.0000 04/09/18 0.0000
Sample #2 Date, Result 05/01/18 1.2700 05/01/18 0.0047
Sample #3 Date, Result 06/21/18 0.3200 06/21/18 0.0011


Minimum 0.3200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 1.2700 Maximum 0.0000 Maximum 0.0047 Maximum 0.0000 Maximum 0.0000
Average 0.6967 Average 0.0000 Average 0.0019 Average 0.0000 Average 0.0000


Sample #1 Date, Result 04/09/18 0.0100 04/09/18 5.6000 04/09/18 33.00 04/09/18 890.00 04/09/18 13.00
Sample #2 Date, Result 05/01/18 51.00 05/01/18 3,500.00 05/01/18 3,900.00
Sample #3 Date, Result 06/21/18 41.00 06/21/18 380.00 06/21/18 31.00


Minimum 0.0100 Minimum 5.6000 Minimum 33.0000 Minimum 380.00 Minimum 13.00
Maximum 0.0100 Maximum 5.6000 Maximum 51.0000 Maximum 3,500.00 Maximum 3,900.00
Average 0.0100 Average 5.6000 Average 41.6667 Average 1,590.00 Average 1,314.67


Sample #1 Date, Result 04/09/18 170.000
Sample #2 Date, Result 05/01/18 2,500.000
Sample #3 Date, Result 06/21/18 74.000


Minimum Minimum 74.000
Maximum Maximum 2,500.000
Average Average 914.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/19/18 7.6 07/19/18 0.0064 07/19/18 0.0017 07/19/18 0.0072 07/19/18 0.0000
Sample #2 Date, Result 08/15/18 9.2 08/15/18 0.0000 08/15/18 0.0000
Sample #3 Date, Result 09/20/18 7.6 09/20/18 0.0000 09/20/18 0.0000


Minimum 7.6 Minimum 0.0000 Minimum 0.0017 Minimum 0.0072 Minimum 0.0000
Maximum 9.2 Maximum 0.0064 Maximum 0.0017 Maximum 0.0072 Maximum 0.0000
Average 8.1 Average 0.0021 Average 0.0017 Average 0.0072 Average 0.0000


Sample #1 Date, Result 07/19/18 0.01100 07/19/18 0.00110 07/19/18 0.0000 07/19/18 0.00000 07/19/18 0.2800
Sample #2 Date, Result 08/15/18 0.00000 08/15/18 0.0810
Sample #3 Date, Result 09/20/18 0.00000 09/20/18 0.2000


Minimum 0.0110 Minimum 0.0011 Minimum 0.0000 Minimum 0.0000 Minimum 0.0810
Maximum 0.0110 Maximum 0.0011 Maximum 0.0000 Maximum 0.0000 Maximum 0.2800
Average 0.0110 Average 0.0011 Average 0.0000 Average 0.0000 Average 0.1870


Sample #1 Date, Result 07/19/18 0.0000 07/19/18 0.000 07/19/18 0.6300 07/19/18 0.0000 07/19/18 1.8000
Sample #2 Date, Result 08/15/18 0.2600
Sample #3 Date, Result 09/20/18 0.5100


Minimum 0.0000 Minimum 0.0000 Minimum 0.2600 Minimum 0.0000 Minimum 1.8000
Maximum 0.0000 Maximum 0.0000 Maximum 0.6300 Maximum 0.0000 Maximum 1.8000
Average 0.0000 Average 0.0000 Average 0.4667 Average 0.0000 Average 1.8000


Sample #1 Date, Result 07/19/18 0.6800 07/19/18 0.0000 07/19/18 0.0000 07/19/18 0.0000
Sample #2 Date, Result 08/15/18 1.0600 08/15/18 0.0120
Sample #3 Date, Result 09/20/18 0.7200 09/20/18 0.0000


Minimum 0.6800 Minimum 0.0000 Minimum 0.0000 Minimum Minimum 0.0000
Maximum 1.0600 Maximum 0.0000 Maximum 0.0120 Maximum Maximum 0.0000
Average 0.8200 Average 0.0000 Average 0.0040 Average Average 0.0000


Sample #1 Date, Result 07/19/18 0.0400 07/19/18 6.1000 07/19/18 19.00 07/19/18 360.00 07/19/18 13.00
Sample #2 Date, Result 08/15/18 33.00 08/15/18 4,400.00 08/15/18 1,000.00
Sample #3 Date, Result 09/20/18 22.00 09/20/18 290.00 09/20/18 8.20


Minimum 0.0400 Minimum 6.1000 Minimum 19.0000 Minimum 290.00 Minimum 8.20
Maximum 0.0400 Maximum 6.1000 Maximum 33.0000 Maximum 4,400.00 Maximum 1,000.00
Average 0.0400 Average 6.1000 Average 24.6667 Average 1,683.33 Average 340.40


Sample #1 Date, Result 07/19/18 67.000
Sample #2 Date, Result 08/15/18 2,800.000
Sample #3 Date, Result 09/20/18 51.000


Minimum Minimum 51.000
Maximum Maximum 2,800.000
Average Average 972.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/01/18 7.1 10/01/18 0.0000 11/06/18 0.0020 11/06/18 0.0100 10/01/18 0.0000
Sample #2 Date, Result 11/06/18 6.6 11/06/18 0.0000 11/06/18 0.0000
Sample #3 Date, Result 12/03/18 6.7 12/03/18 0.0000 12/03/18 0.0000


Minimum 6.6 Minimum 0.0000 Minimum 0.0020 Minimum 0.0100 Minimum 0.0000
Maximum 7.1 Maximum 0.0000 Maximum 0.0020 Maximum 0.0100 Maximum 0.0000
Average 6.8 Average 0.0000 Average 0.0020 Average 0.0100 Average 0.0000


Sample #1 Date, Result 11/06/18 0.02600 11/06/18 0.00600 11/06/18 0.0000 10/01/18 0.00000 10/01/18 0.5400
Sample #2 Date, Result 11/06/18 0.00000 11/06/18 0.3300
Sample #3 Date, Result 12/03/18 0.00000 12/03/18 0.0630


Minimum 0.0260 Minimum 0.0060 Minimum 0.0000 Minimum 0.0000 Minimum 0.0630
Maximum 0.0260 Maximum 0.0060 Maximum 0.0000 Maximum 0.0000 Maximum 0.5400
Average 0.0260 Average 0.0060 Average 0.0000 Average 0.0000 Average 0.3110


Sample #1 Date, Result 11/06/18 0.0000 11/06/18 0.000 10/01/18 1.5000 11/06/18 0.0000 11/06/18 1.9000
Sample #2 Date, Result 11/06/18 0.6900
Sample #3 Date, Result 12/03/18 0.1800


Minimum 0.0000 Minimum 0.0000 Minimum 0.1800 Minimum 0.0000 Minimum 1.9000
Maximum 0.0000 Maximum 0.0000 Maximum 1.5000 Maximum 0.0000 Maximum 1.9000
Average 0.0000 Average 0.0000 Average 0.7900 Average 0.0000 Average 1.9000


Sample #1 Date, Result 10/01/18 0.8100 11/06/18 0.0000 10/01/18 0.0000 11/06/18 0.0000
Sample #2 Date, Result 11/06/18 1.6900 11/06/18 0.0100
Sample #3 Date, Result 12/03/18 0.4700 12/03/18 0.0100


Minimum 0.4700 Minimum 0.0000 Minimum 0.0000 Minimum Minimum 0.0000
Maximum 1.6900 Maximum 0.0000 Maximum 0.0100 Maximum Maximum 0.0000
Average 0.9900 Average 0.0000 Average 0.0067 Average Average 0.0000


Sample #1 Date, Result 11/06/18 0.1100 11/06/18 6.3000 10/01/18 30.00 10/01/18 700.00 10/01/18 14.00
Sample #2 Date, Result 11/06/18 25.00 11/06/18 4,400.00 11/06/18 167.00
Sample #3 Date, Result 12/03/18 65.00 12/03/18 12,000.00 12/03/18 90.00


Minimum 0.1100 Minimum 6.3000 Minimum 25.0000 Minimum 700.00 Minimum 14.00
Maximum 0.1100 Maximum 6.3000 Maximum 65.0000 Maximum 12,000.00 Maximum 167.00
Average 0.1100 Average 6.3000 Average 40.0000 Average 5,700.00 Average 90.33


Sample #1 Date, Result 10/01/18 130.000
Sample #2 Date, Result 11/06/18 2,500.000
Sample #3 Date, Result 12/03/18 8,000.000


Minimum Minimum 130.000
Maximum Maximum 8,000.000
Average Average 3,543.333


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 01/08/19 9.4 01/08/19 0.0000 03/19/19 0.0005 02/04/19 0.0207 01/08/19 0.0000
Sample #2 Date, Result 02/04/19 9.5 02/04/19 0.0075 03/19/19 0.0197 02/04/19 0.0108
Sample #3 Date, Result 03/19/19 9.6 03/19/19 0.0026 03/19/19 0.0032


Minimum 9.4 Minimum 0.0000 Minimum 0.0005 Minimum 0.0197 Minimum 0.0000
Maximum 9.6 Maximum 0.0075 Maximum 0.0005 Maximum 0.0207 Maximum 0.0108
Average 9.5 Average 0.0033 Average 0.0005 Average 0.0202 Average 0.0047


Sample #1 Date, Result 02/04/19 0.01490 02/04/19 0.00591 01/08/19 0.0300
Sample #2 Date, Result 03/19/19 0.01930 03/19/19 0.00664 02/04/19 0.0627
Sample #3 Date, Result 03/19/19 0.0626


Minimum 0.0149 Minimum 0.0059 Minimum Minimum Minimum 0.0300
Maximum 0.0193 Maximum 0.0066 Maximum Maximum Maximum 0.0627
Average 0.0171 Average 0.0063 Average Average Average 0.0518


Sample #1 Date, Result 02/04/19 0.0100 01/08/19 0.2200 02/04/19 0.0001 02/04/19 1.7600
Sample #2 Date, Result 03/19/19 0.0500 02/04/19 0.8000 03/19/19 0.0001 03/19/19 0.2620
Sample #3 Date, Result 03/19/19 0.2000


Minimum 0.0100 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.2620
Maximum 0.0500 Maximum Maximum 0.8000 Maximum 0.0001 Maximum 1.7600
Average 0.0300 Average Average 0.4067 Average 0.0001 Average 1.0110


Sample #1 Date, Result 01/08/19 0.2800 02/04/19 0.0300 01/08/19 0.0100 02/04/19 0.0020 02/04/19 5.0000
Sample #2 Date, Result 02/04/19 0.8100 03/19/19 0.0500 02/04/19 0.0000 03/19/19 0.0006 03/19/19 5.0000
Sample #3 Date, Result 03/19/19 1.4500 03/19/19 0.0100


Minimum 0.2800 Minimum 0.0300 Minimum 0.0000 Minimum 0.0006 Minimum 5.0000
Maximum 1.4500 Maximum 0.0500 Maximum 0.0100 Maximum 0.0020 Maximum 5.0000
Average 0.8467 Average 0.0400 Average 0.0067 Average 0.0013 Average 5.0000


Sample #1 Date, Result 03/19/19 18.0000 01/08/19 22.00 01/08/19 7,600.00 01/08/19 180.00
Sample #2 Date, Result 02/04/19 49.20 02/04/19 114.00
Sample #3 Date, Result 03/19/19 294.00 03/19/19 4,440.00


Minimum Minimum 18.0000 Minimum 22.0000 Minimum 7,600.00 Minimum 114.00
Maximum Maximum 18.0000 Maximum 294.0000 Maximum 7,600.00 Maximum 4,440.00
Average Average 18.0000 Average 121.7333 Average 7,600.00 Average 1,578.00


Sample #1 Date, Result 01/08/19 1,100.000
Sample #2 Date, Result 03/19/19 3,500.000
Sample #3 Date, Result


Minimum Minimum 1,100.000
Maximum Maximum 3,500.000
Average Average 2,300.000


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Sulfate


TSS







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Mar 31, 2019


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 04/02/19 7.6 04/02/19 0.0123 06/26/19 0.0026 04/02/19 0.0139 04/02/19 0.0041
Sample #2 Date, Result 05/02/19 9.7 05/02/19 0.0032 05/02/19 0.0114 05/02/19 0.0012
Sample #3 Date, Result 06/26/19 7.6 06/26/19 0.0077 06/26/19 0.0112 06/26/19 0.0019


Minimum 7.6 Minimum 0.0032 Minimum 0.0026 Minimum 0.0112 Minimum 0.0012
Maximum 9.7 Maximum 0.0123 Maximum 0.0026 Maximum 0.0139 Maximum 0.0041
Average 8.3 Average 0.0078 Average 0.0026 Average 0.0122 Average 0.0024


Sample #1 Date, Result 04/02/19 0.00483 04/02/19 0.00485 04/02/19 1.5900
Sample #2 Date, Result 05/02/19 0.01560 05/02/19 0.00337 05/02/19 0.0463
Sample #3 Date, Result 06/26/19 0.00317 06/26/19 0.00406 06/26/19 0.6960


Minimum 0.0032 Minimum 0.0034 Minimum Minimum Minimum 0.0463
Maximum 0.0156 Maximum 0.0049 Maximum Maximum Maximum 1.5900
Average 0.0079 Average 0.0041 Average Average Average 0.7774


Sample #1 Date, Result 04/02/19 0.0100 04/02/19 1.4000 04/02/19 0.0001 04/02/19 5.2000
Sample #2 Date, Result 05/02/19 0.0500 05/02/19 0.2000 05/02/19 0.0001 05/02/19 0.1880
Sample #3 Date, Result 06/26/19 0.1000 06/26/19 0.9000 06/26/19 0.0001 06/26/19 3.8000


Minimum 0.0100 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.1880
Maximum 0.1000 Maximum Maximum 1.4000 Maximum 0.0001 Maximum 5.2000
Average 0.0533 Average Average 0.8333 Average 0.0001 Average 3.0627


Sample #1 Date, Result 04/02/19 0.9430 04/02/19 0.0250 04/02/19 0.0000 04/02/19 0.0005 04/02/19 6.0000
Sample #2 Date, Result 05/02/19 0.4760 05/02/19 0.0250 05/02/19 0.0000 05/02/19 0.0011 05/02/19 10.2000
Sample #3 Date, Result 06/26/19 0.5220 06/26/19 0.0250 06/26/19 0.0000 06/26/19 0.0020 06/26/19 5.0000


Minimum 0.4760 Minimum 0.0250 Minimum 0.0000 Minimum 0.0005 Minimum 5.0000
Maximum 0.9430 Maximum 0.0250 Maximum 0.0000 Maximum 0.0020 Maximum 10.2000
Average 0.6470 Average 0.0250 Average 0.0000 Average 0.0012 Average 7.0667


Sample #1 Date, Result 04/02/19 64.80 04/02/19 47.00
Sample #2 Date, Result 05/02/19 10.00 05/02/19 720.00
Sample #3 Date, Result 06/26/19 40.60 06/26/19 11.00


Minimum Minimum Minimum 10.0000 Minimum Minimum 11.00
Maximum Maximum Maximum 64.8000 Maximum Maximum 720.00
Average Average Average 38.4667 Average Average 259.33


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Jun 30, 2019


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 07/16/19 4.2 07/16/19 0.0035 08/01/19 0.0015 07/16/19 0.0130 07/16/19 0.0021
Sample #2 Date, Result 08/01/19 6.8 08/01/19 0.0052 09/11/19 0.0005 08/01/19 0.0072 08/01/19 0.0009
Sample #3 Date, Result 09/11/19 8.5 09/11/19 0.0033 09/11/19 0.0594 09/11/19 0.0045


Minimum 4.2 Minimum 0.0033 Minimum 0.0005 Minimum 0.0072 Minimum 0.0009
Maximum 8.5 Maximum 0.0052 Maximum 0.0015 Maximum 0.0594 Maximum 0.0045
Average 6.5 Average 0.0040 Average 0.0010 Average 0.0265 Average 0.0025


Sample #1 Date, Result 07/16/19 0.02570 07/16/19 0.01410 07/16/19 0.0517
Sample #2 Date, Result 08/01/19 0.00232 08/01/19 0.01070 08/01/19 0.2620
Sample #3 Date, Result 09/11/19 0.01210 09/11/19 0.01940 09/11/19 0.0677


Minimum 0.0023 Minimum 0.0107 Minimum Minimum Minimum 0.0517
Maximum 0.0257 Maximum 0.0194 Maximum Maximum Maximum 0.2620
Average 0.0134 Average 0.0147 Average Average Average 0.1271


Sample #1 Date, Result 07/16/19 0.1000 07/16/19 0.2000 07/16/19 0.0002 07/16/19 0.3760
Sample #2 Date, Result 08/01/19 0.0200 08/01/19 0.6000 08/01/19 0.0002 08/01/19 4.0500
Sample #3 Date, Result 09/11/19 0.0170 09/11/19 0.3000 09/11/19 0.0001 09/11/19 1.1800


Minimum 0.0170 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.3760
Maximum 0.1000 Maximum Maximum 0.6000 Maximum 0.0002 Maximum 4.0500
Average 0.0457 Average Average 0.3667 Average 0.0002 Average 1.8687


Sample #1 Date, Result 07/16/19 1.2100 07/16/19 0.0500 07/16/19 0.0100 07/16/19 0.0020 07/16/19 5.0000
Sample #2 Date, Result 08/01/19 0.9340 08/01/19 0.0250 08/01/19 0.0000 08/01/19 0.0020 08/01/19 5.0000
Sample #3 Date, Result 09/11/19 1.2800 09/11/19 0.0500 09/11/19 0.0200 09/11/19 0.0020 09/11/19 5.0000


Minimum 0.9340 Minimum 0.0250 Minimum 0.0000 Minimum 0.0020 Minimum 5.0000
Maximum 1.2800 Maximum 0.0500 Maximum 0.0200 Maximum 0.0020 Maximum 5.0000
Average 1.1413 Average 0.0417 Average 0.0100 Average 0.0020 Average 5.0000


Sample #1 Date, Result 08/01/19 6.0000 07/16/19 91.00 07/16/19 2,010.00
Sample #2 Date, Result 08/01/19 19.30 08/01/19 11.00
Sample #3 Date, Result 09/11/19 135.00 09/11/19 3,970.00


Minimum Minimum 6.0000 Minimum 19.3000 Minimum Minimum 11.00
Maximum Maximum 6.0000 Maximum 135.0000 Maximum Maximum 3,970.00
Average Average 6.0000 Average 81.7667 Average Average 1,997.00


Sample #1 Date, Result 08/01/19 67.000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 67.000
Maximum Maximum 67.000
Average Average 67.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Sep 30, 2019


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 1


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 10/15/19 9.1 10/15/19 0.0013 10/15/19 0.0566 10/15/19 0.0044
Sample #2 Date, Result 11/19/19 3.3 11/19/19 0.0021 11/19/19 0.0151 11/19/19 0.0057
Sample #3 Date, Result 12/04/19 9.2 12/04/19 0.0015 12/04/19 0.0302 12/04/19 0.0081


Minimum 3.3 Minimum 0.0013 Minimum Minimum 0.0151 Minimum 0.0044
Maximum 9.2 Maximum 0.0021 Maximum Maximum 0.0566 Maximum 0.0081
Average 7.2 Average 0.0016 Average Average 0.0340 Average 0.0060


Sample #1 Date, Result 10/15/19 0.01200 10/15/19 0.01460 10/15/19 0.0424
Sample #2 Date, Result 11/19/19 0.01120 11/19/19 0.01470 11/19/19 0.0604
Sample #3 Date, Result 12/04/19 0.00591 12/04/19 0.01330 12/04/19 0.0546


Minimum 0.0059 Minimum 0.0133 Minimum Minimum Minimum 0.0424
Maximum 0.0120 Maximum 0.0147 Maximum Maximum Maximum 0.0604
Average 0.0097 Average 0.0142 Average Average Average 0.0525


Sample #1 Date, Result 10/15/19 0.0500 10/15/19 0.2000 10/15/19 0.0001 10/15/19 0.1860
Sample #2 Date, Result 11/19/19 0.0500 11/19/19 0.2000 11/19/19 0.0001 11/19/19 0.3300
Sample #3 Date, Result 12/04/19 0.0500 12/04/19 0.2000 12/04/19 0.0001 12/04/19 0.6620


Minimum 0.0500 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.1860
Maximum 0.0500 Maximum Maximum 0.2000 Maximum 0.0001 Maximum 0.6620
Average 0.0500 Average Average 0.2000 Average 0.0001 Average 0.3927


Sample #1 Date, Result 10/15/19 1.4200 10/15/19 0.0500 10/15/19 0.0100 10/15/19 0.0008 10/15/19 19.6000
Sample #2 Date, Result 11/19/19 1.5000 11/19/19 0.0250 11/19/19 0.0100 11/19/19 0.0000 11/19/19 5.5000
Sample #3 Date, Result 12/04/19 1.7300 12/04/19 0.0250 12/04/19 0.0100 12/04/19 0.0000 12/04/19 5.0000


Minimum 1.4200 Minimum 0.0250 Minimum 0.0100 Minimum 0.0000 Minimum 5.0000
Maximum 1.7300 Maximum 0.0500 Maximum 0.0100 Maximum 0.0008 Maximum 19.6000
Average 1.5500 Average 0.0333 Average 0.0100 Average 0.0003 Average 10.0333


Sample #1 Date, Result 10/15/19 41.10 10/15/19 2,820.00
Sample #2 Date, Result 11/19/19 68.30 11/19/19 5,250.00
Sample #3 Date, Result 12/04/19 36.50 12/04/19 5,340.00


Minimum Minimum Minimum 36.5000 Minimum Minimum 2,820.00
Maximum Maximum Maximum 68.3000 Maximum Maximum 5,340.00
Average Average Average 48.6333 Average Average 4,470.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


WR Grace-Conn


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Dec 31, 2019


Industry Name: WR Grace-Conn
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 1


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







 


 


 


 


 


Annual Summary Data for #415 TAC East, Inc. 


 


  







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/21/16 6.6 01/21/16 0.00 01/21/16 0.0000 01/21/16 0.004 01/21/16 0.0000
Sample #2 Date, Result 02/03/16 6.8 02/03/16 0.0000 02/03/16 0.0000 02/03/16 0.002 02/03/16 0.0000
Sample #3 Date, Result 03/10/16 6.8 03/10/16 0.0000 03/10/16 0.0000 03/10/16 0.00 03/10/16 0.0000


Minimum 6.6 Minimum 0.0000 Minimum 0.0000 Minimum 0.0021 Minimum 0.0000
Maximum 6.8 Maximum 0.0000 Maximum 0.0000 Maximum 0.0035 Maximum 0.0000
Average 6.7 Average 0.0000 Average 0.0000 Average 0.0027 Average 0.0000


Sample #1 Date, Result 02/03/16 0.0120 01/21/16 0.0100 01/21/16 0.0000 01/21/16 0.0000 01/21/16 0.1400
Sample #2 Date, Result 02/03/16 0.0170 02/03/16 0.0000 02/03/16 0.0000 02/03/16 0.1200
Sample #3 Date, Result 03/10/16 0.0083 03/10/16 0.0000 03/10/16 0.0000 03/10/16 0.0470


Minimum 0.0120 Minimum 0.0083 Minimum 0.0000 Minimum 0.0000 Minimum 0.0470
Maximum 0.0120 Maximum 0.0170 Maximum 0.0000 Maximum 0.0000 Maximum 0.1400
Average 0.0120 Average 0.0118 Average 0.0000 Average 0.0000 Average 0.1023


Sample #1 Date, Result 02/03/16 0.0071 02/03/16 0.0000 01/21/16 0.1600 02/03/16 0.0000 01/21/16 1.3000
Sample #2 Date, Result 02/03/16 0.7400 02/03/16 0.7100
Sample #3 Date, Result 03/10/16 0.1200 03/10/16 0.1700


Minimum 0.0071 Minimum 0.0000 Minimum 0.1200 Minimum 0.0000 Minimum 0.1700
Maximum 0.0071 Maximum 0.0000 Maximum 0.7400 Maximum 0.0000 Maximum 1.3000
Average 0.0071 Average 0.0000 Average 0.3400 Average 0.0000 Average 0.7267


Sample #1 Date, Result 01/21/16 0.0600 01/21/16 0.0600 01/21/16 0.0000 01/22/16 0.0000 01/22/16 0.0000
Sample #2 Date, Result 02/03/16 0.1500 02/03/16 0.0500 02/03/16 0.0000 02/03/16 0.0032 02/03/16 0.0000
Sample #3 Date, Result 03/10/16 0.2800 03/10/16 0.0700 03/10/16 0.0000 03/10/16 0.0017 03/10/16 2.6000


Minimum 0.0600 Minimum 0.0500 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.2800 Maximum 0.0700 Maximum 0.0000 Maximum 0.0032 Maximum 2.6000
Average 0.1633 Average 0.0600 Average 0.0000 Average 0.0016 Average 0.8667


Sample #1 Date, Result 01/21/16 0.0000 02/03/16 360.0000 01/21/16 7,900.0000 01/21/16 2,300.00 01/21/16 12.00
Sample #2 Date, Result 02/03/16 0.0000 02/03/16 900.0000 02/03/16 2,200.00 02/03/16 12.00
Sample #3 Date, Result 03/10/16 770.0000 03/10/16 2,300.00 03/10/16 3.70


Minimum 0.0000 Minimum 360.0000 Minimum 770.0000 Minimum 2,200.00 Minimum 3.70
Maximum 0.0000 Maximum 360.0000 Maximum 7,900.0000 Maximum 2,300.00 Maximum 12.00
Average 0.0000 Average 360.0000 Average 3,190.0000 Average 2,266.67 Average 9.23


Sample #1 Date, Result 01/21/16 650.000
Sample #2 Date, Result 02/03/16 930.000
Sample #3 Date, Result 03/10/16 690.000


Minimum Minimum 650.000
Maximum Maximum 930.000
Average Average 756.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/13/16 7.0 04/13/16 0.00 04/13/16 0.0000 04/13/16 0.002 04/13/16 0.0000
Sample #2 Date, Result 04/20/16 7.1 04/20/16 0.0000 04/20/16 0.0000 04/20/16 0.011 04/20/16 0.0022
Sample #3 Date, Result 05/04/16 6.8 05/04/16 0.0000 05/04/16 0.0000 05/04/16 0.00 05/04/16 0.0000


Minimum 6.8 Minimum 0.0000 Minimum 0.0000 Minimum 0.0018 Minimum 0.0000
Maximum 7.1 Maximum 0.0000 Maximum 0.0000 Maximum 0.0110 Maximum 0.0022
Average 7.0 Average 0.0000 Average 0.0000 Average 0.0052 Average 0.0007


Sample #1 Date, Result 05/04/16 0.0160 04/13/16 0.0024 04/13/16 0.0000 04/13/16 0.0000 04/13/16 0.0350
Sample #2 Date, Result 05/04/16 0.0110 04/20/16 0.0000 04/20/16 0.0000 04/20/16 0.6600
Sample #3 Date, Result 06/15/16 0.0061 05/04/16 0.0000 05/04/16 0.0000 05/04/16 0.1400


Minimum 0.0160 Minimum 0.0024 Minimum 0.0000 Minimum 0.0000 Minimum 0.0350
Maximum 0.0160 Maximum 0.0110 Maximum 0.0000 Maximum 0.0000 Maximum 0.6600
Average 0.0160 Average 0.0065 Average 0.0000 Average 0.0000 Average 0.2783


Sample #1 Date, Result 05/04/16 0.0150 05/04/16 0.0000 04/13/16 0.2400 05/04/16 0.0000 04/13/16 1.9000
Sample #2 Date, Result 04/20/16 0.2700 05/26/16 0.0000 04/20/16 0.1800
Sample #3 Date, Result 05/04/16 0.3400 05/04/16 0.1000


Minimum 0.0150 Minimum 0.0000 Minimum 0.2400 Minimum 0.0000 Minimum 0.1000
Maximum 0.0150 Maximum 0.0000 Maximum 0.3400 Maximum 0.0000 Maximum 1.9000
Average 0.0150 Average 0.0000 Average 0.2833 Average 0.0000 Average 0.7267


Sample #1 Date, Result 04/13/16 0.2100 04/13/16 0.0000 04/13/16 0.0000 04/13/16 0.0221 04/13/16 0.0000
Sample #2 Date, Result 04/20/16 0.0900 04/20/16 0.0200 04/20/16 0.0000 04/20/16 0.0053 04/20/16 0.0000
Sample #3 Date, Result 05/04/16 0.4100 05/04/16 0.0300 05/04/16 0.0000 05/04/16 0.0133 05/04/16 5.1000


Minimum 0.0900 Minimum 0.0000 Minimum 0.0000 Minimum 0.0053 Minimum 0.0000
Maximum 0.4100 Maximum 0.0300 Maximum 0.0000 Maximum 0.0221 Maximum 5.1000
Average 0.2367 Average 0.0167 Average 0.0000 Average 0.0136 Average 1.7000


Sample #1 Date, Result 04/13/16 0.0300 05/04/16 320.0000 04/13/16 250.0000 04/13/16 1,300.00 04/13/16 8.00
Sample #2 Date, Result 04/20/16 0.0000 04/20/16 500.0000 04/20/16 1,900.00 04/20/16 3.20
Sample #3 Date, Result 05/04/16 0.1100 05/04/16 670.0000 05/04/16 2,700.00 05/04/16 7.50


Minimum 0.0000 Minimum 320.0000 Minimum 250.0000 Minimum 1,300.00 Minimum 3.20
Maximum 0.1100 Maximum 320.0000 Maximum 670.0000 Maximum 2,700.00 Maximum 8.00
Average 0.0467 Average 320.0000 Average 473.3333 Average 1,966.67 Average 6.23


Sample #1 Date, Result 04/13/16 610.000
Sample #2 Date, Result 04/20/16 710.000
Sample #3 Date, Result 05/04/16 1,400.000


Minimum Minimum 610.000
Maximum Maximum 1,400.000
Average Average 906.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 1 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2016 to Sep 30, 2016


Sample #1 Date, Result 07/20/16 7.4 07/20/16 0.00 07/20/16 0.0000 07/20/16 0.001 07/20/16 0.0000
Sample #2 Date, Result 09/14/16 7.2 09/14/16 0.0000 09/14/16 0.0000 09/14/16 0.002 09/14/16 0.0000
Sample #3 Date, Result


Minimum 7.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0010 Minimum 0.0000
Maximum 7.4 Maximum 0.0037 Maximum 0.0000 Maximum 0.0018 Maximum 0.0000
Average 7.3 Average 0.0019 Average 0.0000 Average 0.0014 Average 0.0000


Sample #1 Date, Result 07/20/16 0.1800 07/20/16 0.0000 07/20/16 0.0000 07/20/16 0.0350
Sample #2 Date, Result 09/14/16 0.0023 09/14/16 0.0000 09/14/16 0.0000 09/14/16 0.0350
Sample #3 Date, Result


Minimum Minimum 0.0023 Minimum 0.0000 Minimum 0.0000 Minimum 0.0350
Maximum Maximum 0.1800 Maximum 0.0000 Maximum 0.0000 Maximum 0.0350
Average Average 0.0912 Average 0.0000 Average 0.0000 Average 0.0350


Sample #1 Date, Result 07/20/16 0.3800 07/20/16 0.2200
Sample #2 Date, Result 09/14/16 0.2900 09/14/16 0.4400
Sample #3 Date, Result


Minimum Minimum Minimum 0.2900 Minimum Minimum 0.2200
Maximum Maximum Maximum 0.3800 Maximum Maximum 0.4400
Average Average Average 0.3350 Average Average 0.3300


Sample #1 Date, Result 07/20/16 0.0900 07/20/16 0.1000 07/20/16 0.0000 07/20/16 0.0029 07/20/16 9.2000
Sample #2 Date, Result 09/14/16 0.1000 09/14/16 0.2000 09/14/16 0.0000 09/14/16 0.0007
Sample #3 Date, Result


Minimum 0.0900 Minimum 0.1000 Minimum 0.0000 Minimum 0.0007 Minimum 9.2000
Maximum 0.1000 Maximum 0.2000 Maximum 0.0000 Maximum 0.0029 Maximum 9.2000
Average 0.0950 Average 0.1500 Average 0.0000 Average 0.0018 Average 9.2000


Sample #1 Date, Result 07/20/16 0.0600 07/20/16 760.0000 07/20/16 2,000.00 07/20/16 15.00
Sample #2 Date, Result 09/14/16 0.0700 09/14/16 1,300.0000 09/14/16 1,900.00 09/14/16 14.00
Sample #3 Date, Result


Minimum 0.0600 Minimum Minimum 760.0000 Minimum 1,900.00 Minimum 14.00
Maximum 0.0700 Maximum Maximum 1,300.0000 Maximum 2,000.00 Maximum 15.00
Average 0.0650 Average Average 1,030.0000 Average 1,950.00 Average 14.50


Sample #1 Date, Result 07/20/16 1,400.000
Sample #2 Date, Result 09/14/16 930.000
Sample #3 Date, Result


Minimum Minimum 930.000
Maximum Maximum 1,400.000
Average Average 1,165.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Sep 30, 2016


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/26/16 6.9 10/26/16 0.00 10/26/16 0.0000 10/26/16 0.002 10/26/16 0.0000
Sample #2 Date, Result 11/08/16 7.3 11/08/16 0.0000 11/08/16 0.0000 11/08/16 0.002 11/08/16 0.0000
Sample #3 Date, Result 12/14/16 7.3 12/14/16 0.0000 12/14/16 0.0000 12/07/16 0.01 12/14/16 0.0000


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0017 Minimum 0.0000
Maximum 7.3 Maximum 0.0000 Maximum 0.0000 Maximum 0.0058 Maximum 0.0000
Average 7.2 Average 0.0000 Average 0.0000 Average 0.0032 Average 0.0000


Sample #1 Date, Result 11/08/16 0.0084 10/26/16 0.0410 10/26/16 0.0006 10/26/16 0.0000 10/26/16 0.3900
Sample #2 Date, Result 11/08/16 0.0300 11/08/16 0.0000 11/08/16 0.0000 11/08/16 0.0150
Sample #3 Date, Result 12/14/16 0.0290 12/14/16 0.0000 12/14/16 0.0000 12/14/16 0.6200


Minimum 0.0084 Minimum 0.0290 Minimum 0.0000 Minimum 0.0000 Minimum 0.0150
Maximum 0.0084 Maximum 0.0410 Maximum 0.0006 Maximum 0.0000 Maximum 0.6200
Average 0.0084 Average 0.0333 Average 0.0002 Average 0.0000 Average 0.3417


Sample #1 Date, Result 11/08/16 0.0000 11/08/16 0.0000 10/26/16 0.3300 11/08/16 0.0000 10/26/16 8.1000
Sample #2 Date, Result 11/08/16 0.4200 12/07/16 0.0000 11/08/16 0.3400
Sample #3 Date, Result 12/14/16 2.0000 12/14/16 0.0000 12/14/16 0.6900


Minimum 0.0000 Minimum 0.0000 Minimum 0.3300 Minimum 0.0000 Minimum 0.3400
Maximum 0.0000 Maximum 0.0000 Maximum 2.0000 Maximum 0.0000 Maximum 8.1000
Average 0.0000 Average 0.0000 Average 0.9167 Average 0.0000 Average 3.0433


Sample #1 Date, Result 10/26/16 1.0100 10/26/16 0.0200 10/26/16 0.0018 10/26/16 0.7160 10/26/16 2.6000
Sample #2 Date, Result 11/08/16 0.0800 11/08/16 0.0300 11/08/16 0.0000 11/08/16 0.0019 11/08/16 4.5000
Sample #3 Date, Result 12/14/16 0.4200 12/14/16 0.0500 12/14/16 0.0300 12/07/16 4.2100


Minimum 0.0800 Minimum 0.0200 Minimum 0.0000 Minimum 0.0019 Minimum 2.6000
Maximum 1.0100 Maximum 0.0500 Maximum 0.0300 Maximum 0.7160 Maximum 4.5000
Average 0.5033 Average 0.0333 Average 0.0106 Average 0.3589 Average 3.7700


Sample #1 Date, Result 10/26/16 0.0000 11/08/16 150.0000 10/26/16 900.0000 10/26/16 2,100.00 10/26/16 14.00
Sample #2 Date, Result 11/08/16 0.0100 11/08/16 440.0000 11/08/16 7,700.00 11/08/16 14.00
Sample #3 Date, Result 12/14/16 0.2800 12/14/16 5,400.0000 12/14/16 2,000.00 12/14/16 17.00


Minimum 0.0000 Minimum 150.0000 Minimum 440.0000 Minimum 2,000.00 Minimum 14.00
Maximum 0.2800 Maximum 150.0000 Maximum 5,400.0000 Maximum 7,700.00 Maximum 17.00
Average 0.0967 Average 150.0000 Average 2,246.6667 Average 3,933.33 Average 15.00


Sample #1 Date, Result 10/26/16 960.000
Sample #2 Date, Result 11/08/16 520.000
Sample #3 Date, Result 12/14/16 700.000


Minimum Minimum 520.000
Maximum Maximum 960.000
Average Average 726.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 1 1


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/25/17 7.3 01/25/17 0.01 01/25/17 0.0000 01/25/17 0.002 01/25/17 0.0000
Sample #2 Date, Result 02/15/17 7.5 02/15/17 0.0000 02/15/17 0.0000 02/15/17 0.002 02/15/17 0.0000
Sample #3 Date, Result 03/15/17 6.2 03/15/17 0.0000 03/15/17 0.0000 03/15/17 0.00 03/15/17 0.0000


Minimum 6.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 7.5 Maximum 0.0050 Maximum 0.0000 Maximum 0.0021 Maximum 0.0000
Average 7.0 Average 0.0017 Average 0.0000 Average 0.0013 Average 0.0000


Sample #1 Date, Result 02/15/17 0.0180 01/25/17 0.0180 01/25/17 0.0000 01/25/17 0.0000 01/25/17 0.0100
Sample #2 Date, Result 02/15/17 0.0240 02/15/17 0.0000 02/15/17 0.0000 02/15/17 0.3600
Sample #3 Date, Result 03/15/17 0.1200 03/15/17 0.0000 03/15/17 0.0000 03/15/17 0.6400


Minimum 0.0180 Minimum 0.0180 Minimum 0.0000 Minimum 0.0000 Minimum 0.0100
Maximum 0.0180 Maximum 0.1200 Maximum 0.0000 Maximum 0.0000 Maximum 0.6400
Average 0.0180 Average 0.0540 Average 0.0000 Average 0.0000 Average 0.3367


Sample #1 Date, Result 02/15/17 0.0000 02/15/17 0.0000 01/25/17 0.6300 02/15/17 0.0000 01/25/17 13.0000
Sample #2 Date, Result 02/15/17 0.3700 02/15/17 5.5000
Sample #3 Date, Result 03/15/17 0.2200 03/15/17 2.9000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2200 Minimum 0.0000 Minimum 2.9000
Maximum 0.0000 Maximum 0.0000 Maximum 0.6300 Maximum 0.0000 Maximum 13.0000
Average 0.0000 Average 0.0000 Average 0.4067 Average 0.0000 Average 7.1333


Sample #1 Date, Result 01/25/17 2.0700 01/25/17 0.1700 01/25/17 0.0000 01/25/17 0.0008 01/25/17 4.5000
Sample #2 Date, Result 02/15/17 1.5400 02/15/17 0.1200 02/15/17 0.0011 02/15/17 0.0046 02/15/17 6.1000
Sample #3 Date, Result 03/15/17 0.4700 03/15/17 0.1400 03/15/17 0.0093 03/15/17 0.0047 03/15/17 17.3000


Minimum 0.4700 Minimum 0.1200 Minimum 0.0000 Minimum 0.0008 Minimum 4.5000
Maximum 2.0700 Maximum 0.1700 Maximum 0.0093 Maximum 0.0047 Maximum 17.3000
Average 1.3600 Average 0.1433 Average 0.0035 Average 0.0034 Average 9.3000


Sample #1 Date, Result 02/15/17 0.0000 02/15/17 400.0000 01/25/17 1,000.0000 01/25/17 1,500.00 01/25/17 7.30
Sample #2 Date, Result 03/15/17 0.0000 02/15/17 1,200.0000 02/15/17 2,600.00 02/15/17 13.00
Sample #3 Date, Result 03/15/17 2,000.0000 03/15/17 1,800.00 03/15/17 14.00


Minimum 0.0000 Minimum 400.0000 Minimum 1,000.0000 Minimum 1,500.00 Minimum 7.30
Maximum 0.0000 Maximum 400.0000 Maximum 2,000.0000 Maximum 2,600.00 Maximum 14.00
Average 0.0000 Average 400.0000 Average 1,400.0000 Average 1,966.67 Average 11.43


Sample #1 Date, Result 01/25/17 570.000
Sample #2 Date, Result 02/15/17 870.000
Sample #3 Date, Result 03/15/17 750.000


Minimum Minimum 570.000
Maximum Maximum 870.000
Average Average 730.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/19/17 6.5 04/19/17 0.00 04/19/17 0.0000 04/19/17 0.006 04/19/17 0.0000
Sample #2 Date, Result 05/17/17 6.4 05/17/17 0.0000 05/17/17 0.0003 05/17/17 0.017 05/17/17 0.0000
Sample #3 Date, Result 06/14/17 6.5 06/14/17 0.0000 06/14/17 0.0000 06/14/17 0.01 06/14/17 0.0000


Minimum 6.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0056 Minimum 0.0000
Maximum 6.5 Maximum 0.0000 Maximum 0.0003 Maximum 0.0170 Maximum 0.0000
Average 6.5 Average 0.0000 Average 0.0001 Average 0.0101 Average 0.0000


Sample #1 Date, Result 05/17/17 0.0850 04/19/17 0.1000 04/19/17 0.0000 04/19/17 0.0000 04/19/17 4.6000
Sample #2 Date, Result 05/17/17 0.1900 05/17/17 0.0000 05/17/17 0.0000 05/17/17 6.4000
Sample #3 Date, Result 06/14/17 0.0740 06/14/17 0.0000 06/14/17 0.0000 06/14/17 1.1000


Minimum 0.0850 Minimum 0.0740 Minimum 0.0000 Minimum 0.0000 Minimum 1.1000
Maximum 0.0850 Maximum 0.1900 Maximum 0.0000 Maximum 0.0000 Maximum 6.4000
Average 0.0850 Average 0.1213 Average 0.0000 Average 0.0000 Average 4.0333


Sample #1 Date, Result 05/17/17 0.0000 05/17/17 0.0000 04/19/17 0.1000 05/17/17 0.0000 04/19/17 44.0000
Sample #2 Date, Result 05/17/17 0.1200 05/17/17 4.3000
Sample #3 Date, Result 06/14/17 0.0900 06/14/17 6.4000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0900 Minimum 0.0000 Minimum 4.3000
Maximum 0.0000 Maximum 0.0000 Maximum 0.1200 Maximum 0.0000 Maximum 44.0000
Average 0.0000 Average 0.0000 Average 0.1033 Average 0.0000 Average 18.2333


Sample #1 Date, Result 04/19/17 0.4300 04/19/17 2.3000 04/19/17 0.0033 04/19/17 0.0729 04/19/17 7.6000
Sample #2 Date, Result 05/17/17 1.1500 05/17/17 0.2400 05/17/17 0.0020 05/17/17 0.0022 05/17/17 11.1000
Sample #3 Date, Result 06/14/17 0.8400 06/14/17 0.0400 06/14/17 0.0012 06/14/17 0.0013 06/14/17 0.0000


Minimum 0.4300 Minimum 0.0400 Minimum 0.0012 Minimum 0.0013 Minimum 0.0000
Maximum 1.1500 Maximum 2.3000 Maximum 0.0033 Maximum 0.0729 Maximum 11.1000
Average 0.8067 Average 0.8600 Average 0.0022 Average 0.0255 Average 6.2333


Sample #1 Date, Result 04/19/17 0.0000 05/17/17 270.0000 04/19/17 2,200.0000 04/19/17 3,100.00 04/19/17 31.00
Sample #2 Date, Result 05/17/17 0.2000 05/17/17 970.0000 05/17/17 2,000.00 05/17/17 14.00
Sample #3 Date, Result 06/14/17 0.0500 06/14/17 660.0000 06/14/17 1,100.00 06/14/17 24.00


Minimum 0.0000 Minimum 270.0000 Minimum 660.0000 Minimum 1,100.00 Minimum 14.00
Maximum 0.2000 Maximum 270.0000 Maximum 2,200.0000 Maximum 3,100.00 Maximum 31.00
Average 0.0833 Average 270.0000 Average 1,276.6667 Average 2,066.67 Average 23.00


Sample #1 Date, Result 04/19/17 1,600.000
Sample #2 Date, Result 05/17/17 870.000
Sample #3 Date, Result 06/14/17 470.000


Minimum Minimum 470.000
Maximum Maximum 1,600.000
Average Average 980.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 1 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 1 1


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 1 1


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/19/17 6.4 07/19/17 0.00 07/19/17 0.0003 07/19/17 0.450 07/19/17 0.0000
Sample #2 Date, Result 08/16/17 6.7 09/21/17 0.0000 09/21/17 0.0002 08/16/17 0.004 09/21/17 0.0000
Sample #3 Date, Result 09/21/17 6.5 09/21/17 0.01


Minimum 6.4 Minimum 0.0000 Minimum 0.0002 Minimum 0.0036 Minimum 0.0000
Maximum 6.7 Maximum 0.0000 Maximum 0.0003 Maximum 0.4500 Maximum 0.0000
Average 6.5 Average 0.0000 Average 0.0003 Average 0.1538 Average 0.0000


Sample #1 Date, Result 09/21/17 0.0510 07/19/17 0.0630 07/19/17 0.0000 07/19/17 0.0000 07/19/17 1.6000
Sample #2 Date, Result 09/21/17 0.0570 09/21/17 0.0000 09/21/17 0.0000 09/21/17 2.5000
Sample #3 Date, Result


Minimum 0.0510 Minimum 0.0570 Minimum 0.0000 Minimum 0.0000 Minimum 1.6000
Maximum 0.0510 Maximum 0.0630 Maximum 0.0000 Maximum 0.0000 Maximum 2.5000
Average 0.0510 Average 0.0600 Average 0.0000 Average 0.0000 Average 2.0500


Sample #1 Date, Result 09/21/17 0.0200 09/21/17 0.0000 07/19/17 0.1500 09/21/17 0.0000 07/19/17 23.0000
Sample #2 Date, Result 09/21/17 0.3500
Sample #3 Date, Result


Minimum 0.0200 Minimum 0.0000 Minimum 0.1500 Minimum 0.0000 Minimum 23.0000
Maximum 0.0200 Maximum 0.0000 Maximum 0.3500 Maximum 0.0000 Maximum 23.0000
Average 0.0200 Average 0.0000 Average 0.2500 Average 0.0000 Average 23.0000


Sample #1 Date, Result 07/19/17 0.5700 07/19/17 0.2200 07/19/17 0.0110 07/19/17 0.0008 07/19/17 3.4000
Sample #2 Date, Result 09/21/17 4.3100 09/21/17 0.1700 09/21/17 0.0200 09/21/17 0.0000 09/21/17 46.4000
Sample #3 Date, Result


Minimum 0.5700 Minimum 0.1700 Minimum 0.0110 Minimum 0.0000 Minimum 3.4000
Maximum 4.3100 Maximum 0.2200 Maximum 0.0200 Maximum 0.0008 Maximum 46.4000
Average 2.4400 Average 0.1950 Average 0.0155 Average 0.0004 Average 24.9000


Sample #1 Date, Result 07/19/17 0.0900 09/21/17 260.0000 07/19/17 1,500.0000 07/19/17 1,400.00 07/19/17 24.00
Sample #2 Date, Result 09/21/17 0.0900 09/21/17 2,100.0000 09/21/17 1,600.00 09/21/17 260.00
Sample #3 Date, Result


Minimum 0.0900 Minimum 260.0000 Minimum 1,500.0000 Minimum 1,400.00 Minimum 24.00
Maximum 0.0900 Maximum 260.0000 Maximum 2,100.0000 Maximum 1,600.00 Maximum 260.00
Average 0.0900 Average 260.0000 Average 1,800.0000 Average 1,500.00 Average 142.00


Sample #1 Date, Result 07/19/17 430.000
Sample #2 Date, Result 09/21/17 810.000
Sample #3 Date, Result


Minimum Minimum 430.000
Maximum Maximum 810.000
Average Average 620.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 10/05/17 5.5 10/05/17 0.00 10/05/17 0.0031 10/05/17 0.017 10/05/17 0.0000
Sample #2 Date, Result 10/25/17 6.3 10/25/17 0.0000 10/25/17 0.0022 10/25/17 0.600 10/25/17 0.0000
Sample #3 Date, Result 11/15/17 6.4 11/15/17 0.0000 11/15/17 0.0021 11/15/17 0.00 11/15/17 0.0000


Minimum 5.5 Minimum 0.0000 Minimum 0.0021 Minimum 0.0030 Minimum 0.0000
Maximum 6.4 Maximum 0.0000 Maximum 0.0031 Maximum 0.6000 Maximum 0.0000
Average 6.1 Average 0.0000 Average 0.0025 Average 0.2067 Average 0.0000


Sample #1 Date, Result 11/15/17 0.0440 10/05/17 1.6000 10/05/17 0.0000 10/05/17 0.0000 10/05/17 27.0000
Sample #2 Date, Result 10/25/17 1.5000 10/25/17 0.0000 10/25/17 0.0000 10/25/17 4.6000
Sample #3 Date, Result 11/15/17 0.1900 11/15/17 0.0000 11/15/17 0.0000 11/15/17 3.1000


Minimum 0.0440 Minimum 0.1900 Minimum 0.0000 Minimum 0.0000 Minimum 3.1000
Maximum 0.0440 Maximum 1.6000 Maximum 0.0000 Maximum 0.0000 Maximum 27.0000
Average 0.0440 Average 1.0967 Average 0.0000 Average 0.0000 Average 11.5667


Sample #1 Date, Result 11/15/17 0.0000 11/15/17 0.0000 10/05/17 0.1600 11/15/17 0.0000 10/05/17 2.1000
Sample #2 Date, Result 10/25/17 0.3500 10/25/17 0.2300
Sample #3 Date, Result 11/15/17 0.5500 11/15/17 0.4000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1600 Minimum 0.0000 Minimum 0.2300
Maximum 0.0000 Maximum 0.0000 Maximum 0.5500 Maximum 0.0000 Maximum 2.1000
Average 0.0000 Average 0.0000 Average 0.3533 Average 0.0000 Average 0.9100


Sample #1 Date, Result 10/05/17 0.1700 10/05/17 0.0400 10/05/17 0.0098 10/05/17 0.0191 10/05/17 12.7000
Sample #2 Date, Result 10/25/17 3.1000 10/25/17 0.1100 10/25/17 0.0017 10/25/17 0.0015 10/25/17 3.8000
Sample #3 Date, Result 11/15/17 2.9800 11/15/17 0.3800 11/15/17 0.0007 11/15/17 0.0100 11/15/17 11.7000


Minimum 0.1700 Minimum 0.0400 Minimum 0.0007 Minimum 0.0015 Minimum 3.8000
Maximum 3.1000 Maximum 0.3800 Maximum 0.0098 Maximum 0.0191 Maximum 12.7000
Average 2.0833 Average 0.1767 Average 0.0041 Average 0.0102 Average 9.4000


Sample #1 Date, Result 10/05/17 0.1700 11/15/17 350.0000 10/05/17 760.0000 10/05/17 2,700.00 10/05/17 40.00
Sample #2 Date, Result 10/25/17 0.0000 10/25/17 630.0000 10/25/17 840.00 10/25/17 15.00
Sample #3 Date, Result 11/15/17 0.0000 11/15/17 1,100.0000 11/15/17 1,000.00 11/15/17 34.00


Minimum 0.0000 Minimum 350.0000 Minimum 630.0000 Minimum 840.00 Minimum 15.00
Maximum 0.1700 Maximum 350.0000 Maximum 1,100.0000 Maximum 2,700.00 Maximum 40.00
Average 0.0567 Average 350.0000 Average 830.0000 Average 1,513.33 Average 29.67


Sample #1 Date, Result 10/05/17 1,600.000
Sample #2 Date, Result 10/25/17 350.000
Sample #3 Date, Result 11/15/17 270.000


Minimum Minimum 270.000
Maximum Maximum 1,600.000
Average Average 740.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 2 2
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 1 1


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 1 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/17/18 7.4 01/17/18 0.00 01/17/18 0.0008 01/17/18 0.018 01/17/18 0.0000
Sample #2 Date, Result 02/14/18 5.9 02/14/18 0.0000 02/14/18 0.0003 02/14/18 0.030 02/14/18 0.0000
Sample #3 Date, Result 03/14/18 6.6 03/14/18 0.0000 03/14/18 0.0002 03/14/18 0.02 03/14/18 0.0000


Minimum 5.9 Minimum 0.0000 Minimum 0.0002 Minimum 0.0180 Minimum 0.0000
Maximum 7.4 Maximum 0.0000 Maximum 0.0008 Maximum 0.0300 Maximum 0.0000
Average 6.6 Average 0.0000 Average 0.0004 Average 0.0240 Average 0.0000


Sample #1 Date, Result 02/14/18 0.1600 01/17/18 0.1600 01/17/18 0.0000 01/17/18 0.0000 01/17/18 0.2500
Sample #2 Date, Result 03/14/18 0.1800 02/14/18 0.1800 02/14/18 0.0000 02/14/18 0.0000 02/14/18 0.9100
Sample #3 Date, Result 03/14/18 0.0390 03/14/18 0.0008 03/14/18 0.0000 03/14/18 0.2900


Minimum 0.1600 Minimum 0.0390 Minimum 0.0000 Minimum 0.0000 Minimum 0.2500
Maximum 0.1800 Maximum 0.1800 Maximum 0.0008 Maximum 0.0000 Maximum 0.9100
Average 0.1700 Average 0.1263 Average 0.0003 Average 0.0000 Average 0.4833


Sample #1 Date, Result 02/14/18 0.0000 02/14/18 0.0000 01/17/18 0.2000 02/14/18 0.0000 01/17/18 0.3300
Sample #2 Date, Result 02/14/18 0.3900 03/14/18 0.0000 02/14/18 2.1000
Sample #3 Date, Result 03/14/18 0.2100 03/14/18 5.1000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2000 Minimum 0.0000 Minimum 0.3300
Maximum 0.0000 Maximum 0.0000 Maximum 0.3900 Maximum 0.0000 Maximum 5.1000
Average 0.0000 Average 0.0000 Average 0.2667 Average 0.0000 Average 2.5100


Sample #1 Date, Result 01/17/18 0.5200 01/17/18 0.0600 01/17/18 0.0019 01/17/18 0.0058 01/17/18 0.0000
Sample #2 Date, Result 02/14/18 0.5600 02/14/18 0.0100 02/14/18 0.0017 02/14/18 0.0060 02/14/18 0.0000
Sample #3 Date, Result 03/14/18 2.4800 03/14/18 0.0200 03/14/18 0.0000 03/14/18 0.0090 03/14/18 27.4000


Minimum 0.5200 Minimum 0.0100 Minimum 0.0000 Minimum 0.0058 Minimum 0.0000
Maximum 2.4800 Maximum 0.0600 Maximum 0.0019 Maximum 0.0090 Maximum 27.4000
Average 1.1867 Average 0.0300 Average 0.0012 Average 0.0069 Average 9.1333


Sample #1 Date, Result 01/17/18 0.0900 02/14/18 380.0000 01/17/18 4,900.0000 01/17/18 1,600.00 01/17/18 7.00
Sample #2 Date, Result 02/14/18 0.0500 02/14/18 860.0000 02/14/18 2,100.00 02/14/18 20.00
Sample #3 Date, Result 03/14/18 0.0000 03/14/18 750.0000 03/14/18 1,800.00 03/14/18 36.00


Minimum 0.0000 Minimum 380.0000 Minimum 750.0000 Minimum 1,600.00 Minimum 7.00
Maximum 0.0900 Maximum 380.0000 Maximum 4,900.0000 Maximum 2,100.00 Maximum 36.00
Average 0.0467 Average 380.0000 Average 2,170.0000 Average 1,833.33 Average 21.00


Sample #1 Date, Result 01/17/18 360.000
Sample #2 Date, Result 02/14/18 4,500.000
Sample #3 Date, Result 03/14/18 680.000


Minimum Minimum 360.000
Maximum Maximum 4,500.000
Average Average 1,846.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/25/18 7.4 04/25/18 0.00 04/25/18 0.0003 04/25/18 0.015 04/25/18 0.0000
Sample #2 Date, Result 05/23/18 8.4 05/23/18 0.0000 05/23/18 0.0002 05/23/18 0.014 05/23/18 0.0000
Sample #3 Date, Result 06/13/18 8.0 06/13/18 0.0000 06/13/18 0.0000 06/13/18 0.00 06/13/18 0.0000


Minimum 7.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0030 Minimum 0.0000
Maximum 8.4 Maximum 0.0000 Maximum 0.0003 Maximum 0.0150 Maximum 0.0000
Average 7.9 Average 0.0000 Average 0.0002 Average 0.0107 Average 0.0000


Sample #1 Date, Result 04/25/18 0.0420 04/25/18 0.0250 04/25/18 0.0000 04/25/18 0.0000 04/25/18 0.0890
Sample #2 Date, Result 05/23/18 0.0180 05/23/18 0.0130 05/23/18 0.0000 05/23/18 0.0000 05/23/18 0.0700
Sample #3 Date, Result 06/13/18 0.0280 06/13/18 0.0000 06/13/18 0.0000 06/13/18 0.0420


Minimum 0.0180 Minimum 0.0130 Minimum 0.0000 Minimum 0.0000 Minimum 0.0420
Maximum 0.0420 Maximum 0.0280 Maximum 0.0000 Maximum 0.0000 Maximum 0.0890
Average 0.0300 Average 0.0220 Average 0.0000 Average 0.0000 Average 0.0670


Sample #1 Date, Result 05/23/18 0.0210 05/23/18 0.0000 04/25/18 0.4900 05/23/18 0.0002 04/25/18 2.1000
Sample #2 Date, Result 05/23/18 1.3000 06/27/18 0.0000 05/23/18 2.0000
Sample #3 Date, Result 06/13/18 0.4200 06/13/18 5.4000


Minimum 0.0210 Minimum 0.0000 Minimum 0.4200 Minimum 0.0000 Minimum 2.0000
Maximum 0.0210 Maximum 0.0000 Maximum 1.3000 Maximum 0.0002 Maximum 5.4000
Average 0.0210 Average 0.0000 Average 0.7367 Average 0.0001 Average 3.1667


Sample #1 Date, Result 04/25/18 0.2500 04/25/18 0.0300 04/25/18 0.0000 04/25/18 0.0096 04/25/18 2.9000
Sample #2 Date, Result 05/23/18 0.3200 05/23/18 0.0400 05/23/18 0.0042 05/23/18 0.0012 05/23/18 20.0000
Sample #3 Date, Result 06/13/18 0.2400 06/13/18 0.0500 06/13/18 0.0000 06/13/18 0.0000 06/13/18 3.0000


Minimum 0.2400 Minimum 0.0300 Minimum 0.0000 Minimum 0.0000 Minimum 2.9000
Maximum 0.3200 Maximum 0.0500 Maximum 0.0042 Maximum 0.0096 Maximum 20.0000
Average 0.2700 Average 0.0400 Average 0.0014 Average 0.0036 Average 8.6333


Sample #1 Date, Result 04/25/18 0.0000 05/23/18 0.0000 04/25/18 2,200.0000 04/25/18 1,700.00 04/25/18 12.00
Sample #2 Date, Result 05/23/18 0.1000 05/23/18 800.0000 05/23/18 1,300.00 05/23/18 42.00
Sample #3 Date, Result 06/13/18 0.0300 06/13/18 370.0000 06/13/18 1,300.00 06/13/18 8.00


Minimum 0.0000 Minimum 0.0000 Minimum 370.0000 Minimum 1,300.00 Minimum 8.00
Maximum 0.1000 Maximum 0.0000 Maximum 2,200.0000 Maximum 1,700.00 Maximum 42.00
Average 0.0433 Average 0.0000 Average 1,123.3333 Average 1,433.33 Average 20.67


Sample #1 Date, Result 04/25/18 560.000 06/27/18 16.5000
Sample #2 Date, Result 05/23/18 400.000
Sample #3 Date, Result 06/13/18 500.000


Minimum Minimum 400.000 16.500
Maximum Maximum 560.000 16.500
Average Average 486.667 16.500


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/25/18 6.9 07/25/18 0.00 07/25/18 0.0002 07/25/18 0.022 07/25/18 0.0000
Sample #2 Date, Result 08/16/18 6.9 08/16/18 0.0000 08/16/18 0.0000 08/16/18 0.009 08/16/18 0.0000
Sample #3 Date, Result 09/06/18 6.7 09/06/18 0.0053 09/06/18 0.0000 09/06/18 0.27 09/06/18 0.0000


Minimum 6.7 Minimum 0.0000 Minimum 0.0000 Minimum 0.0090 Minimum 0.0000
Maximum 6.9 Maximum 0.0053 Maximum 0.0002 Maximum 0.2700 Maximum 0.0000
Average 6.8 Average 0.0018 Average 0.0001 Average 0.1003 Average 0.0000


Sample #1 Date, Result 09/20/18 0.0280 07/25/18 0.0510 07/25/18 0.0000 07/25/18 0.0000 07/25/18 0.2100
Sample #2 Date, Result 08/16/18 0.0530 08/16/18 0.0000 08/16/18 0.0000 08/16/18 0.0780
Sample #3 Date, Result 09/06/18 0.0570 09/06/18 0.0000 09/06/18 0.0000 09/06/18 0.0790


Minimum 0.0280 Minimum 0.0510 Minimum 0.0000 Minimum 0.0000 Minimum 0.0780
Maximum 0.0280 Maximum 0.0570 Maximum 0.0000 Maximum 0.0000 Maximum 0.2100
Average 0.0280 Average 0.0537 Average 0.0000 Average 0.0000 Average 0.1223


Sample #1 Date, Result 09/20/18 0.0022 09/20/18 0.0000 07/25/18 0.3300 07/25/18 0.0000 07/25/18 1.6000
Sample #2 Date, Result 08/16/18 0.1000 08/16/18 0.0000 08/16/18 1.7000
Sample #3 Date, Result 09/20/18 0.1200 09/06/18 0.0000 09/20/18 0.8800


Minimum 0.0022 Minimum 0.0000 Minimum 0.1000 Minimum 0.0000 Minimum 0.8800
Maximum 0.0022 Maximum 0.0000 Maximum 0.3300 Maximum 0.0000 Maximum 1.7000
Average 0.0022 Average 0.0000 Average 0.1833 Average 0.0000 Average 1.3933


Sample #1 Date, Result 07/25/18 0.6400 07/25/18 0.0300 07/25/18 0.0140 08/16/18 0.0040 07/25/18 14.1000
Sample #2 Date, Result 08/16/18 0.1500 08/16/18 0.1300 08/16/18 0.0039 08/16/18 5.2000
Sample #3 Date, Result 09/20/18 0.3400 09/20/18 0.1300 09/06/18 0.0019 09/06/18 7.6000


Minimum 0.1500 Minimum 0.0300 Minimum 0.0019 Minimum 0.0040 Minimum 5.2000
Maximum 0.6400 Maximum 0.1300 Maximum 0.0140 Maximum 0.0040 Maximum 14.1000
Average 0.3767 Average 0.0967 Average 0.0066 Average 0.0040 Average 8.9667


Sample #1 Date, Result 07/25/18 0.0400 09/20/18 350.0000 07/25/18 700.0000 07/25/18 1,500.00 07/25/18 15.00
Sample #2 Date, Result 08/16/18 0.1500 08/16/18 520.0000 08/16/18 980.00 08/16/18 30.00
Sample #3 Date, Result 09/06/18 0.3300 09/20/18 760.0000 09/20/18 650.00 09/20/18 24.00


Minimum 0.0400 Minimum 350.0000 Minimum 520.0000 Minimum 650.00 Minimum 15.00
Maximum 0.3300 Maximum 350.0000 Maximum 760.0000 Maximum 1,500.00 Maximum 30.00
Average 0.1733 Average 350.0000 Average 660.0000 Average 1,043.33 Average 23.00


Sample #1 Date, Result 07/25/18 500.000
Sample #2 Date, Result 08/16/18 250.000
Sample #3 Date, Result 09/20/18 230.000


Minimum Minimum 230.000
Maximum Maximum 500.000
Average Average 326.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/24/18 6.6 10/24/18 0.00 10/24/18 0.0019 10/24/18 0.013 10/24/18 0.0000
Sample #2 Date, Result 11/07/18 6.6 11/07/18 0.0000 11/07/18 0.0008 11/07/18 0.006 11/07/18 0.0000
Sample #3 Date, Result 12/05/18 6.6 12/05/18 0.0000 12/05/18 0.0000 12/05/18 0.00 12/05/18 0.0000


Minimum 6.6 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 6.6 Maximum 0.0000 Maximum 0.0019 Maximum 0.0130 Maximum 0.0000
Average 6.6 Average 0.0000 Average 0.0009 Average 0.0063 Average 0.0000


Sample #1 Date, Result 11/07/18 0.0280 10/24/18 0.0540 10/24/18 0.0000 10/24/18 0.0000 10/24/18 2.9000
Sample #2 Date, Result 11/07/18 0.0440 11/07/18 0.0000 11/07/18 0.0000 11/07/18 0.2300
Sample #3 Date, Result 12/05/18 0.1700 12/05/18 0.0000 12/05/18 0.0000 12/05/18 0.1400


Minimum 0.0280 Minimum 0.0440 Minimum 0.0000 Minimum 0.0000 Minimum 0.1400
Maximum 0.0280 Maximum 0.1700 Maximum 0.0000 Maximum 0.0000 Maximum 2.9000
Average 0.0280 Average 0.0893 Average 0.0000 Average 0.0000 Average 1.0900


Sample #1 Date, Result 11/07/18 0.0000 11/07/18 0.0000 10/24/18 0.1400 10/24/18 0.0000 10/24/18 0.2400
Sample #2 Date, Result 11/07/18 0.2500 11/07/18 0.0000 11/07/18 3.4000
Sample #3 Date, Result 12/05/18 0.2000 12/05/18 0.0000 12/05/18 0.1700


Minimum 0.0000 Minimum 0.0000 Minimum 0.1400 Minimum 0.0000 Minimum 0.1700
Maximum 0.0000 Maximum 0.0000 Maximum 0.2500 Maximum 0.0000 Maximum 3.4000
Average 0.0000 Average 0.0000 Average 0.1967 Average 0.0000 Average 1.2700


Sample #1 Date, Result 10/24/18 0.0500 10/24/18 0.1000 10/24/18 0.0020 10/24/18 0.0022 10/24/18 2.6000
Sample #2 Date, Result 11/07/18 1.4700 11/07/18 0.1100 11/07/18 0.0000 11/07/18 0.0000 11/07/18 0.0000
Sample #3 Date, Result 12/05/18 0.5000 12/05/18 0.0600 12/05/18 0.0000 12/05/18 4.0000


Minimum 0.0500 Minimum 0.0600 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 1.4700 Maximum 0.1100 Maximum 0.0020 Maximum 0.0022 Maximum 4.0000
Average 0.6733 Average 0.0900 Average 0.0007 Average 0.0011 Average 2.2000


Sample #1 Date, Result 10/24/18 0.1100 11/07/18 100.0000 10/24/18 2,900.0000 10/24/18 1,600.00 10/24/18 10.40
Sample #2 Date, Result 11/07/18 0.0000 11/07/18 390.0000 11/07/18 810.00 11/07/18 27.30
Sample #3 Date, Result 12/05/18 260.0000 12/05/18 820.00 12/05/18 13.20


Minimum 0.0000 Minimum 100.0000 Minimum 260.0000 Minimum 810.00 Minimum 10.40
Maximum 0.1100 Maximum 100.0000 Maximum 2,900.0000 Maximum 1,600.00 Maximum 27.30
Average 0.0550 Average 100.0000 Average 1,183.3333 Average 1,076.67 Average 16.97


Sample #1 Date, Result 10/24/18 650.000
Sample #2 Date, Result 11/07/18 280.000
Sample #3 Date, Result 12/05/18 280.000


Minimum Minimum 280.000
Maximum Maximum 650.000
Average Average 403.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 01/16/19 6.5 01/16/19 0.00 01/16/19 0.0000 01/16/19 0.004 01/16/19 0.0000
Sample #2 Date, Result 02/06/19 6.6 02/06/19 0.0000 02/06/19 0.0002 02/06/19 0.020 02/06/19 0.0013
Sample #3 Date, Result 03/28/19 6.4 03/28/19 0.0000 03/28/19 0.01 03/28/19 0.0002


Minimum 6.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0040 Minimum 0.0000
Maximum 6.6 Maximum 0.0000 Maximum 0.0002 Maximum 0.0200 Maximum 0.0013
Average 6.5 Average 0.0000 Average 0.0001 Average 0.0107 Average 0.0005


Sample #1 Date, Result 02/06/19 0.0189 01/16/19 0.0110 01/16/19 0.0000 01/16/19 0.0000 01/16/19 2.7000
Sample #2 Date, Result 03/28/19 0.0093 02/06/19 0.0262 02/06/19 0.3000
Sample #3 Date, Result 03/28/19 0.0496 03/28/19 0.5000


Minimum 0.0093 Minimum 0.0110 Minimum 0.0000 Minimum 0.0000 Minimum 0.3000
Maximum 0.0189 Maximum 0.0496 Maximum 0.0000 Maximum 0.0000 Maximum 2.7000
Average 0.0141 Average 0.0289 Average 0.0000 Average 0.0000 Average 1.1667


Sample #1 Date, Result 02/06/19 0.0100 01/16/19 0.7800 02/06/19 0.0001 01/16/19 0.1100
Sample #2 Date, Result 03/28/19 0.1000 02/06/19 1.0000 03/28/19 0.0001 02/06/19 0.1000
Sample #3 Date, Result 03/28/19 2.5000 03/28/19 0.1000


Minimum 0.0100 Minimum Minimum 0.7800 Minimum 0.0001 Minimum 0.1000
Maximum 0.1000 Maximum Maximum 2.5000 Maximum 0.0001 Maximum 0.1100
Average 0.0550 Average Average 1.4267 Average 0.0001 Average 0.1033


Sample #1 Date, Result 01/16/19 1.8600 01/16/19 0.0900 01/16/19 0.0000 01/16/19 0.0000 01/16/19 1.6000
Sample #2 Date, Result 02/06/19 0.4100 02/06/19 0.0500 02/06/19 0.0000 02/06/19 0.0020 02/06/19 6.4000
Sample #3 Date, Result 03/28/19 0.9700 03/28/19 0.2300 03/28/19 0.0000 03/28/19 0.0037 03/28/19 35.0000


Minimum 0.4100 Minimum 0.0500 Minimum 0.0000 Minimum 0.0000 Minimum 1.6000
Maximum 1.8600 Maximum 0.2300 Maximum 0.0000 Maximum 0.0037 Maximum 35.0000
Average 1.0800 Average 0.1233 Average 0.0000 Average 0.0019 Average 14.3333


Sample #1 Date, Result 02/06/19 88.0000 01/16/19 1,100.0000 01/16/19 1,100.00 01/16/19 20.00
Sample #2 Date, Result 02/06/19 341.0000 02/06/19 7.00
Sample #3 Date, Result 03/28/19 1,380.0000 03/28/19 30.00


Minimum Minimum 88.0000 Minimum 341.0000 Minimum 1,100.00 Minimum 7.00
Maximum Maximum 88.0000 Maximum 1,380.0000 Maximum 1,100.00 Maximum 30.00
Average Average 88.0000 Average 940.3333 Average 1,100.00 Average 19.00


Sample #1 Date, Result 01/16/19 38.000
Sample #2 Date, Result 02/06/19 620.000
Sample #3 Date, Result


Minimum Minimum 38.000
Maximum Maximum 620.000
Average Average 329.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Mar 31, 2019


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 04/16/19 6.5 04/16/19 0.00 06/24/19 0.0004 04/16/19 0.020 04/16/19 0.0003
Sample #2 Date, Result 05/15/19 6.3 05/15/19 0.0000 05/15/19 0.008 05/15/19 0.0002
Sample #3 Date, Result 06/24/19 6.5 06/24/19 0.0000 06/24/19 0.02 06/24/19 0.0003


Minimum 6.3 Minimum 0.0000 Minimum 0.0004 Minimum 0.0080 Minimum 0.0002
Maximum 6.5 Maximum 0.0000 Maximum 0.0004 Maximum 0.0240 Maximum 0.0003
Average 6.4 Average 0.0000 Average 0.0004 Average 0.0173 Average 0.0003


Sample #1 Date, Result 04/16/19 0.0202 04/16/19 0.1080 04/16/19 0.1000
Sample #2 Date, Result 05/15/19 0.1980 05/15/19 2.8300 05/15/19 0.1000
Sample #3 Date, Result 06/24/19 0.0305 06/24/19 0.0711 06/24/19 0.1000


Minimum 0.0202 Minimum 0.0711 Minimum Minimum Minimum 0.1000
Maximum 0.1980 Maximum 2.8300 Maximum Maximum Maximum 0.1000
Average 0.0829 Average 1.0030 Average Average Average 0.1000


Sample #1 Date, Result 04/16/19 0.1000 04/16/19 1.6000 04/16/19 0.0001 04/16/19 0.1000
Sample #2 Date, Result 05/15/19 0.1000 05/15/19 0.5000 05/15/19 0.0001 05/15/19 0.9400
Sample #3 Date, Result 06/24/19 0.0100 06/24/19 0.8000 06/24/19 0.0001 06/24/19 0.1000


Minimum 0.0100 Minimum Minimum 0.5000 Minimum 0.0001 Minimum 0.1000
Maximum 0.1000 Maximum Maximum 1.6000 Maximum 0.0001 Maximum 0.9400
Average 0.0700 Average Average 0.9667 Average 0.0001 Average 0.3800


Sample #1 Date, Result 04/16/19 1.5700 04/16/19 0.0500 04/16/19 0.0000 04/16/19 0.0042 04/16/19 5.0000
Sample #2 Date, Result 05/15/19 0.5000 05/15/19 0.0400 05/15/19 0.0000 05/15/19 0.0130 05/15/19 5.0000
Sample #3 Date, Result 06/24/19 2.6600 06/24/19 0.0900 06/24/19 0.0000 06/24/19 0.0029 06/24/19 191.0000


Minimum 0.5000 Minimum 0.0400 Minimum 0.0000 Minimum 0.0029 Minimum 5.0000
Maximum 2.6600 Maximum 0.0900 Maximum 0.0000 Maximum 0.0130 Maximum 191.0000
Average 1.5767 Average 0.0600 Average 0.0000 Average 0.0067 Average 67.0000


Sample #1 Date, Result 04/16/19 417.0000 04/16/19 13.00
Sample #2 Date, Result 05/15/19 795.0000 05/15/19 26.00
Sample #3 Date, Result 06/24/19 461.0000 06/24/19 37.00


Minimum Minimum Minimum 417.0000 Minimum Minimum 13.00
Maximum Maximum Maximum 795.0000 Maximum Maximum 37.00
Average Average Average 557.6667 Average Average 25.33


Sample #1 Date, Result 05/15/19 5.0000
Sample #2 Date, Result 06/24/19 88.8000
Sample #3 Date, Result


Minimum Minimum 5.000
Maximum Maximum 88.800
Average Average 46.900


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Jun 30, 2019


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 1 1
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 1 1
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 1 1


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 07/16/19 6.4 07/16/19 0.00 07/16/19 0.0008 07/16/19 0.007 07/16/19 0.0002
Sample #2 Date, Result 08/13/19 9.1
Sample #3 Date, Result


Minimum 6.4 Minimum 0.0000 Minimum 0.0008 Minimum 0.0070 Minimum 0.0002
Maximum 9.1 Maximum 0.0000 Maximum 0.0008 Maximum 0.0070 Maximum 0.0002
Average 7.8 Average 0.0000 Average 0.0008 Average 0.0070 Average 0.0002


Sample #1 Date, Result 07/16/19 0.1280 07/16/19 0.1680 07/16/19 2.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.1280 Minimum 0.1680 Minimum Minimum Minimum 2.0000
Maximum 0.1280 Maximum 0.1680 Maximum Maximum Maximum 2.0000
Average 0.1280 Average 0.1680 Average Average Average 2.0000


Sample #1 Date, Result 07/16/19 0.0500 07/16/19 0.4000 07/16/19 0.0002 07/16/19 0.4500
Sample #2 Date, Result 08/13/19 0.1000
Sample #3 Date, Result


Minimum 0.0500 Minimum Minimum 0.4000 Minimum 0.0002 Minimum 0.4500
Maximum 0.1000 Maximum Maximum 0.4000 Maximum 0.0002 Maximum 0.4500
Average 0.0750 Average Average 0.4000 Average 0.0002 Average 0.4500


Sample #1 Date, Result 07/16/19 1.3200 07/16/19 0.6600 07/16/19 0.0000 07/16/19 0.0055 07/16/19 5.0000
Sample #2 Date, Result 08/13/19 0.0010 08/13/19 5.0000
Sample #3 Date, Result


Minimum 1.3200 Minimum 0.6600 Minimum 0.0000 Minimum 0.0010 Minimum 5.0000
Maximum 1.3200 Maximum 0.6600 Maximum 0.0000 Maximum 0.0055 Maximum 5.0000
Average 1.3200 Average 0.6600 Average 0.0000 Average 0.0033 Average 5.0000


Sample #1 Date, Result 07/16/19 458.0000 07/16/19 10.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 458.0000 Minimum Minimum 10.00
Maximum Maximum Maximum 458.0000 Maximum Maximum 10.00
Average Average Average 458.0000 Average Average 10.00


Sample #1 Date, Result 07/16/19 5.0000
Sample #2 Date, Result 08/13/19 5.0000
Sample #3 Date, Result


Minimum Minimum 5.000
Maximum Maximum 5.000
Average Average 5.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


TAC East, Inc.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


SGT-HEMSulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Sep 30, 2019


Industry Name: TAC East, Inc.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper* mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury* mg/L 0.0002 0 0
Ammonia mg/L 134 0 0


Phosphorus mg/L 31 0 0
Phenols mg/L 0.96 0 0


Chromium mg/L 7.0 0 0
Available Cyanide mg/L 0.019 0 0


Oil & Grease mg/L 117 0 0
Residual Chlorine mg/L 0 0


SGT-HEM* mg/L 26 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







 


 


 


 


 


Annual Summary Data for #514 National Processing 


 


  







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/14/16 7.0 01/14/16 0.0000 03/03/16 0.0000 01/14/16 0.0390 01/14/16 0.0000
Sample #2 Date, Result 02/11/16 6.7 02/11/16 0.0000 02/11/16 0.0120 02/11/16 0.0000
Sample #3 Date, Result 03/03/16 7.4 03/03/16 0.0034 03/03/16 0.0100 03/03/16 0.0000


Minimum 6.7 Minimum 0.0000 Minimum 0.0000 Minimum 0.0100 Minimum 0.0000
Maximum 7.4 Maximum 0.0034 Maximum 0.0000 Maximum 0.0390 Maximum 0.0000
Average 7.0 Average 0.0011 Average 0.0000 Average 0.0203 Average 0.0000


Sample #1 Date, Result 03/03/16 0.0082 01/14/16 0.0290 03/03/16 0.0000 01/14/16 0.0000 01/14/16 0.0210
Sample #2 Date, Result 02/11/16 0.0120 02/11/16 0.0000 02/11/16 0.0130
Sample #3 Date, Result 03/03/16 0.0150 03/03/16 0.0000 03/03/16 0.0081


Minimum 0.0082 Minimum 0.0120 Minimum 0.0000 Minimum 0.0000 Minimum 0.0081
Maximum 0.0082 Maximum 0.0290 Maximum 0.0000 Maximum 0.0000 Maximum 0.0210
Average 0.0082 Average 0.0187 Average 0.0000 Average 0.0000 Average 0.0140


Sample #1 Date, Result 03/03/16 0.0000 03/03/16 0.0000 01/14/16 0.2300 03/03/16 0.0000 01/14/16 0.9600
Sample #2 Date, Result 02/11/16 0.2200 02/11/16 0.3000
Sample #3 Date, Result 03/03/16 0.1600 03/03/16 0.2000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1600 Minimum 0.0000 Minimum 0.2000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2300 Maximum 0.0000 Maximum 0.9600
Average 0.0000 Average 0.0000 Average 0.2033 Average 0.0000 Average 0.4867


Sample #1 Date, Result 01/14/16 0.0800 03/03/16 0.3300 01/14/16 0.0180 03/04/16 0.0021 01/14/16 0.0000
Sample #2 Date, Result 02/11/16 0.4800 02/11/16 0.0063 02/11/16 6.0000
Sample #3 Date, Result 03/03/16 0.4300 03/03/16 0.0046 03/04/16 0.0000


Minimum 0.0800 Minimum 0.3300 Minimum 0.0046 Minimum 0.0021 Minimum 0.0000
Maximum 0.4800 Maximum 0.3300 Maximum 0.0180 Maximum 0.0021 Maximum 6.0000
Average 0.3300 Average 0.3300 Average 0.0096 Average 0.0021 Average 2.0000


Sample #1 Date, Result 03/03/16 0.0000 03/03/16 49.00 01/14/16 160.00 01/14/16 1,900.00 01/14/16 100.00
Sample #2 Date, Result 02/11/16 180.00 02/11/16 1,300.00 02/11/16 76.00
Sample #3 Date, Result 03/03/16 110.00 03/03/16 1,100.00 03/03/16 31.00


Minimum 0.0000 Minimum 49.00 Minimum 110.00 Minimum 1,100.00 Minimum 31.00
Maximum 0.0000 Maximum 49.00 Maximum 180.00 Maximum 1,900.00 Maximum 100.00
Average 0.0000 Average 49.00 Average 150.00 Average 1,433.33 Average 69.00


Sample #1 Date, Result 01/14/16 46.000
Sample #2 Date, Result 02/11/16 31.000
Sample #3 Date, Result 03/03/16 30.000


Minimum Minimum 30.000
Maximum Maximum 46.000
Average Average 35.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/14/16 7.1 04/14/16 0.0000 06/16/16 0.0000 04/14/16 0.0070 04/14/16 0.0022
Sample #2 Date, Result 04/20/16 6.9 04/20/16 0.0060 04/20/16 0.0063 04/20/16 0.0021
Sample #3 Date, Result 05/12/16 7.3 05/12/16 0.0041 05/12/16 0.0017 05/12/16 0.0000


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0017 Minimum 0.0000
Maximum 7.3 Maximum 0.0060 Maximum 0.0000 Maximum 0.0070 Maximum 0.0022
Average 7.1 Average 0.0034 Average 0.0000 Average 0.0050 Average 0.0014


Sample #1 Date, Result 06/16/16 0.0067 04/14/16 0.0250 06/16/16 0.0000 04/14/16 0.0000 04/14/16 0.0140
Sample #2 Date, Result 04/20/16 0.0086 04/20/16 0.0000 04/20/16 0.0062
Sample #3 Date, Result 05/12/16 0.0310 05/12/16 0.0000 05/12/16 0.0220


Minimum 0.0067 Minimum 0.0086 Minimum 0.0000 Minimum 0.0000 Minimum 0.0062
Maximum 0.0067 Maximum 0.0310 Maximum 0.0000 Maximum 0.0000 Maximum 0.0220
Average 0.0067 Average 0.0215 Average 0.0000 Average 0.0000 Average 0.0141


Sample #1 Date, Result 06/16/16 0.0000 06/16/16 0.0000 04/14/16 0.2500 06/16/16 0.0000 04/14/16 0.3200
Sample #2 Date, Result 04/20/16 0.2400 04/20/16 0.2100
Sample #3 Date, Result 05/12/16 0.2500 05/12/16 0.3200


Minimum 0.0000 Minimum 0.0000 Minimum 0.2400 Minimum 0.0000 Minimum 0.2100
Maximum 0.0000 Maximum 0.0000 Maximum 0.2500 Maximum 0.0000 Maximum 0.3200
Average 0.0000 Average 0.0000 Average 0.2467 Average 0.0000 Average 0.2833


Sample #1 Date, Result 04/14/16 0.2100 06/16/16 0.4200 04/14/16 0.0060 06/16/16 0.0007 04/14/16 2.6000
Sample #2 Date, Result 04/20/16 0.4100 04/20/16 0.0026 04/20/16 0.0000
Sample #3 Date, Result 05/12/16 0.6600 05/12/16 0.0150 05/12/16 2.0000


Minimum 0.2100 Minimum 0.4200 Minimum 0.0026 Minimum 0.0007 Minimum 0.0000
Maximum 0.6600 Maximum 0.4200 Maximum 0.0150 Maximum 0.0007 Maximum 2.6000
Average 0.4267 Average 0.4200 Average 0.0079 Average 0.0007 Average 1.5333


Sample #1 Date, Result 04/14/16 0.0300 06/16/16 82.00 04/14/16 140.00 04/14/16 1,300.00 04/14/16 42.00
Sample #2 Date, Result 06/16/16 0.0200 04/20/16 150.00 04/20/16 1,200.00 04/20/16 30.00
Sample #3 Date, Result 05/12/16 160.00 05/12/16 950.00 05/12/16 80.00


Minimum 0.0200 Minimum 82.00 Minimum 140.00 Minimum 950.00 Minimum 30.00
Maximum 0.0300 Maximum 82.00 Maximum 160.00 Maximum 1,300.00 Maximum 80.00
Average 0.0250 Average 82.00 Average 150.00 Average 1,150.00 Average 50.67


Sample #1 Date, Result 04/14/16 40.000
Sample #2 Date, Result 04/20/16 28.000
Sample #3 Date, Result 05/12/16 32.000


Minimum Minimum 28.000
Maximum Maximum 40.000
Average Average 33.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2016 to Sep 30, 2016


Sample #1 Date, Result 07/14/16 7.5 07/14/16 0.0000 07/14/16 0.0000 07/14/16 0.0069 07/06/16 0.0050
Sample #2 Date, Result 08/11/16 7.8 08/11/16 0.0000 08/11/16 0.0058 07/14/16 0.0000
Sample #3 Date, Result 09/15/16 7.4 09/15/16 0.0170 09/15/16 0.0240 08/11/16 0.0000


Minimum 7.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0058 Minimum 0.0000
Maximum 7.8 Maximum 0.0170 Maximum 0.0000 Maximum 0.0240 Maximum 0.0050
Average 7.6 Average 0.0057 Average 0.0000 Average 0.0122 Average 0.0017


Sample #1 Date, Result 07/14/16 0.0068 07/14/16 0.0098 07/14/16 0.0000 07/14/16 0.0000 07/06/16 0.0120
Sample #2 Date, Result 08/11/16 0.0120 08/11/16 0.0000 07/14/16 0.0045
Sample #3 Date, Result 09/15/16 0.0290 09/15/16 0.0000 08/11/16 0.0088


Minimum 0.0068 Minimum 0.0098 Minimum 0.0000 Minimum 0.0000 Minimum 0.0045
Maximum 0.0068 Maximum 0.0290 Maximum 0.0000 Maximum 0.0000 Maximum 0.0120
Average 0.0068 Average 0.0169 Average 0.0000 Average 0.0000 Average 0.0084


Sample #1 Date, Result 07/14/16 0.0000 07/14/16 0.0000 07/14/16 0.1300 07/14/16 0.0000 07/14/16 0.2100
Sample #2 Date, Result 08/11/16 0.1700 08/11/16 0.4400
Sample #3 Date, Result 09/15/16 0.2000 09/15/16 0.1600


Minimum 0.0000 Minimum 0.0000 Minimum 0.1300 Minimum 0.0000 Minimum 0.1600
Maximum 0.0000 Maximum 0.0000 Maximum 0.2000 Maximum 0.0000 Maximum 0.4400
Average 0.0000 Average 0.0000 Average 0.1667 Average 0.0000 Average 0.2700


Sample #1 Date, Result 07/14/16 0.3800 07/14/16 0.4300 07/14/16 0.0075 07/14/16 0.0010 07/14/16 0.0000
Sample #2 Date, Result 08/11/16 0.2800 08/11/16 0.0040 08/11/16 0.0000
Sample #3 Date, Result 09/15/16 0.1800 09/15/16 0.0230 09/15/16 2.8000


Minimum 0.1800 Minimum 0.4300 Minimum 0.0040 Minimum 0.0010 Minimum 0.0000
Maximum 0.3800 Maximum 0.4300 Maximum 0.0230 Maximum 0.0010 Maximum 2.8000
Average 0.2800 Average 0.4300 Average 0.0115 Average 0.0010 Average 0.9333


Sample #1 Date, Result 07/14/16 0.3000 07/14/16 31.00 07/14/16 110.00 07/14/16 1,500.00 07/14/16 67.00
Sample #2 Date, Result 08/11/16 170.00 08/11/16 1,300.00 08/11/16 81.00
Sample #3 Date, Result 09/15/16 210.00 09/15/16 1,300.00 09/15/16 58.00


Minimum 0.3000 Minimum 31.00 Minimum 110.00 Minimum 1,300.00 Minimum 58.00
Maximum 0.3000 Maximum 31.00 Maximum 210.00 Maximum 1,500.00 Maximum 81.00
Average 0.3000 Average 31.00 Average 163.33 Average 1,366.67 Average 68.67


Sample #1 Date, Result 07/14/16 39.000
Sample #2 Date, Result 08/11/16 37.000
Sample #3 Date, Result 09/15/16 35.000


Minimum Minimum 35.000
Maximum Maximum 39.000
Average Average 37.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Sep 30, 2016


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/20/16 7.3 10/20/16 0.0130 10/20/16 0.0000 10/20/16 0.0160 10/20/16 0.0000
Sample #2 Date, Result 11/01/16 8.1 11/01/16 0.0140 11/01/16 0.0260 11/01/16 0.0000
Sample #3 Date, Result 12/13/16 7.4 12/13/16 0.0097 12/13/16 0.0380 12/13/16 0.0000


Minimum 7.3 Minimum 0.0097 Minimum 0.0000 Minimum 0.0160 Minimum 0.0000
Maximum 8.1 Maximum 0.0140 Maximum 0.0000 Maximum 0.0380 Maximum 0.0000
Average 7.6 Average 0.0122 Average 0.0000 Average 0.0267 Average 0.0000


Sample #1 Date, Result 10/20/16 0.0240 10/20/16 0.0180 10/20/16 0.0000 10/20/16 0.0000 10/20/16 0.0120
Sample #2 Date, Result 11/01/16 0.0270 11/01/16 0.0000 11/01/16 0.0660
Sample #3 Date, Result 12/13/16 0.0420 12/13/16 0.0000 12/13/16 0.0150


Minimum 0.0240 Minimum 0.0180 Minimum 0.0000 Minimum 0.0000 Minimum 0.0120
Maximum 0.0240 Maximum 0.0420 Maximum 0.0000 Maximum 0.0000 Maximum 0.0660
Average 0.0240 Average 0.0290 Average 0.0000 Average 0.0000 Average 0.0310


Sample #1 Date, Result 10/20/16 0.0018 10/20/16 0.0000 10/20/16 0.1700 10/20/16 0.0000 10/20/16 0.0700
Sample #2 Date, Result 11/01/16 0.2500 11/01/16 0.2800
Sample #3 Date, Result 12/13/16 0.1700 12/13/16 0.0000


Minimum 0.0018 Minimum 0.0000 Minimum 0.1700 Minimum 0.0000 Minimum 0.0000
Maximum 0.0018 Maximum 0.0000 Maximum 0.2500 Maximum 0.0000 Maximum 0.2800
Average 0.0018 Average 0.0000 Average 0.1967 Average 0.0000 Average 0.1167


Sample #1 Date, Result 10/20/16 0.4300 10/20/16 0.6100 10/20/16 0.0097 10/20/16 0.0016 10/20/16 13.9000
Sample #2 Date, Result 11/01/16 0.9500 11/01/16 0.0180 11/01/16 7.1000
Sample #3 Date, Result 12/13/16 0.5200 12/13/16 0.0170 12/13/16 4.3000


Minimum 0.4300 Minimum 0.6100 Minimum 0.0097 Minimum 0.0016 Minimum 4.3000
Maximum 0.9500 Maximum 0.6100 Maximum 0.0180 Maximum 0.0016 Maximum 13.9000
Average 0.6333 Average 0.6100 Average 0.0149 Average 0.0016 Average 8.4333


Sample #1 Date, Result 10/20/16 0.1400 10/20/16 26.00 10/20/16 190.00 10/20/16 1,400.00 10/20/16 33.00
Sample #2 Date, Result 11/01/16 250.00 11/01/16 1,300.00 11/01/16 61.00
Sample #3 Date, Result 12/13/16 170.00 12/13/16 920.00 12/13/16 52.00


Minimum 0.1400 Minimum 26.00 Minimum 170.00 Minimum 920.00 Minimum 33.00
Maximum 0.1400 Maximum 26.00 Maximum 250.00 Maximum 1,400.00 Maximum 61.00
Average 0.1400 Average 26.00 Average 203.33 Average 1,206.67 Average 48.67


Sample #1 Date, Result 10/20/16 22.000
Sample #2 Date, Result 11/01/16 31.000
Sample #3 Date, Result 12/13/16 26.000


Minimum Minimum 22.000
Maximum Maximum 31.000
Average Average 26.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/19/17 6.9 01/19/17 0.0480 03/14/17 0.0003 01/19/17 0.2900 01/19/17 0.0000
Sample #2 Date, Result 02/09/17 7.3 02/09/17 0.0099 02/09/17 0.0150 02/09/17 0.0000
Sample #3 Date, Result 03/14/17 7.4 03/14/17 0.0093 03/14/17 0.0470 03/14/17 0.0000


Minimum 6.9 Minimum 0.0093 Minimum 0.0003 Minimum 0.0150 Minimum 0.0000
Maximum 7.4 Maximum 0.0480 Maximum 0.0003 Maximum 0.2900 Maximum 0.0000
Average 7.2 Average 0.0224 Average 0.0003 Average 0.1173 Average 0.0000


Sample #1 Date, Result 03/14/17 0.1100 01/19/17 0.1100 03/14/17 0.0000 01/19/17 0.0000 01/19/17 0.0420
Sample #2 Date, Result 02/09/17 0.0110 02/09/17 0.0000 02/09/17 0.0096
Sample #3 Date, Result 03/14/17 0.0460 03/14/17 0.0000 03/14/17 0.0200


Minimum 0.1100 Minimum 0.0110 Minimum 0.0000 Minimum 0.0000 Minimum 0.0096
Maximum 0.1100 Maximum 0.1100 Maximum 0.0000 Maximum 0.0000 Maximum 0.0420
Average 0.1100 Average 0.0557 Average 0.0000 Average 0.0000 Average 0.0239


Sample #1 Date, Result 03/14/17 0.0000 03/14/17 0.0000 01/19/17 0.2000 03/14/17 0.0000 01/19/17 0.0000
Sample #2 Date, Result 02/09/17 0.2000 02/09/17 0.2000
Sample #3 Date, Result 03/14/17 0.2500 03/14/17 0.2000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2500 Maximum 0.0000 Maximum 0.2000
Average 0.0000 Average 0.0000 Average 0.2167 Average 0.0000 Average 0.1333


Sample #1 Date, Result 01/19/17 0.1500 03/14/17 0.3700 01/19/17 0.1500 03/14/17 0.0006 01/19/17 0.0000
Sample #2 Date, Result 02/09/17 0.7000 02/09/17 0.0063 02/09/17 3.2000
Sample #3 Date, Result 03/14/17 0.4500 03/14/17 0.0680 03/14/17 2.7000


Minimum 0.1500 Minimum 0.3700 Minimum 0.0063 Minimum 0.0006 Minimum 0.0000
Maximum 0.7000 Maximum 0.3700 Maximum 0.1500 Maximum 0.0006 Maximum 3.2000
Average 0.4333 Average 0.3700 Average 0.0748 Average 0.0006 Average 1.9667


Sample #1 Date, Result 03/14/17 0.1800 03/14/17 93.00 01/19/17 220.00 01/19/17 4,800.00 01/19/17 470.00
Sample #2 Date, Result 02/09/17 130.00 02/09/17 1,300.00 02/09/17 24.00
Sample #3 Date, Result 03/14/17 220.00 03/14/17 1,600.00 03/14/17 130.00


Minimum 0.1800 Minimum 93.00 Minimum 130.00 Minimum 1,300.00 Minimum 24.00
Maximum 0.1800 Maximum 93.00 Maximum 220.00 Maximum 4,800.00 Maximum 470.00
Average 0.1800 Average 93.00 Average 190.00 Average 2,566.67 Average 208.00


Sample #1 Date, Result 01/19/17 24.000
Sample #2 Date, Result 02/09/17 19.000
Sample #3 Date, Result 03/14/17 33.000


Minimum Minimum 19.000
Maximum Maximum 33.000
Average Average 25.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/10/17 7.3 04/10/17 0.0170 05/11/17 0.0000 04/10/17 0.0780 04/10/17 0.0000
Sample #2 Date, Result 05/11/17 7.7 05/11/17 0.0340 05/11/17 0.0720 05/11/17 0.0000
Sample #3 Date, Result 06/13/17 7.2 06/13/17 0.0110 06/13/17 0.0260 06/13/17 0.0000


Minimum 7.2 Minimum 0.0110 Minimum 0.0000 Minimum 0.0260 Minimum 0.0000
Maximum 7.7 Maximum 0.0340 Maximum 0.0000 Maximum 0.0780 Maximum 0.0000
Average 7.4 Average 0.0207 Average 0.0000 Average 0.0587 Average 0.0000


Sample #1 Date, Result 05/11/17 0.4000 04/10/17 0.0640 05/11/17 0.0000 04/10/17 0.0000 04/10/17 0.0440
Sample #2 Date, Result 05/11/17 0.0890 05/11/17 0.0000 05/11/17 0.0330
Sample #3 Date, Result 06/13/17 0.0440 06/13/17 0.0000 06/13/17 0.0150


Minimum 0.4000 Minimum 0.0440 Minimum 0.0000 Minimum 0.0000 Minimum 0.0150
Maximum 0.4000 Maximum 0.0890 Maximum 0.0000 Maximum 0.0000 Maximum 0.0440
Average 0.4000 Average 0.0657 Average 0.0000 Average 0.0000 Average 0.0307


Sample #1 Date, Result 05/11/17 0.0000 05/11/17 0.0000 04/10/17 0.3500 05/11/17 0.0000 04/10/17 0.2300
Sample #2 Date, Result 05/11/17 0.3400 05/11/17 0.1500
Sample #3 Date, Result 06/13/17 0.1500 06/13/17 0.3400


Minimum 0.0000 Minimum 0.0000 Minimum 0.1500 Minimum 0.0000 Minimum 0.1500
Maximum 0.0000 Maximum 0.0000 Maximum 0.3500 Maximum 0.0000 Maximum 0.3400
Average 0.0000 Average 0.0000 Average 0.2800 Average 0.0000 Average 0.2400


Sample #1 Date, Result 04/10/17 0.3300 05/11/17 0.0000 04/10/17 0.2600 05/11/17 0.0006 04/10/17 0.0000
Sample #2 Date, Result 05/11/17 0.6200 05/11/17 0.2100 05/11/17 0.0000
Sample #3 Date, Result 06/13/17 0.4200 06/13/17 0.1100 06/13/17 1.5000


Minimum 0.3300 Minimum 0.0000 Minimum 0.1100 Minimum 0.0006 Minimum 0.0000
Maximum 0.6200 Maximum 0.0000 Maximum 0.2600 Maximum 0.0006 Maximum 1.5000
Average 0.4567 Average 0.0000 Average 0.1933 Average 0.0006 Average 0.5000


Sample #1 Date, Result 05/11/17 0.8600 05/11/17 63.00 04/10/17 210.00 04/10/17 2,700.00 04/10/17 240.00
Sample #2 Date, Result 05/11/17 170.00 05/11/17 1,100.00 05/11/17 84.00
Sample #3 Date, Result 06/13/17 180.00 06/13/17 1,100.00 06/13/17 88.00


Minimum 0.8600 Minimum 63.00 Minimum 170.00 Minimum 1,100.00 Minimum 84.00
Maximum 0.8600 Maximum 63.00 Maximum 210.00 Maximum 2,700.00 Maximum 240.00
Average 0.8600 Average 63.00 Average 186.67 Average 1,633.33 Average 137.33


Sample #1 Date, Result 04/10/17 46.000
Sample #2 Date, Result 05/11/17 41.000
Sample #3 Date, Result 06/13/17 24.000


Minimum Minimum 24.000
Maximum Maximum 46.000
Average Average 37.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/20/17 7.4 07/20/17 0.0000 08/10/17 0.0015 07/20/17 0.0120 08/10/17 0.0033
Sample #2 Date, Result 08/10/17 9.8 08/10/17 0.0210 08/10/17 0.0750 09/12/17 0.0000
Sample #3 Date, Result 09/12/17 7.1 09/12/17 0.0000 09/12/17 0.0210


Minimum 7.1 Minimum 0.0000 Minimum 0.0015 Minimum 0.0120 Minimum 0.0000
Maximum 9.8 Maximum 0.0210 Maximum 0.0015 Maximum 0.0750 Maximum 0.0033
Average 8.1 Average 0.0070 Average 0.0015 Average 0.0360 Average 0.0017


Sample #1 Date, Result 08/10/17 0.1200 08/10/17 0.0910 08/10/17 0.0000 07/20/17 0.0000 08/10/17 0.0470
Sample #2 Date, Result 09/12/17 0.0230 08/10/17 0.0000 09/12/17 0.0620
Sample #3 Date, Result 09/12/17 0.0000


Minimum 0.1200 Minimum 0.0230 Minimum 0.0000 Minimum 0.0000 Minimum 0.0470
Maximum 0.1200 Maximum 0.0910 Maximum 0.0000 Maximum 0.0000 Maximum 0.0620
Average 0.1200 Average 0.0570 Average 0.0000 Average 0.0000 Average 0.0545


Sample #1 Date, Result 08/10/17 0.0000 08/10/17 0.0000 07/20/17 0.1400 08/10/17 0.0000 07/20/17 0.5300
Sample #2 Date, Result 08/10/17 0.1500 08/10/17 0.2400
Sample #3 Date, Result 09/12/17 0.1400 09/12/17 0.2000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1400 Minimum 0.0000 Minimum 0.2000
Maximum 0.0000 Maximum 0.0000 Maximum 0.1500 Maximum 0.0000 Maximum 0.5300
Average 0.0000 Average 0.0000 Average 0.1433 Average 0.0000 Average 0.3233


Sample #1 Date, Result 07/20/17 0.5600 08/10/17 0.2800 08/10/17 0.1100 08/10/17 0.0048 07/20/17 0.0000
Sample #2 Date, Result 08/10/17 1.1300 09/12/17 0.0130 08/10/17 2.4000
Sample #3 Date, Result 09/12/17 0.5400 09/12/17 2.2000


Minimum 0.5400 Minimum 0.2800 Minimum 0.0130 Minimum 0.0048 Minimum 0.0000
Maximum 1.1300 Maximum 0.2800 Maximum 0.1100 Maximum 0.0048 Maximum 2.4000
Average 0.7433 Average 0.2800 Average 0.0615 Average 0.0048 Average 1.5333


Sample #1 Date, Result 09/12/17 0.7400 08/10/17 94.00 07/20/17 130.00 07/20/17 1,000.00 07/20/17 93.00
Sample #2 Date, Result 08/10/17 190.00 08/10/17 780.00 08/10/17 190.00
Sample #3 Date, Result 09/12/17 99.00 09/12/17 1,000.00 09/12/17 120.00


Minimum 0.7400 Minimum 94.00 Minimum 99.00 Minimum 780.00 Minimum 93.00
Maximum 0.7400 Maximum 94.00 Maximum 190.00 Maximum 1,000.00 Maximum 190.00
Average 0.7400 Average 94.00 Average 139.67 Average 926.67 Average 134.33


Sample #1 Date, Result 07/20/17 30.000
Sample #2 Date, Result 08/10/17 36.000
Sample #3 Date, Result 09/12/17 22.000


Minimum Minimum 22.000
Maximum Maximum 36.000
Average Average 29.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 10/04/17 7.1 10/04/17 0.0065 11/14/17 0.0002 10/04/17 0.0330 10/04/17 0.0000
Sample #2 Date, Result 11/14/17 9.0 11/14/17 0.0000 11/14/17 0.0180 11/14/17 0.0000
Sample #3 Date, Result 12/12/17 9.3 12/12/17 0.0047 12/12/17 0.0190 12/12/17 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0002 Minimum 0.0180 Minimum 0.0000
Maximum 9.3 Maximum 0.0065 Maximum 0.0002 Maximum 0.0330 Maximum 0.0000
Average 8.5 Average 0.0037 Average 0.0002 Average 0.0233 Average 0.0000


Sample #1 Date, Result 11/14/17 0.1100 10/04/17 0.0580 11/14/17 0.0000 10/04/17 0.0000 10/04/17 0.0220
Sample #2 Date, Result 11/14/17 0.0340 11/14/17 0.0000 11/14/17 0.0340
Sample #3 Date, Result 12/12/17 0.0430 12/12/17 0.0000 12/12/17 0.0150


Minimum 0.1100 Minimum 0.0340 Minimum 0.0000 Minimum 0.0000 Minimum 0.0150
Maximum 0.1100 Maximum 0.0580 Maximum 0.0000 Maximum 0.0000 Maximum 0.0340
Average 0.1100 Average 0.0450 Average 0.0000 Average 0.0000 Average 0.0237


Sample #1 Date, Result 11/14/17 0.0000 11/14/17 0.0000 10/04/17 0.1400 11/14/17 0.0000 10/04/17 0.2800
Sample #2 Date, Result 11/14/17 0.2400 11/14/17 0.0000
Sample #3 Date, Result 12/12/17 0.1900 12/12/17 0.1600


Minimum 0.0000 Minimum 0.0000 Minimum 0.1400 Minimum 0.0000 Minimum 0.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2400 Maximum 0.0000 Maximum 0.2800
Average 0.0000 Average 0.0000 Average 0.1900 Average 0.0000 Average 0.1467


Sample #1 Date, Result 10/04/17 0.4400 11/14/17 0.5200 10/04/17 0.2200 11/14/17 0.0014 10/04/17 1.6000
Sample #2 Date, Result 11/14/17 0.6200 11/14/17 0.0530 11/14/17 2.9000
Sample #3 Date, Result 12/12/17 0.5800 12/12/17 0.0120 12/12/17 0.0000


Minimum 0.4400 Minimum 0.5200 Minimum 0.0120 Minimum 0.0014 Minimum 0.0000
Maximum 0.6200 Maximum 0.5200 Maximum 0.2200 Maximum 0.0014 Maximum 2.9000
Average 0.5467 Average 0.5200 Average 0.0950 Average 0.0014 Average 1.5000


Sample #1 Date, Result 11/14/17 0.3200 11/14/17 75.00 10/04/17 160.00 10/04/17 1,700.00 10/04/17 210.00
Sample #2 Date, Result 12/12/17 0.1200 11/14/17 150.00 11/14/17 1,000.00 11/14/17 79.00
Sample #3 Date, Result 12/12/17 150.00 12/12/17 680.00 12/12/17 64.00


Minimum 0.1200 Minimum 75.00 Minimum 150.00 Minimum 680.00 Minimum 64.00
Maximum 0.3200 Maximum 75.00 Maximum 160.00 Maximum 1,700.00 Maximum 210.00
Average 0.2200 Average 75.00 Average 153.33 Average 1,126.67 Average 117.67


Sample #1 Date, Result 10/04/17 15.000
Sample #2 Date, Result 12/12/17 33.000
Sample #3 Date, Result


Minimum Minimum 15.000
Maximum Maximum 33.000
Average Average 24.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/18/18 9.5 01/18/18 0.0042 03/13/18 0.0001 01/18/18 0.0130 01/18/18 0.0000
Sample #2 Date, Result 02/08/18 9.3 02/08/18 0.0097 02/08/18 0.0250 02/08/18 0.0000
Sample #3 Date, Result 03/13/18 6.8 03/13/18 0.0000 03/13/18 0.0220 03/13/18 0.0000


Minimum 6.8 Minimum 0.0000 Minimum 0.0001 Minimum 0.0130 Minimum 0.0000
Maximum 9.5 Maximum 0.0097 Maximum 0.0001 Maximum 0.0250 Maximum 0.0000
Average 8.5 Average 0.0046 Average 0.0001 Average 0.0200 Average 0.0000


Sample #1 Date, Result 03/13/18 0.0510 01/18/18 0.0160 03/13/18 0.0000 01/18/18 0.0000 01/18/18 0.0140
Sample #2 Date, Result 02/08/18 0.0310 02/08/18 0.0000 02/08/18 0.0150
Sample #3 Date, Result 03/13/18 0.0180 03/13/18 0.0000 03/13/18 0.0100


Minimum 0.0510 Minimum 0.0160 Minimum 0.0000 Minimum 0.0000 Minimum 0.0100
Maximum 0.0510 Maximum 0.0310 Maximum 0.0000 Maximum 0.0000 Maximum 0.0150
Average 0.0510 Average 0.0217 Average 0.0000 Average 0.0000 Average 0.0130


Sample #1 Date, Result 03/13/18 0.0000 03/13/18 0.0000 01/18/18 0.1500 03/13/18 0.0000 01/18/18 0.2600
Sample #2 Date, Result 02/08/18 0.1600 02/08/18 0.1200
Sample #3 Date, Result 03/13/18 0.2800 03/13/18 0.2700


Minimum 0.0000 Minimum 0.0000 Minimum 0.1500 Minimum 0.0000 Minimum 0.1200
Maximum 0.0000 Maximum 0.0000 Maximum 0.2800 Maximum 0.0000 Maximum 0.2700
Average 0.0000 Average 0.0000 Average 0.1967 Average 0.0000 Average 0.2167


Sample #1 Date, Result 01/18/18 0.6900 03/13/18 0.3200 01/18/18 0.0130 03/13/18 0.0000 01/18/18 1.8000
Sample #2 Date, Result 02/08/18 1.0400 02/08/18 0.0150 02/08/18 8.1000
Sample #3 Date, Result 03/13/18 0.0700 03/13/18 0.0280 03/13/18 0.0000


Minimum 0.0700 Minimum 0.3200 Minimum 0.0130 Minimum 0.0000 Minimum 0.0000
Maximum 1.0400 Maximum 0.3200 Maximum 0.0280 Maximum 0.0000 Maximum 8.1000
Average 0.6000 Average 0.3200 Average 0.0187 Average 0.0000 Average 3.3000


Sample #1 Date, Result 01/18/18 0.4000 03/13/18 80.00 01/18/18 170.00 01/18/18 1,300.00 01/18/18 60.00
Sample #2 Date, Result 02/08/18 0.1000 02/08/18 210.00 02/08/18 1,300.00 02/08/18 56.00
Sample #3 Date, Result 03/13/18 0.6900 03/13/18 200.00 03/13/18 1,600.00 03/13/18 88.00


Minimum 0.1000 Minimum 80.00 Minimum 170.00 Minimum 1,300.00 Minimum 56.00
Maximum 0.6900 Maximum 80.00 Maximum 210.00 Maximum 1,600.00 Maximum 88.00
Average 0.3967 Average 80.00 Average 193.33 Average 1,400.00 Average 68.00


Sample #1 Date, Result 01/18/18 25.000
Sample #2 Date, Result 02/08/18 23.000
Sample #3 Date, Result 03/13/18 31.000


Minimum Minimum 23.000
Maximum Maximum 31.000
Average Average 26.333


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/04/18 7.4 04/04/18 0.0000 05/10/18 0.0000 04/04/18 0.0570 04/04/18 0.0000
Sample #2 Date, Result 05/10/18 7.7 05/10/18 0.0110 05/10/18 0.0170 05/10/18 0.0000
Sample #3 Date, Result 06/12/18 7.1 06/12/18 0.0320 06/12/18 0.0420 06/12/18 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0170 Minimum 0.0000
Maximum 7.7 Maximum 0.0320 Maximum 0.0000 Maximum 0.0570 Maximum 0.0000
Average 7.4 Average 0.0143 Average 0.0000 Average 0.0387 Average 0.0000


Sample #1 Date, Result 05/10/18 0.0570 04/04/18 0.0220 05/10/18 0.0000 04/04/18 0.0000 04/04/18 0.0073
Sample #2 Date, Result 05/10/18 0.0260 05/10/18 0.0000 05/10/18 0.0110
Sample #3 Date, Result 06/12/18 0.0590 06/12/18 0.0000 06/12/18 0.0320


Minimum 0.0570 Minimum 0.0220 Minimum 0.0000 Minimum 0.0000 Minimum 0.0073
Maximum 0.0570 Maximum 0.0590 Maximum 0.0000 Maximum 0.0000 Maximum 0.0320
Average 0.0570 Average 0.0357 Average 0.0000 Average 0.0000 Average 0.0168


Sample #1 Date, Result 05/10/18 0.0000 05/10/18 0.0000 04/04/18 0.2600 05/10/18 0.0000 04/04/18 0.3800
Sample #2 Date, Result 05/10/18 0.1800 05/10/18 0.2100
Sample #3 Date, Result 06/12/18 0.1900 06/12/18 0.2300


Minimum 0.0000 Minimum 0.0000 Minimum 0.1800 Minimum 0.0000 Minimum 0.2100
Maximum 0.0000 Maximum 0.0000 Maximum 0.2600 Maximum 0.0000 Maximum 0.3800
Average 0.0000 Average 0.0000 Average 0.2100 Average 0.0000 Average 0.2733


Sample #1 Date, Result 04/04/18 0.5800 05/10/18 1.5000 04/04/18 0.0130 05/10/18 0.0000 04/04/18 0.0000
Sample #2 Date, Result 05/10/18 0.2100 05/10/18 0.0190 05/10/18 2.9000
Sample #3 Date, Result 06/12/18 1.0600 06/12/18 0.0530 06/12/18 0.0000


Minimum 0.2100 Minimum 1.5000 Minimum 0.0130 Minimum 0.0000 Minimum 0.0000
Maximum 1.0600 Maximum 1.5000 Maximum 0.0530 Maximum 0.0000 Maximum 2.9000
Average 0.6167 Average 1.5000 Average 0.0283 Average 0.0000 Average 0.9667


Sample #1 Date, Result 04/04/18 0.2600 05/10/18 110.00 04/04/18 210.00 04/04/18 3,100.00 04/04/18 120.00
Sample #2 Date, Result 05/10/18 0.1200 05/10/18 250.00 05/10/18 1,200.00 05/10/18 54.00
Sample #3 Date, Result 06/12/18 0.1800 06/12/18 180.00 06/12/18 710.00 06/12/18 74.00


Minimum 0.1200 Minimum 110.00 Minimum 180.00 Minimum 710.00 Minimum 54.00
Maximum 0.2600 Maximum 110.00 Maximum 250.00 Maximum 3,100.00 Maximum 120.00
Average 0.1867 Average 110.00 Average 213.33 Average 1,670.00 Average 82.67


Sample #1 Date, Result 04/04/18 22.000
Sample #2 Date, Result 05/10/18 28.000
Sample #3 Date, Result 06/12/18 25.000


Minimum Minimum 22.000
Maximum Maximum 28.000
Average Average 25.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 1 1
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/17/18 7.9 07/17/18 0.0000 08/09/18 0.0004 07/17/18 0.0061 07/17/18 0.0068
Sample #2 Date, Result 08/09/18 8.4 07/18/18 0.0000 07/18/18 0.0061 07/18/18 0.0068
Sample #3 Date, Result 09/27/18 7.1 08/09/18 0.0330 08/09/18 0.0410 08/09/18 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0004 Minimum 0.0061 Minimum 0.0000
Maximum 8.4 Maximum 0.0330 Maximum 0.0004 Maximum 0.0410 Maximum 0.0068
Average 7.8 Average 0.0110 Average 0.0004 Average 0.0177 Average 0.0045


Sample #1 Date, Result 08/09/18 0.1600 07/17/18 0.0022 08/09/18 0.0000 07/17/18 0.0000 07/17/18 0.1200
Sample #2 Date, Result 07/18/18 0.0022 07/18/18 0.0000 07/18/18 0.1200
Sample #3 Date, Result 08/09/18 0.0610 08/09/18 0.0000 08/09/18 0.0300


Minimum 0.1600 Minimum 0.0022 Minimum 0.0000 Minimum 0.0000 Minimum 0.0300
Maximum 0.1600 Maximum 0.0610 Maximum 0.0000 Maximum 0.0000 Maximum 0.1200
Average 0.1600 Average 0.0218 Average 0.0000 Average 0.0000 Average 0.0900


Sample #1 Date, Result 08/09/18 0.0000 08/09/18 0.0000 07/17/18 0.1400 08/09/18 0.0000 07/17/18 17.0000
Sample #2 Date, Result 07/18/18 0.1400 07/18/18 17.0000
Sample #3 Date, Result 08/09/18 0.1300 08/09/18 0.1400


Minimum 0.0000 Minimum 0.0000 Minimum 0.1300 Minimum 0.0000 Minimum 0.1400
Maximum 0.0000 Maximum 0.0000 Maximum 0.1400 Maximum 0.0000 Maximum 17.0000
Average 0.0000 Average 0.0000 Average 0.1367 Average 0.0000 Average 11.3800


Sample #1 Date, Result 07/17/18 2.4900 08/09/18 0.0000 07/17/18 0.0013 08/09/18 0.0020 07/17/18 5.4000
Sample #2 Date, Result 07/18/18 2.4900 07/18/18 0.0013 07/18/18 5.4000
Sample #3 Date, Result 08/09/18 0.8700 08/09/18 0.0820 08/09/18 0.0000


Minimum 0.8700 Minimum 0.0000 Minimum 0.0013 Minimum 0.0020 Minimum 0.0000
Maximum 2.4900 Maximum 0.0000 Maximum 0.0820 Maximum 0.0020 Maximum 5.4000
Average 1.9500 Average 0.0000 Average 0.0282 Average 0.0020 Average 3.6000


Sample #1 Date, Result 07/17/18 0.1500 08/09/18 49.00 07/17/18 110.00 07/18/18 180.00 07/17/18 46.00
Sample #2 Date, Result 08/09/18 0.0500 07/18/18 110.00 08/09/18 860.00 07/18/18 46.00
Sample #3 Date, Result 09/27/18 0.1100 08/09/18 120.00 09/27/18 1,000.00 08/09/18 25.00


Minimum 0.0500 Minimum 49.00 Minimum 110.00 Minimum 180.00 Minimum 25.00
Maximum 0.1500 Maximum 49.00 Maximum 120.00 Maximum 1,000.00 Maximum 46.00
Average 0.1033 Average 49.00 Average 113.33 Average 680.00 Average 39.00


Sample #1 Date, Result 07/17/18 32.000
Sample #2 Date, Result 07/18/18 32.000
Sample #3 Date, Result 08/09/18 26.000


Minimum Minimum 26.000
Maximum Maximum 32.000
Average Average 30.000


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/16/18 7.4 10/16/18 0.0140 11/01/18 0.0000 10/16/18 0.0290 10/16/18 0.0000
Sample #2 Date, Result 11/01/18 7.2 11/01/18 0.0110 11/01/18 0.0087 11/01/18 0.0000
Sample #3 Date, Result 12/12/18 6.6 12/13/18 0.0000 12/13/18 0.2700 12/13/18 0.0000


Minimum 6.6 Minimum 0.0000 Minimum 0.0000 Minimum 0.0087 Minimum 0.0000
Maximum 7.4 Maximum 0.0140 Maximum 0.0000 Maximum 0.2700 Maximum 0.0000
Average 7.1 Average 0.0083 Average 0.0000 Average 0.1026 Average 0.0000


Sample #1 Date, Result 11/01/18 0.0190 10/16/18 0.0220 11/01/18 0.0000 10/16/18 0.0000 10/16/18 0.0170
Sample #2 Date, Result 11/01/18 0.0090 11/01/18 0.0000 11/01/18 0.0000
Sample #3 Date, Result 12/13/18 0.7700 12/13/18 0.0130 12/13/18 0.0330


Minimum 0.0190 Minimum 0.0090 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0190 Maximum 0.7700 Maximum 0.0000 Maximum 0.0130 Maximum 0.0330
Average 0.0190 Average 0.2670 Average 0.0000 Average 0.0043 Average 0.0167


Sample #1 Date, Result 11/01/18 0.0000 11/01/18 0.0000 10/16/18 0.1900 11/01/18 0.0000 10/16/18 0.1800
Sample #2 Date, Result 11/01/18 0.1400 11/01/18 0.1800
Sample #3 Date, Result 12/13/18 0.1200


Minimum 0.0000 Minimum 0.0000 Minimum 0.1200 Minimum 0.0000 Minimum 0.1800
Maximum 0.0000 Maximum 0.0000 Maximum 0.1900 Maximum 0.0000 Maximum 0.1800
Average 0.0000 Average 0.0000 Average 0.1500 Average 0.0000 Average 0.1800


Sample #1 Date, Result 10/16/18 1.1200 11/01/18 0.5600 10/16/18 0.0088 11/01/18 0.0019 10/16/18 0.0000
Sample #2 Date, Result 11/01/18 0.6600 11/01/18 0.0100 11/01/18 0.0000
Sample #3 Date, Result 12/13/18 0.4500 12/13/18 0.4300 12/12/18 0.0000


Minimum 0.4500 Minimum 0.5600 Minimum 0.0088 Minimum 0.0019 Minimum 0.0000
Maximum 1.1200 Maximum 0.5600 Maximum 0.4300 Maximum 0.0019 Maximum 0.0000
Average 0.7433 Average 0.5600 Average 0.1496 Average 0.0019 Average 0.0000


Sample #1 Date, Result 10/16/18 0.0000 11/01/18 72.00 10/16/18 220.00 10/16/18 720.00 10/16/18 46.00
Sample #2 Date, Result 11/01/18 0.1700 11/01/18 140.00 11/01/18 760.00 11/01/18 15.20
Sample #3 Date, Result 12/13/18 970.00 12/13/18 12,000.00 12/13/18 258.00


Minimum 0.0000 Minimum 72.00 Minimum 140.00 Minimum 720.00 Minimum 15.20
Maximum 0.1700 Maximum 72.00 Maximum 970.00 Maximum 12,000.00 Maximum 258.00
Average 0.0850 Average 72.00 Average 443.33 Average 4,493.33 Average 106.40


Sample #1 Date, Result 10/16/18 22.000
Sample #2 Date, Result 11/01/18 17.000
Sample #3 Date, Result 12/13/18 29.000


Minimum Minimum 17.000
Maximum Maximum 29.000
Average Average 22.667


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 01/17/19 8.0 01/17/19 0.0330 02/12/19 0.0002 01/17/19 0.1000 01/17/19 0.0000
Sample #2 Date, Result 02/12/19 7.4 02/12/19 0.0162 02/12/19 0.0436 02/12/19 0.0014
Sample #3 Date, Result 03/05/19 7.8 03/05/19 0.0209 03/05/19 0.0464 03/05/19 0.0005


Minimum 7.4 Minimum 0.0162 Minimum 0.0002 Minimum 0.0436 Minimum 0.0000
Maximum 8.0 Maximum 0.0330 Maximum 0.0002 Maximum 0.1000 Maximum 0.0014
Average 7.7 Average 0.0234 Average 0.0002 Average 0.0633 Average 0.0006


Sample #1 Date, Result 02/12/19 0.0120 01/17/19 0.0570 01/17/19 0.0000 01/17/19 0.0460
Sample #2 Date, Result 03/05/19 0.0218 02/12/19 0.0298 02/12/19 0.0510
Sample #3 Date, Result 03/05/19 0.0402 03/05/19 0.0203


Minimum 0.0120 Minimum 0.0298 Minimum Minimum 0.0000 Minimum 0.0203
Maximum 0.0218 Maximum 0.0570 Maximum Maximum 0.0000 Maximum 0.0510
Average 0.0169 Average 0.0423 Average Average 0.0000 Average 0.0391


Sample #1 Date, Result 02/12/19 0.0100 01/17/19 0.1600 02/12/19 0.0001 02/12/19 0.1000
Sample #2 Date, Result 03/05/19 0.0500 02/12/19 0.2000 03/05/19 0.0001 03/05/19 0.1000
Sample #3 Date, Result 03/05/19 0.2000


Minimum 0.0100 Minimum Minimum 0.1600 Minimum 0.0001 Minimum 0.1000
Maximum 0.0500 Maximum Maximum 0.2000 Maximum 0.0001 Maximum 0.1000
Average 0.0300 Average Average 0.1867 Average 0.0001 Average 0.1000


Sample #1 Date, Result 01/17/19 1.0700 02/12/19 0.3400 01/17/19 0.0500 02/12/19 0.0004 01/17/19 2.9000
Sample #2 Date, Result 02/12/19 1.3800 03/05/19 0.4900 02/12/19 0.0200 03/05/19 0.0020 02/12/19 5.0000
Sample #3 Date, Result 03/05/19 1.2600 03/05/19 0.0300 03/05/19 5.0000


Minimum 1.0700 Minimum 0.3400 Minimum 0.0200 Minimum 0.0004 Minimum 2.9000
Maximum 1.3800 Maximum 0.4900 Maximum 0.0500 Maximum 0.0020 Maximum 5.0000
Average 1.2367 Average 0.4150 Average 0.0333 Average 0.0012 Average 4.3000


Sample #1 Date, Result 02/12/19 100.00 01/17/19 210.00 01/17/19 1,600.00 01/17/19 78.00
Sample #2 Date, Result 02/12/19 202.00 02/12/19 154.00
Sample #3 Date, Result 03/05/19 188.00 03/05/19 74.00


Minimum Minimum 100.00 Minimum 188.00 Minimum 1,600.00 Minimum 74.00
Maximum Maximum 100.00 Maximum 210.00 Maximum 1,600.00 Maximum 154.00
Average Average 100.00 Average 200.00 Average 1,600.00 Average 102.00


Sample #1 Date, Result 01/17/19 64.000
Sample #2 Date, Result 02/12/19 33.000
Sample #3 Date, Result


Minimum Minimum 33.000
Maximum Maximum 64.000
Average Average 48.500


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Mar 31, 2019


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 04/08/19 7.4 04/08/19 0.0060 06/25/19 0.0002 04/08/19 0.0400 04/08/19 0.0002
Sample #2 Date, Result 05/01/19 7.5 05/01/19 0.0026 05/01/19 0.0008 05/01/19 0.0013
Sample #3 Date, Result 06/25/19 7.2 06/25/19 0.0088 06/25/19 0.0121 06/25/19 0.0003


Minimum 7.2 Minimum 0.0026 Minimum 0.0002 Minimum 0.0008 Minimum 0.0002
Maximum 7.5 Maximum 0.0088 Maximum 0.0002 Maximum 0.0400 Maximum 0.0013
Average 7.4 Average 0.0058 Average 0.0002 Average 0.0176 Average 0.0006


Sample #1 Date, Result 04/08/19 0.0193 04/08/19 0.0187 04/08/19 0.0130
Sample #2 Date, Result 05/01/19 0.0039 05/01/19 0.0053 05/01/19 0.0199
Sample #3 Date, Result 06/25/19 0.0117 06/25/19 0.0181 06/25/19 0.0106


Minimum 0.0039 Minimum 0.0053 Minimum Minimum Minimum 0.0106
Maximum 0.0193 Maximum 0.0187 Maximum Maximum Maximum 0.0199
Average 0.0116 Average 0.0140 Average Average Average 0.0145


Sample #1 Date, Result 04/08/19 0.0200 04/08/19 0.2000 04/08/19 0.0001 04/08/19 0.1000
Sample #2 Date, Result 05/01/19 0.0500 05/01/19 0.9000 05/01/19 0.0001 05/01/19 1.0600
Sample #3 Date, Result 06/25/19 0.0500 06/25/19 0.2000 06/25/19 0.0001 06/25/19 0.1000


Minimum 0.0200 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.1000
Maximum 0.0500 Maximum Maximum 0.9000 Maximum 0.0001 Maximum 1.0600
Average 0.0400 Average Average 0.4333 Average 0.0001 Average 0.4200


Sample #1 Date, Result 04/08/19 0.5500 04/08/19 0.3700 04/08/19 0.0100 04/08/19 0.0006 04/08/19 8.0000
Sample #2 Date, Result 06/25/19 0.5700 05/01/19 0.0300 05/01/19 0.0000 05/01/19 0.0020 05/01/19 10.0000
Sample #3 Date, Result 06/25/19 0.0300 06/25/19 0.0100 06/25/19 0.0006 06/25/19 5.0000


Minimum 0.5500 Minimum 0.0300 Minimum 0.0000 Minimum 0.0006 Minimum 5.0000
Maximum 0.5700 Maximum 0.3700 Maximum 0.0100 Maximum 0.0020 Maximum 10.0000
Average 0.5600 Average 0.1433 Average 0.0067 Average 0.0010 Average 7.6667


Sample #1 Date, Result 04/08/19 131.00 04/08/19 21.00
Sample #2 Date, Result 05/01/19 28.60 05/01/19 8.00
Sample #3 Date, Result 06/25/19 163.00 06/25/19 16.00


Minimum Minimum Minimum 28.60 Minimum Minimum 8.00
Maximum Maximum Maximum 163.00 Maximum Maximum 21.00
Average Average Average 107.53 Average Average 15.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Jun 30, 2019


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 07/08/19 7.6 07/08/19 0.0060 08/26/19 0.0002 07/08/19 0.0086 07/08/19 0.0002
Sample #2 Date, Result 08/26/19 6.7 08/26/19 0.0070 08/26/19 0.0159 08/26/19 0.0002
Sample #3 Date, Result 09/05/19 6.7 09/05/19 0.0002 09/05/19 0.0336 09/05/19 0.0002


Minimum 6.7 Minimum 0.0002 Minimum 0.0002 Minimum 0.0086 Minimum 0.0002
Maximum 7.6 Maximum 0.0070 Maximum 0.0002 Maximum 0.0336 Maximum 0.0002
Average 7.0 Average 0.0044 Average 0.0002 Average 0.0194 Average 0.0002


Sample #1 Date, Result 07/08/19 0.0153 07/08/19 0.0157 07/08/19 0.0119
Sample #2 Date, Result 08/26/19 0.0475 08/26/19 0.0150 08/26/19 0.0105
Sample #3 Date, Result 09/05/19 0.0304 09/05/19 0.0431 09/05/19 0.0110


Minimum 0.0153 Minimum 0.0150 Minimum Minimum Minimum 0.0105
Maximum 0.0475 Maximum 0.0431 Maximum Maximum Maximum 0.0119
Average 0.0311 Average 0.0246 Average Average Average 0.0111


Sample #1 Date, Result 07/08/19 0.0500 07/08/19 0.2000 07/08/19 0.0001 07/08/19 0.1000
Sample #2 Date, Result 08/26/19 0.0500 08/26/19 0.2000 08/26/19 0.0001 08/26/19 0.1000
Sample #3 Date, Result 09/05/19 0.0500 09/05/19 0.1000 09/05/19 0.0001 09/05/19 0.1700


Minimum 0.0500 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 0.1000
Maximum 0.0500 Maximum Maximum 0.2000 Maximum 0.0001 Maximum 0.1700
Average 0.0500 Average Average 0.1667 Average 0.0001 Average 0.1233


Sample #1 Date, Result 07/08/19 0.6300 07/08/19 0.0300 07/08/19 0.0100 07/08/19 0.0020 07/08/19 5.0000
Sample #2 Date, Result 08/26/19 0.6000 08/26/19 0.0800 08/26/19 0.0300 08/26/19 0.0020 08/26/19 5.0000
Sample #3 Date, Result 09/05/19 0.6000 09/05/19 0.2000 09/05/19 0.0300 09/05/19 0.0030 09/05/19 5.0000


Minimum 0.6000 Minimum 0.0300 Minimum 0.0100 Minimum 0.0020 Minimum 5.0000
Maximum 0.6300 Maximum 0.2000 Maximum 0.0300 Maximum 0.0030 Maximum 5.0000
Average 0.6100 Average 0.1033 Average 0.0233 Average 0.0023 Average 5.0000


Sample #1 Date, Result 07/08/19 242.00 07/08/19 19.00
Sample #2 Date, Result 08/26/19 180.00 08/26/19 25.00
Sample #3 Date, Result 09/05/19 168.00 09/05/19 37.00


Minimum Minimum Minimum 168.00 Minimum Minimum 19.00
Maximum Maximum Maximum 242.00 Maximum Maximum 37.00
Average Average Average 196.67 Average Average 27.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Sep 30, 2019


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 10/07/19 10.0 10/07/19 0.0014 11/18/19 0.0002 10/07/19 0.0229 10/07/19 0.0003
Sample #2 Date, Result 11/18/19 9.4 11/18/19 0.0087 11/18/19 0.0233 11/18/19 0.0002
Sample #3 Date, Result 12/05/19 8.1 12/05/19 0.0092 12/05/19 0.0354 12/05/19 0.0003


Minimum 8.1 Minimum 0.0014 Minimum 0.0002 Minimum 0.0229 Minimum 0.0002
Maximum 10.0 Maximum 0.0092 Maximum 0.0002 Maximum 0.0354 Maximum 0.0003
Average 9.2 Average 0.0065 Average 0.0002 Average 0.0272 Average 0.0002


Sample #1 Date, Result 10/07/19 0.0316 10/07/19 0.0132 10/07/19 0.0113
Sample #2 Date, Result 11/18/19 0.0106 11/18/19 0.0238 11/18/19 0.0094
Sample #3 Date, Result 12/05/19 0.0110 12/05/19 0.0193 12/05/19 0.0114


Minimum 0.0106 Minimum 0.0132 Minimum Minimum Minimum 0.0094
Maximum 0.0316 Maximum 0.0238 Maximum Maximum Maximum 0.0114
Average 0.0177 Average 0.0188 Average Average Average 0.0107


Sample #1 Date, Result 10/07/19 0.0200 10/07/19 0.4000 10/07/19 0.0001 10/07/19 0.5600
Sample #2 Date, Result 11/18/19 0.0500 11/18/19 0.2000 11/18/19 0.0001 11/18/19 0.1000
Sample #3 Date, Result 12/05/19 0.0500 12/05/19 0.2000 12/05/19 0.0001 12/05/19 0.1000


Minimum 0.0200 Minimum Minimum 0.2000 Minimum 0.0001 Minimum 0.1000
Maximum 0.0500 Maximum Maximum 0.4000 Maximum 0.0001 Maximum 0.5600
Average 0.0400 Average Average 0.2667 Average 0.0001 Average 0.2533


Sample #1 Date, Result 10/07/19 0.6400 10/07/19 0.0800 10/07/19 0.0200 10/07/19 0.0012 10/07/19 5.0000
Sample #2 Date, Result 11/18/19 0.8500 11/18/19 0.0300 11/18/19 0.0100 11/18/19 0.0000 11/18/19 5.0000
Sample #3 Date, Result 12/05/19 0.9900 12/05/19 0.0700 12/05/19 0.0100 12/05/19 0.0000 12/05/19 8.0000


Minimum 0.6400 Minimum 0.0300 Minimum 0.0100 Minimum 0.0000 Minimum 5.0000
Maximum 0.9900 Maximum 0.0800 Maximum 0.0200 Maximum 0.0012 Maximum 8.0000
Average 0.8267 Average 0.0600 Average 0.0133 Average 0.0004 Average 6.0000


Sample #1 Date, Result 10/07/19 170.00 10/07/19 48.00
Sample #2 Date, Result 11/18/19 157.00 11/18/19 22.00
Sample #3 Date, Result 12/05/19 220.00 12/05/19 60.00


Minimum Minimum Minimum 157.00 Minimum Minimum 22.00
Maximum Maximum Maximum 220.00 Maximum Maximum 60.00
Average Average Average 182.33 Average Average 43.33


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


514 National Processing Corp.


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate


Biochemical Oxygen Demand TDSChemical Oxygen DemandResidual Chlorine







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Dec 31, 2019


Industry Name: 514 National Processing Corp.
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.3 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.280 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30.0 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31.0 0 0


Phenols mg/L 1.0 0 0
Chromium mg/L 7.000 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







 


 


 


 


Annual Summary Data for #521 Lakeshore Railcar 


 


  







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/12/16 7.1 01/12/16 0.0000 03/09/16 0.0000 01/12/16 0.0018 01/12/16 0.0000
Sample #2 Date, Result 02/02/16 6.9 02/02/16 0.0000 02/02/16 0.0045 02/02/16 0.0000
Sample #3 Date, Result 03/09/16 7.5 03/09/16 0.0000 03/09/16 0.0100 03/09/16 0.0027


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0018 Minimum 0.0000
Maximum 7.5 Maximum 0.0000 Maximum 0.0000 Maximum 0.0100 Maximum 0.0027
Average 7.2 Average 0.0000 Average 0.0000 Average 0.0054 Average 0.0009


Sample #1 Date, Result 03/09/16 0.0023 01/12/16 0.0000 01/12/16 0.0000 01/12/16 0.0110
Sample #2 Date, Result 02/02/16 0.0011 02/02/16 0.0000 02/02/16 0.0470
Sample #3 Date, Result 03/09/16 0.0000 03/09/16 0.0000 03/09/16 0.2100


Minimum Minimum 0.0023 Minimum 0.0000 Minimum 0.0000 Minimum 0.0110
Maximum Maximum 0.0023 Maximum 0.0011 Maximum 0.0000 Maximum 0.2100
Average Average 0.0023 Average 0.0004 Average 0.0000 Average 0.0893


Sample #1 Date, Result 03/09/16 0.0000 01/12/16 0.1400 01/12/16 0.00000 01/12/16 0.1300
Sample #2 Date, Result 02/02/16 0.5700 02/02/16 0.00010 02/02/16 0.1900
Sample #3 Date, Result 03/09/16 0.2600 03/09/16 0.00000 03/09/16 4.4000


Minimum Minimum 0.0000 Minimum 0.1400 Minimum 0.00000 Minimum 0.1300
Maximum Maximum 0.0000 Maximum 0.5700 Maximum 0.00010 Maximum 4.4000
Average Average 0.0000 Average 0.3233 Average 0.00003 Average 1.5733


Sample #1 Date, Result 01/12/16 0.0200 01/12/16 0.0000 01/12/16 0.0000 01/13/16 0.0000 01/13/16 9.00
Sample #2 Date, Result 02/02/16 0.2600 02/02/16 0.2700 02/02/16 0.0050 03/09/16 0.0316 03/09/16 9.10
Sample #3 Date, Result 03/09/16 0.1000 03/09/16 0.0200 03/09/16 0.0011 03/30/16 0.0000 03/30/16 0.00


Minimum 0.0200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.00
Maximum 0.2600 Maximum 0.2700 Maximum 0.0050 Maximum 0.0316 Maximum 9.10
Average 0.1267 Average 0.0967 Average 0.0020 Average 0.0105 Average 6.03


Sample #1 Date, Result 03/09/16 0.0000
Sample #2 Date, Result 03/29/16 0.0000
Sample #3 Date, Result


Minimum 0.0000 Minimum Minimum Minimum
Maximum 0.0000 Maximum Maximum Maximum
Average 0.0000 Average Average Average


Sample #1 Date, Result 01/12/16 58.00 01/12/16 180.00 01/12/16 9.00 03/09/16 55.00 01/12/16 0.00
Sample #2 Date, Result 02/02/16 54.00 02/02/16 580.00 02/02/16 22.00 02/02/16 350.00
Sample #3 Date, Result 03/09/16 100.00 03/09/16 320.00 03/09/16 11.00 03/09/16 140.00


Minimum 54.00 Minimum 180.00 Minimum 9.00 Minimum 55.00 Minimum 0.00
Maximum 100.00 Maximum 580.00 Maximum 22.00 Maximum 55.00 Maximum 350.00
Average 70.67 Average 360.00 Average 14.00 Average 55.00 Average 163.33
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


 


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0020 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0054 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0009 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0023 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0004 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0893 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/12/16 6.9 04/12/16 0.0000 06/08/16 0.0000 04/12/16 0.0110 04/12/16 0.0082
Sample #2 Date, Result 05/03/16 7.3 05/03/16 0.0000 05/03/16 0.0000 05/03/16 0.0000
Sample #3 Date, Result 06/08/16 7.2 06/08/16 0.0000 06/08/16 0.0290 06/08/16 0.0020


Minimum 6.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 7.3 Maximum 0.0000 Maximum 0.0000 Maximum 0.0290 Maximum 0.0082
Average 7.1 Average 0.0000 Average 0.0000 Average 0.0133 Average 0.0034


Sample #1 Date, Result 06/08/16 0.0170 04/12/16 0.0000 04/12/16 0.0000 04/12/16 0.7500
Sample #2 Date, Result 05/03/16 0.0000 05/03/16 0.0000 05/03/16 0.0340
Sample #3 Date, Result 06/08/16 0.0000 06/08/16 0.0000 06/08/16 0.1300


Minimum Minimum 0.0170 Minimum 0.0000 Minimum 0.0000 Minimum 0.0340
Maximum Maximum 0.0170 Maximum 0.0000 Maximum 0.0000 Maximum 0.7500
Average Average 0.0170 Average 0.0000 Average 0.0000 Average 0.3047


Sample #1 Date, Result 06/08/16 0.0000 06/08/16 0.0000 04/12/16 0.8500 04/12/16 0.00000 04/12/16 11.0000
Sample #2 Date, Result 05/03/16 0.1800 05/03/16 0.00000 05/03/16 0.4300
Sample #3 Date, Result 06/08/16 1.6000 06/08/16 0.00010 06/08/16 14.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1800 Minimum 0.00000 Minimum 0.4300
Maximum 0.0000 Maximum 0.0000 Maximum 1.6000 Maximum 0.00010 Maximum 14.0000
Average 0.0000 Average 0.0000 Average 0.8767 Average 0.00003 Average 8.4767


Sample #1 Date, Result 04/12/16 0.3800 04/12/16 0.0500 04/12/16 0.0084 04/12/16 0.0429 04/12/16 24.00
Sample #2 Date, Result 05/03/16 0.0000 05/03/16 0.0000 05/03/16 0.0000 05/03/16 0.0000 05/03/16 0.00
Sample #3 Date, Result 06/08/16 1.0200 06/08/16 0.2200 06/08/16 0.0068 06/08/16 0.0000 06/08/16 5.10


Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.00
Maximum 1.0200 Maximum 0.2200 Maximum 0.0084 Maximum 0.0429 Maximum 24.00
Average 0.4667 Average 0.0900 Average 0.0051 Average 0.0143 Average 9.70


Sample #1 Date, Result 04/12/16 0.2300 05/25/16 0.0040 05/25/16 8.2800 05/25/16 0.0030
Sample #2 Date, Result 05/03/16 0.7300
Sample #3 Date, Result 06/08/16 0.2400


Minimum 0.2300 0.0040 Minimum Minimum 8.2800 Minimum 0.0030
Maximum 0.7300 0.0040 Maximum Maximum 8.2800 Maximum 0.0030
Average 0.4000 0.0040 Average Average 8.2800 Average 0.0030


Sample #1 Date, Result 04/12/16 170.00 04/12/16 340.00 04/12/16 46.00 06/08/16 770.00 04/12/16 120.00
Sample #2 Date, Result 05/03/16 38.00 05/03/16 170.00 05/03/16 3.50 05/03/16 17.00
Sample #3 Date, Result 06/08/16 230.00 06/08/16 1,400.00 06/08/16 54.00 06/08/16 1,500.00


Minimum 38.00 Minimum 170.00 Minimum 3.50 Minimum 770.00 Minimum 17.00
Maximum 230.00 Maximum 1,400.00 Maximum 54.00 Maximum 770.00 Maximum 1,500.00
Average 146.00 Average 636.67 Average 34.50 Average 770.00 Average 545.67
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 05/25/16 0.0030 05/25/16 0.0010 05/25/16 0.0020 05/25/16 0.0010 05/25/16 0.0050
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0030 Minimum 0.0010 Minimum 0.0020 Minimum 0.0010 Minimum 0.0050
Maximum 0.0030 Maximum 0.0010 Maximum 0.0020 Maximum 0.0010 Maximum 0.0050
Average 0.0030 Average 0.0010 Average 0.0020 Average 0.0010 Average 0.0050


Sample #1 Date, Result 05/25/16 0.0390 05/25/16 0.0390 05/25/16 0.0050
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0390 Minimum 0.0390 Minimum 0.0050
Maximum Maximum Maximum 0.0390 Maximum 0.0390 Maximum 0.0050
Average Average Average 0.0390 Average 0.0390 Average 0.0050


 


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060 0.0030 0
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0051 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0010 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0133 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0034 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0170 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200 0.0040 0


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618 0.0020 0
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0010 0


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.3047 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760 0.0050 0
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370 0.0390 0


Residual Chlorine mg/L NL 1 1 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020 0.0390 0


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060 0.0050 0
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jul 01, 2016 to Sep 30, 2016


Sample #1 Date, Result 07/12/16 7.4 07/12/16 0.0000 09/01/16 0.0000 07/12/16 0.1200 07/12/16 0.0260
Sample #2 Date, Result 08/31/16 7.6 08/31/16 0.0000 08/31/16 0.0044 08/31/16 0.0025
Sample #3 Date, Result 09/01/16 7.8 09/01/16 0.0000 09/01/16 0.0084 09/01/16 0.0036


Minimum 7.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0044 Minimum 0.0025
Maximum 7.8 Maximum 0.0000 Maximum 0.0000 Maximum 0.1200 Maximum 0.0260
Average 7.6 Average 0.0000 Average 0.0000 Average 0.0443 Average 0.0107


Sample #1 Date, Result 09/01/16 0.0028 07/12/16 0.0000 07/12/16 0.0000 07/12/16 0.8000
Sample #2 Date, Result 08/31/16 0.0000 08/31/16 0.0000 08/31/16 0.0370
Sample #3 Date, Result 09/01/16 0.0000 09/01/16 0.0000 09/01/16 0.0880


Minimum Minimum 0.0028 Minimum 0.0000 Minimum 0.0000 Minimum 0.0370
Maximum Maximum 0.0028 Maximum 0.0000 Maximum 0.0000 Maximum 0.8000
Average Average 0.0028 Average 0.0000 Average 0.0000 Average 0.3083


Sample #1 Date, Result 09/01/16 0.0000 09/01/16 0.0010 07/12/16 3.3000 07/12/16 0.00000 07/12/16 2.8000
Sample #2 Date, Result 09/13/16 0.0000 08/31/16 0.1700 08/31/16 0.00010 08/31/16 0.2400
Sample #3 Date, Result 09/01/16 0.3200 09/01/16 0.00000 09/01/16 2.3000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1700 Minimum 0.00000 Minimum 0.2400
Maximum 0.0000 Maximum 0.0010 Maximum 3.3000 Maximum 0.00010 Maximum 2.8000
Average 0.0000 Average 0.0005 Average 1.2633 Average 0.00003 Average 1.7800


Sample #1 Date, Result 07/12/16 2.4400 07/12/16 0.1200 07/12/16 0.0150 07/12/16 0.0000 07/12/16 70.00
Sample #2 Date, Result 08/31/16 0.2200 08/31/16 0.0500 08/31/16 0.0000 09/01/16 0.0009 08/31/16 15.70
Sample #3 Date, Result 09/01/16 0.4000 09/01/16 0.0100 09/01/16 0.0021 09/01/16 18.00


Minimum 0.2200 Minimum 0.0100 Minimum 0.0000 Minimum 0.0000 Minimum 15.70
Maximum 2.4400 Maximum 0.1200 Maximum 0.0150 Maximum 0.0009 Maximum 70.00
Average 1.0200 Average 0.0600 Average 0.0057 Average 0.0004 Average 34.57


Sample #1 Date, Result 07/12/16 0.3400
Sample #2 Date, Result 08/31/16 0.3200
Sample #3 Date, Result 09/01/16 0.4000


Minimum 0.3200 Minimum Minimum Minimum
Maximum 0.4000 Maximum Maximum Maximum
Average 0.3533 Average Average Average


Sample #1 Date, Result 07/12/16 710.00 07/12/16 1,700.00 07/12/16 250.00 09/01/16 50.00 07/12/16 1,400.00
Sample #2 Date, Result 08/31/16 44.00 08/31/16 240.00 08/31/16 10.00 08/31/16 81.00
Sample #3 Date, Result 09/01/16 66.00 09/01/16 260.00 09/01/16 29.00 09/01/16 130.00


Minimum 44.00 Minimum 240.00 Minimum 10.00 Minimum 50.00 Minimum 81.00
Maximum 710.00 Maximum 1,700.00 Maximum 250.00 Maximum 50.00 Maximum 1,400.00
Average 273.33 Average 733.33 Average 96.33 Average 50.00 Average 537.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Sep 30, 2016


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Sep 30, 2016


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0057 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0443 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0107 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0028 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.3083 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 1 1 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0005 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/26/16 7.2 10/26/16 0.0000 10/26/16 0.0000 10/26/16 0.0097 10/26/16 0.0023
Sample #2 Date, Result 11/02/16 7.8 11/02/16 0.0000 11/02/16 0.0150 11/02/16 0.0031
Sample #3 Date, Result 12/01/16 7.1 12/01/16 0.0000 12/01/16 0.0089 12/01/16 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0089 Minimum 0.0000
Maximum 7.8 Maximum 0.0000 Maximum 0.0000 Maximum 0.0150 Maximum 0.0031
Average 7.4 Average 0.0000 Average 0.0000 Average 0.0112 Average 0.0018


Sample #1 Date, Result 10/26/16 0.0260 10/26/16 0.0000 10/26/16 0.0000 10/26/16 0.1100
Sample #2 Date, Result 11/02/16 0.0000 11/02/16 0.0000 11/02/16 0.1000
Sample #3 Date, Result 12/01/16 0.0000 12/01/16 0.0000 12/01/16 0.0860


Minimum Minimum 0.0260 Minimum 0.0000 Minimum 0.0000 Minimum 0.0860
Maximum Maximum 0.0260 Maximum 0.0000 Maximum 0.0000 Maximum 0.1100
Average Average 0.0260 Average 0.0000 Average 0.0000 Average 0.0987


Sample #1 Date, Result 10/26/16 0.0110 10/26/16 0.0000 10/26/16 0.3300 10/26/16 0.00000 10/26/16 0.9100
Sample #2 Date, Result 11/02/16 0.4300 12/01/16 0.00000 11/02/16 29.0000
Sample #3 Date, Result 12/01/16 0.1600 12/01/16 0.4300


Minimum 0.0110 Minimum 0.0000 Minimum 0.1600 Minimum 0.00000 Minimum 0.4300
Maximum 0.0110 Maximum 0.0000 Maximum 0.4300 Maximum 0.00000 Maximum 29.0000
Average 0.0110 Average 0.0000 Average 0.3067 Average 0.00000 Average 10.1133


Sample #1 Date, Result 10/26/16 0.5300 10/26/16 0.1700 10/26/16 0.0016 10/26/16 0.0117 10/26/16 4.10
Sample #2 Date, Result 11/02/16 0.5900 11/02/16 0.7500 11/02/16 0.0032 11/02/16 0.0004 11/02/16 2.90
Sample #3 Date, Result 12/01/16 0.2300 12/01/16 1.4000 12/01/16 0.0130 12/01/16 5.50


Minimum 0.2300 Minimum 0.1700 Minimum 0.0016 Minimum 0.0004 Minimum 2.90
Maximum 0.5900 Maximum 1.4000 Maximum 0.0130 Maximum 0.0117 Maximum 5.50
Average 0.4500 Average 0.7733 Average 0.0059 Average 0.0060 Average 4.17


Sample #1 Date, Result 10/26/16 0.2700
Sample #2 Date, Result 11/02/16 0.3900
Sample #3 Date, Result


Minimum 0.2700 Minimum Minimum Minimum
Maximum 0.3900 Maximum Maximum Maximum
Average 0.3300 Average Average Average


Sample #1 Date, Result 10/26/16 840.00 10/26/16 2,600.00 10/26/16 21.00 10/26/16 200.00 10/26/16 510.00
Sample #2 Date, Result 11/02/16 4,000.00 11/02/16 9,300.00 11/02/16 32.00 11/02/16 1,100.00
Sample #3 Date, Result 12/01/16 710.00 12/01/16 3,100.00 12/01/16 30.00 12/01/16 44.00


Minimum 710.00 Minimum 2,600.00 Minimum 21.00 Minimum 200.00 Minimum 44.00
Maximum 4,000.00 Maximum 9,300.00 Maximum 32.00 Maximum 200.00 Maximum 1,100.00
Average 1,850.00 Average 5,000.00 Average 27.67 Average 200.00 Average 551.33
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0059 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0112 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0018 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0260 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0987 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0110 0


Phenols mg/L 0.96 1 1 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/04/17 7.3 01/04/17 0.0000 02/02/17 0.0000 01/04/17 0.0077 01/04/17 0.0000
Sample #2 Date, Result 01/18/17 6.5 01/18/17 0.0000 01/18/17 0.0200 01/18/17 0.0000
Sample #3 Date, Result 02/02/17 6.0 02/02/17 0.0000 02/02/17 0.0110 02/02/17 0.0000


Minimum 6.0 Minimum 0.0000 Minimum 0.0000 Minimum 0.0077 Minimum 0.0000
Maximum 7.3 Maximum 0.0000 Maximum 0.0000 Maximum 0.0200 Maximum 0.0000
Average 6.6 Average 0.0000 Average 0.0000 Average 0.0129 Average 0.0000


Sample #1 Date, Result 02/02/17 0.0084 01/04/17 0.0000 01/04/17 0.0000 01/04/17 0.0320
Sample #2 Date, Result 01/18/17 0.0000 01/18/17 0.0000 01/18/17 0.1100
Sample #3 Date, Result 02/02/17 0.0000 02/02/17 0.0000 02/02/17 0.0520


Minimum Minimum 0.0084 Minimum 0.0000 Minimum 0.0000 Minimum 0.0320
Maximum Maximum 0.0084 Maximum 0.0000 Maximum 0.0000 Maximum 0.1100
Average Average 0.0084 Average 0.0000 Average 0.0000 Average 0.0647


Sample #1 Date, Result 02/02/17 0.0000 02/02/17 0.0000 01/04/17 0.0600 01/04/17 0.00000 01/04/17 1.9000
Sample #2 Date, Result 01/18/17 0.1200 01/18/17 0.00000 01/18/17 180.0000
Sample #3 Date, Result 02/02/17 0.0700 02/02/17 0.00000 02/02/17 150.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0600 Minimum 0.00000 Minimum 1.9000
Maximum 0.0000 Maximum 0.0000 Maximum 0.1200 Maximum 0.00000 Maximum 180.0000
Average 0.0000 Average 0.0000 Average 0.0833 Average 0.00000 Average 110.6333


Sample #1 Date, Result 01/04/17 0.0700 01/04/17 0.2700 01/04/17 0.0000 01/04/17 0.0055 01/04/17 4.20
Sample #2 Date, Result 01/18/17 0.4400 01/18/17 0.5500 01/18/17 0.0077 01/18/17 0.0004 01/18/17 11.40
Sample #3 Date, Result 02/02/17 0.2300 02/02/17 0.2600 02/02/17 0.0058 02/02/17 0.0067 02/02/17 13.90


Minimum 0.0700 Minimum 0.2600 Minimum 0.0000 Minimum 0.0004 Minimum 4.20
Maximum 0.4400 Maximum 0.5500 Maximum 0.0077 Maximum 0.0067 Maximum 13.90
Average 0.2467 Average 0.3600 Average 0.0045 Average 0.0042 Average 9.83


Sample #1 Date, Result 01/04/17 0.0300
Sample #2 Date, Result 01/18/17 0.0500
Sample #3 Date, Result 02/02/17 0.2500


Minimum 0.0300 Minimum Minimum Minimum
Maximum 0.2500 Maximum Maximum Maximum
Average 0.1100 Average Average Average


Sample #1 Date, Result 01/04/17 120.00 01/04/17 1,100.00 01/04/17 13.00 02/02/17 92.00 01/04/17 510.00
Sample #2 Date, Result 01/18/17 1,800.00 01/18/17 2,700.00 01/18/17 38.00 01/18/17 370.00
Sample #3 Date, Result 02/02/17 1,300.00 02/02/17 2,100.00 02/02/17 20.00 02/02/17 830.00


Minimum 120.00 Minimum 1,100.00 Minimum 13.00 Minimum 92.00 Minimum 370.00
Maximum 1,800.00 Maximum 2,700.00 Maximum 38.00 Maximum 92.00 Maximum 830.00
Average 1,073.33 Average 1,966.67 Average 23.67 Average 92.00 Average 570.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0045 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0129 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0084 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 2 1 Zinc mg/L 0.6410 0.0647 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/05/17 8.3 04/05/17 0.0110 04/05/17 0.0100 04/05/17 0.0000
Sample #2 Date, Result 04/26/17 8.3 04/26/17 0.0000 04/26/17 0.0210 04/26/17 0.0000
Sample #3 Date, Result 05/23/17 7.1 05/23/17 0.0047 05/23/17 0.0280 05/23/17 0.0000


Minimum 7.1 Minimum 0.0000 Minimum Minimum 0.0100 Minimum 0.0000
Maximum 8.3 Maximum 0.0110 Maximum Maximum 0.0280 Maximum 0.0000
Average 7.9 Average 0.0052 Average Average 0.0197 Average 0.0000


Sample #1 Date, Result 04/05/17 0.0000 04/05/17 0.0000 04/05/17 0.0092
Sample #2 Date, Result 04/26/17 0.0000 04/26/17 0.0000 04/26/17 0.0200
Sample #3 Date, Result 05/23/17 0.0000 05/23/17 0.0000 05/23/17 0.0077


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.0077
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum 0.0200
Average Average Average 0.0000 Average 0.0000 Average 0.0123


Sample #1 Date, Result 04/05/17 0.5000 04/05/17 0.00000 04/05/17 1.0000
Sample #2 Date, Result 04/26/17 0.2400 04/26/17 0.00010 04/26/17 0.3200
Sample #3 Date, Result 05/23/17 0.0500 05/23/17 0.00000 05/23/17 5.7000


Minimum Minimum Minimum 0.0500 Minimum 0.00000 Minimum 0.3200
Maximum Maximum Maximum 0.5000 Maximum 0.00010 Maximum 5.7000
Average Average Average 0.2633 Average 0.00003 Average 2.3400


Sample #1 Date, Result 04/05/17 0.4000 04/05/17 1.4000 04/05/17 0.0030 04/05/17 0.0425 04/05/17 2.00
Sample #2 Date, Result 04/26/17 2.8800 04/26/17 1.0000 04/26/17 0.0012 04/26/17 0.0981 04/26/17 11.30
Sample #3 Date, Result 05/23/17 0.1500 05/23/17 0.2500 05/23/17 0.0006 05/23/17 0.0282 05/23/17 0.00


Minimum 0.1500 Minimum 0.2500 Minimum 0.0006 Minimum 0.0282 Minimum 0.00
Maximum 2.8800 Maximum 1.4000 Maximum 0.0030 Maximum 0.0981 Maximum 11.30
Average 1.1433 Average 0.8833 Average 0.0016 Average 0.0563 Average 4.43


Sample #1 Date, Result 04/05/17 0.0100 06/21/17 4.8000 06/21/17 0.0120
Sample #2 Date, Result 04/26/17 2.2000
Sample #3 Date, Result 05/23/17 0.1600


Minimum 0.0100 Minimum Minimum 4.8000 Minimum 0.0120
Maximum 2.2000 Maximum Maximum 4.8000 Maximum 0.0120
Average 0.7900 Average Average 4.8000 Average 0.0120


Sample #1 Date, Result 04/05/17 660.00 04/05/17 1,900.00 04/05/17 11.00 04/05/17 980.00
Sample #2 Date, Result 04/26/17 170.00 04/26/17 2,000.00 04/26/17 13.00 04/26/17 530.00
Sample #3 Date, Result 05/23/17 410.00 05/23/17 1,300.00 05/23/17 13.00 05/23/17 550.00


Minimum 170.00 Minimum 1,300.00 Minimum 11.00 Minimum Minimum 530.00
Maximum 660.00 Maximum 2,000.00 Maximum 13.00 Maximum Maximum 980.00
Average 413.33 Average 1,733.33 Average 12.33 Average Average 686.67
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0052 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0016 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0197 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0123 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010


Phenols mg/L 0.96 2 2 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 3 3 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 1 1 Fluoranthene mg/L 0.0268
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/12/17 7.1 07/12/17 0.0000 09/19/17 0.0000 07/12/17 0.0340 07/12/17 0.0000
Sample #2 Date, Result 07/25/17 7.1 07/25/17 0.0000 07/25/17 0.0110 07/25/17 0.0000
Sample #3 Date, Result 08/17/17 7.9 08/31/17 0.0000 08/17/17 0.0300 08/31/17 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0110 Minimum 0.0000
Maximum 7.9 Maximum 0.0000 Maximum 0.0000 Maximum 0.0340 Maximum 0.0000
Average 7.4 Average 0.0000 Average 0.0000 Average 0.0250 Average 0.0000


Sample #1 Date, Result 09/19/17 0.0150 07/12/17 0.0000 07/12/17 0.0000 07/12/17 0.4100
Sample #2 Date, Result 07/25/17 0.0000 07/25/17 0.0000 07/25/17 0.0320
Sample #3 Date, Result 08/31/17 0.0000 08/31/17 0.0000 08/31/17 0.0034


Minimum Minimum 0.0150 Minimum 0.0000 Minimum 0.0000 Minimum 0.0034
Maximum Maximum 0.0150 Maximum 0.0000 Maximum 0.0000 Maximum 0.4100
Average Average 0.0150 Average 0.0000 Average 0.0000 Average 0.1485


Sample #1 Date, Result 08/17/17 0.0000 08/17/17 0.0000 07/12/17 0.7600 07/12/17 0.00010 07/12/17 2.6000
Sample #2 Date, Result 09/19/17 0.0000 09/19/17 0.0000 07/25/17 0.2200 07/25/17 0.00010 07/25/17 0.7800
Sample #3 Date, Result 08/17/17 10.0000 08/17/17 0.00000 08/17/17 11.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2200 Minimum 0.00000 Minimum 0.7800
Maximum 0.0000 Maximum 0.0000 Maximum 10.0000 Maximum 0.00010 Maximum 11.0000
Average 0.0000 Average 0.0000 Average 3.6600 Average 0.00007 Average 4.7933


Sample #1 Date, Result 07/12/17 2.3900 07/12/17 0.7800 07/12/17 0.0230 07/12/17 0.0034 07/12/17 3.20
Sample #2 Date, Result 07/25/17 0.1600 07/25/17 0.1200 07/25/17 0.0015 07/25/17 0.0008 07/25/17 5.90
Sample #3 Date, Result 08/17/17 0.0900 08/17/17 0.1900 08/31/17 0.0020 08/17/17 0.0026 08/31/17 10.90


Minimum 0.0900 Minimum 0.1200 Minimum 0.0015 Minimum 0.0008 Minimum 3.20
Maximum 2.3900 Maximum 0.7800 Maximum 0.0230 Maximum 0.0034 Maximum 10.90
Average 0.8800 Average 0.3633 Average 0.0088 Average 0.0023 Average 6.67


Sample #1 Date, Result 07/12/17 0.2400 08/17/17 0.0000
Sample #2 Date, Result 07/25/17 0.0600
Sample #3 Date, Result 08/31/17 0.1000


Minimum 0.0600 Minimum Minimum 0.0000 Minimum
Maximum 0.2400 Maximum Maximum 0.0000 Maximum
Average 0.1333 Average Average 0.0000 Average


Sample #1 Date, Result 07/12/17 2,100.00 07/12/17 2,000.00 07/12/17 120.00 09/19/17 1,800.00 07/12/17 470.00
Sample #2 Date, Result 07/25/17 460.00 07/25/17 2,700.00 07/25/17 13.00 07/25/17 380.00
Sample #3 Date, Result 08/31/17 250.00 08/31/17 2,100.00 08/31/17 28.00 08/31/17 3,100.00


Minimum 250.00 Minimum 2,000.00 Minimum 13.00 Minimum 1,800.00 Minimum 380.00
Maximum 2,100.00 Maximum 2,700.00 Maximum 120.00 Maximum 1,800.00 Maximum 3,100.00
Average 936.67 Average 2,266.67 Average 53.67 Average 1,800.00 Average 1,316.67
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0088 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0250 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0150 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1485 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Oct 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 10/03/17 7.2 10/17/17 0.0000 10/17/17 0.0000 10/17/17 0.0110 10/17/17 0.0000
Sample #2 Date, Result 10/17/17 8.8 11/02/17 0.0000 12/27/17 0.0000 11/02/17 0.0540 11/02/17 0.0000
Sample #3 Date, Result 11/02/17 8.1 11/29/17 0.0000 11/29/17 0.0560 11/29/17 0.0000


Minimum 7.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0110 Minimum 0.0000
Maximum 8.8 Maximum 0.0000 Maximum 0.0000 Maximum 0.0560 Maximum 0.0000
Average 8.0 Average 0.0000 Average 0.0000 Average 0.0403 Average 0.0000


Sample #1 Date, Result 10/17/17 0.0120 10/17/17 0.0000 10/17/17 0.0000 10/17/17 0.0000
Sample #2 Date, Result 12/27/17 0.0160 11/02/17 0.0000 11/02/17 0.0000 11/02/17 0.0047
Sample #3 Date, Result 11/29/17 0.0000 11/29/17 0.0000 11/29/17 0.0180


Minimum Minimum 0.0120 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum Maximum 0.0160 Maximum 0.0000 Maximum 0.0000 Maximum 0.0180
Average Average 0.0140 Average 0.0000 Average 0.0000 Average 0.0076


Sample #1 Date, Result 10/17/17 0.0000 10/17/17 0.0000 10/17/17 0.2500 10/17/17 0.00000 10/17/17 5.6000
Sample #2 Date, Result 11/02/17 0.2600 11/02/17 0.00000 11/02/17 5.9000
Sample #3 Date, Result 11/29/17 0.2300 11/29/17 0.00000 11/29/17 2.6000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2300 Minimum 0.00000 Minimum 2.6000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2600 Maximum 0.00000 Maximum 5.9000
Average 0.0000 Average 0.0000 Average 0.2467 Average 0.00000 Average 4.7000


Sample #1 Date, Result 10/17/17 0.1200 10/17/17 0.0700 10/17/17 0.0005 10/03/17 0.0000 10/17/17 4.50
Sample #2 Date, Result 11/02/17 0.4100 11/02/17 0.1300 11/02/17 0.0009 10/17/17 0.0019 11/02/17 6.20
Sample #3 Date, Result 11/29/17 0.0700 11/29/17 0.3900 11/29/17 0.0041 11/02/17 0.0040 11/29/17 20.40


Minimum 0.0700 Minimum 0.0700 Minimum 0.0005 Minimum 0.0000 Minimum 4.50
Maximum 0.4100 Maximum 0.3900 Maximum 0.0041 Maximum 0.0040 Maximum 20.40
Average 0.2000 Average 0.1967 Average 0.0018 Average 0.0020 Average 10.37


Sample #1 Date, Result 10/03/17 0.6000
Sample #2 Date, Result 10/17/17 0.4100
Sample #3 Date, Result 11/02/17 0.1200


Minimum 0.1200 Minimum Minimum Minimum
Maximum 0.6000 Maximum Maximum Maximum
Average 0.3767 Average Average Average


Sample #1 Date, Result 10/17/17 80.00 10/17/17 2,900.00 10/17/17 7.90 10/17/17 1,300.00 10/17/17 2,000.00
Sample #2 Date, Result 11/02/17 270.00 11/02/17 3,100.00 11/02/17 27.00 11/02/17 2,000.00
Sample #3 Date, Result 11/29/17 580.00 11/29/17 4,700.00 11/29/17 83.00 11/29/17 3,900.00


Minimum 80.00 Minimum 2,900.00 Minimum 7.90 Minimum 1,300.00 Minimum 2,000.00
Maximum 580.00 Maximum 4,700.00 Maximum 83.00 Maximum 1,300.00 Maximum 3,900.00
Average 310.00 Average 3,566.67 Average 39.30 Average 1,300.00 Average 2,633.33
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 31, 2017


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0018 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0403 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0140 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0076 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 2 1 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/11/18 7.8 01/11/18 0.0000 01/18/18 0.0002 01/11/18 0.0100 01/11/18 0.0000
Sample #2 Date, Result 01/24/18 8.4 01/18/18 0.0007 03/08/18 0.0001 01/18/18 0.1100 01/18/18 0.0010
Sample #3 Date, Result 02/15/18 9.2 01/24/18 0.0000 01/24/18 0.0450 01/24/18 0.0000


Minimum 7.8 Minimum 0.0000 Minimum 0.0001 Minimum 0.0100 Minimum 0.0000
Maximum 9.2 Maximum 0.0007 Maximum 0.0002 Maximum 0.1100 Maximum 0.0010
Average 8.5 Average 0.0002 Average 0.0001 Average 0.0550 Average 0.0003


Sample #1 Date, Result 01/18/18 0.0083 01/18/18 0.0140 01/11/18 0.0000 01/11/18 0.0000 01/11/18 0.0000
Sample #2 Date, Result 03/08/18 0.0150 01/18/18 0.0001 01/18/18 0.0007 01/18/18 0.0110
Sample #3 Date, Result 01/24/18 0.0000 01/24/18 0.0000 01/24/18 0.0049


Minimum 0.0083 Minimum 0.0140 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0083 Maximum 0.0150 Maximum 0.0001 Maximum 0.0007 Maximum 0.0110
Average 0.0083 Average 0.0145 Average 0.0000 Average 0.0002 Average 0.0053


Sample #1 Date, Result 01/18/18 0.0190 01/18/18 0.0020 01/11/18 0.1000 01/11/18 0.00000 01/11/18 1.9000
Sample #2 Date, Result 03/08/18 0.0000 03/08/18 0.0000 01/18/18 0.1200 01/18/18 0.00010 01/18/18 0.5000
Sample #3 Date, Result 01/24/18 0.1400 01/24/18 0.00000 01/24/18 0.9000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1000 Minimum 0.00000 Minimum 0.5000
Maximum 0.0190 Maximum 0.0020 Maximum 0.1400 Maximum 0.00010 Maximum 1.9000
Average 0.0095 Average 0.0010 Average 0.1200 Average 0.00003 Average 1.1000


Sample #1 Date, Result 01/11/18 0.1900 01/11/18 0.0500 01/11/18 0.0040 01/11/18 0.0066 01/11/18 4.20
Sample #2 Date, Result 01/18/18 0.3200 01/18/18 0.0300 01/18/18 0.0025 01/18/18 0.0180 01/18/18 3.25
Sample #3 Date, Result 01/24/18 0.2200 01/24/18 0.0300 01/24/18 0.0046 01/24/18 0.0054 01/24/18 21.80


Minimum 0.1900 Minimum 0.0300 Minimum 0.0025 Minimum 0.0054 Minimum 3.25
Maximum 0.3200 Maximum 0.0500 Maximum 0.0046 Maximum 0.0180 Maximum 21.80
Average 0.2433 Average 0.0367 Average 0.0037 Average 0.0100 Average 9.75


Sample #1 Date, Result 01/11/18 0.2700
Sample #2 Date, Result 01/18/18 0.0200
Sample #3 Date, Result 02/15/18 0.0400


Minimum 0.0200 Minimum Minimum Minimum
Maximum 0.2700 Maximum Maximum Maximum
Average 0.1100 Average Average Average


Sample #1 Date, Result 01/11/18 28.00 01/11/18 1,600.00 01/11/18 10.00 03/08/18 150.00 01/11/18 2,600.00
Sample #2 Date, Result 01/24/18 45.00 01/24/18 1,200.00 01/18/18 13.00 01/18/18 3,000.00
Sample #3 Date, Result 02/15/18 2,300.00 02/15/18 6,300.00 01/24/18 23.00 01/24/18 4,100.00


Minimum 28.00 Minimum 1,200.00 Minimum 10.00 Minimum 150.00 Minimum 2,600.00
Maximum 2,300.00 Maximum 6,300.00 Maximum 23.00 Maximum 150.00 Maximum 4,100.00
Average 791.00 Average 3,033.33 Average 15.33 Average 150.00 Average 3,233.33
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0002 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0001 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0037 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0550 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0003 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0145 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0053 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0095 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0010 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/11/18 6.6 04/11/18 0.0130 04/18/18 0.0002 04/11/18 0.0110 04/11/18 0.0000
Sample #2 Date, Result 05/02/18 9.2 04/18/18 0.0055 05/02/18 0.0000 04/18/18 0.0210 04/18/18 0.0023
Sample #3 Date, Result 06/19/18 9.5 05/02/18 0.0075 05/22/18 0.0002 05/02/18 0.0100 05/02/18 0.0000


Minimum 6.6 Minimum 0.0055 Minimum 0.0000 Minimum 0.0100 Minimum 0.0000
Maximum 9.5 Maximum 0.0130 Maximum 0.0002 Maximum 0.0210 Maximum 0.0023
Average 8.4 Average 0.0087 Average 0.0001 Average 0.0140 Average 0.0008


Sample #1 Date, Result 04/18/18 0.0064 04/18/18 0.0073 04/11/18 0.0000 04/11/18 0.0000 04/11/18 0.0000
Sample #2 Date, Result 05/22/18 0.0097 05/02/18 0.0540 04/18/18 0.0001 04/18/18 0.0007 04/18/18 0.0120
Sample #3 Date, Result 06/25/18 0.0019 05/22/18 0.0670 05/02/18 0.0000 05/02/18 0.0000 05/02/18 0.0250


Minimum 0.0019 Minimum 0.0073 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0097 Maximum 0.0670 Maximum 0.0001 Maximum 0.0007 Maximum 0.0250
Average 0.0060 Average 0.0428 Average 0.0000 Average 0.0002 Average 0.0123


Sample #1 Date, Result 04/18/18 0.0190 04/18/18 0.0020 04/11/18 0.4100 04/11/18 0.00000 04/11/18 0.4900
Sample #2 Date, Result 05/02/18 0.0000 05/02/18 0.0000 04/18/18 0.2800 04/18/18 0.00010 04/18/18 0.6200
Sample #3 Date, Result 05/22/18 0.0170 05/22/18 0.0020 05/02/18 0.2400 05/02/18 0.00000 05/02/18 0.6000


Minimum 0.0000 Minimum 0.0000 Minimum 0.2400 Minimum 0.00000 Minimum 0.4900
Maximum 0.0190 Maximum 0.0020 Maximum 0.4100 Maximum 0.00010 Maximum 0.6200
Average 0.0120 Average 0.0013 Average 0.3100 Average 0.00003 Average 0.5700


Sample #1 Date, Result 04/11/18 0.3400 04/11/18 0.1400 04/11/18 0.0041 04/11/18 0.0000 04/11/18 4.60
Sample #2 Date, Result 04/18/18 0.3900 04/18/18 0.0700 04/18/18 0.0023 04/18/18 0.0010 04/18/18 3.90
Sample #3 Date, Result 05/02/18 0.1900 05/02/18 0.0600 05/02/18 0.0014 05/02/18 0.0000 05/02/18 2.10


Minimum 0.1900 Minimum 0.0600 Minimum 0.0014 Minimum 0.0000 Minimum 2.10
Maximum 0.3900 Maximum 0.1400 Maximum 0.0041 Maximum 0.0010 Maximum 4.60
Average 0.3067 Average 0.0900 Average 0.0026 Average 0.0003 Average 3.53


Sample #1 Date, Result 04/18/18 0.1400
Sample #2 Date, Result 05/02/18 0.0000
Sample #3 Date, Result 05/22/18 1.0100


Minimum 0.0000 Minimum Minimum Minimum
Maximum 1.0100 Maximum Maximum Maximum
Average 0.3833 Average Average Average


Sample #1 Date, Result 04/11/18 85.00 04/11/18 1,200.00 04/11/18 17.00 05/02/18 1,400.00 04/11/18 1,200.00
Sample #2 Date, Result 05/02/18 230.00 05/02/18 2,000.00 04/18/18 16.00 04/18/18 2,100.00
Sample #3 Date, Result 06/19/18 46.00 06/19/18 1,500.00 05/02/18 27.00 05/02/18 2,500.00


Minimum 46.00 Minimum 1,200.00 Minimum 16.00 Minimum 1,400.00 Minimum 1,200.00
Maximum 230.00 Maximum 2,000.00 Maximum 27.00 Maximum 1,400.00 Maximum 2,500.00
Average 120.33 Average 1,566.67 Average 20.00 Average 1,400.00 Average 1,933.33
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: Lakeshore Railcar & Tanker Services
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0087 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0001 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0026 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0140 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0008 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0428 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0123 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0120 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 1 1 Fluoranthene mg/L 0.0268 0.0013 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/18/18 5.1 07/18/18 0.0000 08/15/18 0.0002 07/18/18 0.0480 07/18/18 0.0000
Sample #2 Date, Result 07/31/18 8.6 07/31/18 0.0000 09/12/18 0.0000 07/31/18 0.0060 07/31/18 0.0000
Sample #3 Date, Result 08/08/18 7.4 08/08/18 0.0000 08/08/18 0.0120 08/08/18 0.0059


Minimum 5.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0060 Minimum 0.0000
Maximum 8.6 Maximum 0.0000 Maximum 0.0002 Maximum 0.0480 Maximum 0.0059
Average 7.0 Average 0.0000 Average 0.0001 Average 0.0220 Average 0.0020


Sample #1 Date, Result 08/15/18 0.0560 08/15/18 0.0440 07/18/18 0.0000 07/18/18 0.0000 07/18/18 0.0950
Sample #2 Date, Result 09/12/18 0.0360 07/31/18 0.0000 07/31/18 0.0000 07/31/18 0.0000
Sample #3 Date, Result 08/08/18 0.0000 08/08/18 0.0000 08/08/18 0.0200


Minimum 0.0560 Minimum 0.0360 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 0.0560 Maximum 0.0440 Maximum 0.0000 Maximum 0.0000 Maximum 0.0950
Average 0.0560 Average 0.0400 Average 0.0000 Average 0.0000 Average 0.0383


Sample #1 Date, Result 08/15/18 0.0180 08/22/18 0.0000 07/18/18 0.3500 07/18/18 0.00010 07/18/18 3.5000
Sample #2 Date, Result 09/12/18 0.0000 09/12/18 0.0000 07/31/18 0.4700 07/31/18 0.00000 07/31/18 0.2600
Sample #3 Date, Result 08/08/18 0.3100 08/08/18 0.00000 08/08/18 0.5000


Minimum 0.0000 Minimum 0.0000 Minimum 0.3100 Minimum 0.00000 Minimum 0.2600
Maximum 0.0180 Maximum 0.0000 Maximum 0.4700 Maximum 0.00010 Maximum 3.5000
Average 0.0090 Average 0.0000 Average 0.3767 Average 0.00003 Average 1.4200


Sample #1 Date, Result 07/18/18 0.8400 07/18/18 0.2800 07/18/18 0.0013 09/26/18 0.0000 07/18/18 0.00
Sample #2 Date, Result 07/31/18 0.7300 07/31/18 0.2200 07/31/18 0.0025 07/31/18 4.50
Sample #3 Date, Result 08/08/18 0.5000 08/08/18 0.1500 08/08/18 0.0029 08/08/18 6.10


Minimum 0.5000 Minimum 0.1500 Minimum 0.0013 Minimum 0.0000 Minimum 0.00
Maximum 0.8400 Maximum 0.2800 Maximum 0.0029 Maximum 0.0000 Maximum 6.10
Average 0.6900 Average 0.2167 Average 0.0022 Average 0.0000 Average 3.53


Sample #1 Date, Result 07/18/18 2.2000
Sample #2 Date, Result 07/31/18 0.0000
Sample #3 Date, Result 08/08/18 0.1200


Minimum 0.0000 Minimum Minimum Minimum
Maximum 2.2000 Maximum Maximum Maximum
Average 0.7733 Average Average Average


Sample #1 Date, Result 07/18/18 690.00 07/18/18 1,500.00 07/18/18 60.00 09/12/18 370.00 07/18/18 690.00
Sample #2 Date, Result 07/31/18 150.00 07/31/18 910.00 07/31/18 22.00 07/31/18 690.00
Sample #3 Date, Result 08/08/18 130.00 08/08/18 1,200.00 08/08/18 34.00 08/08/18 780.00


Minimum 130.00 Minimum 910.00 Minimum 22.00 Minimum 370.00 Minimum 690.00
Maximum 690.00 Maximum 1,500.00 Maximum 60.00 Maximum 370.00 Maximum 780.00
Average 323.33 Average 1,203.33 Average 38.67 Average 370.00 Average 720.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0001 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0022 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0220 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0020 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0400 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0383 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0090 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 1 1 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/17/18 7.5 10/17/18 0.0000 11/15/18 0.0005 10/17/18 0.0680 10/17/18 0.0000
Sample #2 Date, Result 10/30/18 7.3 10/30/18 0.0000 10/30/18 0.0540 10/30/18 0.0000
Sample #3 Date, Result 11/15/18 8.7 11/15/18 0.0000 11/15/18 0.1300 11/15/18 0.0000


Minimum 7.3 Minimum 0.0000 Minimum 0.0005 Minimum 0.0540 Minimum 0.0000
Maximum 8.7 Maximum 0.0000 Maximum 0.0005 Maximum 0.1300 Maximum 0.0000
Average 7.8 Average 0.0000 Average 0.0005 Average 0.0840 Average 0.0000


Sample #1 Date, Result 11/15/18 0.1200 10/17/18 0.0000 10/17/18 0.0000 10/17/18 0.0300
Sample #2 Date, Result 10/30/18 0.0000 10/30/18 0.0000 10/30/18 0.0550
Sample #3 Date, Result 11/15/18 0.0000 11/15/18 0.0000 11/15/18 0.3400


Minimum Minimum 0.1200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0300
Maximum Maximum 0.1200 Maximum 0.0000 Maximum 0.0000 Maximum 0.3400
Average Average 0.1200 Average 0.0000 Average 0.0000 Average 0.1417


Sample #1 Date, Result 11/15/18 0.0000 11/15/18 0.0000 10/17/18 0.1700 10/17/18 0.00000 10/17/18 56.0000
Sample #2 Date, Result 10/30/18 0.1200 10/30/18 0.00010 10/30/18 4.9000
Sample #3 Date, Result 11/15/18 0.2600 11/15/18 0.00000 11/15/18 0.3000


Minimum 0.0000 Minimum 0.0000 Minimum 0.1200 Minimum 0.00000 Minimum 0.3000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2600 Maximum 0.00010 Maximum 56.0000
Average 0.0000 Average 0.0000 Average 0.1833 Average 0.00003 Average 20.4000


Sample #1 Date, Result 10/17/18 0.3000 10/17/18 0.2400 10/17/18 0.0033 10/17/18 0.0025 10/17/18 4.90
Sample #2 Date, Result 10/30/18 0.1200 10/30/18 0.2600 10/30/18 0.0110 10/30/18 0.0000 10/30/18 15.20
Sample #3 Date, Result 11/15/18 0.4800 11/15/18 0.0500 11/15/18 0.0100 11/15/18 0.0000 11/15/18 0.00


Minimum 0.1200 Minimum 0.0500 Minimum 0.0033 Minimum 0.0000 Minimum 0.00
Maximum 0.4800 Maximum 0.2600 Maximum 0.0110 Maximum 0.0025 Maximum 15.20
Average 0.3000 Average 0.1833 Average 0.0081 Average 0.0008 Average 6.70


Sample #1 Date, Result 10/17/18 0.1200
Sample #2 Date, Result 10/30/18 0.1100
Sample #3 Date, Result 11/15/18 0.1400


Minimum 0.1100 Minimum Minimum Minimum
Maximum 0.1400 Maximum Maximum Maximum
Average 0.1233 Average Average Average


Sample #1 Date, Result 10/17/18 60.00 10/17/18 2,800.00 10/17/18 26.00 11/15/18 110.00 10/17/18 2,800.00
Sample #2 Date, Result 10/30/18 75.00 10/30/18 1,700.00 10/30/18 16.00 10/30/18 1,500.00
Sample #3 Date, Result 11/15/18 1,900.00 11/15/18 630.00 11/15/18 28.00 11/15/18 1,300.00


Minimum 60.00 Minimum 630.00 Minimum 16.00 Minimum 110.00 Minimum 1,300.00
Maximum 1,900.00 Maximum 2,800.00 Maximum 28.00 Maximum 110.00 Maximum 2,800.00
Average 678.33 Average 1,710.00 Average 23.33 Average 110.00 Average 1,866.67
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0005 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0081 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0840 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0000 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.1200 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1417 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0000 0
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jan 01, 2019 to Jan 31, 2019


Sample #1 Date, Result 01/09/19 6.4 01/09/19 0.0000 01/11/19 0.0002 01/09/19 0.0120 01/09/19 0.0000
Sample #2 Date, Result 01/11/19 0.0069 01/11/19 0.0130 01/11/19 0.0004
Sample #3 Date, Result


Minimum 6.4 Minimum 0.0000 Minimum 0.0002 Minimum 0.0120 Minimum 0.0000
Maximum 6.4 Maximum 0.0069 Maximum 0.0002 Maximum 0.0130 Maximum 0.0004
Average 6.4 Average 0.0035 Average 0.0002 Average 0.0125 Average 0.0002


Sample #1 Date, Result 01/09/19 0.0000 01/09/19 0.0000 01/09/19 0.0550
Sample #2 Date, Result 01/11/19 0.0001 01/11/19 0.0490
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.0490
Maximum Maximum Maximum 0.0001 Maximum 0.0000 Maximum 0.0550
Average Average Average 0.0000 Average 0.0000 Average 0.0520


Sample #1 Date, Result 01/09/19 0.1300 01/09/19 0.00000 01/09/19 0.4700
Sample #2 Date, Result 01/11/19 0.1300
Sample #3 Date, Result


Minimum Minimum Minimum 0.1300 Minimum 0.00000 Minimum 0.4700
Maximum Maximum Maximum 0.1300 Maximum 0.00000 Maximum 0.4700
Average Average Average 0.1300 Average 0.00000 Average 0.4700


Sample #1 Date, Result 01/09/19 0.6600 01/09/19 0.1300 01/09/19 0.0000 01/09/19 0.0033 01/09/19 41.00
Sample #2 Date, Result 01/11/19 0.1700 01/11/19 0.0000 01/11/19 0.0004 01/11/19 41.90
Sample #3 Date, Result


Minimum 0.1700 Minimum 0.1300 Minimum 0.0000 Minimum 0.0004 Minimum 41.00
Maximum 0.6600 Maximum 0.1300 Maximum 0.0000 Maximum 0.0033 Maximum 41.90
Average 0.4150 Average 0.1300 Average 0.0000 Average 0.0019 Average 41.45


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 01/09/19 140.00 01/09/19 750.00 01/09/19 35.00 01/09/19 1,600.00
Sample #2 Date, Result 01/11/19 24.00 01/11/19 2,200.00
Sample #3 Date, Result


Minimum 140.00 Minimum 750.00 Minimum 24.00 Minimum Minimum 1,600.00
Maximum 140.00 Maximum 750.00 Maximum 35.00 Maximum Maximum 2,200.00
Average 140.00 Average 750.00 Average 29.50 Average Average 1,900.00
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Feb 01, 2019 to Feb 28, 2019


Sample #1 Date, Result 02/06/19 9.2 02/05/19 0.0100 02/05/19 0.0002 02/05/19 0.0110 02/05/19 0.0002
Sample #2 Date, Result 02/26/19 8.8 02/06/19 0.0067 02/06/19 0.0002 02/06/19 0.0359 02/06/19 0.0011
Sample #3 Date, Result 02/26/19 0.0006 02/26/19 0.0002 02/26/19 0.0099 02/26/19 0.0002


Minimum 8.8 Minimum 0.0006 Minimum 0.0002 Minimum 0.0099 Minimum 0.0002
Maximum 9.2 Maximum 0.0100 Maximum 0.0002 Maximum 0.0359 Maximum 0.0011
Average 9.0 Average 0.0058 Average 0.0002 Average 0.0189 Average 0.0005


Sample #1 Date, Result 02/05/19 0.2300 02/05/19 0.0001 02/05/19 0.0007 02/05/19 0.0110
Sample #2 Date, Result 02/06/19 0.0189 02/06/19 0.1120
Sample #3 Date, Result 02/26/19 0.0101 02/26/19 0.0510


Minimum Minimum 0.0101 Minimum 0.0001 Minimum 0.0007 Minimum 0.0110
Maximum Maximum 0.2300 Maximum 0.0001 Maximum 0.0007 Maximum 0.1120
Average Average 0.0863 Average 0.0001 Average 0.0007 Average 0.0580


Sample #1 Date, Result 02/06/19 0.1000 02/05/19 0.0020 02/05/19 0.1000 02/05/19 0.00010 02/06/19 21.9000
Sample #2 Date, Result 02/26/19 0.0500 02/06/19 0.0500 02/06/19 0.1000 02/26/19 10.1000
Sample #3 Date, Result 02/26/19 0.0500 02/26/19 0.1000


Minimum 0.0500 Minimum 0.0020 Minimum 0.1000 Minimum 0.00010 Minimum 10.1000
Maximum 0.1000 Maximum 0.0500 Maximum 0.1000 Maximum 0.00010 Maximum 21.9000
Average 0.0750 Average 0.0340 Average 0.1000 Average 0.00010 Average 16.0000


Sample #1 Date, Result 02/05/19 0.0500 02/06/19 0.0500 02/05/19 0.0000 02/05/19 0.0004 02/05/19 19.10
Sample #2 Date, Result 02/06/19 0.2400 02/26/19 0.0500 02/06/19 0.0000 02/06/19 0.0026 02/06/19 12.50
Sample #3 Date, Result 02/26/19 0.0900 02/26/19 0.0000 02/26/19 0.0210 02/26/19 5.00


Minimum 0.0500 Minimum 0.0500 Minimum 0.0000 Minimum 0.0004 Minimum 5.00
Maximum 0.2400 Maximum 0.0500 Maximum 0.0000 Maximum 0.0210 Maximum 19.10
Average 0.1267 Average 0.0500 Average 0.0000 Average 0.0080 Average 12.20


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 02/06/19 220.00 02/06/19 7.00 02/06/19 1,000.00 02/06/19 3,040.00
Sample #2 Date, Result 02/26/19 80.00 02/26/19 4.00 02/26/19 88.00 02/26/19 623.00
Sample #3 Date, Result


Minimum 80.00 Minimum Minimum 4.00 Minimum 88.00 Minimum 623.00
Maximum 220.00 Maximum Maximum 7.00 Maximum 1,000.00 Maximum 3,040.00
Average 150.00 Average Average 5.50 Average 544.00 Average 1,831.50
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2019 to Feb 28, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2019 to Feb 28, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0058 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0189 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0005 0


Thallium mg/L NL 1 1 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0863 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351 0.0001 0
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0580 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0750 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0340 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Mar 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 03/14/19 7.4 03/14/19 0.0012 03/14/19 0.0002 03/14/19 0.0164 03/14/19 0.0002
Sample #2 Date, Result 03/27/19 7.4 03/27/19 0.0004 03/27/19 0.0003 03/27/19 0.1290 03/27/19 0.0011
Sample #3 Date, Result


Minimum 7.4 Minimum 0.0004 Minimum 0.0002 Minimum 0.0164 Minimum 0.0002
Maximum 7.4 Maximum 0.0012 Maximum 0.0003 Maximum 0.1290 Maximum 0.0011
Average 7.4 Average 0.0008 Average 0.0002 Average 0.0727 Average 0.0007


Sample #1 Date, Result 03/14/19 0.0220 03/14/19 0.2020
Sample #2 Date, Result 03/27/19 0.0654 03/27/19 1.0000
Sample #3 Date, Result


Minimum Minimum 0.0220 Minimum Minimum Minimum 0.2020
Maximum Maximum 0.0654 Maximum Maximum Maximum 1.0000
Average Average 0.0437 Average Average Average 0.6010


Sample #1 Date, Result 03/14/19 0.1000 03/14/19 0.0500 03/14/19 0.2000 03/14/19 0.00010 03/14/19 8.3100
Sample #2 Date, Result 03/27/19 0.1000 03/27/19 0.0500 03/27/19 0.2000 03/27/19 9.0700
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 0.2000 Minimum 0.00010 Minimum 8.3100
Maximum 0.1000 Maximum 0.0500 Maximum 0.2000 Maximum 0.00010 Maximum 9.0700
Average 0.1000 Average 0.0500 Average 0.2000 Average 0.00010 Average 8.6900


Sample #1 Date, Result 03/14/19 0.3600 03/14/19 0.2500 03/14/19 0.0100 03/14/19 0.0033 03/14/19 22.80
Sample #2 Date, Result 03/27/19 0.4000 03/27/19 0.2100 03/27/19 0.0100 03/27/19 0.0008 03/27/19 6.70
Sample #3 Date, Result


Minimum 0.3600 Minimum 0.2100 Minimum 0.0100 Minimum 0.0008 Minimum 6.70
Maximum 0.4000 Maximum 0.2500 Maximum 0.0100 Maximum 0.0033 Maximum 22.80
Average 0.3800 Average 0.2300 Average 0.0100 Average 0.0021 Average 14.75


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 03/14/19 310.00 03/14/19 26.00 03/14/19 2,020.00 03/14/19 4,080.00
Sample #2 Date, Result 03/27/19 12.00 03/27/19 1,340.00
Sample #3 Date, Result


Minimum 310.00 Minimum Minimum 12.00 Minimum 2,020.00 Minimum 1,340.00
Maximum 310.00 Maximum Maximum 26.00 Maximum 2,020.00 Maximum 4,080.00
Average 310.00 Average Average 19.00 Average 2,020.00 Average 2,710.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2019 to Mar 31, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2019 to Mar 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0008 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0727 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0007 0


Thallium mg/L NL 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0437 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.6010 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.1000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Apr 01, 2019 to Apr 30, 2019


Sample #1 Date, Result 04/09/19 7.8 04/09/19 0.0010 04/09/19 0.0002 04/09/19 0.0195 04/09/19 0.0004
Sample #2 Date, Result 04/30/19 7.6 04/30/19 0.0002 04/30/19 0.0002 04/30/19 0.0408 04/30/19 0.0002
Sample #3 Date, Result


Minimum 7.6 Minimum 0.0002 Minimum 0.0002 Minimum 0.0195 Minimum 0.0002
Maximum 7.8 Maximum 0.0010 Maximum 0.0002 Maximum 0.0408 Maximum 0.0004
Average 7.7 Average 0.0006 Average 0.0002 Average 0.0302 Average 0.0003


Sample #1 Date, Result 04/09/19 0.0919 04/09/19 3.0600
Sample #2 Date, Result 04/30/19 0.0240 04/30/19 0.1270
Sample #3 Date, Result


Minimum Minimum 0.0240 Minimum Minimum Minimum 0.1270
Maximum Maximum 0.0919 Maximum Maximum Maximum 3.0600
Average Average 0.0580 Average Average Average 1.5935


Sample #1 Date, Result 04/09/19 0.0500 04/09/19 0.0500 04/09/19 1.6000 04/30/19 0.00010 04/09/19 4.0600
Sample #2 Date, Result 04/30/19 0.1000 04/30/19 0.0500 04/30/19 0.3000 04/30/19 1.1100
Sample #3 Date, Result


Minimum 0.0500 Minimum 0.0500 Minimum 0.3000 Minimum 0.00010 Minimum 1.1100
Maximum 0.1000 Maximum 0.0500 Maximum 1.6000 Maximum 0.00010 Maximum 4.0600
Average 0.0750 Average 0.0500 Average 0.9500 Average 0.00010 Average 2.5850


Sample #1 Date, Result 04/09/19 0.0500 04/09/19 0.0700 04/09/19 0.0000 04/09/19 0.0042 04/09/19 9.00
Sample #2 Date, Result 04/30/19 0.2600 04/30/19 0.0400 04/30/19 0.0000 04/30/19 0.0020 04/30/19 28.50
Sample #3 Date, Result


Minimum 0.0500 Minimum 0.0400 Minimum 0.0000 Minimum 0.0020 Minimum 9.00
Maximum 0.2600 Maximum 0.0700 Maximum 0.0000 Maximum 0.0042 Maximum 28.50
Average 0.1550 Average 0.0550 Average 0.0000 Average 0.0031 Average 18.75


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 04/30/19 61.00 04/09/19 5.00 04/30/19 28.00 04/09/19 830.00
Sample #2 Date, Result 04/30/19 4.00 04/30/19 312.00
Sample #3 Date, Result


Minimum 61.00 Minimum Minimum 4.00 Minimum 28.00 Minimum 312.00
Maximum 61.00 Maximum Maximum 5.00 Maximum 28.00 Maximum 830.00
Average 61.00 Average Average 4.50 Average 28.00 Average 571.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Apr 30, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Apr 30, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0006 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0302 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0003 0


Thallium mg/L NL 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 1 0 Nickel mg/L 1.4500 0.0580 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 1.5935 1
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0750 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







May 01, 2019 to May 31, 2019


Sample #1 Date, Result 05/14/19 8.5 05/14/19 0.0002 05/29/19 0.0002 05/14/19 0.0609 05/14/19 0.0003
Sample #2 Date, Result 05/29/19 9.0 05/29/19 0.0002 05/29/19 0.0911 05/29/19 0.0005
Sample #3 Date, Result


Minimum 8.5 Minimum 0.0002 Minimum 0.0002 Minimum 0.0609 Minimum 0.0003
Maximum 9.0 Maximum 0.0002 Maximum 0.0002 Maximum 0.0911 Maximum 0.0005
Average 8.8 Average 0.0002 Average 0.0002 Average 0.0760 Average 0.0004


Sample #1 Date, Result 05/14/19 0.0000 05/14/19 0.0437 05/14/19 0.1610
Sample #2 Date, Result 05/29/19 0.0817 05/29/19 0.5240
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0437 Minimum Minimum Minimum 0.1610
Maximum 0.0000 Maximum 0.0817 Maximum Maximum Maximum 0.5240
Average 0.0000 Average 0.0627 Average Average Average 0.3425


Sample #1 Date, Result 05/14/19 0.1000 05/14/19 0.0500 05/14/19 0.3000 05/14/19 0.00010 05/14/19 1.9800
Sample #2 Date, Result 05/29/19 0.0500 05/29/19 0.0500 05/29/19 0.1000 05/29/19 0.00010 05/29/19 148.0000
Sample #3 Date, Result


Minimum 0.0500 Minimum 0.0500 Minimum 0.1000 Minimum 0.00010 Minimum 1.9800
Maximum 0.1000 Maximum 0.0500 Maximum 0.3000 Maximum 0.00010 Maximum 148.0000
Average 0.0750 Average 0.0500 Average 0.2000 Average 0.00010 Average 74.9900


Sample #1 Date, Result 05/29/19 0.1000 05/14/19 0.0300 05/14/19 0.0000 05/14/19 0.0020 05/14/19 9.20
Sample #2 Date, Result 05/29/19 0.1700 05/29/19 0.0000 05/29/19 0.0020
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0020 Minimum 9.20
Maximum 0.1000 Maximum 0.1700 Maximum 0.0000 Maximum 0.0020 Maximum 9.20
Average 0.1000 Average 0.1000 Average 0.0000 Average 0.0020 Average 9.20


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 05/29/19 47.00 05/14/19 4.00 05/29/19 142.00 05/14/19 410.00
Sample #2 Date, Result 05/29/19 7.00 05/29/19 418.00
Sample #3 Date, Result


Minimum 47.00 Minimum Minimum 4.00 Minimum 142.00 Minimum 410.00
Maximum 47.00 Maximum Maximum 7.00 Maximum 142.00 Maximum 418.00
Average 47.00 Average Average 5.50 Average 142.00 Average 414.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2019 to May 31, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2019 to May 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0002 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0760 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0004 0


Thallium mg/L NL 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0627 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 1 0 Zinc mg/L 0.6410 0.3425 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0750 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jun 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 06/10/19 8.6 06/10/19 0.0031 06/10/19 0.0003 06/10/19 0.0228 06/10/19 0.0011
Sample #2 Date, Result 06/27/19 7.8 06/27/19 0.0028 06/27/19 0.0002 06/27/19 0.0550 06/27/19 0.0008
Sample #3 Date, Result


Minimum 7.8 Minimum 0.0028 Minimum 0.0002 Minimum 0.0228 Minimum 0.0008
Maximum 8.6 Maximum 0.0031 Maximum 0.0003 Maximum 0.0550 Maximum 0.0011
Average 8.2 Average 0.0029 Average 0.0002 Average 0.0389 Average 0.0009


Sample #1 Date, Result 06/10/19 0.0145 06/10/19 0.0659 06/10/19 0.7490
Sample #2 Date, Result 06/27/19 0.0276 06/27/19 0.0682 06/27/19 0.4950
Sample #3 Date, Result


Minimum 0.0145 Minimum 0.0659 Minimum Minimum Minimum 0.4950
Maximum 0.0276 Maximum 0.0682 Maximum Maximum Maximum 0.7490
Average 0.0211 Average 0.0671 Average Average Average 0.6220


Sample #1 Date, Result 06/10/19 0.0500 06/10/19 0.0500 06/10/19 0.2000 06/10/19 0.00010 06/10/19 130.0000
Sample #2 Date, Result 06/27/19 0.1000 06/27/19 0.0500 06/27/19 0.1000 06/27/19 482.0000
Sample #3 Date, Result


Minimum 0.0500 Minimum 0.0500 Minimum 0.1000 Minimum 0.00010 Minimum 130.0000
Maximum 0.1000 Maximum 0.0500 Maximum 0.2000 Maximum 0.00010 Maximum 482.0000
Average 0.0750 Average 0.0500 Average 0.1500 Average 0.00010 Average 306.0000


Sample #1 Date, Result 06/10/19 0.2000 06/27/19 0.0500 06/10/19 0.0000 06/10/19 0.0022 06/10/19 5.00
Sample #2 Date, Result 06/27/19 0.1100 06/27/19 0.0000 06/27/19 0.0052 06/27/19 43.30
Sample #3 Date, Result


Minimum 0.1100 Minimum 0.0500 Minimum 0.0000 Minimum 0.0022 Minimum 5.00
Maximum 0.2000 Maximum 0.0500 Maximum 0.0000 Maximum 0.0052 Maximum 43.30
Average 0.1550 Average 0.0500 Average 0.0000 Average 0.0037 Average 24.15


Sample #1 Date, Result 06/10/19 0.0050 06/10/19 5.0000 06/10/19 0.0500
Sample #2 Date, Result 06/27/19 0.0050 06/27/19 15.0000 06/27/19 0.1000
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum 5.0000 Minimum 0.0500
Maximum 0.0050 Maximum Maximum 15.0000 Maximum 0.1000
Average 0.0050 Average Average 10.0000 Average 0.0750


Sample #1 Date, Result 06/10/19 15.00 06/10/19 283.00
Sample #2 Date, Result 06/27/19 10.00 06/27/19 672.00
Sample #3 Date, Result


Minimum Minimum Minimum 10.00 Minimum Minimum 283.00
Maximum Maximum Maximum 15.00 Maximum Maximum 672.00
Average Average Average 12.50 Average Average 477.50
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2019 to Jun 30, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 06/10/19 0.0090 06/10/19 0.0050 06/10/19 0.0100 06/10/19 0.0500 06/10/19 0.0500
Sample #2 Date, Result 06/27/19 0.0010 06/27/19 0.0080 06/27/19 0.0100 06/27/19 0.0500 06/27/19 0.1000
Sample #3 Date, Result


Minimum 0.0010 Minimum 0.0050 Minimum 0.0100 Minimum 0.0500 Minimum 0.0500
Maximum 0.0090 Maximum 0.0080 Maximum 0.0100 Maximum 0.0500 Maximum 0.1000
Average 0.0050 Average 0.0065 Average 0.0100 Average 0.0500 Average 0.0750


Sample #1 Date, Result 06/10/19 0.1000 06/10/19 0.1000 06/10/19 0.0500 06/10/19 0.0500 06/10/19 0.0500
Sample #2 Date, Result 06/27/19 0.2000 06/27/19 0.2000 06/27/19 0.1000 06/27/19 0.1600 06/27/19 0.1000
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.1000 Minimum 0.0500 Minimum 0.0500 Minimum 0.0500
Maximum 0.2000 Maximum 0.2000 Maximum 0.1000 Maximum 0.1600 Maximum 0.1000
Average 0.1500 Average 0.1500 Average 0.0750 Average 0.1050 Average 0.0750
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2019 to Jun 30, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060 0.0050 0
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0029 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0065 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0389 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0009 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0671 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618 0.0100 0
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0500 0


Ammonia mg/L 134 1 1 Zinc mg/L 0.6410 0.6220 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0750 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760 0.0750 0
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610 0.1500 0


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050 0.1500 0
Oil & Grease mg/L 36 1 0 n-Decane mg/L 0.4370 0.0750 0


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020 0.1050 0


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060 0.0750 0
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Jul 01, 2019 to Jul 31, 2019


Sample #1 Date, Result 07/09/19 7.6 07/09/19 0.0019 07/09/19 0.0002 07/09/19 0.0302 07/09/19 0.0002
Sample #2 Date, Result 07/30/19 9.1 07/30/19 0.0002 07/30/19 0.0002 07/30/19 0.0131 07/30/19 0.0003
Sample #3 Date, Result


Minimum 7.6 Minimum 0.0002 Minimum 0.0002 Minimum 0.0131 Minimum 0.0002
Maximum 9.1 Maximum 0.0019 Maximum 0.0002 Maximum 0.0302 Maximum 0.0003
Average 8.4 Average 0.0010 Average 0.0002 Average 0.0217 Average 0.0002


Sample #1 Date, Result 07/09/19 0.0224 07/09/19 0.0712 07/09/19 0.1750
Sample #2 Date, Result 07/30/19 0.0078 07/30/19 0.0328 07/30/19 0.0715
Sample #3 Date, Result


Minimum 0.0078 Minimum 0.0328 Minimum Minimum Minimum 0.0715
Maximum 0.0224 Maximum 0.0712 Maximum Maximum Maximum 0.1750
Average 0.0151 Average 0.0520 Average Average Average 0.1233


Sample #1 Date, Result 07/09/19 0.1000 07/09/19 0.0500 07/09/19 0.2000 07/09/19 0.00010 07/09/19 299.0000
Sample #2 Date, Result 07/30/19 0.1000 07/30/19 0.0500 07/30/19 0.2000 07/30/19 0.00020 07/30/19 58.7000
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 0.2000 Minimum 0.00010 Minimum 58.7000
Maximum 0.1000 Maximum 0.0500 Maximum 0.2000 Maximum 0.00020 Maximum 299.0000
Average 0.1000 Average 0.0500 Average 0.2000 Average 0.00015 Average 178.8500


Sample #1 Date, Result 07/09/19 0.1000 07/09/19 0.0300 07/09/19 0.0000 07/09/19 0.0050 07/09/19 14.90
Sample #2 Date, Result 07/30/19 0.1000 07/30/19 0.0300 07/30/19 0.0000 07/30/19 0.0010 07/30/19 6.00
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0300 Minimum 0.0000 Minimum 0.0010 Minimum 6.00
Maximum 0.1000 Maximum 0.0300 Maximum 0.0000 Maximum 0.0050 Maximum 14.90
Average 0.1000 Average 0.0300 Average 0.0000 Average 0.0030 Average 10.45


Sample #1 Date, Result 07/09/19 0.0050 07/09/19 5.0000 07/09/19 0.1000
Sample #2 Date, Result 07/30/19 0.0050 07/30/19 5.0000 07/30/19 0.1000
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum 5.0000 Minimum 0.1000
Maximum 0.0050 Maximum Maximum 5.0000 Maximum 0.1000
Average 0.0050 Average Average 5.0000 Average 0.1000


Sample #1 Date, Result 07/09/19 580.00 07/09/19 11.00 07/09/19 299.00 07/09/19 751.00
Sample #2 Date, Result 07/30/19 5.00 07/30/19 548.00
Sample #3 Date, Result


Minimum 580.00 Minimum Minimum 5.00 Minimum 299.00 Minimum 548.00
Maximum 580.00 Maximum Maximum 11.00 Maximum 299.00 Maximum 751.00
Average 580.00 Average Average 8.00 Average 299.00 Average 649.50
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Jul 31, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 07/09/19 0.0010 07/09/19 0.0070 07/09/19 0.0100 07/09/19 0.0500 07/09/19 0.1000
Sample #2 Date, Result 07/30/19 0.0010 07/30/19 0.0030 07/30/19 0.0100 07/30/19 0.0500 07/30/19 0.1000
Sample #3 Date, Result


Minimum 0.0010 Minimum 0.0030 Minimum 0.0100 Minimum 0.0500 Minimum 0.1000
Maximum 0.0010 Maximum 0.0070 Maximum 0.0100 Maximum 0.0500 Maximum 0.1000
Average 0.0010 Average 0.0050 Average 0.0100 Average 0.0500 Average 0.1000


Sample #1 Date, Result 07/09/19 0.2000 07/09/19 0.2000 07/09/19 0.1000 07/09/19 0.1000 07/09/19 0.1000
Sample #2 Date, Result 07/30/19 0.2000 07/30/19 0.2000 07/30/19 0.1000 07/30/19 0.1000 07/30/19 0.1000
Sample #3 Date, Result


Minimum 0.2000 Minimum 0.2000 Minimum 0.1000 Minimum 0.1000 Minimum 0.1000
Maximum 0.2000 Maximum 0.2000 Maximum 0.1000 Maximum 0.1000 Maximum 0.1000
Average 0.2000 Average 0.2000 Average 0.1000 Average 0.1000 Average 0.1000
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Jul 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060 0.0010 0
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0010 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0050 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0217 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0002 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0002 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0520 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618 0.0100 0
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0500 0


Ammonia mg/L 134 1 1 Zinc mg/L 0.6410 0.1233 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.1000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760 0.1000 0
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610 0.2000 0


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050 0.2000 0
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370 0.1000 0


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020 0.1000 0


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060 0.1000 0
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Aug 01, 2019 to Aug 31, 2019


Sample #1 Date, Result 08/13/19 7.8 08/13/19 0.0004 08/13/19 0.0002 08/13/19 0.0042 08/13/19 0.0002
Sample #2 Date, Result 08/28/19 8.0 08/28/19 0.0042 08/28/19 0.0002 08/28/19 0.0120 08/28/19 0.0004
Sample #3 Date, Result


Minimum 7.8 Minimum 0.0004 Minimum 0.0002 Minimum 0.0042 Minimum 0.0002
Maximum 8.0 Maximum 0.0042 Maximum 0.0002 Maximum 0.0120 Maximum 0.0004
Average 7.9 Average 0.0023 Average 0.0002 Average 0.0081 Average 0.0003


Sample #1 Date, Result 08/13/19 0.0264 08/13/19 0.0337 08/13/19 0.0101
Sample #2 Date, Result 08/28/19 0.0084 08/28/19 0.0126 08/28/19 0.5320
Sample #3 Date, Result


Minimum 0.0084 Minimum 0.0126 Minimum Minimum Minimum 0.0101
Maximum 0.0264 Maximum 0.0337 Maximum Maximum Maximum 0.5320
Average 0.0174 Average 0.0232 Average Average Average 0.2711


Sample #1 Date, Result 08/13/19 0.1000 08/13/19 0.0500 08/13/19 0.1000 08/13/19 0.00010 08/13/19 47.8000
Sample #2 Date, Result 08/28/19 0.1000 08/28/19 0.0500 08/28/19 0.3000 08/28/19 0.00010 08/28/19 5.5900
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 0.1000 Minimum 0.00010 Minimum 5.5900
Maximum 0.1000 Maximum 0.0500 Maximum 0.3000 Maximum 0.00010 Maximum 47.8000
Average 0.1000 Average 0.0500 Average 0.2000 Average 0.00010 Average 26.6950


Sample #1 Date, Result 08/13/19 0.1000 08/13/19 0.0700 08/13/19 0.0000 08/13/19 0.0037 08/13/19 5.00
Sample #2 Date, Result 08/28/19 0.2700 08/28/19 0.0500 08/28/19 0.0000 08/28/19 0.0020 08/28/19 6.50
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 0.0000 Minimum 0.0020 Minimum 5.00
Maximum 0.2700 Maximum 0.0700 Maximum 0.0000 Maximum 0.0037 Maximum 6.50
Average 0.1850 Average 0.0600 Average 0.0000 Average 0.0029 Average 5.75


Sample #1 Date, Result 08/13/19 0.0050 08/13/19 5.0000 08/13/19 0.1000
Sample #2 Date, Result 08/28/19 0.0050 08/28/19 5.5000 08/28/19 0.1000
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum 5.0000 Minimum 0.1000
Maximum 0.0050 Maximum Maximum 5.5000 Maximum 0.1000
Average 0.0050 Average Average 5.2500 Average 0.1000


Sample #1 Date, Result 08/13/19 7.00 08/13/19 579.00
Sample #2 Date, Result 08/28/19 14.00 08/28/19 264.00
Sample #3 Date, Result


Minimum Minimum Minimum 7.00 Minimum Minimum 264.00
Maximum Maximum Maximum 14.00 Maximum Maximum 579.00
Average Average Average 10.50 Average Average 421.50


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Lakeshore Railcar & Tanker Services


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


In-Plant Cyanide


Biochemical Oxygen DemandTDS Chemical Oxygen Demand


Residual Chlorine PhenanthreneSGT-HEM


Sulfate


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2019 to Aug 31, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 08/13/19 0.0010 08/13/19 0.0020 08/13/19 0.0100 08/13/19 0.0500 08/13/19 0.1000
Sample #2 Date, Result 08/28/19 0.0010 08/28/19 0.0010 08/28/19 0.0100 08/28/19 0.0500 08/28/19 0.1000
Sample #3 Date, Result


Minimum 0.0010 Minimum 0.0010 Minimum 0.0100 Minimum 0.0500 Minimum 0.1000
Maximum 0.0010 Maximum 0.0020 Maximum 0.0100 Maximum 0.0500 Maximum 0.1000
Average 0.0010 Average 0.0015 Average 0.0100 Average 0.0500 Average 0.1000


Sample #1 Date, Result 08/13/19 0.2000 08/13/19 0.2000 08/13/19 0.1000 08/13/19 0.1000 08/13/19 0.1000
Sample #2 Date, Result 08/28/19 0.2000 08/28/19 0.2000 08/28/19 0.1000 08/28/19 0.1000 08/28/19 0.1000
Sample #3 Date, Result


Minimum 0.2000 Minimum 0.2000 Minimum 0.1000 Minimum 0.1000 Minimum 0.1000
Maximum 0.2000 Maximum 0.2000 Maximum 0.1000 Maximum 0.1000 Maximum 0.1000
Average 0.2000 Average 0.2000 Average 0.1000 Average 0.1000 Average 0.1000


 


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitaniumCobaltAntimony







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2019 to Aug 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060 0.0010 0
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0023 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0015 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0081 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0003 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0232 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618 0.0100 0
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0500 0


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.2711 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.1000 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760 0.1000 0
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610 0.2000 0


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050 0.2000 0
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370 0.1000 0


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0500 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020 0.1000 0


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060 0.1000 0
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Sep 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 09/18/19 7.4 09/18/19 0.0043 09/18/19 0.0158 09/18/19 0.0117
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.4 Minimum 0.0043 Minimum Minimum 0.0158 Minimum 0.0117
Maximum 7.4 Maximum 0.0043 Maximum Maximum 0.0158 Maximum 0.0117
Average 7.4 Average 0.0043 Average Average 0.0158 Average 0.0117


Sample #1 Date, Result 09/18/19 0.0365 09/18/19 0.0583 09/18/19 0.5480
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0365 Minimum 0.0583 Minimum Minimum Minimum 0.5480
Maximum 0.0365 Maximum 0.0583 Maximum Maximum Maximum 0.5480
Average 0.0365 Average 0.0583 Average Average Average 0.5480


Sample #1 Date, Result 09/18/19 1.1000 09/18/19 0.00010 09/18/19 0.1100
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 1.1000 Minimum 0.00010 Minimum 0.1100
Maximum Maximum Maximum 1.1000 Maximum 0.00010 Maximum 0.1100
Average Average Average 1.1000 Average 0.00010 Average 0.1100


Sample #1 Date, Result 09/18/19 0.4200 09/18/19 4.4900 09/18/19 0.0100 09/18/19 0.0150 09/18/19 5.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.4200 Minimum 4.4900 Minimum 0.0100 Minimum 0.0150 Minimum 5.00
Maximum 0.4200 Maximum 4.4900 Maximum 0.0100 Maximum 0.0150 Maximum 5.00
Average 0.4200 Average 4.4900 Average 0.0100 Average 0.0150 Average 5.00


Sample #1 Date, Result 09/18/19 5.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 5.0000 Minimum
Maximum Maximum Maximum 5.0000 Maximum
Average Average Average 5.0000 Average


Sample #1 Date, Result 09/18/19 22.00 09/18/19 1,090.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 22.00 Minimum Minimum 1,090.00
Maximum Maximum Maximum 22.00 Maximum Maximum 1,090.00
Average Average Average 22.00 Average Average 1,090.00


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Lakeshore Railcar & Tanker Services


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


In-Plant Cyanide


Biochemical Oxygen DemandTDS Chemical Oxygen Demand


Residual Chlorine PhenanthreneSGT-HEM


Sulfate


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2019 to Sep 30, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


 


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitaniumCobaltAntimony







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2019 to Sep 30, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0043 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0158 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0117 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0583 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.5480 0
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010


Phenols mg/L 0.96 1 1 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Oct 01, 2019 to Oct 31, 2019


Sample #1 Date, Result 10/23/19 6.7 10/23/19 0.0002 10/23/19 0.0138 10/23/19 0.0006
Sample #2 Date, Result 10/30/19 6.9 10/30/19 0.0002 10/30/19 0.0040 10/30/19 0.0002
Sample #3 Date, Result


Minimum 6.7 Minimum 0.0002 Minimum Minimum 0.0040 Minimum 0.0002
Maximum 6.9 Maximum 0.0002 Maximum Maximum 0.0138 Maximum 0.0006
Average 6.8 Average 0.0002 Average Average 0.0089 Average 0.0004


Sample #1 Date, Result 10/23/19 0.0035 10/23/19 0.1680 10/23/19 71.3000
Sample #2 Date, Result 10/30/19 0.0107 10/30/19 0.0478 10/30/19 0.7830
Sample #3 Date, Result


Minimum 0.0035 Minimum 0.0478 Minimum Minimum Minimum 0.7830
Maximum 0.0107 Maximum 0.1680 Maximum Maximum Maximum 71.3000
Average 0.0071 Average 0.1079 Average Average Average 36.0415


Sample #1 Date, Result 10/23/19 0.0500 10/23/19 0.7000 10/23/19 0.00010 10/23/19 12.6000
Sample #2 Date, Result 10/30/19 0.0200 10/30/19 0.5000 10/30/19 0.00010 10/30/19 6.7600
Sample #3 Date, Result


Minimum 0.0200 Minimum Minimum 0.5000 Minimum 0.00010 Minimum 6.7600
Maximum 0.0500 Maximum Maximum 0.7000 Maximum 0.00010 Maximum 12.6000
Average 0.0350 Average Average 0.6000 Average 0.00010 Average 9.6800


Sample #1 Date, Result 10/23/19 0.4400 10/23/19 0.3000 10/23/19 0.0100 10/23/19 0.0074 10/23/19 5.00
Sample #2 Date, Result 10/30/19 0.2900 10/30/19 0.1800 10/30/19 0.0000 10/30/19 0.0044 10/30/19 8.20
Sample #3 Date, Result


Minimum 0.2900 Minimum 0.1800 Minimum 0.0000 Minimum 0.0044 Minimum 5.00
Maximum 0.4400 Maximum 0.3000 Maximum 0.0100 Maximum 0.0074 Maximum 8.20
Average 0.3650 Average 0.2400 Average 0.0050 Average 0.0059 Average 6.60


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 10/23/19 41.00 10/23/19 8,190.00
Sample #2 Date, Result 10/30/19 30.00 10/30/19 4,220.00
Sample #3 Date, Result


Minimum Minimum Minimum 30.00 Minimum Minimum 4,220.00
Maximum Maximum Maximum 41.00 Maximum Maximum 8,190.00
Average Average Average 35.50 Average Average 6,205.00


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Lakeshore Railcar & Tanker Services


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Oct 31, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 10/23/19 0.0100 10/23/19 0.0500
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0100 Minimum 0.0500 Minimum
Maximum Maximum Maximum 0.0100 Maximum 0.0500 Maximum
Average Average Average 0.0100 Average 0.0500 Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


 


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitaniumCobaltAntimony







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Oct 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0002 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0050 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0089 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0004 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 1 1 Nickel mg/L 1.4500 0.1079 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618 0.0100 0
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0500 0


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 36.0415 1
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0350 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Nov 01, 2019 to Nov 30, 2019


Sample #1 Date, Result 11/19/19 8.5 11/19/19 0.0048 11/19/19 0.0002 11/19/19 0.0280 11/19/19 0.0005
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 8.5 Minimum 0.0048 Minimum 0.0002 Minimum 0.0280 Minimum 0.0005
Maximum 8.5 Maximum 0.0048 Maximum 0.0002 Maximum 0.0280 Maximum 0.0005
Average 8.5 Average 0.0048 Average 0.0002 Average 0.0280 Average 0.0005


Sample #1 Date, Result 11/19/19 0.0213 11/19/19 0.0706 11/19/19 1.1000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0213 Minimum 0.0706 Minimum Minimum Minimum 1.1000
Maximum 0.0213 Maximum 0.0706 Maximum Maximum Maximum 1.1000
Average 0.0213 Average 0.0706 Average Average Average 1.1000


Sample #1 Date, Result 11/19/19 0.0200 11/19/19 0.5000 11/19/19 0.00010 11/19/19 0.1000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0200 Minimum Minimum 0.5000 Minimum 0.00010 Minimum 0.1000
Maximum 0.0200 Maximum Maximum 0.5000 Maximum 0.00010 Maximum 0.1000
Average 0.0200 Average Average 0.5000 Average 0.00010 Average 0.1000


Sample #1 Date, Result 11/19/19 0.3400 11/19/19 0.2000 11/19/19 0.0100 11/19/19 0.0038 11/19/19 36.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.3400 Minimum 0.2000 Minimum 0.0100 Minimum 0.0038 Minimum 36.00
Maximum 0.3400 Maximum 0.2000 Maximum 0.0100 Maximum 0.0038 Maximum 36.00
Average 0.3400 Average 0.2000 Average 0.0100 Average 0.0038 Average 36.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum
Average Average Average Average


Sample #1 Date, Result 11/19/19 39.00 11/19/19 2,390.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 39.00 Minimum Minimum 2,390.00
Maximum Maximum Maximum 39.00 Maximum Maximum 2,390.00
Average Average Average 39.00 Average Average 2,390.00


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Lakeshore Railcar & Tanker Services


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


In-Plant Cyanide


Biochemical Oxygen DemandTDS Chemical Oxygen Demand


Residual Chlorine PhenanthreneSGT-HEM


Sulfate


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2019 to Nov 30, 2019


Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


 


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitaniumCobaltAntimony







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2019 to Nov 30, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0048 0


Copper mg/L 0.5 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.0280 0
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.0005 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0706 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 1.1000 1
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0200 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







Dec 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 12/12/19 7.4 12/12/19 0.0052 12/12/19 0.1040 12/12/19 0.6150 12/12/19 0.1340
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.4 Minimum 0.0052 Minimum 0.1040 Minimum 0.6150 Minimum 0.1340
Maximum 7.4 Maximum 0.0052 Maximum 0.1040 Maximum 0.6150 Maximum 0.1340
Average 7.4 Average 0.0052 Average 0.1040 Average 0.6150 Average 0.1340


Sample #1 Date, Result 12/12/19 0.0158 12/12/19 0.0432 12/12/19 0.0005 12/12/19 1.4800
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0158 Minimum 0.0432 Minimum Minimum 0.0005 Minimum 1.4800
Maximum 0.0158 Maximum 0.0432 Maximum Maximum 0.0005 Maximum 1.4800
Average 0.0158 Average 0.0432 Average Average 0.0005 Average 1.4800


Sample #1 Date, Result 12/12/19 0.0200 12/12/19 0.0400 12/12/19 0.2000 12/12/19 0.00010 12/12/19 1.5300
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0200 Minimum 0.0400 Minimum 0.2000 Minimum 0.00010 Minimum 1.5300
Maximum 0.0200 Maximum 0.0400 Maximum 0.2000 Maximum 0.00010 Maximum 1.5300
Average 0.0200 Average 0.0400 Average 0.2000 Average 0.00010 Average 1.5300


Sample #1 Date, Result 12/12/19 0.2200 12/12/19 0.9500 12/12/19 0.0100 12/12/19 0.0200 12/12/19 16.80
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.2200 Minimum 0.9500 Minimum 0.0100 Minimum 0.0200 Minimum 16.80
Maximum 0.2200 Maximum 0.9500 Maximum 0.0100 Maximum 0.0200 Maximum 16.80
Average 0.2200 Average 0.9500 Average 0.0100 Average 0.0200 Average 16.80


Sample #1 Date, Result 12/12/19 0.0070 12/12/19 5.4000 12/12/19 0.0310
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0070 Minimum Minimum 5.4000 Minimum 0.0310
Maximum 0.0070 Maximum Maximum 5.4000 Maximum 0.0310
Average 0.0070 Average Average 5.4000 Average 0.0310


Sample #1 Date, Result 12/12/19 32.00 12/12/19 1,140.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 32.00 Minimum Minimum 1,140.00
Maximum Maximum Maximum 32.00 Maximum Maximum 1,140.00
Average Average Average 32.00 Average Average 1,140.00


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2019 to Dec 31, 2019


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Lakeshore Railcar & Tanker Services


ZincThalliumSilverNickelMolybdenum


LeadCopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


In-Plant Cyanide


Biochemical Oxygen DemandTDS Chemical Oxygen Demand


Residual Chlorine PhenanthreneSGT-HEM


Sulfate


Tin







Industry Name: Lakeshore Railcar & Tanker Services


Sample #1 Date, Result 12/12/19 0.0170 12/12/19 0.0030 12/12/19 0.0030 12/12/19 0.0300
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0170 Minimum 0.0030 Minimum Minimum 0.0030 Minimum 0.0300
Maximum 0.0170 Maximum 0.0030 Maximum Maximum 0.0030 Maximum 0.0300
Average 0.0170 Average 0.0030 Average Average 0.0030 Average 0.0300


Sample #1 Date, Result 12/12/19 0.0500 12/12/19 0.0620
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0500 Minimum 0.0620 Minimum
Maximum Maximum Maximum 0.0500 Maximum 0.0620 Maximum
Average Average Average 0.0500 Average 0.0620 Average


 


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitaniumCobaltAntimony







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2019 to Dec 31, 2019


Industry Name: Lakeshore Railcar  & Tanker Services
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 0.162 0 0 Antimony mg/L 0.2060 0.0170 0
Cadmium mg/L 0.474 0 0 Arsenic mg/L 0.1040 0.0052 0


Copper mg/L 0.5 1 1 Cadmium mg/L 0.0962 0.1040 1
Lead mg/L 0.350 0 0 Chromium mg/L 0.3230 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0030 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.2420 0.6150 1
Silver mg/L 0.120 0 0 Lead mg/L 0.1600 0.1340 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.0001 0
Zinc* mg/L 2.87 0 0 Nickel mg/L 1.4500 0.0432 0


Bis(2-ethylhexyl)phthalate* mg/l 0.215 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.0537 0 0 Tin mg/l 0.1200 0.0070 0


Fluoride mg/L 30 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662 0.0030 0


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 1.4800 1
Phosphorus mg/L 31 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1010 0.0200 0


Phenols mg/L 0.96 0 0 Carbazole mg/L 0.2760 0.0300 0
Chromium mg/L 0.746 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 36 0 0 n-Decane mg/L 0.4370 0.0500 0


Residual Chlorine mg/L NL 0 0 Fluoranthene mg/L 0.0268 0.0400 1
SGT-HEM* mg/L 26 0 0 n-Occtadecane mg/L 0.3020 0.0620 0


Phenanthrene* mg/L 0.34 0 0 2,4,6-Trichlorophenol mg/L 0.1060
In-Plant Cyanide* mg/L 500 0 0 In-Plant Cyanide mg/L 178.0


Antimony* mg/L 0.2490 0 0
Cobalt* mg/L 0.1920 0 0 Other Limits


Tin* mg/L 0.4090 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Titanium* mg/L 0.0947 0 0 Field pH su 5 10 0


Vanadium* mg/L 0.2180 0 0
Carbazole* mg/L 0.5980 0 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 0.9480 0 0
n-Octadecane* mg/L 0.5890 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 


If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             
Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


    


   







 


 


 


 


 


Annual Summary Data for #901 SafetyKleen Systems 


 


  







Jan 01, 2016 to Jan 31, 2016


Sample #1 Date, Result 01/11/16 7.8 01/11/16 0.0098 01/11/16 0.0053 01/11/16 0.00000
Sample #2 Date, Result 01/20/16 6.7 01/20/16 0.0130 01/20/16 0.0033 01/20/16 0.00000
Sample #3 Date, Result


Minimum 6.7 Minimum 0.0098 Minimum Minimum 0.0033 Minimum 0.0000
Maximum 7.8 Maximum 0.0130 Maximum Maximum 0.0053 Maximum 0.0000
Average 7.3 Average 0.0114 Average Average 0.0043 Average 0.0000


Sample #1 Date, Result 01/11/16 0.02500 01/11/16 0.00480 01/11/16 0.00000 01/11/16 0.0430
Sample #2 Date, Result 01/20/16 0.02900 01/20/16 0.00400 01/20/16 0.00000 01/20/16 0.0390
Sample #3 Date, Result


Minimum 0.0250 Minimum 0.0040 Minimum Minimum 0.0000 Minimum 0.0390
Maximum 0.0290 Maximum 0.0048 Maximum Maximum 0.0000 Maximum 0.0430
Average 0.0270 Average 0.0044 Average Average 0.0000 Average 0.0410


Sample #1 Date, Result 01/11/16 1.10 01/11/16 0.00010 01/11/16 6.60
Sample #2 Date, Result 01/20/16 1.60 01/20/16 0.00000 01/20/16 11.00
Sample #3 Date, Result


Minimum Minimum Minimum 1.1000 Minimum 0.0000 Minimum 6.6000
Maximum Maximum Maximum 1.6000 Maximum 0.0001 Maximum 11.0000
Average Average Average 1.3500 Average 0.0001 Average 8.8000


Sample #1 Date, Result 01/11/16 0.1900 01/11/16 0.0200 01/11/16 0.0000 01/11/16 0.3290 01/11/16 5.2000
Sample #2 Date, Result 01/20/16 0.1500 01/20/16 0.0500 01/20/16 0.0000 01/20/16 0.3710 01/20/16 0.0000
Sample #3 Date, Result


Minimum 0.1500 Minimum 0.0200 Minimum 0.0000 Minimum 0.3290 Minimum 0.0000
Maximum 0.1900 Maximum 0.0500 Maximum 0.0000 Maximum 0.3710 Maximum 5.2000
Average 0.1700 Average 0.0350 Average 0.0000 Average 0.3500 Average 2.6000


Sample #1 Date, Result 01/11/16 0.0000 01/11/16 530.000 01/11/16 470.00
Sample #2 Date, Result 01/20/16 0.0000 01/20/16 560.000 01/20/16 560.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 530.000 Minimum Minimum 470.00
Maximum 0.0000 Maximum 560.000 Maximum Maximum 560.00
Average 0.0000 Average 545.000 Average Average 515.00


Sample #1 Date, Result 01/11/16 1,900.00 01/11/16 12.00
Sample #2 Date, Result 01/20/16 2,100.00 01/20/16 14.00
Sample #3 Date, Result


Minimum Minimum Minimum 12.00
Maximum Maximum Maximum 14.00
Average Average Average 13.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







Feb 01, 2016 to Feb 29, 2016


Sample #1 Date, Result 02/08/16 6.9 02/08/16 0.0190 02/08/16 0.0044 02/08/16 0.00000
Sample #2 Date, Result 02/25/16 6.9 02/25/16 0.0140 02/25/16 0.0033 02/25/16 0.00000
Sample #3 Date, Result


Minimum 6.9 Minimum 0.0140 Minimum Minimum 0.0033 Minimum 0.0000
Maximum 6.9 Maximum 0.0190 Maximum Maximum 0.0044 Maximum 0.0000
Average 6.9 Average 0.0165 Average Average 0.0039 Average 0.0000


Sample #1 Date, Result 02/08/16 0.07800 02/08/16 0.00410 02/08/16 0.00000 02/08/16 0.0170
Sample #2 Date, Result 02/25/16 0.03200 02/25/16 0.00340 02/25/16 0.00000 02/25/16 0.0130
Sample #3 Date, Result


Minimum 0.0320 Minimum 0.0034 Minimum Minimum 0.0000 Minimum 0.0130
Maximum 0.0780 Maximum 0.0041 Maximum Maximum 0.0000 Maximum 0.0170
Average 0.0550 Average 0.0038 Average Average 0.0000 Average 0.0150


Sample #1 Date, Result 02/08/16 0.53 02/08/16 0.00000 02/08/16 22.00
Sample #2 Date, Result 02/25/16 0.45 02/25/16 0.00000 02/25/16 26.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.4500 Minimum 0.0000 Minimum 22.0000
Maximum Maximum Maximum 0.5300 Maximum 0.0000 Maximum 26.0000
Average Average Average 0.4900 Average 0.0000 Average 24.0000


Sample #1 Date, Result 02/08/16 0.0600 02/08/16 0.0500 02/08/16 0.0000 02/08/16 0.1820 02/08/16 0.0000
Sample #2 Date, Result 02/25/16 0.1000 02/25/16 0.0400 02/25/16 0.0000 02/25/16 0.4150 02/25/16 0.0000
Sample #3 Date, Result


Minimum 0.0600 Minimum 0.0400 Minimum 0.0000 Minimum 0.1820 Minimum 0.0000
Maximum 0.1000 Maximum 0.0500 Maximum 0.0000 Maximum 0.4150 Maximum 0.0000
Average 0.0800 Average 0.0450 Average 0.0000 Average 0.2985 Average 0.0000


Sample #1 Date, Result 02/08/16 0.0000 02/08/16 440.000 02/08/16 510.00
Sample #2 Date, Result 02/25/16 0.0000 02/25/16 430.000 02/25/16 510.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 430.000 Minimum Minimum 510.00
Maximum 0.0000 Maximum 440.000 Maximum Maximum 510.00
Average 0.0000 Average 435.000 Average Average 510.00


Sample #1 Date, Result 02/08/16 1,500.00 02/08/16 4.80
Sample #2 Date, Result 02/25/16 1,300.00 02/25/16 7.00
Sample #3 Date, Result


Minimum Minimum Minimum 4.80
Maximum Maximum Maximum 7.00
Average Average Average 5.90


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2016 to Feb 29, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2016 to Feb 29, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0165 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0039 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0038 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0150 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Mar 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 03/14/16 6.9 03/14/16 0.0120 03/14/16 0.00000 03/14/16 0.0039 03/14/16 0.00000
Sample #2 Date, Result 03/28/16 6.8 03/28/16 0.0000 03/28/16 0.0110 03/28/16 0.00000
Sample #3 Date, Result


Minimum 6.8 Minimum 0.0000 Minimum 0.0000 Minimum 0.0039 Minimum 0.0000
Maximum 6.9 Maximum 0.0120 Maximum 0.0000 Maximum 0.0110 Maximum 0.0000
Average 6.9 Average 0.0060 Average 0.0000 Average 0.0075 Average 0.0000


Sample #1 Date, Result 03/14/16 0.04100 03/14/16 0.00430 03/14/16 0.00000 03/14/16 0.00000 03/14/16 0.0300
Sample #2 Date, Result 03/28/16 0.07100 03/28/16 0.00500 03/28/16 0.00000 03/28/16 0.0160
Sample #3 Date, Result


Minimum 0.0410 Minimum 0.0043 Minimum 0.0000 Minimum 0.0000 Minimum 0.0160
Maximum 0.0710 Maximum 0.0050 Maximum 0.0000 Maximum 0.0000 Maximum 0.0300
Average 0.0560 Average 0.0047 Average 0.0000 Average 0.0000 Average 0.0230


Sample #1 Date, Result 03/14/16 0.000 03/14/16 0.67 03/14/16 0.00000 03/14/16 34.00
Sample #2 Date, Result 03/28/16 1.50 03/28/16 0.00000 03/28/16 19.00
Sample #3 Date, Result


Minimum Minimum 0.0000 Minimum 0.6700 Minimum 0.0000 Minimum 19.0000
Maximum Maximum 0.0000 Maximum 1.5000 Maximum 0.0000 Maximum 34.0000
Average Average 0.0000 Average 1.0850 Average 0.0000 Average 26.5000


Sample #1 Date, Result 03/14/16 0.1800 03/14/16 0.0300 03/14/16 0.0000 03/14/16 0.0244 03/14/16 2.4000
Sample #2 Date, Result 03/28/16 0.1900 03/28/16 0.0400 03/28/16 0.0000 03/28/16 0.4740 03/28/16 0.0000
Sample #3 Date, Result


Minimum 0.1800 Minimum 0.0300 Minimum 0.0000 Minimum 0.0244 Minimum 0.0000
Maximum 0.1900 Maximum 0.0400 Maximum 0.0000 Maximum 0.4740 Maximum 2.4000
Average 0.1850 Average 0.0350 Average 0.0000 Average 0.2492 Average 1.2000


Sample #1 Date, Result 03/14/16 2.2000 03/14/16 690.000 03/14/16 5.20 03/14/16 360.00
Sample #2 Date, Result 03/28/16 2.2000 03/28/16 550.000 03/28/16 400.00
Sample #3 Date, Result


Minimum 2.2000 Minimum 550.000 Minimum 5.20 Minimum 360.00
Maximum 2.2000 Maximum 690.000 Maximum 5.20 Maximum 400.00
Average 2.2000 Average 620.000 Average 5.20 Average 380.00


Sample #1 Date, Result 03/14/16 1,200.00 03/14/16 10.00
Sample #2 Date, Result 03/28/16 1,600.00 03/28/16 11.00
Sample #3 Date, Result


Minimum Minimum Minimum 10.00
Maximum Maximum Maximum 11.00
Average Average Average 10.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2016 to Mar 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2016 to Mar 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0060 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0075 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0047 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0230 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Apr 30, 2016


Sample #1 Date, Result 04/11/16 6.7 04/11/16 0.0100 04/11/16 0.0041 04/11/16 0.00000
Sample #2 Date, Result 04/21/16 6.1 04/21/16 0.0100 04/21/16 0.0028 04/21/16 0.00000
Sample #3 Date, Result


Minimum 6.1 Minimum 0.0100 Minimum Minimum 0.0028 Minimum 0.0000
Maximum 6.7 Maximum 0.0100 Maximum Maximum 0.0041 Maximum 0.0000
Average 6.4 Average 0.0100 Average Average 0.0035 Average 0.0000


Sample #1 Date, Result 04/11/16 0.09100 04/11/16 0.00710 04/11/16 0.00000 04/11/16 0.0230
Sample #2 Date, Result 04/21/16 0.12000 04/21/16 0.00860 04/21/16 0.00000 04/21/16 0.0190
Sample #3 Date, Result


Minimum 0.0910 Minimum 0.0071 Minimum Minimum 0.0000 Minimum 0.0190
Maximum 0.1200 Maximum 0.0086 Maximum Maximum 0.0000 Maximum 0.0230
Average 0.1055 Average 0.0079 Average Average 0.0000 Average 0.0210


Sample #1 Date, Result 04/11/16 0.92 04/11/16 0.00000 04/11/16 17.00
Sample #2 Date, Result 04/21/16 0.91 04/21/16 0.00000 04/21/16 7.70
Sample #3 Date, Result


Minimum Minimum Minimum 0.9100 Minimum 0.0000 Minimum 7.7000
Maximum Maximum Maximum 0.9200 Maximum 0.0000 Maximum 17.0000
Average Average Average 0.9150 Average 0.0000 Average 12.3500


Sample #1 Date, Result 04/11/16 0.1300 04/11/16 0.0000 04/11/16 0.0000 04/11/16 0.4850 04/11/16 0.0000
Sample #2 Date, Result 04/21/16 0.0200 04/21/16 0.0100 04/21/16 0.0000
Sample #3 Date, Result


Minimum 0.0200 Minimum 0.0000 Minimum 0.0000 Minimum 0.4850 Minimum 0.0000
Maximum 0.1300 Maximum 0.0100 Maximum 0.0000 Maximum 0.4850 Maximum 0.0000
Average 0.0750 Average 0.0050 Average 0.0000 Average 0.4850 Average 0.0000


Sample #1 Date, Result 04/11/16 0.0000 04/11/16 720.000 04/11/16 530.00
Sample #2 Date, Result 04/21/16 0.0600 04/21/16 740.000 04/21/16 420.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 720.000 Minimum Minimum 420.00
Maximum 0.0600 Maximum 740.000 Maximum Maximum 530.00
Average 0.0300 Average 730.000 Average Average 475.00


Sample #1 Date, Result 04/11/16 2,100.00 04/11/16 17.00
Sample #2 Date, Result 04/21/16 1,700.00 04/21/16 14.00
Sample #3 Date, Result


Minimum Minimum Minimum 14.00
Maximum Maximum Maximum 17.00
Average Average Average 15.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Apr 30, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Apr 30, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0100 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0035 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0079 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0210 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







May 01, 2016 to May 31, 2016


Sample #1 Date, Result 05/09/16 6.8 05/09/16 0.0066 05/26/16 0.00000 05/09/16 0.0110 05/09/16 0.00000
Sample #2 Date, Result 05/26/16 6.7 05/26/16 0.0071 05/26/16 0.0190 05/26/16 0.00710
Sample #3 Date, Result


Minimum 6.7 Minimum 0.0066 Minimum 0.0000 Minimum 0.0110 Minimum 0.0000
Maximum 6.8 Maximum 0.0071 Maximum 0.0000 Maximum 0.0190 Maximum 0.0071
Average 6.8 Average 0.0069 Average 0.0000 Average 0.0150 Average 0.0036


Sample #1 Date, Result 05/09/16 0.04400 05/09/16 0.01300 05/26/16 0.00080 05/09/16 0.00000 05/09/16 0.0580
Sample #2 Date, Result 05/26/16 0.12000 05/26/16 0.01300 05/26/16 0.00000 05/26/16 0.3300
Sample #3 Date, Result


Minimum 0.0440 Minimum 0.0130 Minimum 0.0008 Minimum 0.0000 Minimum 0.0580
Maximum 0.1200 Maximum 0.0130 Maximum 0.0008 Maximum 0.0000 Maximum 0.3300
Average 0.0820 Average 0.0130 Average 0.0008 Average 0.0000 Average 0.1940


Sample #1 Date, Result 05/26/16 0.0190 05/26/16 0.000 05/09/16 1.30 05/09/16 0.00000 05/09/16 19.00
Sample #2 Date, Result 05/26/16 0.59 05/26/16 0.01300 05/26/16 25.00
Sample #3 Date, Result


Minimum 0.0190 Minimum 0.0000 Minimum 0.5900 Minimum 0.0000 Minimum 19.0000
Maximum 0.0190 Maximum 0.0000 Maximum 1.3000 Maximum 0.0130 Maximum 25.0000
Average 0.0190 Average 0.0000 Average 0.9450 Average 0.0065 Average 22.0000


Sample #1 Date, Result 05/09/16 0.2200 05/09/16 0.0400 05/09/16 0.0000 05/09/16 0.2660 05/09/16 3.6000
Sample #2 Date, Result 05/26/16 0.6200 05/26/16 0.2100 05/26/16 0.0040 05/26/16 0.3110 05/26/16 42.0000
Sample #3 Date, Result


Minimum 0.2200 Minimum 0.0400 Minimum 0.0000 Minimum 0.2660 Minimum 3.6000
Maximum 0.6200 Maximum 0.2100 Maximum 0.0040 Maximum 0.3110 Maximum 42.0000
Average 0.4200 Average 0.1250 Average 0.0020 Average 0.2885 Average 22.8000


Sample #1 Date, Result 05/09/16 0.1200 05/09/16 840.000 05/26/16 180.00 05/09/16 620.00
Sample #2 Date, Result 05/26/16 0.1300 05/26/16 700.000 05/26/16 1,600.00
Sample #3 Date, Result


Minimum 0.1200 Minimum 700.000 Minimum 180.00 Minimum 620.00
Maximum 0.1300 Maximum 840.000 Maximum 180.00 Maximum 1,600.00
Average 0.1250 Average 770.000 Average 180.00 Average 1,110.00


Sample #1 Date, Result 05/09/16 2,300.00 05/09/16 45.00
Sample #2 Date, Result 05/26/16 2,100.00 05/26/16 740.00
Sample #3 Date, Result


Minimum Minimum Minimum 45.00
Maximum Maximum Maximum 740.00
Average Average Average 392.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2016 to May 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2016 to May 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0069 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0020 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0150 0
Silver mg/L 1 1 Lead mg/L 0.1720 0.0036 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.006500 1
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0130 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0008 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 1 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1940 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0190 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jun 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 06/13/16 6.1 06/13/16 0.0062 06/13/16 0.0100 06/13/16 0.00410
Sample #2 Date, Result 06/27/16 3.2 06/27/16 0.0054 06/27/16 0.0065 06/27/16 0.00330
Sample #3 Date, Result


Minimum 3.2 Minimum 0.0054 Minimum Minimum 0.0065 Minimum 0.0033
Maximum 6.1 Maximum 0.0062 Maximum Maximum 0.0100 Maximum 0.0041
Average 4.7 Average 0.0058 Average Average 0.0083 Average 0.0037


Sample #1 Date, Result 06/13/16 0.09800 06/13/16 0.01100 06/13/16 0.00000 06/13/16 0.1500
Sample #2 Date, Result 06/27/16 0.06200 06/27/16 0.01200 06/27/16 0.00000 06/27/16 0.1200
Sample #3 Date, Result


Minimum 0.0620 Minimum 0.0110 Minimum Minimum 0.0000 Minimum 0.1200
Maximum 0.0980 Maximum 0.0120 Maximum Maximum 0.0000 Maximum 0.1500
Average 0.0800 Average 0.0115 Average Average 0.0000 Average 0.1350


Sample #1 Date, Result 06/13/16 1.30 06/13/16 0.00060 06/13/16 7.80
Sample #2 Date, Result 06/27/16 0.79 06/27/16 0.00050 06/27/16 8.20
Sample #3 Date, Result


Minimum Minimum Minimum 0.7900 Minimum 0.0005 Minimum 7.8000
Maximum Maximum Maximum 1.3000 Maximum 0.0006 Maximum 8.2000
Average Average Average 1.0450 Average 0.0006 Average 8.0000


Sample #1 Date, Result 06/13/16 0.3800 06/13/16 0.0400 06/13/16 0.0035 06/13/16 0.0548 06/13/16 63.2000
Sample #2 Date, Result 06/27/16 0.5500 06/27/16 0.0100 06/27/16 0.0130 06/27/16 0.2600 06/27/16 43.0000
Sample #3 Date, Result


Minimum 0.3800 Minimum 0.0100 Minimum 0.0035 Minimum 0.0548 Minimum 43.0000
Maximum 0.5500 Maximum 0.0400 Maximum 0.0130 Maximum 0.2600 Maximum 63.2000
Average 0.4650 Average 0.0250 Average 0.0083 Average 0.1574 Average 53.1000


Sample #1 Date, Result 06/13/16 0.1900 06/13/16 2,400.000 06/13/16 740.00
Sample #2 Date, Result 06/27/16 1,100.000 06/27/16 590.00
Sample #3 Date, Result


Minimum 0.1900 Minimum 1,100.000 Minimum Minimum 590.00
Maximum 0.1900 Maximum 2,400.000 Maximum Maximum 740.00
Average 0.1900 Average 1,750.000 Average Average 665.00


Sample #1 Date, Result 06/13/16 3,600.00 06/13/16 310.00
Sample #2 Date, Result 06/27/16 2,300.00 06/27/16 53.00
Sample #3 Date, Result


Minimum Minimum Minimum 53.00
Maximum Maximum Maximum 310.00
Average Average Average 181.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2016 to Jun 30, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2016 to Jun 30, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0058 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0083 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0083 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0037 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000550 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0115 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 2 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1350 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 1
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2016 to Jul 31, 2016


Sample #1 Date, Result 07/11/16 5.6 07/11/16 0.0054 07/11/16 0.0022 07/11/16 0.00000
Sample #2 Date, Result 07/21/16 6.4 07/21/16 0.0030 07/21/16 0.0036 07/21/16 0.00000
Sample #3 Date, Result


Minimum 5.6 Minimum 0.0030 Minimum Minimum 0.0022 Minimum 0.0000
Maximum 6.4 Maximum 0.0054 Maximum Maximum 0.0036 Maximum 0.0000
Average 6.0 Average 0.0042 Average Average 0.0029 Average 0.0000


Sample #1 Date, Result 07/11/16 0.02300 07/11/16 0.00850 07/11/16 0.00000 07/11/16 0.0290
Sample #2 Date, Result 07/21/16 0.02000 07/21/16 0.00890 07/21/16 0.00000 07/21/16 0.0640
Sample #3 Date, Result


Minimum 0.0200 Minimum 0.0085 Minimum Minimum 0.0000 Minimum 0.0290
Maximum 0.0230 Maximum 0.0089 Maximum Maximum 0.0000 Maximum 0.0640
Average 0.0215 Average 0.0087 Average Average 0.0000 Average 0.0465


Sample #1 Date, Result 07/11/16 0.54 07/11/16 0.00010 07/11/16 2.10
Sample #2 Date, Result 07/21/16 0.71 07/21/16 0.00040 07/21/16 9.50
Sample #3 Date, Result


Minimum Minimum Minimum 0.5400 Minimum 0.0001 Minimum 2.1000
Maximum Maximum Maximum 0.7100 Maximum 0.0004 Maximum 9.5000
Average Average Average 0.6250 Average 0.0003 Average 5.8000


Sample #1 Date, Result 07/11/16 0.2300 07/11/16 0.0500 07/11/16 0.0013 07/11/16 0.3000 07/11/16 7.7000
Sample #2 Date, Result 07/21/16 0.4200 07/21/16 0.0400 07/21/16 0.0000 07/21/16 0.3080 07/21/16 15.5000
Sample #3 Date, Result


Minimum 0.2300 Minimum 0.0400 Minimum 0.0000 Minimum 0.3000 Minimum 7.7000
Maximum 0.4200 Maximum 0.0500 Maximum 0.0013 Maximum 0.3080 Maximum 15.5000
Average 0.3250 Average 0.0450 Average 0.0007 Average 0.3040 Average 11.6000


Sample #1 Date, Result 07/11/16 0.1200 07/11/16 630.000 07/11/16 610.00
Sample #2 Date, Result 07/21/16 0.0800 07/21/16 1,300.000 07/21/16 580.00
Sample #3 Date, Result


Minimum 0.0800 Minimum 630.000 Minimum Minimum 580.00
Maximum 0.1200 Maximum 1,300.000 Maximum Maximum 610.00
Average 0.1000 Average 965.000 Average Average 595.00


Sample #1 Date, Result 07/11/16 2,000.00 07/11/16 31.00
Sample #2 Date, Result 07/21/16 2,300.00 07/21/16 69.00
Sample #3 Date, Result


Minimum Minimum Minimum 31.00
Maximum Maximum Maximum 69.00
Average Average Average 50.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Jul 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Jul 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0042 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0007 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0029 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000250 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0087 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0465 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Aug 01, 2016 to Aug 31, 2016


Sample #1 Date, Result 08/18/16 7.7 08/29/16 0.0047 08/19/16 0.0190 08/19/16 0.00850
Sample #2 Date, Result 08/29/16 7.0 08/29/16 0.0026 08/29/16 0.00210
Sample #3 Date, Result


Minimum 7.0 Minimum 0.0047 Minimum Minimum 0.0026 Minimum 0.0021
Maximum 7.7 Maximum 0.0047 Maximum Maximum 0.0190 Maximum 0.0085
Average 7.4 Average 0.0047 Average Average 0.0108 Average 0.0053


Sample #1 Date, Result 08/29/16 0.00350 08/29/16 0.00480 08/29/16 0.00000 08/19/16 0.2900
Sample #2 Date, Result 08/29/16 0.0400
Sample #3 Date, Result


Minimum 0.0035 Minimum 0.0048 Minimum Minimum 0.0000 Minimum 0.0400
Maximum 0.0035 Maximum 0.0048 Maximum Maximum 0.0000 Maximum 0.2900
Average 0.0035 Average 0.0048 Average Average 0.0000 Average 0.1650


Sample #1 Date, Result 08/19/16 0.0130 08/19/16 0.000 08/29/16 0.17 08/29/16 0.00010 08/29/16 24.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0130 Minimum 0.0000 Minimum 0.1700 Minimum 0.0001 Minimum 24.0000
Maximum 0.0130 Maximum 0.0000 Maximum 0.1700 Maximum 0.0001 Maximum 24.0000
Average 0.0130 Average 0.0000 Average 0.1700 Average 0.0001 Average 24.0000


Sample #1 Date, Result 08/29/16 1.3400 08/29/16 0.1400 08/19/16 0.0047 08/29/16 0.0543 08/29/16 19.7000
Sample #2 Date, Result 08/29/16 0.0010
Sample #3 Date, Result


Minimum 1.3400 Minimum 0.1400 Minimum 0.0010 Minimum 0.0543 Minimum 19.7000
Maximum 1.3400 Maximum 0.1400 Maximum 0.0047 Maximum 0.0543 Maximum 19.7000
Average 1.3400 Average 0.1400 Average 0.0029 Average 0.0543 Average 19.7000


Sample #1 Date, Result 08/18/16 0.1500 08/29/16 340.000 08/29/16 1,000.00
Sample #2 Date, Result 08/29/16 0.1100
Sample #3 Date, Result


Minimum 0.1100 Minimum 340.000 Minimum Minimum 1,000.00
Maximum 0.1500 Maximum 340.000 Maximum Maximum 1,000.00
Average 0.1300 Average 340.000 Average Average 1,000.00


Sample #1 Date, Result 08/29/16 730.00 08/29/16 110.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 110.00
Maximum Maximum Maximum 110.00
Average Average Average 110.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2016 to Aug 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2016 to Aug 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0047 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0029 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0108 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0053 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000100 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0048 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1650 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0130 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Sep 01, 2016 to Sep 30, 2016


Sample #1 Date, Result 09/12/16 6.7 09/12/16 0.0069 09/12/16 0.0030 09/12/16 0.00000
Sample #2 Date, Result 09/26/16 6.6 09/26/16 0.0072 09/26/16 0.0015 09/26/16 0.00000
Sample #3 Date, Result


Minimum 6.6 Minimum 0.0069 Minimum Minimum 0.0015 Minimum 0.0000
Maximum 6.7 Maximum 0.0072 Maximum Maximum 0.0030 Maximum 0.0000
Average 6.7 Average 0.0071 Average Average 0.0023 Average 0.0000


Sample #1 Date, Result 09/12/16 0.01200 09/12/16 0.00380 09/12/16 0.00000 09/12/16 0.0280
Sample #2 Date, Result 09/26/16 0.00870 09/26/16 0.00730 09/26/16 0.00000 09/26/16 0.0210
Sample #3 Date, Result


Minimum 0.0087 Minimum 0.0038 Minimum Minimum 0.0000 Minimum 0.0210
Maximum 0.0120 Maximum 0.0073 Maximum Maximum 0.0000 Maximum 0.0280
Average 0.0104 Average 0.0056 Average Average 0.0000 Average 0.0245


Sample #1 Date, Result 09/12/16 0.67 09/12/16 0.00000 09/12/16 45.00
Sample #2 Date, Result 09/26/16 0.72 09/26/16 0.00020 09/26/16 67.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.6700 Minimum 0.0000 Minimum 45.0000
Maximum Maximum Maximum 0.7200 Maximum 0.0002 Maximum 67.0000
Average Average Average 0.6950 Average 0.0001 Average 56.0000


Sample #1 Date, Result 09/12/16 0.1700 09/12/16 0.0100 09/12/16 0.0000 09/13/16 0.1820 09/13/16 11.7000
Sample #2 Date, Result 09/26/16 0.0000 09/26/16 0.0300 09/26/16 0.0012 09/26/16 0.0872 09/26/16 21.2000
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0100 Minimum 0.0000 Minimum 0.0872 Minimum 11.7000
Maximum 0.1700 Maximum 0.0300 Maximum 0.0012 Maximum 0.1820 Maximum 21.2000
Average 0.0850 Average 0.0200 Average 0.0006 Average 0.1346 Average 16.4500


Sample #1 Date, Result 09/12/16 0.1100 09/12/16 22.000 09/12/16 510.00
Sample #2 Date, Result 09/26/16 520.000 09/26/16 600.00
Sample #3 Date, Result


Minimum 0.1100 Minimum 22.000 Minimum Minimum 510.00
Maximum 0.1100 Maximum 520.000 Maximum Maximum 600.00
Average 0.1100 Average 271.000 Average Average 555.00


Sample #1 Date, Result 09/12/16 1,100.00 09/12/16 52.00
Sample #2 Date, Result 09/26/16 1,400.00 09/26/16 39.00
Sample #3 Date, Result


Minimum Minimum Minimum 39.00
Maximum Maximum Maximum 52.00
Average Average Average 45.50
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2016 to Sep 30, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2016 to Sep 30, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0071 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0006 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0023 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000100 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0056 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0245 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Oct 31, 2016


Sample #1 Date, Result 10/10/16 7.4 10/10/16 0.0098 10/10/16 0.0013 10/10/16 0.00000
Sample #2 Date, Result 10/11/16 0.0098 10/11/16 0.0013 10/11/16 0.00000
Sample #3 Date, Result


Minimum 7.4 Minimum 0.0098 Minimum Minimum 0.0013 Minimum 0.0000
Maximum 7.4 Maximum 0.0098 Maximum Maximum 0.0013 Maximum 0.0000
Average 7.4 Average 0.0098 Average Average 0.0013 Average 0.0000


Sample #1 Date, Result 10/10/16 0.00960 10/10/16 0.00570 10/10/16 0.00000 10/10/16 0.0097
Sample #2 Date, Result 10/11/16 0.00960 10/11/16 0.00570 10/11/16 0.00000 10/11/16 0.0097
Sample #3 Date, Result


Minimum 0.0096 Minimum 0.0057 Minimum Minimum 0.0000 Minimum 0.0097
Maximum 0.0096 Maximum 0.0057 Maximum Maximum 0.0000 Maximum 0.0097
Average 0.0096 Average 0.0057 Average Average 0.0000 Average 0.0097


Sample #1 Date, Result 10/10/16 0.78 10/10/16 0.00010 10/10/16 66.00
Sample #2 Date, Result 10/11/16 0.78 10/11/16 0.00010 10/11/16 66.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.7800 Minimum 0.0001 Minimum 66.0000
Maximum Maximum Maximum 0.7800 Maximum 0.0001 Maximum 66.0000
Average Average Average 0.7800 Average 0.0001 Average 66.0000


Sample #1 Date, Result 10/10/16 0.1100 10/10/16 0.1800 10/10/16 0.0000 10/10/16 0.0616 10/10/16 11.9000
Sample #2 Date, Result 10/11/16 0.1100 10/11/16 0.1800 10/11/16 0.0000
Sample #3 Date, Result


Minimum 0.1100 Minimum 0.1800 Minimum 0.0000 Minimum 0.0616 Minimum 11.9000
Maximum 0.1100 Maximum 0.1800 Maximum 0.0000 Maximum 0.0616 Maximum 11.9000
Average 0.1100 Average 0.1800 Average 0.0000 Average 0.0616 Average 11.9000


Sample #1 Date, Result 10/10/16 0.1900 10/10/16 560.000 10/10/16 510.00
Sample #2 Date, Result 10/11/16 560.000 10/11/16 510.00
Sample #3 Date, Result


Minimum 0.1900 Minimum 560.000 Minimum Minimum 510.00
Maximum 0.1900 Maximum 560.000 Maximum Maximum 510.00
Average 0.1900 Average 560.000 Average Average 510.00


Sample #1 Date, Result 10/10/16 630.00 10/10/16 32.00
Sample #2 Date, Result 10/11/16 630.00 10/11/16 32.00
Sample #3 Date, Result


Minimum Minimum Minimum 32.00
Maximum Maximum Maximum 32.00
Average Average Average 32.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Oct 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Oct 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0098 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0013 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000100 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0057 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0097 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Nov 01, 2016 to Nov 30, 2016


Sample #1 Date, Result 11/17/16 8.1 11/17/16 0.0095 11/17/16 0.00000 11/17/16 0.0064 11/17/16 0.00310
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 8.1 Minimum 0.0095 Minimum 0.0000 Minimum 0.0064 Minimum 0.0031
Maximum 8.1 Maximum 0.0095 Maximum 0.0000 Maximum 0.0064 Maximum 0.0031
Average 8.1 Average 0.0095 Average 0.0000 Average 0.0064 Average 0.0031


Sample #1 Date, Result 11/17/16 0.03900 11/17/16 0.00500 11/17/16 0.00000 11/17/16 0.00000 11/17/16 0.0840
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0390 Minimum 0.0050 Minimum 0.0000 Minimum 0.0000 Minimum 0.0840
Maximum 0.0390 Maximum 0.0050 Maximum 0.0000 Maximum 0.0000 Maximum 0.0840
Average 0.0390 Average 0.0050 Average 0.0000 Average 0.0000 Average 0.0840


Sample #1 Date, Result 11/17/16 0.0000 11/17/16 0.000 11/17/16 1.70 11/17/16 0.00060 11/17/16 110.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 1.7000 Minimum 0.0006 Minimum 110.0000
Maximum 0.0000 Maximum 0.0000 Maximum 1.7000 Maximum 0.0006 Maximum 110.0000
Average 0.0000 Average 0.0000 Average 1.7000 Average 0.0006 Average 110.0000


Sample #1 Date, Result 11/17/16 0.0700 11/17/16 0.0800 11/17/16 0.0000 11/17/16 0.0107 11/17/16 64.2000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0700 Minimum 0.0800 Minimum 0.0000 Minimum 0.0107 Minimum 64.2000
Maximum 0.0700 Maximum 0.0800 Maximum 0.0000 Maximum 0.0107 Maximum 64.2000
Average 0.0700 Average 0.0800 Average 0.0000 Average 0.0107 Average 64.2000


Sample #1 Date, Result 11/17/16 0.2300 11/17/16 350.000 11/17/16 13.00 11/17/16 770.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.2300 Minimum 350.000 Minimum 13.00 Minimum 770.00
Maximum 0.2300 Maximum 350.000 Maximum 13.00 Maximum 770.00
Average 0.2300 Average 350.000 Average 13.00 Average 770.00


Sample #1 Date, Result 11/17/16 570.00 11/17/16 170.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 170.00
Maximum Maximum Maximum 170.00
Average Average Average 170.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2016 to Nov 30, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2016 to Nov 30, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0095 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0064 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0031 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000600 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0050 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0840 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Dec 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 12/12/16 7.1 12/12/16 0.0071 12/02/16 0.0075 12/02/16 0.00160
Sample #2 Date, Result 12/12/16 0.0000 12/12/16 0.00000
Sample #3 Date, Result


Minimum 7.1 Minimum 0.0071 Minimum Minimum 0.0000 Minimum 0.0000
Maximum 7.1 Maximum 0.0071 Maximum Maximum 0.0075 Maximum 0.0016
Average 7.1 Average 0.0071 Average Average 0.0038 Average 0.0008


Sample #1 Date, Result 12/02/16 0.01300 12/12/16 0.00330 12/12/16 0.00000 12/02/16 0.0530
Sample #2 Date, Result 12/12/16 0.02000 12/12/16 0.0380
Sample #3 Date, Result


Minimum 0.0130 Minimum 0.0033 Minimum Minimum 0.0000 Minimum 0.0380
Maximum 0.0200 Maximum 0.0033 Maximum Maximum 0.0000 Maximum 0.0530
Average 0.0165 Average 0.0033 Average Average 0.0000 Average 0.0455


Sample #1 Date, Result 12/02/16 0.0031 12/02/16 0.000 12/12/16 1.30 12/12/16 0.00017 12/12/16 6.30
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0031 Minimum 0.0000 Minimum 1.3000 Minimum 0.0002 Minimum 6.3000
Maximum 0.0031 Maximum 0.0000 Maximum 1.3000 Maximum 0.0002 Maximum 6.3000
Average 0.0031 Average 0.0000 Average 1.3000 Average 0.0002 Average 6.3000


Sample #1 Date, Result 12/12/16 0.0700 12/12/16 0.1000 12/02/16 0.0012 12/12/16 0.0680 12/12/16 20.9000
Sample #2 Date, Result 12/12/16 0.0012
Sample #3 Date, Result


Minimum 0.0700 Minimum 0.1000 Minimum 0.0012 Minimum 0.0680 Minimum 20.9000
Maximum 0.0700 Maximum 0.1000 Maximum 0.0012 Maximum 0.0680 Maximum 20.9000
Average 0.0700 Average 0.1000 Average 0.0012 Average 0.0680 Average 20.9000


Sample #1 Date, Result 12/12/16 0.1900 12/02/16 0.00 12/12/16 1,900.000 12/12/16 400.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.1900 0.0020 Minimum 1,900.000 Minimum Minimum 400.00
Maximum 0.1900 0.0020 Maximum 1,900.000 Maximum Maximum 400.00
Average 0.1900 0.0020 Average 1,900.000 Average Average 400.00


Sample #1 Date, Result 12/12/16 1,100.00 12/12/16 42.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 42.00
Maximum Maximum Maximum 42.00
Average Average Average 42.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2016 to Dec 31, 2016


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 12/02/16 0.0030 12/02/16 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 0.0030 Minimum Minimum Minimum 0.0000
Maximum Maximum 0.0030 Maximum Maximum Maximum 0.0000
Average Average 0.0030 Average Average Average 0.0000


Sample #1 Date, Result 12/02/16 0.0000 12/02/16 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum
Average Average Average 0.0000 Average 0.0000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2016 to Dec 31, 2016


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0071 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0012 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0030 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0038 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0008 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000170 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0033 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0020 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0455 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0031 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.0000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.0000 0


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.0000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Jan 31, 2017


Sample #1 Date, Result 01/09/17 5.8 01/09/17 0.0077 01/09/17 0.0024 01/09/17 0.00000
Sample #2 Date, Result 01/26/17 6.6 01/26/17 0.0140 01/26/17 0.0072 01/26/17 0.00000
Sample #3 Date, Result


Minimum 5.8 Minimum 0.0077 Minimum Minimum 0.0024 Minimum 0.0000
Maximum 6.6 Maximum 0.0140 Maximum Maximum 0.0072 Maximum 0.0000
Average 6.2 Average 0.0109 Average Average 0.0048 Average 0.0000


Sample #1 Date, Result 01/09/17 0.03400 01/09/17 0.00460 01/09/17 0.00000 01/09/17 0.0500
Sample #2 Date, Result 01/26/17 0.01400 01/26/17 0.00850 01/26/17 0.00000 01/26/17 0.0380
Sample #3 Date, Result


Minimum 0.0140 Minimum 0.0046 Minimum Minimum 0.0000 Minimum 0.0380
Maximum 0.0340 Maximum 0.0085 Maximum Maximum 0.0000 Maximum 0.0500
Average 0.0240 Average 0.0066 Average Average 0.0000 Average 0.0440


Sample #1 Date, Result 01/09/17 1.30 01/09/17 0.00020 01/09/17 10.00
Sample #2 Date, Result 01/26/17 0.93 01/26/17 0.00011 01/26/17 42.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.9300 Minimum 0.0001 Minimum 10.0000
Maximum Maximum Maximum 1.3000 Maximum 0.0002 Maximum 42.0000
Average Average Average 1.1150 Average 0.0002 Average 26.0000


Sample #1 Date, Result 01/09/17 0.1100 01/09/17 0.0200 01/09/17 0.0021 01/09/17 0.3830 01/09/17 7.6000
Sample #2 Date, Result 01/26/17 0.1800 01/26/17 0.0600 01/26/17 0.0012 01/26/17 0.1540 01/26/17 7.2000
Sample #3 Date, Result


Minimum 0.1100 Minimum 0.0200 Minimum 0.0012 Minimum 0.1540 Minimum 7.2000
Maximum 0.1800 Maximum 0.0600 Maximum 0.0021 Maximum 0.3830 Maximum 7.6000
Average 0.1450 Average 0.0400 Average 0.0017 Average 0.2685 Average 7.4000


Sample #1 Date, Result 01/26/17 0.9500 01/09/17 320.000 01/09/17 740.00
Sample #2 Date, Result 01/26/17 610.000 01/26/17 600.00
Sample #3 Date, Result


Minimum 0.9500 Minimum 320.000 Minimum Minimum 600.00
Maximum 0.9500 Maximum 610.000 Maximum Maximum 740.00
Average 0.9500 Average 465.000 Average Average 670.00


Sample #1 Date, Result 01/09/17 4,300.00 01/09/17 55.00
Sample #2 Date, Result 01/26/17 5,800.00 01/26/17 45.00
Sample #3 Date, Result


Minimum Minimum Minimum 45.00
Maximum Maximum Maximum 55.00
Average Average Average 50.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Jan 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Jan 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0109 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0017 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0048 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000155 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0066 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0440 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Feb 01, 2017 to Feb 28, 2017


Sample #1 Date, Result 02/07/17 5.6 02/07/17 0.0088 02/07/17 0.0160 02/07/17 0.00590
Sample #2 Date, Result 02/27/17 6.6 02/27/17 0.0075 02/27/17 0.0073 02/27/17 0.00000
Sample #3 Date, Result


Minimum 5.6 Minimum 0.0075 Minimum Minimum 0.0073 Minimum 0.0000
Maximum 6.6 Maximum 0.0088 Maximum Maximum 0.0160 Maximum 0.0059
Average 6.1 Average 0.0082 Average Average 0.0117 Average 0.0030


Sample #1 Date, Result 02/07/17 0.01900 02/07/17 0.01000 02/07/17 0.00000 02/07/17 0.2200
Sample #2 Date, Result 02/27/17 0.01600 02/27/17 0.00450 02/27/17 0.00000 02/27/17 0.0900
Sample #3 Date, Result


Minimum 0.0160 Minimum 0.0045 Minimum Minimum 0.0000 Minimum 0.0900
Maximum 0.0190 Maximum 0.0100 Maximum Maximum 0.0000 Maximum 0.2200
Average 0.0175 Average 0.0073 Average Average 0.0000 Average 0.1550


Sample #1 Date, Result 02/07/17 0.44 02/07/17 0.00150 02/07/17 76.00
Sample #2 Date, Result 02/27/17 1.30 02/27/17 0.00088 02/27/17 50.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.4400 Minimum 0.0009 Minimum 50.0000
Maximum Maximum Maximum 1.3000 Maximum 0.0015 Maximum 76.0000
Average Average Average 0.8700 Average 0.0012 Average 63.0000


Sample #1 Date, Result 02/07/17 0.3100 02/07/17 0.0600 02/07/17 0.0029 02/07/17 0.3250 02/07/17 13.5000
Sample #2 Date, Result 02/27/17 0.1300 02/27/17 0.1000 02/27/17 0.0012 02/27/17 0.1510 02/27/17 13.6000
Sample #3 Date, Result


Minimum 0.1300 Minimum 0.0600 Minimum 0.0012 Minimum 0.1510 Minimum 13.5000
Maximum 0.3100 Maximum 0.1000 Maximum 0.0029 Maximum 0.3250 Maximum 13.6000
Average 0.2200 Average 0.0800 Average 0.0021 Average 0.2380 Average 13.5500


Sample #1 Date, Result 02/07/17 0.9100 02/07/17 550.000 02/07/17 1,300.00
Sample #2 Date, Result 02/27/17 2.2000 02/27/17 660.000 02/27/17 1,300.00
Sample #3 Date, Result


Minimum 0.9100 Minimum 550.000 Minimum Minimum 1,300.00
Maximum 2.2000 Maximum 660.000 Maximum Maximum 1,300.00
Average 1.5550 Average 605.000 Average Average 1,300.00


Sample #1 Date, Result 02/07/17 2,400.00 02/07/17 470.00
Sample #2 Date, Result 02/27/17 2,800.00 02/27/17 230.00
Sample #3 Date, Result


Minimum Minimum Minimum 230.00
Maximum Maximum Maximum 470.00
Average Average Average 350.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2017 to Feb 28, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2017 to Feb 28, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0082 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0021 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0117 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0030 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.001190 1
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0073 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 2 1 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1550 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Mar 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 03/13/17 6.8 03/13/17 0.0000 03/28/17 0.00000 03/13/17 0.0060 03/13/17 0.00000
Sample #2 Date, Result 03/28/17 6.6 03/28/17 0.0086 03/28/17 0.0000 03/28/17 0.00000
Sample #3 Date, Result


Minimum 6.6 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 6.8 Maximum 0.0086 Maximum 0.0000 Maximum 0.0060 Maximum 0.0000
Average 6.7 Average 0.0043 Average 0.0000 Average 0.0030 Average 0.0000


Sample #1 Date, Result 03/13/17 0.03600 03/13/17 0.00260 03/28/17 0.00000 03/13/17 0.00000 03/13/17 0.0430
Sample #2 Date, Result 03/28/17 0.02800 03/28/17 0.00200 03/28/17 0.00000 03/28/17 0.0120
Sample #3 Date, Result


Minimum 0.0280 Minimum 0.0020 Minimum 0.0000 Minimum 0.0000 Minimum 0.0120
Maximum 0.0360 Maximum 0.0026 Maximum 0.0000 Maximum 0.0000 Maximum 0.0430
Average 0.0320 Average 0.0023 Average 0.0000 Average 0.0000 Average 0.0275


Sample #1 Date, Result 03/28/17 0.0000 03/28/17 0.000 03/13/17 1.00 03/13/17 0.00009 03/13/17 35.00
Sample #2 Date, Result 03/28/17 0.57 03/28/17 0.00003 03/28/17 39.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.5700 Minimum 0.0000 Minimum 35.0000
Maximum 0.0000 Maximum 0.0000 Maximum 1.0000 Maximum 0.0001 Maximum 39.0000
Average 0.0000 Average 0.0000 Average 0.7850 Average 0.0001 Average 37.0000


Sample #1 Date, Result 03/13/17 0.1600 03/13/17 0.1500 03/13/17 0.0010 03/13/17 0.1860 03/13/17 19.0000
Sample #2 Date, Result 03/28/17 0.1400 03/28/17 0.2200 03/28/17 0.0000 03/28/17 0.0517 03/28/17 4.5000
Sample #3 Date, Result


Minimum 0.1400 Minimum 0.1500 Minimum 0.0000 Minimum 0.0517 Minimum 4.5000
Maximum 0.1600 Maximum 0.2200 Maximum 0.0010 Maximum 0.1860 Maximum 19.0000
Average 0.1500 Average 0.1850 Average 0.0005 Average 0.1189 Average 11.7500


Sample #1 Date, Result 03/13/17 2.2000 03/13/17 690.000 03/28/17 0.00 03/13/17 880.00
Sample #2 Date, Result 03/28/17 1.8700 03/28/17 410.000 03/28/17 1,900.00
Sample #3 Date, Result


Minimum 1.8700 Minimum 410.000 Minimum 0.00 Minimum 880.00
Maximum 2.2000 Maximum 690.000 Maximum 0.00 Maximum 1,900.00
Average 2.0350 Average 550.000 Average 0.00 Average 1,390.00


Sample #1 Date, Result 03/13/17 2,200.00 03/13/17 94.00
Sample #2 Date, Result 03/28/17 2,100.00 03/28/17 12.00
Sample #3 Date, Result


Minimum Minimum Minimum 12.00
Maximum Maximum Maximum 94.00
Average Average Average 53.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2017 to Mar 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2017 to Mar 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0043 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0005 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0030 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000059 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0023 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0275 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Apr 30, 2017


Sample #1 Date, Result 04/03/17 6.2 04/03/17 0.0000 04/03/17 0.0240 04/03/17 0.01300
Sample #2 Date, Result 04/20/17 6.7 04/20/17 0.0075 04/20/17 0.0020 04/20/17 0.02600
Sample #3 Date, Result


Minimum 6.2 Minimum 0.0000 Minimum Minimum 0.0020 Minimum 0.0130
Maximum 6.7 Maximum 0.0075 Maximum Maximum 0.0240 Maximum 0.0260
Average 6.5 Average 0.0038 Average Average 0.0130 Average 0.0195


Sample #1 Date, Result 04/03/17 0.00280 04/03/17 0.00370 04/03/17 0.00000 04/03/17 0.2900
Sample #2 Date, Result 04/20/17 0.02500 04/20/17 0.00260 04/20/17 0.00000 04/20/17 0.0100
Sample #3 Date, Result


Minimum 0.0028 Minimum 0.0026 Minimum Minimum 0.0000 Minimum 0.0100
Maximum 0.0250 Maximum 0.0037 Maximum Maximum 0.0000 Maximum 0.2900
Average 0.0139 Average 0.0032 Average Average 0.0000 Average 0.1500


Sample #1 Date, Result 04/03/17 0.54 04/03/17 0.00012 04/03/17 11.00
Sample #2 Date, Result 04/20/17 0.91 04/20/17 0.00009 04/20/17 4.80
Sample #3 Date, Result


Minimum Minimum Minimum 0.5400 Minimum 0.0001 Minimum 4.8000
Maximum Maximum Maximum 0.9100 Maximum 0.0001 Maximum 11.0000
Average Average Average 0.7250 Average 0.0001 Average 7.9000


Sample #1 Date, Result 04/03/17 0.1100 04/03/17 0.0800 04/03/17 0.0050 04/03/17 0.2240 04/03/17 2.2000
Sample #2 Date, Result 04/20/17 0.2100 04/20/17 0.0500 04/20/17 0.0010 04/20/17 0.0512 04/20/17 2.7000
Sample #3 Date, Result


Minimum 0.1100 Minimum 0.0500 Minimum 0.0010 Minimum 0.0512 Minimum 2.2000
Maximum 0.2100 Maximum 0.0800 Maximum 0.0050 Maximum 0.2240 Maximum 2.7000
Average 0.1600 Average 0.0650 Average 0.0030 Average 0.1376 Average 2.4500


Sample #1 Date, Result 04/03/17 0.0700 04/03/17 350.000 04/03/17 690.00
Sample #2 Date, Result 04/20/17 0.0400 04/20/17 390.000 04/20/17 670.00
Sample #3 Date, Result


Minimum 0.0400 Minimum 350.000 Minimum Minimum 670.00
Maximum 0.0700 Maximum 390.000 Maximum Maximum 690.00
Average 0.0550 Average 370.000 Average Average 680.00


Sample #1 Date, Result 04/03/17 1,700.00 04/03/17 34.00
Sample #2 Date, Result 04/20/17 1,900.00 04/20/17 27.00
Sample #3 Date, Result


Minimum Minimum Minimum 27.00
Maximum Maximum Maximum 34.00
Average Average Average 30.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Apr 30, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Apr 30, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0038 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0030 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0130 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0195 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000104 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0032 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1500 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







May 01, 2017 to May 31, 2017


Sample #1 Date, Result 05/09/17 7.4 05/09/17 0.0077 05/09/17 0.00000 05/09/17 0.0019 05/09/17 0.00830
Sample #2 Date, Result 05/31/17 7.1 05/31/17 0.0099 05/31/17 0.0041 05/31/17 0.00000
Sample #3 Date, Result


Minimum 7.1 Minimum 0.0077 Minimum 0.0000 Minimum 0.0019 Minimum 0.0000
Maximum 7.4 Maximum 0.0099 Maximum 0.0000 Maximum 0.0041 Maximum 0.0083
Average 7.3 Average 0.0088 Average 0.0000 Average 0.0030 Average 0.0042


Sample #1 Date, Result 05/09/17 0.01700 05/09/17 0.00300 05/09/17 0.00000 05/09/17 0.00000 05/09/17 0.0120
Sample #2 Date, Result 05/31/17 0.05600 05/31/17 0.00690 05/31/17 0.00000 05/31/17 0.0810
Sample #3 Date, Result


Minimum 0.0170 Minimum 0.0030 Minimum 0.0000 Minimum 0.0000 Minimum 0.0120
Maximum 0.0560 Maximum 0.0069 Maximum 0.0000 Maximum 0.0000 Maximum 0.0810
Average 0.0365 Average 0.0050 Average 0.0000 Average 0.0000 Average 0.0465


Sample #1 Date, Result 05/09/17 0.0000 05/09/17 0.000 05/09/17 0.87 05/09/17 0.00006 05/09/17 4.70
Sample #2 Date, Result 05/31/17 1.00 05/31/17 0.00062 05/31/17 46.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.8700 Minimum 0.0001 Minimum 4.7000
Maximum 0.0000 Maximum 0.0000 Maximum 1.0000 Maximum 0.0006 Maximum 46.0000
Average 0.0000 Average 0.0000 Average 0.9350 Average 0.0003 Average 25.3500


Sample #1 Date, Result 05/09/17 0.2200 05/09/17 0.0200 05/09/17 0.0007 05/09/17 0.0078 05/09/17 2.2000
Sample #2 Date, Result 05/31/17 0.4400 05/31/17 0.0500 05/31/17 0.0013 05/31/17 0.1500 05/31/17 0.0000
Sample #3 Date, Result


Minimum 0.2200 Minimum 0.0200 Minimum 0.0007 Minimum 0.0078 Minimum 0.0000
Maximum 0.4400 Maximum 0.0500 Maximum 0.0013 Maximum 0.1500 Maximum 2.2000
Average 0.3300 Average 0.0350 Average 0.0010 Average 0.0789 Average 1.1000


Sample #1 Date, Result 05/09/17 0.1100 05/09/17 440.000 05/09/17 28.00 05/09/17 350.00
Sample #2 Date, Result 05/31/17 0.0200 05/31/17 540.000 05/31/17 630.00
Sample #3 Date, Result


Minimum 0.0200 Minimum 440.000 Minimum 28.00 Minimum 350.00
Maximum 0.1100 Maximum 540.000 Maximum 28.00 Maximum 630.00
Average 0.0650 Average 490.000 Average 28.00 Average 490.00


Sample #1 Date, Result 05/09/17 1,800.00 05/09/17 19.00
Sample #2 Date, Result 05/31/17 1,100.00 05/31/17 210.00
Sample #3 Date, Result


Minimum Minimum Minimum 19.00
Maximum Maximum Maximum 210.00
Average Average Average 114.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2017 to May 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2017 to May 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0088 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0010 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0030 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0042 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000341 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0050 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0465 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jun 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 06/02/17 7.0 06/12/17 0.0070 06/02/17 0.0120 06/02/17 0.00310
Sample #2 Date, Result 06/12/17 7.1 06/28/17 0.0085 06/12/17 0.0012 06/12/17 0.00000
Sample #3 Date, Result 06/28/17 7.0 06/28/17 0.0010 06/28/17 0.00000


Minimum 7.0 Minimum 0.0070 Minimum Minimum 0.0010 Minimum 0.0000
Maximum 7.1 Maximum 0.0085 Maximum Maximum 0.0120 Maximum 0.0031
Average 7.0 Average 0.0078 Average Average 0.0047 Average 0.0010


Sample #1 Date, Result 06/02/17 0.05700 06/12/17 0.00490 06/12/17 0.00000 06/02/17 0.1000
Sample #2 Date, Result 06/12/17 0.02700 06/28/17 0.00240 06/28/17 0.00000 06/12/17 0.0260
Sample #3 Date, Result 06/28/17 0.01200 06/28/17 0.0200


Minimum 0.0120 Minimum 0.0024 Minimum Minimum 0.0000 Minimum 0.0200
Maximum 0.0570 Maximum 0.0049 Maximum Maximum 0.0000 Maximum 0.1000
Average 0.0320 Average 0.0037 Average Average 0.0000 Average 0.0487


Sample #1 Date, Result 06/02/17 0.0000 06/02/17 0.000 06/12/17 0.93 06/12/17 0.00000 06/12/17 31.00
Sample #2 Date, Result 06/28/17 0.83 06/28/17 0.00016 06/28/17 13.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.8300 Minimum 0.0000 Minimum 13.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.9300 Maximum 0.0002 Maximum 31.0000
Average 0.0000 Average 0.0000 Average 0.8800 Average 0.0001 Average 22.0000


Sample #1 Date, Result 06/12/17 0.1200 06/12/17 0.0500 06/02/17 0.0014 06/12/17 0.2110 06/12/17 0.0000
Sample #2 Date, Result 06/28/17 0.1500 06/28/17 0.1300 06/12/17 0.0010 06/28/17 0.1230 06/28/17 0.0000
Sample #3 Date, Result 06/28/17 0.0006


Minimum 0.1200 Minimum 0.0500 Minimum 0.0006 Minimum 0.1230 Minimum 0.0000
Maximum 0.1500 Maximum 0.1300 Maximum 0.0014 Maximum 0.2110 Maximum 0.0000
Average 0.1350 Average 0.0900 Average 0.0010 Average 0.1670 Average 0.0000


Sample #1 Date, Result 06/12/17 0.0300 06/02/17 0.01 06/12/17 450.000 06/12/17 300.00
Sample #2 Date, Result 06/28/17 0.0100 06/28/17 380.000 06/28/17 310.00
Sample #3 Date, Result


Minimum 0.0100 0.0060 Minimum 380.000 Minimum Minimum 300.00
Maximum 0.0300 0.0060 Maximum 450.000 Maximum Maximum 310.00
Average 0.0200 0.0060 Average 415.000 Average Average 305.00


Sample #1 Date, Result 06/12/17 910.00 06/12/17 12.00
Sample #2 Date, Result 06/28/17 930.00 06/28/17 42.00
Sample #3 Date, Result


Minimum Minimum Minimum 12.00
Maximum Maximum Maximum 42.00
Average Average Average 27.00


Safety Kleen Systems


Pretreatment Monitoring Report
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2017 to Jun 30, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 06/02/17 0.0020 06/02/17 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 0.0020 Minimum Minimum Minimum 0.0000
Maximum Maximum 0.0020 Maximum Maximum Maximum 0.0000
Average Average 0.0020 Average Average Average 0.0000


Sample #1 Date, Result 06/02/17 0.0000 06/02/17 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum
Average Average Average 0.0000 Average 0.0000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2017 to Jun 30, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0078 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0010 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0020 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0047 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0010 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000080 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0037 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0060 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0487 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.0000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.0000 0


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.0000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Jul 31, 2017


Sample #1 Date, Result 07/12/17 6.9 07/12/17 0.0056 07/12/17 0.00000 07/12/17 0.0000 07/12/17 0.00000
Sample #2 Date, Result 07/17/17 7.0 07/17/17 0.0051 07/17/17 0.0012 07/17/17 0.00000
Sample #3 Date, Result


Minimum 6.9 Minimum 0.0051 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 7.0 Maximum 0.0056 Maximum 0.0000 Maximum 0.0012 Maximum 0.0000
Average 7.0 Average 0.0054 Average 0.0000 Average 0.0006 Average 0.0000


Sample #1 Date, Result 07/17/17 0.00990 07/12/17 0.00410 07/12/17 0.00000 07/12/17 0.00000 07/12/17 0.0300
Sample #2 Date, Result 07/17/17 0.00320 07/17/17 0.00000 07/17/17 0.0150
Sample #3 Date, Result


Minimum 0.0099 Minimum 0.0032 Minimum 0.0000 Minimum 0.0000 Minimum 0.0150
Maximum 0.0099 Maximum 0.0041 Maximum 0.0000 Maximum 0.0000 Maximum 0.0300
Average 0.0099 Average 0.0037 Average 0.0000 Average 0.0000 Average 0.0225


Sample #1 Date, Result 07/12/17 0.98 07/12/17 0.00009 07/12/17 21.00
Sample #2 Date, Result 07/17/17 0.27 07/17/17 0.00005 07/17/17 29.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.2700 Minimum 0.0001 Minimum 21.0000
Maximum Maximum Maximum 0.9800 Maximum 0.0001 Maximum 29.0000
Average Average Average 0.6250 Average 0.0001 Average 25.0000


Sample #1 Date, Result 07/12/17 0.1600 07/12/17 0.0300 07/12/17 0.0005 07/12/17 0.1460 07/12/17 0.0000
Sample #2 Date, Result 07/17/17 0.1500 07/17/17 0.0800 07/17/17 0.0007 07/17/17 0.0221 07/17/17 1.7000
Sample #3 Date, Result


Minimum 0.1500 Minimum 0.0300 Minimum 0.0005 Minimum 0.0221 Minimum 0.0000
Maximum 0.1600 Maximum 0.0800 Maximum 0.0007 Maximum 0.1460 Maximum 1.7000
Average 0.1550 Average 0.0550 Average 0.0006 Average 0.0841 Average 0.8500


Sample #1 Date, Result 07/17/17 0.0700 07/12/17 390.000 07/12/17 320.00
Sample #2 Date, Result 07/17/17 350.000 07/17/17 310.00
Sample #3 Date, Result


Minimum 0.0700 Minimum 350.000 Minimum Minimum 310.00
Maximum 0.0700 Maximum 390.000 Maximum Maximum 320.00
Average 0.0700 Average 370.000 Average Average 315.00


Sample #1 Date, Result 07/12/17 510.00 07/12/17 45.00
Sample #2 Date, Result 07/17/17 760.00 07/17/17 39.00
Sample #3 Date, Result


Minimum Minimum Minimum 39.00
Maximum Maximum Maximum 45.00
Average Average Average 42.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Jul 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Jul 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0054 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0006 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0006 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000072 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0037 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0225 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Aug 01, 2017 to Aug 31, 2017


Sample #1 Date, Result 08/08/17 7.3 08/08/17 0.0000 08/08/17 0.0000 08/08/17 0.00000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.3 Minimum 0.0000 Minimum Minimum 0.0000 Minimum 0.0000
Maximum 7.3 Maximum 0.0000 Maximum Maximum 0.0000 Maximum 0.0000
Average 7.3 Average 0.0000 Average Average 0.0000 Average 0.0000


Sample #1 Date, Result 08/08/17 0.01400 08/08/17 0.00530 08/08/17 0.00000 08/08/17 0.0230
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0140 Minimum 0.0053 Minimum Minimum 0.0000 Minimum 0.0230
Maximum 0.0140 Maximum 0.0053 Maximum Maximum 0.0000 Maximum 0.0230
Average 0.0140 Average 0.0053 Average Average 0.0000 Average 0.0230


Sample #1 Date, Result 08/08/17 1.10 08/08/17 0.00000 08/08/17 26.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 1.1000 Minimum 0.0000 Minimum 26.0000
Maximum Maximum Maximum 1.1000 Maximum 0.0000 Maximum 26.0000
Average Average Average 1.1000 Average 0.0000 Average 26.0000


Sample #1 Date, Result 08/08/17 0.1600 08/08/17 0.1400 08/08/17 0.0000 08/08/17 0.1880 08/08/17 2.3000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.1600 Minimum 0.1400 Minimum 0.0000 Minimum 0.1880 Minimum 2.3000
Maximum 0.1600 Maximum 0.1400 Maximum 0.0000 Maximum 0.1880 Maximum 2.3000
Average 0.1600 Average 0.1400 Average 0.0000 Average 0.1880 Average 2.3000


Sample #1 Date, Result 08/08/17 0.0400 08/08/17 16.000 08/08/17 360.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0400 Minimum 16.000 Minimum Minimum 360.00
Maximum 0.0400 Maximum 16.000 Maximum Maximum 360.00
Average 0.0400 Average 16.000 Average Average 360.00


Sample #1 Date, Result 08/08/17 960.00 08/08/17 35.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 35.00
Maximum Maximum Maximum 35.00
Average Average Average 35.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2017 to Aug 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2017 to Aug 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0000 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0053 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0230 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Sep 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 09/11/17 7.2 09/11/17 0.0037 09/11/17 0.0310 09/11/17 0.00000
Sample #2 Date, Result 09/26/17 8.2 09/26/17 0.0057 09/26/17 0.0013 09/26/17 0.00000
Sample #3 Date, Result


Minimum 7.2 Minimum 0.0037 Minimum Minimum 0.0013 Minimum 0.0000
Maximum 8.2 Maximum 0.0057 Maximum Maximum 0.0310 Maximum 0.0000
Average 7.7 Average 0.0047 Average Average 0.0162 Average 0.0000


Sample #1 Date, Result 09/11/17 0.02800 09/11/17 0.02100 09/11/17 0.00000 09/11/17 0.0350
Sample #2 Date, Result 09/26/17 0.02700 09/26/17 0.00890 09/26/17 0.00000 09/26/17 0.0260
Sample #3 Date, Result


Minimum 0.0270 Minimum 0.0089 Minimum Minimum 0.0000 Minimum 0.0260
Maximum 0.0280 Maximum 0.0210 Maximum Maximum 0.0000 Maximum 0.0350
Average 0.0275 Average 0.0150 Average Average 0.0000 Average 0.0305


Sample #1 Date, Result 09/11/17 1.80 09/11/17 0.00005 09/11/17 16.00
Sample #2 Date, Result 09/26/17 2.30 09/26/17 0.00000 09/26/17 26.00
Sample #3 Date, Result


Minimum Minimum Minimum 1.8000 Minimum 0.0000 Minimum 16.0000
Maximum Maximum Maximum 2.3000 Maximum 0.0000 Maximum 26.0000
Average Average Average 2.0500 Average 0.0000 Average 21.0000


Sample #1 Date, Result 09/11/17 0.1500 09/11/17 0.0800 09/11/17 0.1700 09/11/17 0.0112 09/11/17 4.9000
Sample #2 Date, Result 09/26/17 0.3000 09/26/17 0.0900 09/26/17 0.0006 09/26/17 0.0339 09/26/17 3.8000
Sample #3 Date, Result


Minimum 0.1500 Minimum 0.0800 Minimum 0.0006 Minimum 0.0112 Minimum 3.8000
Maximum 0.3000 Maximum 0.0900 Maximum 0.1700 Maximum 0.0339 Maximum 4.9000
Average 0.2250 Average 0.0850 Average 0.0853 Average 0.0226 Average 4.3500


Sample #1 Date, Result 09/11/17 1.5600 09/11/17 480.000 09/11/17 4.90 09/11/17 320.00
Sample #2 Date, Result 09/26/17 380.000 09/26/17 500.00
Sample #3 Date, Result


Minimum 1.5600 Minimum 380.000 Minimum 4.90 Minimum 320.00
Maximum 1.5600 Maximum 480.000 Maximum 4.90 Maximum 500.00
Average 1.5600 Average 430.000 Average 4.90 Average 410.00


Sample #1 Date, Result 09/11/17 1,500.00 09/11/17 120.00
Sample #2 Date, Result 09/26/17 1,500.00 09/26/17 16.00
Sample #3 Date, Result


Minimum Minimum Minimum 16.00
Maximum Maximum Maximum 120.00
Average Average Average 68.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2017 to Sep 30, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2017 to Sep 30, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0047 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0853 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0162 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000023 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0150 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0305 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Oct 31, 2017


Sample #1 Date, Result 10/09/17 6.2 10/09/17 0.0071 10/09/17 0.0190 10/09/17 0.00000
Sample #2 Date, Result 10/26/17 5.6 10/26/17 0.0000 10/26/17 0.0300 10/26/17 0.00000
Sample #3 Date, Result


Minimum 5.6 Minimum 0.0000 Minimum Minimum 0.0190 Minimum 0.0000
Maximum 6.2 Maximum 0.0071 Maximum Maximum 0.0300 Maximum 0.0000
Average 5.9 Average 0.0036 Average Average 0.0245 Average 0.0000


Sample #1 Date, Result 10/09/17 0.01700 10/09/17 0.01700 10/09/17 0.00000 10/09/17 0.0390
Sample #2 Date, Result 10/26/17 0.01800 10/26/17 0.02400 10/26/17 0.00000 10/26/17 0.0110
Sample #3 Date, Result


Minimum 0.0170 Minimum 0.0170 Minimum Minimum 0.0000 Minimum 0.0110
Maximum 0.0180 Maximum 0.0240 Maximum Maximum 0.0000 Maximum 0.0390
Average 0.0175 Average 0.0205 Average Average 0.0000 Average 0.0250


Sample #1 Date, Result 10/09/17 0.55 10/09/17 0.00000 10/09/17 25.00
Sample #2 Date, Result 10/26/17 0.68 10/26/17 0.00002 10/26/17 12.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.5500 Minimum 0.0000 Minimum 12.0000
Maximum Maximum Maximum 0.6800 Maximum 0.0000 Maximum 25.0000
Average Average Average 0.6150 Average 0.0000 Average 18.5000


Sample #1 Date, Result 10/09/17 0.1100 10/09/17 0.7200 10/09/17 0.0930 10/09/17 0.0430 10/09/17 0.0000
Sample #2 Date, Result 10/26/17 0.0700 10/26/17 0.0900 10/26/17 0.1700 10/26/17 0.0160 10/26/17 2.3000
Sample #3 Date, Result


Minimum 0.0700 Minimum 0.0900 Minimum 0.0930 Minimum 0.0160 Minimum 0.0000
Maximum 0.1100 Maximum 0.7200 Maximum 0.1700 Maximum 0.0430 Maximum 2.3000
Average 0.0900 Average 0.4050 Average 0.1315 Average 0.0295 Average 1.1500


Sample #1 Date, Result 10/09/17 1.5000 10/09/17 320.000 10/09/17 960.00
Sample #2 Date, Result 10/26/17 0.2300 10/26/17 410.000 10/26/17 560.00
Sample #3 Date, Result


Minimum 0.2300 Minimum 320.000 Minimum Minimum 560.00
Maximum 1.5000 Maximum 410.000 Maximum Maximum 960.00
Average 0.8650 Average 365.000 Average Average 760.00


Sample #1 Date, Result 10/09/17 770.00 10/09/17 82.00
Sample #2 Date, Result 10/26/17 760.00 10/26/17 120.00
Sample #3 Date, Result


Minimum Minimum Minimum 82.00
Maximum Maximum Maximum 120.00
Average Average Average 101.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Oct 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Oct 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0036 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.1315 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0245 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000011 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0205 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0250 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Nov 01, 2017 to Nov 30, 2017


Sample #1 Date, Result 11/02/17 7.2 11/02/17 0.0052 11/02/17 0.00000 11/02/17 0.0018 11/02/17 0.00000
Sample #2 Date, Result 11/29/17 7.1 11/29/17 0.0090 11/29/17 0.0029 11/29/17 0.00000
Sample #3 Date, Result


Minimum 7.1 Minimum 0.0052 Minimum 0.0000 Minimum 0.0018 Minimum 0.0000
Maximum 7.2 Maximum 0.0090 Maximum 0.0000 Maximum 0.0029 Maximum 0.0000
Average 7.2 Average 0.0071 Average 0.0000 Average 0.0024 Average 0.0000


Sample #1 Date, Result 11/02/17 0.00330 11/02/17 0.00640 11/02/17 0.00000 11/02/17 0.00000 11/02/17 0.0210
Sample #2 Date, Result 11/29/17 0.01600 11/29/17 0.00400 11/29/17 0.00000 11/29/17 0.0087
Sample #3 Date, Result


Minimum 0.0033 Minimum 0.0040 Minimum 0.0000 Minimum 0.0000 Minimum 0.0087
Maximum 0.0160 Maximum 0.0064 Maximum 0.0000 Maximum 0.0000 Maximum 0.0210
Average 0.0097 Average 0.0052 Average 0.0000 Average 0.0000 Average 0.0149


Sample #1 Date, Result 11/02/17 0.0000 11/02/17 0.000 11/02/17 0.51 11/02/17 0.00012 11/02/17 20.00
Sample #2 Date, Result 11/29/17 0.63 11/29/17 0.00000 11/29/17 16.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.5100 Minimum 0.0000 Minimum 16.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.6300 Maximum 0.0001 Maximum 20.0000
Average 0.0000 Average 0.0000 Average 0.5700 Average 0.0001 Average 18.0000


Sample #1 Date, Result 11/02/17 0.4600 11/02/17 0.3800 11/02/17 0.0000 11/02/17 0.1920 11/02/17 1.7000
Sample #2 Date, Result 11/29/17 0.4800 11/29/17 4.9000 11/29/17 0.0007 11/29/17 0.2420 11/29/17 2.2000
Sample #3 Date, Result


Minimum 0.4600 Minimum 0.3800 Minimum 0.0000 Minimum 0.1920 Minimum 1.7000
Maximum 0.4800 Maximum 4.9000 Maximum 0.0007 Maximum 0.2420 Maximum 2.2000
Average 0.4700 Average 2.6400 Average 0.0004 Average 0.2170 Average 1.9500


Sample #1 Date, Result 11/02/17 0.2400 11/02/17 300.000 11/02/17 130.00 11/02/17 820.00
Sample #2 Date, Result 11/29/17 0.2000 11/29/17 340.000 11/29/17 1,200.00
Sample #3 Date, Result


Minimum 0.2000 Minimum 300.000 Minimum 130.00 Minimum 820.00
Maximum 0.2400 Maximum 340.000 Maximum 130.00 Maximum 1,200.00
Average 0.2200 Average 320.000 Average 130.00 Average 1,010.00


Sample #1 Date, Result 11/02/17 660.00 11/02/17 210.00
Sample #2 Date, Result 11/29/17 1,000.00 11/29/17 88.00
Sample #3 Date, Result


Minimum Minimum Minimum 88.00
Maximum Maximum Maximum 210.00
Average Average Average 149.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2017 to Nov 30, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2017 to Nov 30, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0071 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0004 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0024 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000060 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0052 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0149 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 1 1 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Dec 01, 2017 to Dec 31, 2017


Sample #1 Date, Result 12/11/17 7.8 12/26/17 0.0000 12/11/17 0.0027 12/11/17 0.00000
Sample #2 Date, Result 12/26/17 7.6 12/26/17 0.0130 12/26/17 0.00430
Sample #3 Date, Result


Minimum 7.6 Minimum 0.0000 Minimum Minimum 0.0027 Minimum 0.0000
Maximum 7.8 Maximum 0.0000 Maximum Maximum 0.0130 Maximum 0.0043
Average 7.7 Average 0.0000 Average Average 0.0079 Average 0.0022


Sample #1 Date, Result 12/26/17 0.11000 12/26/17 0.01900 12/26/17 0.00000 12/11/17 0.0090
Sample #2 Date, Result 12/26/17 0.0510
Sample #3 Date, Result


Minimum 0.1100 Minimum 0.0190 Minimum Minimum 0.0000 Minimum 0.0090
Maximum 0.1100 Maximum 0.0190 Maximum Maximum 0.0000 Maximum 0.0510
Average 0.1100 Average 0.0190 Average Average 0.0000 Average 0.0300


Sample #1 Date, Result 12/11/17 0.0000 12/11/17 0.000 12/26/17 2.10 12/26/17 0.00005 12/26/17 33.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 2.1000 Minimum 0.0001 Minimum 33.0000
Maximum 0.0000 Maximum 0.0000 Maximum 2.1000 Maximum 0.0001 Maximum 33.0000
Average 0.0000 Average 0.0000 Average 2.1000 Average 0.0001 Average 33.0000


Sample #1 Date, Result 12/26/17 1.8000 12/26/17 0.1300 12/11/17 0.0000 12/26/17 0.1160 12/26/17 7.8000
Sample #2 Date, Result 12/26/17 0.0380
Sample #3 Date, Result


Minimum 1.8000 Minimum 0.1300 Minimum 0.0000 Minimum 0.1160 Minimum 7.8000
Maximum 1.8000 Maximum 0.1300 Maximum 0.0380 Maximum 0.1160 Maximum 7.8000
Average 1.8000 Average 0.1300 Average 0.0190 Average 0.1160 Average 7.8000


Sample #1 Date, Result 12/11/17 0.2000 12/26/17 540.000 12/26/17 550.00
Sample #2 Date, Result 12/26/17 0.1300
Sample #3 Date, Result


Minimum 0.1300 Minimum 540.000 Minimum Minimum 550.00
Maximum 0.2000 Maximum 540.000 Maximum Maximum 550.00
Average 0.1650 Average 540.000 Average Average 550.00


Sample #1 Date, Result 12/26/17 1,200.00 12/26/17 100.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 100.00
Maximum Maximum Maximum 100.00
Average Average Average 100.00
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2017 to Dec 31, 2017


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2017 to Dec 31, 2017


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0000 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0190 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0079 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0022 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000052 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0190 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0300 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2018 to Jan 31, 2018


Sample #1 Date, Result 01/08/18 7.7 01/08/18 0.0085 01/08/18 0.0012 01/08/18 0.00000
Sample #2 Date, Result 01/25/18 6.4 01/25/18 0.0037 01/25/18 0.0180 01/25/18 0.00000
Sample #3 Date, Result


Minimum 6.4 Minimum 0.0037 Minimum Minimum 0.0012 Minimum 0.0000
Maximum 7.7 Maximum 0.0085 Maximum Maximum 0.0180 Maximum 0.0000
Average 7.1 Average 0.0061 Average Average 0.0096 Average 0.0000


Sample #1 Date, Result 01/08/18 0.05800 01/08/18 0.00860 01/08/18 0.00000 01/08/18 0.0620
Sample #2 Date, Result 01/25/18 0.01800 01/25/18 0.01800 01/25/18 0.00000 01/25/18 0.0280
Sample #3 Date, Result


Minimum 0.0180 Minimum 0.0086 Minimum Minimum 0.0000 Minimum 0.0280
Maximum 0.0580 Maximum 0.0180 Maximum Maximum 0.0000 Maximum 0.0620
Average 0.0380 Average 0.0133 Average Average 0.0000 Average 0.0450


Sample #1 Date, Result 01/08/18 1.10 01/08/18 0.00026 01/08/18 29.00
Sample #2 Date, Result 01/25/18 0.63 01/25/18 0.00003 01/25/18 50.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.6300 Minimum 0.0000 Minimum 29.0000
Maximum Maximum Maximum 1.1000 Maximum 0.0003 Maximum 50.0000
Average Average Average 0.8650 Average 0.0001 Average 39.5000


Sample #1 Date, Result 01/08/18 0.2500 01/08/18 0.0400 01/08/18 0.0000 01/08/18 0.1440 01/08/18 1.5000
Sample #2 Date, Result 01/25/18 0.3400 01/25/18 0.0900 01/25/18 0.0400 01/25/18 0.0266 01/25/18 0.0000
Sample #3 Date, Result


Minimum 0.2500 Minimum 0.0400 Minimum 0.0000 Minimum 0.0266 Minimum 0.0000
Maximum 0.3400 Maximum 0.0900 Maximum 0.0400 Maximum 0.1440 Maximum 1.5000
Average 0.2950 Average 0.0650 Average 0.0200 Average 0.0853 Average 0.7500


Sample #1 Date, Result 01/08/18 0.1000 01/08/18 270.000 01/08/18 420.00
Sample #2 Date, Result 01/25/18 0.0500 01/25/18 410.000 01/25/18 480.00
Sample #3 Date, Result


Minimum 0.0500 Minimum 270.000 Minimum Minimum 420.00
Maximum 0.1000 Maximum 410.000 Maximum Maximum 480.00
Average 0.0750 Average 340.000 Average Average 450.00


Sample #1 Date, Result 01/08/18 850.00 01/08/18 73.00
Sample #2 Date, Result 01/25/18 640.00 01/25/18 120.00
Sample #3 Date, Result


Minimum Minimum Minimum 73.00
Maximum Maximum Maximum 120.00
Average Average Average 96.50
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Jan 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Jan 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0061 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0200 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0096 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000146 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0133 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0450 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Feb 01, 2018 to Feb 28, 2018


Sample #1 Date, Result 02/06/18 6.7 02/06/18 0.0075 02/06/18 0.0120 02/06/18 0.00000
Sample #2 Date, Result 02/26/18 7.5 02/26/18 0.0000 02/26/18 0.0019 02/26/18 0.00000
Sample #3 Date, Result


Minimum 6.7 Minimum 0.0000 Minimum Minimum 0.0019 Minimum 0.0000
Maximum 7.5 Maximum 0.0075 Maximum Maximum 0.0120 Maximum 0.0000
Average 7.1 Average 0.0038 Average Average 0.0070 Average 0.0000


Sample #1 Date, Result 02/06/18 0.01200 02/06/18 0.00960 02/06/18 0.00000 02/06/18 0.0220
Sample #2 Date, Result 02/26/18 0.01900 02/26/18 0.00560 02/26/18 0.00000 02/26/18 0.0066
Sample #3 Date, Result


Minimum 0.0120 Minimum 0.0056 Minimum Minimum 0.0000 Minimum 0.0066
Maximum 0.0190 Maximum 0.0096 Maximum Maximum 0.0000 Maximum 0.0220
Average 0.0155 Average 0.0076 Average Average 0.0000 Average 0.0143


Sample #1 Date, Result 02/06/18 0.36 02/06/18 0.00008 02/06/18 54.00
Sample #2 Date, Result 02/26/18 0.40 02/26/18 0.00000 02/26/18 62.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.3600 Minimum 0.0000 Minimum 54.0000
Maximum Maximum Maximum 0.4000 Maximum 0.0001 Maximum 62.0000
Average Average Average 0.3800 Average 0.0000 Average 58.0000


Sample #1 Date, Result 02/06/18 0.2400 02/06/18 0.1000 02/06/18 0.0290 02/06/18 0.2470 02/06/18 2.1000
Sample #2 Date, Result 02/26/18 0.1700 02/26/18 0.0500 02/26/18 0.0019 02/26/18 0.0503 02/26/18 0.0000
Sample #3 Date, Result


Minimum 0.1700 Minimum 0.0500 Minimum 0.0019 Minimum 0.0503 Minimum 0.0000
Maximum 0.2400 Maximum 0.1000 Maximum 0.0290 Maximum 0.2470 Maximum 2.1000
Average 0.2050 Average 0.0750 Average 0.0155 Average 0.1487 Average 1.0500


Sample #1 Date, Result 02/06/18 0.0000 02/06/18 380.000 02/06/18 560.00
Sample #2 Date, Result 02/26/18 0.0900 02/26/18 320.000 02/26/18 420.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 320.000 Minimum Minimum 420.00
Maximum 0.0900 Maximum 380.000 Maximum Maximum 560.00
Average 0.0450 Average 350.000 Average Average 490.00


Sample #1 Date, Result 02/06/18 590.00 02/06/18 83.00
Sample #2 Date, Result 02/26/18 550.00 02/26/18 22.00
Sample #3 Date, Result


Minimum Minimum Minimum 22.00
Maximum Maximum Maximum 83.00
Average Average Average 52.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2018 to Feb 28, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2018 to Feb 28, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0038 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0155 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0070 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000042 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0076 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0143 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Mar 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 03/13/18 7.1 03/13/18 0.0000 03/27/18 0.00050 03/13/18 0.0100 03/13/18 0.00000
Sample #2 Date, Result 03/27/18 6.3 03/27/18 0.0064 03/27/18 0.0048 03/27/18 0.00000
Sample #3 Date, Result


Minimum 6.3 Minimum 0.0000 Minimum 0.0005 Minimum 0.0048 Minimum 0.0000
Maximum 7.1 Maximum 0.0064 Maximum 0.0005 Maximum 0.0100 Maximum 0.0000
Average 6.7 Average 0.0032 Average 0.0005 Average 0.0074 Average 0.0000


Sample #1 Date, Result 03/13/18 0.00700 03/13/18 0.00840 03/27/18 0.00000 03/13/18 0.00000 03/13/18 0.0430
Sample #2 Date, Result 03/27/18 0.01100 03/27/18 0.01000 03/27/18 0.00000 03/27/18 0.0190
Sample #3 Date, Result


Minimum 0.0070 Minimum 0.0084 Minimum 0.0000 Minimum 0.0000 Minimum 0.0190
Maximum 0.0110 Maximum 0.0100 Maximum 0.0000 Maximum 0.0000 Maximum 0.0430
Average 0.0090 Average 0.0092 Average 0.0000 Average 0.0000 Average 0.0310


Sample #1 Date, Result 03/27/18 0.0000 03/27/18 0.000 03/13/18 0.19 03/13/18 0.00000 03/13/18 46.00
Sample #2 Date, Result 03/27/18 0.24 03/27/18 0.00004 03/27/18 34.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.1900 Minimum 0.0000 Minimum 34.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.2400 Maximum 0.0000 Maximum 46.0000
Average 0.0000 Average 0.0000 Average 0.2150 Average 0.0000 Average 40.0000


Sample #1 Date, Result 03/13/18 0.1500 03/13/18 0.0500 03/13/18 0.0290 03/13/18 0.0175 03/13/18 2.5000
Sample #2 Date, Result 03/27/18 0.2500 03/27/18 0.1000 03/27/18 0.0170 03/27/18 0.0418 03/27/18 0.0000
Sample #3 Date, Result


Minimum 0.1500 Minimum 0.0500 Minimum 0.0170 Minimum 0.0175 Minimum 0.0000
Maximum 0.2500 Maximum 0.1000 Maximum 0.0290 Maximum 0.0418 Maximum 2.5000
Average 0.2000 Average 0.0750 Average 0.0230 Average 0.0297 Average 1.2500


Sample #1 Date, Result 03/13/18 0.0000 03/13/18 350.000 03/27/18 9.60 03/13/18 410.00
Sample #2 Date, Result 03/27/18 0.3400 03/27/18 300.000 03/27/18 350.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 300.000 Minimum 9.60 Minimum 350.00
Maximum 0.3400 Maximum 350.000 Maximum 9.60 Maximum 410.00
Average 0.1700 Average 325.000 Average 9.60 Average 380.00


Sample #1 Date, Result 03/13/18 480.00 03/13/18 51.00
Sample #2 Date, Result 03/27/18 400.00 03/27/18 96.00
Sample #3 Date, Result


Minimum Minimum Minimum 51.00
Maximum Maximum Maximum 96.00
Average Average Average 73.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2018 to Mar 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2018 to Mar 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0032 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0005 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0230 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0074 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000019 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0092 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0310 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Apr 30, 2018


Sample #1 Date, Result 04/10/18 6.8 04/10/18 0.0000 04/23/18 0.00080 04/10/18 0.0000 04/10/18 0.00000
Sample #2 Date, Result 04/23/18 5.7 04/23/18 0.0064 04/23/18 0.0049 04/23/18 0.00000
Sample #3 Date, Result


Minimum 5.7 Minimum 0.0000 Minimum 0.0008 Minimum 0.0000 Minimum 0.0000
Maximum 6.8 Maximum 0.0064 Maximum 0.0008 Maximum 0.0049 Maximum 0.0000
Average 6.3 Average 0.0032 Average 0.0008 Average 0.0025 Average 0.0000


Sample #1 Date, Result 04/10/18 0.01600 04/10/18 0.01000 04/23/18 0.00000 04/10/18 0.00000 04/10/18 0.0300
Sample #2 Date, Result 04/23/18 0.01400 04/23/18 0.01600 04/23/18 0.00000 04/23/18 0.0380
Sample #3 Date, Result


Minimum 0.0140 Minimum 0.0100 Minimum 0.0000 Minimum 0.0000 Minimum 0.0300
Maximum 0.0160 Maximum 0.0160 Maximum 0.0000 Maximum 0.0000 Maximum 0.0380
Average 0.0150 Average 0.0130 Average 0.0000 Average 0.0000 Average 0.0340


Sample #1 Date, Result 04/10/18 0.31 04/10/18 0.00000 04/10/18 52.00
Sample #2 Date, Result 04/23/18 0.28 04/23/18 0.00000 04/23/18 49.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.2800 Minimum 0.0000 Minimum 49.0000
Maximum Maximum Maximum 0.3100 Maximum 0.0000 Maximum 52.0000
Average Average Average 0.2950 Average 0.0000 Average 50.5000


Sample #1 Date, Result 04/10/18 0.1800 04/10/18 0.0600 04/10/18 0.0042 04/10/18 0.0253 04/10/18 1.9000
Sample #2 Date, Result 04/23/18 0.1600 04/23/18 0.1900 04/23/18 0.0033 04/23/18 0.0022 04/23/18 1.6000
Sample #3 Date, Result


Minimum 0.1600 Minimum 0.0600 Minimum 0.0033 Minimum 0.0022 Minimum 1.6000
Maximum 0.1800 Maximum 0.1900 Maximum 0.0042 Maximum 0.0253 Maximum 1.9000
Average 0.1700 Average 0.1250 Average 0.0038 Average 0.0138 Average 1.7500


Sample #1 Date, Result 04/10/18 0.4000 04/10/18 290.000 04/10/18 390.00
Sample #2 Date, Result 04/23/18 1.0500 04/23/18 270.000 04/23/18 450.00
Sample #3 Date, Result


Minimum 0.4000 Minimum 270.000 Minimum Minimum 390.00
Maximum 1.0500 Maximum 290.000 Maximum Maximum 450.00
Average 0.7250 Average 280.000 Average Average 420.00


Sample #1 Date, Result 04/10/18 420.00 04/10/18 150.00
Sample #2 Date, Result 04/23/18 410.00 04/23/18 96.00
Sample #3 Date, Result


Minimum Minimum Minimum 96.00
Maximum Maximum Maximum 150.00
Average Average Average 123.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Apr 30, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Apr 30, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0032 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0008 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0038 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0025 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0130 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0340 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







May 01, 2018 to May 31, 2018


Sample #1 Date, Result 05/07/18 6.6 05/07/18 0.0057 05/07/18 0.00080 05/07/18 0.0290 05/07/18 0.00000
Sample #2 Date, Result 05/30/18 6.3 05/30/18 0.0060 05/30/18 0.00070 05/30/18 0.0082 05/30/18 0.00000
Sample #3 Date, Result


Minimum 6.3 Minimum 0.0057 Minimum 0.0007 Minimum 0.0082 Minimum 0.0000
Maximum 6.6 Maximum 0.0060 Maximum 0.0008 Maximum 0.0290 Maximum 0.0000
Average 6.5 Average 0.0059 Average 0.0008 Average 0.0186 Average 0.0000


Sample #1 Date, Result 05/07/18 0.02300 05/07/18 0.02500 05/07/18 0.00000 05/07/18 0.00000 05/07/18 0.0930
Sample #2 Date, Result 05/30/18 0.01100 05/30/18 0.01900 05/30/18 0.00000 05/30/18 0.00000 05/30/18 0.0360
Sample #3 Date, Result


Minimum 0.0110 Minimum 0.0190 Minimum 0.0000 Minimum 0.0000 Minimum 0.0360
Maximum 0.0230 Maximum 0.0250 Maximum 0.0000 Maximum 0.0000 Maximum 0.0930
Average 0.0170 Average 0.0220 Average 0.0000 Average 0.0000 Average 0.0645


Sample #1 Date, Result 05/07/18 0.0000 05/07/18 0.000 05/07/18 0.66 05/07/18 0.00020 05/07/18 80.00
Sample #2 Date, Result 05/30/18 0.47 05/30/18 0.00021 05/30/18 26.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.4700 Minimum 0.0002 Minimum 26.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.6600 Maximum 0.0002 Maximum 80.0000
Average 0.0000 Average 0.0000 Average 0.5650 Average 0.0002 Average 53.0000


Sample #1 Date, Result 05/07/18 0.7800 05/07/18 0.5600 05/07/18 0.0380 05/07/18 0.0447 05/07/18 3.4000
Sample #2 Date, Result 05/30/18 0.2900 05/30/18 0.1000 05/30/18 0.0043 05/30/18 0.0788 05/30/18 2.3000
Sample #3 Date, Result


Minimum 0.2900 Minimum 0.1000 Minimum 0.0043 Minimum 0.0447 Minimum 2.3000
Maximum 0.7800 Maximum 0.5600 Maximum 0.0380 Maximum 0.0788 Maximum 3.4000
Average 0.5350 Average 0.3300 Average 0.0212 Average 0.0618 Average 2.8500


Sample #1 Date, Result 05/07/18 0.3300 05/07/18 330.000 05/07/18 660.00
Sample #2 Date, Result 05/30/18 1.2700 05/30/18 350.000 05/30/18 410.00
Sample #3 Date, Result


Minimum 0.3300 Minimum 330.000 Minimum Minimum 410.00
Maximum 1.2700 Maximum 350.000 Maximum Maximum 660.00
Average 0.8000 Average 340.000 Average Average 535.00


Sample #1 Date, Result 05/07/18 470.00 05/07/18 220.00
Sample #2 Date, Result 05/30/18 590.00 05/30/18 130.00
Sample #3 Date, Result


Minimum Minimum Minimum 130.00
Maximum Maximum Maximum 220.00
Average Average Average 175.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2018 to May 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2018 to May 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0059 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0008 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0212 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0186 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000205 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0220 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0645 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jun 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 06/11/18 3.1 06/11/18 0.0076 06/01/18 0.0130 06/01/18 0.00000
Sample #2 Date, Result 06/26/18 5.7 06/26/18 0.0000 06/11/18 0.0031 06/11/18 0.00000
Sample #3 Date, Result 06/26/18 0.0100 06/26/18 0.00000


Minimum 3.1 Minimum 0.0000 Minimum Minimum 0.0031 Minimum 0.0000
Maximum 5.7 Maximum 0.0076 Maximum Maximum 0.0130 Maximum 0.0000
Average 4.4 Average 0.0038 Average Average 0.0087 Average 0.0000


Sample #1 Date, Result 06/01/18 0.03600 06/11/18 0.01700 06/11/18 0.00000 06/01/18 0.0350
Sample #2 Date, Result 06/11/18 0.01800 06/26/18 0.01600 06/26/18 0.00000 06/11/18 0.0600
Sample #3 Date, Result 06/26/18 0.01300 06/26/18 0.0320


Minimum 0.0130 Minimum 0.0160 Minimum Minimum 0.0000 Minimum 0.0320
Maximum 0.0360 Maximum 0.0170 Maximum Maximum 0.0000 Maximum 0.0600
Average 0.0223 Average 0.0165 Average Average 0.0000 Average 0.0423


Sample #1 Date, Result 06/01/18 0.0000 06/01/18 0.000 06/11/18 0.75 06/26/18 0.00000 06/11/18 43.00
Sample #2 Date, Result 06/26/18 0.54 06/26/18 37.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.5400 Minimum 0.0000 Minimum 37.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.7500 Maximum 0.0000 Maximum 43.0000
Average 0.0000 Average 0.0000 Average 0.6450 Average 0.0000 Average 40.0000


Sample #1 Date, Result 06/11/18 0.4900 06/26/18 0.1400 06/01/18 0.0066 06/11/18 0.0282 06/11/18 2.3000
Sample #2 Date, Result 06/26/18 0.4600 06/11/18 0.0065 06/26/18 0.0642 06/26/18 4.4000
Sample #3 Date, Result 06/26/18 0.0130


Minimum 0.4600 Minimum 0.1400 Minimum 0.0065 Minimum 0.0282 Minimum 2.3000
Maximum 0.4900 Maximum 0.1400 Maximum 0.0130 Maximum 0.0642 Maximum 4.4000
Average 0.4750 Average 0.1400 Average 0.0087 Average 0.0462 Average 3.3500


Sample #1 Date, Result 06/11/18 0.4000 06/01/18 0.01 06/11/18 600.000 06/11/18 370.00
Sample #2 Date, Result 06/26/18 0.5300 06/26/18 320.000 06/26/18 590.00
Sample #3 Date, Result


Minimum 0.4000 0.0140 Minimum 320.000 Minimum Minimum 370.00
Maximum 0.5300 0.0140 Maximum 600.000 Maximum Maximum 590.00
Average 0.4650 0.0140 Average 460.000 Average Average 480.00


Sample #1 Date, Result 06/11/18 1,000.00 06/11/18 74.00
Sample #2 Date, Result 06/26/18 640.00 06/26/18 190.00
Sample #3 Date, Result


Minimum Minimum Minimum 74.00
Maximum Maximum Maximum 190.00
Average Average Average 132.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc
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Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2018 to Jun 30, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 06/01/18 0.0080 06/01/18 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 0.0080 Minimum Minimum Minimum 0.0000
Maximum Maximum 0.0080 Maximum Maximum Maximum 0.0000
Average Average 0.0080 Average Average Average 0.0000


Sample #1 Date, Result 06/01/18 0.0000 06/01/18 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum
Average Average Average 0.0000 Average 0.0000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2018 to Jun 30, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0038 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0087 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0080 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0087 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0165 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0140 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0423 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.0000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.0000 0


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.0000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 1
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Jul 31, 2018


Sample #1 Date, Result 07/26/18 5.1 07/26/18 0.0090 07/26/18 0.0250 07/26/18 0.00000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 5.1 Minimum 0.0090 Minimum Minimum 0.0250 Minimum 0.0000
Maximum 5.1 Maximum 0.0090 Maximum Maximum 0.0250 Maximum 0.0000
Average 5.1 Average 0.0090 Average Average 0.0250 Average 0.0000


Sample #1 Date, Result 07/26/18 0.02300 07/26/18 0.02000 07/26/18 0.00000 07/26/18 0.1200
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0230 Minimum 0.0200 Minimum Minimum 0.0000 Minimum 0.1200
Maximum 0.0230 Maximum 0.0200 Maximum Maximum 0.0000 Maximum 0.1200
Average 0.0230 Average 0.0200 Average Average 0.0000 Average 0.1200


Sample #1 Date, Result 07/26/18 0.56 07/26/18 0.00030 07/26/18 6.70
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.5600 Minimum 0.0003 Minimum 6.7000
Maximum Maximum Maximum 0.5600 Maximum 0.0003 Maximum 6.7000
Average Average Average 0.5600 Average 0.0003 Average 6.7000


Sample #1 Date, Result 07/26/18 1.2500 07/26/18 0.0800 07/26/18 0.0550 07/26/18 0.0240 07/26/18 13.8000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 1.2500 Minimum 0.0800 Minimum 0.0550 Minimum 0.0240 Minimum 13.8000
Maximum 1.2500 Maximum 0.0800 Maximum 0.0550 Maximum 0.0240 Maximum 13.8000
Average 1.2500 Average 0.0800 Average 0.0550 Average 0.0240 Average 13.8000


Sample #1 Date, Result 07/26/18 0.6700 07/26/18 310.000 07/26/18 880.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.6700 Minimum 310.000 Minimum Minimum 880.00
Maximum 0.6700 Maximum 310.000 Maximum Maximum 880.00
Average 0.6700 Average 310.000 Average Average 880.00


Sample #1 Date, Result 07/26/18 480.00 07/26/18 216.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 216.00
Maximum Maximum Maximum 216.00
Average Average Average 216.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Jul 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Jul 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0090 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0550 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0250 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000300 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0200 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1200 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Aug 01, 2018 to Aug 31, 2018


Sample #1 Date, Result 08/07/18 6.7 08/31/18 0.0071 08/31/18 0.00030 08/07/18 0.0200 08/07/18 0.00000
Sample #2 Date, Result 08/30/18 6.1 08/31/18 0.0120 08/31/18 0.00000
Sample #3 Date, Result


Minimum 6.1 Minimum 0.0071 Minimum 0.0003 Minimum 0.0120 Minimum 0.0000
Maximum 6.7 Maximum 0.0071 Maximum 0.0003 Maximum 0.0200 Maximum 0.0000
Average 6.4 Average 0.0071 Average 0.0003 Average 0.0160 Average 0.0000


Sample #1 Date, Result 08/31/18 0.01300 08/31/18 0.01800 08/31/18 0.00000 08/31/18 0.00000 08/07/18 0.1100
Sample #2 Date, Result 08/31/18 0.0520
Sample #3 Date, Result


Minimum 0.0130 Minimum 0.0180 Minimum 0.0000 Minimum 0.0000 Minimum 0.0520
Maximum 0.0130 Maximum 0.0180 Maximum 0.0000 Maximum 0.0000 Maximum 0.1100
Average 0.0130 Average 0.0180 Average 0.0000 Average 0.0000 Average 0.0810


Sample #1 Date, Result 08/07/18 0.0000 08/07/18 0.000 08/07/18 1.50 08/07/18 0.00000 08/31/18 16.00
Sample #2 Date, Result 08/31/18 0.0000 08/31/18 0.000 08/31/18 0.66 08/31/18 0.00000
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.6600 Minimum 0.0000 Minimum 16.0000
Maximum 0.0000 Maximum 0.0000 Maximum 1.5000 Maximum 0.0000 Maximum 16.0000
Average 0.0000 Average 0.0000 Average 1.0800 Average 0.0000 Average 16.0000


Sample #1 Date, Result 08/31/18 0.3900 08/31/18 0.0600 08/07/18 0.0580 08/30/18 0.0140 08/30/18 5.7000
Sample #2 Date, Result 08/31/18 0.0260
Sample #3 Date, Result


Minimum 0.3900 Minimum 0.0600 Minimum 0.0260 Minimum 0.0140 Minimum 5.7000
Maximum 0.3900 Maximum 0.0600 Maximum 0.0580 Maximum 0.0140 Maximum 5.7000
Average 0.3900 Average 0.0600 Average 0.0420 Average 0.0140 Average 5.7000


Sample #1 Date, Result 08/07/18 0.3000 08/07/18 370.000 08/07/18 15.00 08/31/18 380.00
Sample #2 Date, Result 08/30/18 0.0900 08/31/18 340.000 08/31/18 6.00
Sample #3 Date, Result


Minimum 0.0900 Minimum 340.000 Minimum 6.00 Minimum 380.00
Maximum 0.3000 Maximum 370.000 Maximum 15.00 Maximum 380.00
Average 0.1950 Average 355.000 Average 10.50 Average 380.00


Sample #1 Date, Result 08/07/18 530.00 08/07/18 140.00
Sample #2 Date, Result 08/31/18 500.00 08/31/18 7.80
Sample #3 Date, Result


Minimum Minimum Minimum 7.80
Maximum Maximum Maximum 140.00
Average Average Average 73.90


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2018 to Aug 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2018 to Aug 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0071 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0003 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0420 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0160 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0180 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0810 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Sep 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 09/13/18 6.2 09/13/18 0.0059 09/13/18 0.0150 09/13/18 0.00000
Sample #2 Date, Result 09/25/18 6.6 09/25/18 0.0000 09/25/18 0.0230 09/25/18 0.00000
Sample #3 Date, Result


Minimum 6.2 Minimum 0.0000 Minimum Minimum 0.0150 Minimum 0.0000
Maximum 6.6 Maximum 0.0059 Maximum Maximum 0.0230 Maximum 0.0000
Average 6.4 Average 0.0030 Average Average 0.0190 Average 0.0000


Sample #1 Date, Result 09/13/18 0.02200 09/13/18 0.01700 09/13/18 0.00000 09/13/18 0.0280
Sample #2 Date, Result 09/25/18 0.02700 09/25/18 0.01700 09/25/18 0.00000 09/25/18 0.0660
Sample #3 Date, Result


Minimum 0.0220 Minimum 0.0170 Minimum Minimum 0.0000 Minimum 0.0280
Maximum 0.0270 Maximum 0.0170 Maximum Maximum 0.0000 Maximum 0.0660
Average 0.0245 Average 0.0170 Average Average 0.0000 Average 0.0470


Sample #1 Date, Result 09/13/18 0.94 09/13/18 0.00010 09/13/18 5.00
Sample #2 Date, Result 09/25/18 1.20 09/25/18 0.00040 09/25/18 11.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.9400 Minimum 0.0001 Minimum 5.0000
Maximum Maximum Maximum 1.2000 Maximum 0.0004 Maximum 11.0000
Average Average Average 1.0700 Average 0.0003 Average 8.0000


Sample #1 Date, Result 09/13/18 0.2100 09/13/18 0.1300 09/13/18 0.0350 09/13/18 0.0180 09/13/18 4.9000
Sample #2 Date, Result 09/25/18 0.4000 09/25/18 0.0200 09/25/18 0.0620 09/25/18 0.0160 09/25/18 3.9000
Sample #3 Date, Result


Minimum 0.2100 Minimum 0.0200 Minimum 0.0350 Minimum 0.0160 Minimum 3.9000
Maximum 0.4000 Maximum 0.1300 Maximum 0.0620 Maximum 0.0180 Maximum 4.9000
Average 0.3050 Average 0.0750 Average 0.0485 Average 0.0170 Average 4.4000


Sample #1 Date, Result 09/13/18 0.0000 09/13/18 300.000 09/13/18 650.00
Sample #2 Date, Result 09/25/18 2.0700 09/25/18 430.000 09/25/18 430.00
Sample #3 Date, Result


Minimum 0.0000 Minimum 300.000 Minimum Minimum 430.00
Maximum 2.0700 Maximum 430.000 Maximum Maximum 650.00
Average 1.0350 Average 365.000 Average Average 540.00


Sample #1 Date, Result 09/13/18 770.00 09/13/18 22.00
Sample #2 Date, Result 09/25/18 840.00 09/25/18 150.00
Sample #3 Date, Result


Minimum Minimum Minimum 22.00
Maximum Maximum Maximum 150.00
Average Average Average 86.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2018 to Sep 30, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2018 to Sep 30, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0030 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0485 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0190 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000250 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0170 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0470 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 1 1 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Oct 31, 2018


Sample #1 Date, Result 10/11/18 6.0 10/11/18 0.0000 10/11/18 0.0110 10/11/18 0.00000
Sample #2 Date, Result 10/31/18 6.5 10/31/18 0.0065 10/31/18 0.0077 10/31/18 0.00000
Sample #3 Date, Result


Minimum 6.0 Minimum 0.0000 Minimum Minimum 0.0077 Minimum 0.0000
Maximum 6.5 Maximum 0.0065 Maximum Maximum 0.0110 Maximum 0.0000
Average 6.3 Average 0.0033 Average Average 0.0094 Average 0.0000


Sample #1 Date, Result 10/11/18 0.00000 10/11/18 0.00000 10/11/18 0.0560
Sample #2 Date, Result 10/31/18 0.00000 10/31/18 0.00000 10/31/18 0.1600
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.0560
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum 0.1600
Average Average Average 0.0000 Average 0.0000 Average 0.1080


Sample #1 Date, Result 10/11/18 0.53 10/11/18 0.00000 10/11/18 14.00
Sample #2 Date, Result 10/31/18 1.00 10/31/18 0.00020 10/31/18 23.00
Sample #3 Date, Result


Minimum Minimum Minimum 0.5300 Minimum 0.0000 Minimum 14.0000
Maximum Maximum Maximum 1.0000 Maximum 0.0002 Maximum 23.0000
Average Average Average 0.7650 Average 0.0001 Average 18.5000


Sample #1 Date, Result 10/11/18 0.2700 10/11/18 0.3400 10/11/18 0.0180 10/11/18 0.0820 10/11/18 0.0000
Sample #2 Date, Result 10/31/18 0.4200 10/31/18 0.0000 10/31/18 0.0130 10/31/18 0.1200 10/31/18 2.4000
Sample #3 Date, Result


Minimum 0.2700 Minimum 0.0000 Minimum 0.0130 Minimum 0.0820 Minimum 0.0000
Maximum 0.4200 Maximum 0.3400 Maximum 0.0180 Maximum 0.1200 Maximum 2.4000
Average 0.3450 Average 0.1700 Average 0.0155 Average 0.1010 Average 1.2000


Sample #1 Date, Result 10/11/18 0.1800 10/11/18 260.000 10/11/18 490.00
Sample #2 Date, Result 10/31/18 0.2200 10/31/18 300.000 10/31/18 530.00
Sample #3 Date, Result


Minimum 0.1800 Minimum 260.000 Minimum Minimum 490.00
Maximum 0.2200 Maximum 300.000 Maximum Maximum 530.00
Average 0.2000 Average 280.000 Average Average 510.00


Sample #1 Date, Result 10/11/18 470.00 10/11/18 134.00
Sample #2 Date, Result 10/31/18 450.00 10/31/18 93.00
Sample #3 Date, Result


Minimum Minimum Minimum 93.00
Maximum Maximum Maximum 134.00
Average Average Average 113.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Oct 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Oct 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0033 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0155 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0094 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000100 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1080 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 2 2 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Nov 01, 2018 to Nov 30, 2018


Sample #1 Date, Result 11/08/18 7.0 11/08/18 0.0094 11/08/18 0.00000 11/08/18 0.0031 11/08/18 0.00000
Sample #2 Date, Result 11/29/18 0.0000 11/29/18 0.00000
Sample #3 Date, Result


Minimum 7.0 Minimum 0.0094 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 7.0 Maximum 0.0094 Maximum 0.0000 Maximum 0.0031 Maximum 0.0000
Average 7.0 Average 0.0094 Average 0.0000 Average 0.0016 Average 0.0000


Sample #1 Date, Result 11/08/18 0.10000 11/08/18 0.00960 11/08/18 0.00000 11/08/18 0.00000 11/08/18 0.1000
Sample #2 Date, Result 11/29/18 0.06700 11/29/18 0.1500
Sample #3 Date, Result


Minimum 0.0670 Minimum 0.0096 Minimum 0.0000 Minimum 0.0000 Minimum 0.1000
Maximum 0.1000 Maximum 0.0096 Maximum 0.0000 Maximum 0.0000 Maximum 0.1500
Average 0.0835 Average 0.0096 Average 0.0000 Average 0.0000 Average 0.1250


Sample #1 Date, Result 11/08/18 0.0000 11/08/18 0.000 11/08/18 0.44 11/08/18 0.00020 11/08/18 26.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0000 Minimum 0.0000 Minimum 0.4400 Minimum 0.0002 Minimum 26.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.4400 Maximum 0.0002 Maximum 26.0000
Average 0.0000 Average 0.0000 Average 0.4400 Average 0.0002 Average 26.0000


Sample #1 Date, Result 11/08/18 0.4200 11/08/18 0.0800 11/08/18 0.0021 11/08/18 0.0810 11/08/18 2.1000
Sample #2 Date, Result 11/29/18 0.0000
Sample #3 Date, Result


Minimum 0.4200 Minimum 0.0800 Minimum 0.0000 Minimum 0.0810 Minimum 2.1000
Maximum 0.4200 Maximum 0.0800 Maximum 0.0021 Maximum 0.0810 Maximum 2.1000
Average 0.4200 Average 0.0800 Average 0.0011 Average 0.0810 Average 2.1000


Sample #1 Date, Result 11/08/18 0.0000 11/29/18 0.00 11/08/18 220.000 11/08/18 33.00 11/08/18 980.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0000 0.0000 Minimum 220.000 Minimum 33.00 Minimum 980.00
Maximum 0.0000 0.0000 Maximum 220.000 Maximum 33.00 Maximum 980.00
Average 0.0000 0.0000 Average 220.000 Average 33.00 Average 980.00


Sample #1 Date, Result 11/08/18 490.00 11/08/18 70.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 70.00
Maximum Maximum Maximum 70.00
Average Average Average 70.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2018 to Nov 30, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 11/29/18 0.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 0.0000 Minimum Minimum Minimum
Maximum Maximum 0.0000 Maximum Maximum Maximum
Average Average 0.0000 Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2018 to Nov 30, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0094 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0000 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0011 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0000 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0016 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000200 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0096 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0000 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1250 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0000 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Dec 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 12/06/18 7.6 12/06/18 0.0071 12/06/18 0.0048 12/06/18 0.00000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.6 Minimum 0.0071 Minimum Minimum 0.0048 Minimum 0.0000
Maximum 7.6 Maximum 0.0071 Maximum Maximum 0.0048 Maximum 0.0000
Average 7.6 Average 0.0071 Average Average 0.0048 Average 0.0000


Sample #1 Date, Result 12/06/18 0.00000 12/06/18 0.00000 12/06/18 0.1700
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0000 Minimum 0.0000 Minimum 0.1700
Maximum Maximum Maximum 0.0000 Maximum 0.0000 Maximum 0.1700
Average Average Average 0.0000 Average 0.0000 Average 0.1700


Sample #1 Date, Result 12/06/18 0.96 12/06/18 0.00020 12/06/18 22.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.9600 Minimum 0.0002 Minimum 22.0000
Maximum Maximum Maximum 0.9600 Maximum 0.0002 Maximum 22.0000
Average Average Average 0.9600 Average 0.0002 Average 22.0000


Sample #1 Date, Result 12/06/18 0.4100 12/06/18 0.0800 12/06/18 0.0000 12/06/18 0.0023 12/06/18 10.4000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.4100 Minimum 0.0800 Minimum 0.0000 Minimum 0.0023 Minimum 10.4000
Maximum 0.4100 Maximum 0.0800 Maximum 0.0000 Maximum 0.0023 Maximum 10.4000
Average 0.4100 Average 0.0800 Average 0.0000 Average 0.0023 Average 10.4000


Sample #1 Date, Result 12/06/18 160.000 12/06/18 630.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 160.000 Minimum Minimum 630.00
Maximum Maximum 160.000 Maximum Maximum 630.00
Average Average 160.000 Average Average 630.00


Sample #1 Date, Result 12/06/18 440.00 12/06/18 158.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 158.00
Maximum Maximum Maximum 158.00
Average Average Average 158.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2018 to Dec 31, 2018


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2018 to Dec 31, 2018


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0071 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0048 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000200 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351 0.0000 0
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1700 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 0 0 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2019 to Jan 31, 2019


Sample #1 Date, Result 01/15/19 7.5 01/15/19 0.0097 01/15/19 0.0100 01/15/19 0.00000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.5 Minimum 0.0097 Minimum Minimum 0.0100 Minimum 0.0000
Maximum 7.5 Maximum 0.0097 Maximum Maximum 0.0100 Maximum 0.0000
Average 7.5 Average 0.0097 Average Average 0.0100 Average 0.0000


Sample #1 Date, Result 01/15/19 0.05100 01/15/19 0.01300 01/15/19 0.00000 01/15/19 0.2400
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0510 Minimum 0.0130 Minimum Minimum 0.0000 Minimum 0.2400
Maximum 0.0510 Maximum 0.0130 Maximum Maximum 0.0000 Maximum 0.2400
Average 0.0510 Average 0.0130 Average Average 0.0000 Average 0.2400


Sample #1 Date, Result 01/15/19 1.10 01/15/19 0.00000 01/15/19 29.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 1.1000 Minimum 0.0000 Minimum 29.0000
Maximum Maximum Maximum 1.1000 Maximum 0.0000 Maximum 29.0000
Average Average Average 1.1000 Average 0.0000 Average 29.0000


Sample #1 Date, Result 01/15/19 1.3800 01/15/19 0.0700 01/15/19 0.0000 01/15/19 0.1200 01/15/19 4.6000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 1.3800 Minimum 0.0700 Minimum 0.0000 Minimum 0.1200 Minimum 4.6000
Maximum 1.3800 Maximum 0.0700 Maximum 0.0000 Maximum 0.1200 Maximum 4.6000
Average 1.3800 Average 0.0700 Average 0.0000 Average 0.1200 Average 4.6000


Sample #1 Date, Result 01/15/19 23.000 01/15/19 1,200.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 23.000 Minimum Minimum 1,200.00
Maximum Maximum 23.000 Maximum Maximum 1,200.00
Average Average 23.000 Average Average 1,200.00


Sample #1 Date, Result 01/15/19 410.00 01/15/19 140.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 140.00
Maximum Maximum Maximum 140.00
Average Average Average 140.00


Chemical Oxygen DemandResidual Chlorine


MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate
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Sulfate Biochemical Oxygen Demand


TDS
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Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Safety Kleen Systems


ZincThalliumSilverNickelMolybdenum


Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Jan 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Jan 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0097 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0100 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0000 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000000 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0130 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene mg/L 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.2400 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1580


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Occtadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trico-Chlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Feb 01, 2019 to Feb 28, 2019


Sample #1 Date, Result 02/25/19 7.6 02/25/19 0.0075 02/25/19 0.0051 02/25/19 0.00286
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.6 Minimum 0.0075 Minimum Minimum 0.0051 Minimum 0.0029
Maximum 7.6 Maximum 0.0075 Maximum Maximum 0.0051 Maximum 0.0029
Average 7.6 Average 0.0075 Average Average 0.0051 Average 0.0029


Sample #1 Date, Result 02/25/19 0.03820 02/25/19 0.00859 02/25/19 0.0732
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0382 Minimum 0.0086 Minimum Minimum Minimum 0.0732
Maximum 0.0382 Maximum 0.0086 Maximum Maximum Maximum 0.0732
Average 0.0382 Average 0.0086 Average Average Average 0.0732


Sample #1 Date, Result 02/25/19 0.0500 02/25/19 0.050 02/25/19 1.10 02/25/19 0.00020 02/25/19 21.50
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0500 Minimum 0.0500 Minimum 1.1000 Minimum 0.0002 Minimum 21.5000
Maximum 0.0500 Maximum 0.0500 Maximum 1.1000 Maximum 0.0002 Maximum 21.5000
Average 0.0500 Average 0.0500 Average 1.1000 Average 0.0002 Average 21.5000


Sample #1 Date, Result 02/25/19 0.9700 02/25/19 0.0700 02/25/19 0.0000 02/25/19 0.0990 02/25/19 29.2000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.9700 Minimum 0.0700 Minimum 0.0000 Minimum 0.0990 Minimum 29.2000
Maximum 0.9700 Maximum 0.0700 Maximum 0.0000 Maximum 0.0990 Maximum 29.2000
Average 0.9700 Average 0.0700 Average 0.0000 Average 0.0990 Average 29.2000


Sample #1 Date, Result 02/25/19 671.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 671.00
Maximum Maximum Maximum Maximum 671.00
Average Average Average Average 671.00


Sample #1 Date, Result 02/25/19 238.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 238.00
Maximum Maximum Maximum 238.00
Average Average Average 238.00


Chemical Oxygen DemandResidual Chlorine


MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate Biochemical Oxygen Demand


TDS


Tin


CopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus
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Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Safety Kleen Systems
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Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2019 to Feb 28, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Feb 01, 2019 to Feb 28, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0075 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0051 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0029 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000200 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0086 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene mg/L 1 1 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0732 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1580 0.0500 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Occtadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trico-Chlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Mar 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 03/26/19 7.9 03/26/19 0.0080 03/26/19 0.0084 03/26/19 0.00125
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.9 Minimum 0.0080 Minimum Minimum 0.0084 Minimum 0.0013
Maximum 7.9 Maximum 0.0080 Maximum Maximum 0.0084 Maximum 0.0013
Average 7.9 Average 0.0080 Average Average 0.0084 Average 0.0013


Sample #1 Date, Result 03/26/19 0.07860 03/26/19 0.01380 03/26/19 0.1560
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0786 Minimum 0.0138 Minimum Minimum Minimum 0.1560
Maximum 0.0786 Maximum 0.0138 Maximum Maximum Maximum 0.1560
Average 0.0786 Average 0.0138 Average Average Average 0.1560


Sample #1 Date, Result 03/26/19 0.1000 03/26/19 0.050 03/26/19 2.10 03/26/19 0.00040 03/26/19 59.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 2.1000 Minimum 0.0004 Minimum 59.0000
Maximum 0.1000 Maximum 0.0500 Maximum 2.1000 Maximum 0.0004 Maximum 59.0000
Average 0.1000 Average 0.0500 Average 2.1000 Average 0.0004 Average 59.0000


Sample #1 Date, Result 03/26/19 1.2000 03/26/19 0.1100 03/26/19 0.0000 03/26/19 0.4600 03/26/19 118.0000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 1.2000 Minimum 0.1100 Minimum 0.0000 Minimum 0.4600 Minimum 118.0000
Maximum 1.2000 Maximum 0.1100 Maximum 0.0000 Maximum 0.4600 Maximum 118.0000
Average 1.2000 Average 0.1100 Average 0.0000 Average 0.4600 Average 118.0000


Sample #1 Date, Result 03/26/19 1,290.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 1,290.00
Maximum Maximum Maximum Maximum 1,290.00
Average Average Average Average 1,290.00


Sample #1 Date, Result 03/26/19 245.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 245.00
Maximum Maximum Maximum 245.00
Average Average Average 245.00


Chemical Oxygen DemandResidual Chlorine


MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate


TSS


Sulfate Biochemical Oxygen Demand


TDS


Tin


CopperCadmiumArsenicField pH


Oil & GreaseAvailable CyanideChromiumPhenolsPhosphorus


Ammonia 


Industry Name: 


East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Safety Kleen Systems


ZincThalliumSilverNickelMolybdenum


Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2019 to Mar 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Mar 01, 2019 to Mar 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0080 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0084 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0013 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000400 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0138 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene mg/L 1 1 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 1 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1560 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1580 0.1000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 1 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Occtadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trico-Chlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Apr 30, 2019


Sample #1 Date, Result 04/15/19 7.5 04/15/19 0.0096 04/15/19 0.0087 04/15/19 0.00080
Sample #2 Date, Result 04/29/19 7.0 04/29/19 0.0087 04/29/19 0.0106 04/29/19 0.00149
Sample #3 Date, Result


Minimum 7.0 Minimum 0.0087 Minimum Minimum 0.0087 Minimum 0.0008
Maximum 7.5 Maximum 0.0096 Maximum Maximum 0.0106 Maximum 0.0015
Average 7.3 Average 0.0092 Average Average 0.0097 Average 0.0011


Sample #1 Date, Result 04/15/19 0.06320 04/15/19 0.01140 04/15/19 0.1320
Sample #2 Date, Result 04/29/19 0.03310 04/29/19 0.01090 04/29/19 0.1830
Sample #3 Date, Result


Minimum 0.0331 Minimum 0.0109 Minimum Minimum Minimum 0.1320
Maximum 0.0632 Maximum 0.0114 Maximum Maximum Maximum 0.1830
Average 0.0482 Average 0.0112 Average Average Average 0.1575


Sample #1 Date, Result 04/15/19 0.1000 04/15/19 0.050 04/15/19 1.40 04/15/19 0.00020 04/15/19 32.70
Sample #2 Date, Result 04/29/19 0.1000 04/29/19 0.050 04/29/19 1.80 04/29/19 0.00034 04/29/19 36.20
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 1.4000 Minimum 0.0002 Minimum 32.7000
Maximum 0.1000 Maximum 0.0500 Maximum 1.8000 Maximum 0.0003 Maximum 36.2000
Average 0.1000 Average 0.0500 Average 1.6000 Average 0.0003 Average 34.4500


Sample #1 Date, Result 04/15/19 0.6500 04/15/19 0.0900 04/15/19 0.0000 04/15/19 0.1300 04/15/19 44.2000
Sample #2 Date, Result 04/29/19 1.0600 04/29/19 4.0900 04/29/19 0.0000 04/29/19 0.2700 04/29/19 57.3000
Sample #3 Date, Result


Minimum 0.6500 Minimum 0.0900 Minimum 0.0000 Minimum 0.1300 Minimum 44.2000
Maximum 1.0600 Maximum 4.0900 Maximum 0.0000 Maximum 0.2700 Maximum 57.3000
Average 0.8550 Average 2.0900 Average 0.0000 Average 0.2000 Average 50.7500


Sample #1 Date, Result 04/15/19 0.01 04/15/19 729.00
Sample #2 Date, Result 04/29/19 0.01 04/29/19 1,420.00
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum Minimum 729.00
Maximum 0.0050 Maximum Maximum Maximum 1,420.00
Average 0.0050 Average Average Average 1,074.50


Sample #1 Date, Result 04/15/19 141.00
Sample #2 Date, Result 04/29/19 196.00
Sample #3 Date, Result


Minimum Minimum Minimum 141.00
Maximum Maximum Maximum 196.00
Average Average Average 168.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Apr 30, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 04/15/19 0.0020 04/15/19 0.1000
Sample #2 Date, Result 04/29/19 0.0020 04/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum 0.0020 Minimum Minimum Minimum 0.1000
Maximum Maximum 0.0020 Maximum Maximum Maximum 0.1000
Average Average 0.0020 Average Average Average 0.1000


Sample #1 Date, Result 04/15/19 0.1000 04/15/19 0.1000
Sample #2 Date, Result 04/29/19 0.1000 04/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum Minimum 0.1000 Minimum 0.1000 Minimum
Maximum Maximum Maximum 0.1000 Maximum 0.1000 Maximum
Average Average Average 0.1000 Average 0.1000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Apr 30, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0092 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0020 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0097 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0011 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000270 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0112 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1575 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.1000 0


Phenols mg/L 1.0 1 1 Carbazole mg/L 0.2230 0.1000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.1000 0


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.1000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







May 01, 2019 to May 31, 2019


Sample #1 Date, Result 05/08/19 7.3 05/08/19 0.0062 05/08/19 0.0321 05/08/19 0.01030
Sample #2 Date, Result 05/23/19 7.1 05/23/19 0.0065 05/23/19 0.0060 05/23/19 0.00198
Sample #3 Date, Result


Minimum 7.1 Minimum 0.0062 Minimum Minimum 0.0060 Minimum 0.0020
Maximum 7.3 Maximum 0.0065 Maximum Maximum 0.0321 Maximum 0.0103
Average 7.2 Average 0.0064 Average Average 0.0191 Average 0.0061


Sample #1 Date, Result 05/08/19 0.06650 05/08/19 0.03990 05/08/19 0.1860
Sample #2 Date, Result 05/23/19 0.03400 05/23/19 0.01310 05/23/19 0.2020
Sample #3 Date, Result


Minimum 0.0340 Minimum 0.0131 Minimum Minimum Minimum 0.1860
Maximum 0.0665 Maximum 0.0399 Maximum Maximum Maximum 0.2020
Average 0.0503 Average 0.0265 Average Average Average 0.1940


Sample #1 Date, Result 05/08/19 0.1000 05/08/19 0.050 05/08/19 3.10 05/08/19 0.00026 05/08/19 3.60
Sample #2 Date, Result 05/23/19 0.1000 05/23/19 0.050 05/23/19 3.00 05/23/19 0.00046 05/23/19 26.60
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 3.0000 Minimum 0.0003 Minimum 3.6000
Maximum 0.1000 Maximum 0.0500 Maximum 3.1000 Maximum 0.0005 Maximum 26.6000
Average 0.1000 Average 0.0500 Average 3.0500 Average 0.0004 Average 15.1000


Sample #1 Date, Result 05/08/19 0.5200 05/08/19 0.0600 05/08/19 0.0000 05/08/19 0.0020 05/08/19 81.0000
Sample #2 Date, Result 05/23/19 1.8500 05/23/19 0.1500 05/23/19 0.0000 05/23/19 0.6500 05/23/19 44.8000
Sample #3 Date, Result


Minimum 0.5200 Minimum 0.0600 Minimum 0.0000 Minimum 0.0020 Minimum 44.8000
Maximum 1.8500 Maximum 0.1500 Maximum 0.0000 Maximum 0.6500 Maximum 81.0000
Average 1.1850 Average 0.1050 Average 0.0000 Average 0.3260 Average 62.9000


Sample #1 Date, Result 05/08/19 819.00
Sample #2 Date, Result 05/23/19 1,390.00
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 819.00
Maximum Maximum Maximum Maximum 1,390.00
Average Average Average Average 1,104.50


Sample #1 Date, Result 05/08/19 128.00
Sample #2 Date, Result 05/23/19 367.00
Sample #3 Date, Result


Minimum Minimum Minimum 128.00
Maximum Maximum Maximum 367.00
Average Average Average 247.50


Chemical Oxygen DemandResidual Chlorine


MercuryFluorideFluorantheneBis(2-ethylhexyl)phthalate
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report


Safety Kleen Systems
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2019 to May 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


CobaltAntimony


2,4,6-Trichlorophenoln-Octadecanen-Decanep-Cresolo-Cresol


CarbazoleVanadiumTitanium







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report May 01, 2019 to May 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0064 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0191 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0061 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000360 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0265 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene mg/L 2 2 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 1 2 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1940 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyls)phthalate mg/L 0.1580 0.1000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Occtadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trico-Chlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jun 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 06/17/19 6.5 06/13/19 0.0077 06/24/19 0.00020 06/13/19 0.0092 06/13/19 0.00000
Sample #2 Date, Result 06/24/19 6.8 06/24/19 0.0096 06/24/19 0.0088 06/24/19 0.00024
Sample #3 Date, Result


Minimum 6.5 Minimum 0.0077 Minimum 0.0002 Minimum 0.0088 Minimum 0.0000
Maximum 6.8 Maximum 0.0096 Maximum 0.0002 Maximum 0.0092 Maximum 0.0002
Average 6.7 Average 0.0087 Average 0.0002 Average 0.0090 Average 0.0001


Sample #1 Date, Result 06/13/19 0.04410 06/13/19 0.01850 06/13/19 0.1210
Sample #2 Date, Result 06/24/19 0.02900 06/24/19 0.01690 06/24/19 0.0398
Sample #3 Date, Result


Minimum 0.0290 Minimum 0.0169 Minimum Minimum Minimum 0.0398
Maximum 0.0441 Maximum 0.0185 Maximum Maximum Maximum 0.1210
Average 0.0366 Average 0.0177 Average Average Average 0.0804


Sample #1 Date, Result 06/13/19 0.0000 06/13/19 0.000 06/13/19 3.20 06/13/19 0.00000 06/13/19 56.00
Sample #2 Date, Result 06/17/19 0.1000 06/17/19 0.050 06/17/19 5.30 06/17/19 0.00010 06/17/19 43.20
Sample #3 Date, Result 06/24/19 0.1000 06/24/19 0.050 06/24/19 5.80 06/24/19 0.0001 06/24/19 43.20


Minimum 0.0000 Minimum 0.0000 Minimum 3.2000 Minimum 0.0000 Minimum 43.2000
Maximum 0.1000 Maximum 0.0500 Maximum 5.8000 Maximum 0.0001 Maximum 56.0000
Average 0.0667 Average 0.0333 Average 4.7667 Average 0.0001 Average 47.4667


Sample #1 Date, Result 06/13/19 0.1500 06/13/19 0.0800 06/13/19 0.0100 06/17/19 0.0550 06/13/19 5.5000
Sample #2 Date, Result 06/17/19 0.2500 06/17/19 0.0600 06/24/19 0.0100 06/24/19 0.0780 06/17/19 7.9000
Sample #3 Date, Result 06/24/19 0.2000 06/24/19 0.2300 06/24/19 16.4000


Minimum 0.1500 Minimum 0.0600 Minimum 0.0100 Minimum 0.0550 Minimum 5.5000
Maximum 0.2500 Maximum 0.2300 Maximum 0.0100 Maximum 0.0780 Maximum 16.4000
Average 0.2000 Average 0.1233 Average 0.0100 Average 0.0665 Average 9.9333


Sample #1 Date, Result 06/24/19 0.01 06/13/19 430.00
Sample #2 Date, Result 06/17/19 684.00
Sample #3 Date, Result 06/24/19 658.00


Minimum 0.0050 Minimum Minimum Minimum 430.00
Maximum 0.0050 Maximum Maximum Maximum 684.00
Average 0.0050 Average Average Average 590.67


Sample #1 Date, Result 06/13/19 39.00
Sample #2 Date, Result 06/17/19 34.00
Sample #3 Date, Result 06/24/19 26.00


Minimum Minimum Minimum 26.00
Maximum Maximum Maximum 39.00
Average Average Average 33.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2019 to Jun 30, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 06/24/19 0.0030 06/17/19 0.1000
Sample #2 Date, Result 06/24/19 0.1000
Sample #3 Date, Result


Minimum Minimum 0.0030 Minimum Minimum Minimum 0.1000
Maximum Maximum 0.0030 Maximum Maximum Maximum 0.1000
Average Average 0.0030 Average Average Average 0.1000


Sample #1 Date, Result 06/17/19 0.1000 06/17/19 0.1000
Sample #2 Date, Result 06/24/19 0.1000 06/24/19 0.1000
Sample #3 Date, Result


Minimum Minimum Minimum 0.1000 Minimum 0.1000 Minimum
Maximum Maximum Maximum 0.1000 Maximum 0.1000 Maximum
Average Average Average 0.1000 Average 0.1000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jun 01, 2019 to Jun 30, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0087 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0030 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0090 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0001 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000067 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0177 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0804 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0667 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.1000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.1000 0


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0333 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.1000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Jul 31, 2019


Sample #1 Date, Result 07/17/19 6.7 07/17/19 0.0104 07/17/19 0.00020 07/17/19 0.0082 07/17/19 0.00106
Sample #2 Date, Result 07/29/19 6.7 07/29/19 0.0071 07/29/19 0.00020 07/29/19 0.0147 07/29/19 0.00087
Sample #3 Date, Result


Minimum 6.7 Minimum 0.0071 Minimum 0.0002 Minimum 0.0082 Minimum 0.0009
Maximum 6.7 Maximum 0.0104 Maximum 0.0002 Maximum 0.0147 Maximum 0.0011
Average 6.7 Average 0.0088 Average 0.0002 Average 0.0115 Average 0.0010


Sample #1 Date, Result 07/17/19 0.02610 07/17/19 0.02500 07/17/19 0.0976
Sample #2 Date, Result 07/29/19 0.02210 07/29/19 0.01750 07/29/19 0.0544
Sample #3 Date, Result


Minimum 0.0221 Minimum 0.0175 Minimum Minimum Minimum 0.0544
Maximum 0.0261 Maximum 0.0250 Maximum Maximum Maximum 0.0976
Average 0.0241 Average 0.0213 Average Average Average 0.0760


Sample #1 Date, Result 07/17/19 0.1000 07/17/19 0.050 07/17/19 4.10 07/17/19 0.00020 07/17/19 73.50
Sample #2 Date, Result 07/29/19 0.1000 07/29/19 0.050 07/29/19 4.10 07/29/19 0.00020 07/29/19 54.40
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 4.1000 Minimum 0.0002 Minimum 54.4000
Maximum 0.1000 Maximum 0.0500 Maximum 4.1000 Maximum 0.0002 Maximum 73.5000
Average 0.1000 Average 0.0500 Average 4.1000 Average 0.0002 Average 63.9500


Sample #1 Date, Result 07/17/19 1.0200 07/17/19 0.1500 07/17/19 0.0100 07/17/19 0.2700 07/17/19 22.9000
Sample #2 Date, Result 07/29/19 0.5200 07/29/19 0.3700 07/29/19 0.0200 07/29/19 0.1600 07/29/19 17.2000
Sample #3 Date, Result


Minimum 0.5200 Minimum 0.1500 Minimum 0.0100 Minimum 0.1600 Minimum 17.2000
Maximum 1.0200 Maximum 0.3700 Maximum 0.0200 Maximum 0.2700 Maximum 22.9000
Average 0.7700 Average 0.2600 Average 0.0150 Average 0.2150 Average 20.0500


Sample #1 Date, Result 07/17/19 0.01 07/17/19 1,100.00
Sample #2 Date, Result 07/29/19 0.01 07/29/19 877.00
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum Minimum 877.00
Maximum 0.0050 Maximum Maximum Maximum 1,100.00
Average 0.0050 Average Average Average 988.50


Sample #1 Date, Result 07/17/19 149.00
Sample #2 Date, Result 07/29/19 94.00
Sample #3 Date, Result


Minimum Minimum Minimum 94.00
Maximum Maximum Maximum 149.00
Average Average Average 121.50


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Jul 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 07/17/19 0.0030 07/17/19 0.1000
Sample #2 Date, Result 07/29/19 0.0030 07/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum 0.0030 Minimum Minimum Minimum 0.1000
Maximum Maximum 0.0030 Maximum Maximum Maximum 0.1000
Average Average 0.0030 Average Average Average 0.1000


Sample #1 Date, Result 07/17/19 0.1000 07/17/19 0.1000
Sample #2 Date, Result 07/29/19 0.1000 07/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum Minimum 0.1000 Minimum 0.1000 Minimum
Maximum Maximum Maximum 0.1000 Maximum 0.1000 Maximum
Average Average Average 0.1000 Average 0.1000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Jul 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0088 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0150 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0030 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0115 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0010 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000200 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0213 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0760 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.1000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.1000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.1000 0


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.1000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Aug 01, 2019 to Aug 31, 2019


Sample #1 Date, Result 08/14/19 6.3 08/14/19 0.0110 08/14/19 0.00020 08/14/19 0.0122 08/14/19 0.00143
Sample #2 Date, Result 08/29/19 6.8 08/29/19 0.0132 08/29/19 0.00020 08/29/19 0.0187 08/29/19 0.00154
Sample #3 Date, Result


Minimum 6.3 Minimum 0.0110 Minimum 0.0002 Minimum 0.0122 Minimum 0.0014
Maximum 6.8 Maximum 0.0132 Maximum 0.0002 Maximum 0.0187 Maximum 0.0015
Average 6.6 Average 0.0121 Average 0.0002 Average 0.0155 Average 0.0015


Sample #1 Date, Result 08/14/19 0.03060 08/14/19 0.01940 08/14/19 0.1070
Sample #2 Date, Result 08/29/19 0.03690 08/29/19 0.02180 08/29/19 0.1280
Sample #3 Date, Result


Minimum 0.0306 Minimum 0.0194 Minimum Minimum Minimum 0.1070
Maximum 0.0369 Maximum 0.0218 Maximum Maximum Maximum 0.1280
Average 0.0338 Average 0.0206 Average Average Average 0.1175


Sample #1 Date, Result 08/14/19 0.1000 08/14/19 0.050 08/14/19 4.00 08/14/19 0.00014 08/14/19 49.80
Sample #2 Date, Result 08/29/19 0.1000 08/29/19 0.050 08/29/19 4.00 08/29/19 0.00013 08/29/19 54.90
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0500 Minimum 4.0000 Minimum 0.0001 Minimum 49.8000
Maximum 0.1000 Maximum 0.0500 Maximum 4.0000 Maximum 0.0001 Maximum 54.9000
Average 0.1000 Average 0.0500 Average 4.0000 Average 0.0001 Average 52.3500


Sample #1 Date, Result 08/29/19 0.8400 08/14/19 0.0600 08/14/19 0.0200 08/14/19 0.0550 08/14/19 15.6000
Sample #2 Date, Result 08/29/19 0.0900 08/29/19 0.0300 08/29/19 0.1200 08/29/19 10.6000
Sample #3 Date, Result


Minimum 0.8400 Minimum 0.0600 Minimum 0.0200 Minimum 0.0550 Minimum 10.6000
Maximum 0.8400 Maximum 0.0900 Maximum 0.0300 Maximum 0.1200 Maximum 15.6000
Average 0.8400 Average 0.0750 Average 0.0250 Average 0.0875 Average 13.1000


Sample #1 Date, Result 08/14/19 0.01 08/14/19 96.10
Sample #2 Date, Result 08/29/19 0.01 08/29/19 814.00
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum Minimum 96.10
Maximum 0.0050 Maximum Maximum Maximum 814.00
Average 0.0050 Average Average Average 455.05


Sample #1 Date, Result 08/14/19 162.00
Sample #2 Date, Result 08/29/19 138.00
Sample #3 Date, Result


Minimum Minimum Minimum 138.00
Maximum Maximum Maximum 162.00
Average Average Average 150.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2019 to Aug 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 08/14/19 0.0040 08/14/19 0.1000
Sample #2 Date, Result 08/29/19 0.0040 08/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum 0.0040 Minimum Minimum Minimum 0.1000
Maximum Maximum 0.0040 Maximum Maximum Maximum 0.1000
Average Average 0.0040 Average Average Average 0.1000


Sample #1 Date, Result 08/14/19 0.1000 08/14/19 0.1000
Sample #2 Date, Result 08/29/19 0.1000 08/29/19 0.1000
Sample #3 Date, Result


Minimum Minimum Minimum 0.1000 Minimum 0.1000 Minimum
Maximum Maximum Maximum 0.1000 Maximum 0.1000 Maximum
Average Average Average 0.1000 Average 0.1000 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Aug 01, 2019 to Aug 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0121 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962 0.0002 0
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0250 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0040 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0155 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0015 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000135 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0206 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1175 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.1000 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.1000 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.1000 0


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0500 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.1000 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Sep 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 09/12/19 6.9 09/12/19 0.0107 09/12/19 0.0085 09/12/19 0.00208
Sample #2 Date, Result 09/30/19 7.0 09/30/19 0.0046 09/30/19 0.0173 09/30/19 0.00096
Sample #3 Date, Result


Minimum 6.9 Minimum 0.0046 Minimum Minimum 0.0085 Minimum 0.0010
Maximum 7.0 Maximum 0.0107 Maximum Maximum 0.0173 Maximum 0.0021
Average 7.0 Average 0.0076 Average Average 0.0129 Average 0.0015


Sample #1 Date, Result 09/12/19 0.02700 09/12/19 0.01420 09/12/19 0.1130
Sample #2 Date, Result 09/30/19 0.03470 09/30/19 0.01500 09/30/19 0.2220
Sample #3 Date, Result


Minimum 0.0270 Minimum 0.0142 Minimum Minimum Minimum 0.1130
Maximum 0.0347 Maximum 0.0150 Maximum Maximum Maximum 0.2220
Average 0.0309 Average 0.0146 Average Average Average 0.1675


Sample #1 Date, Result 09/12/19 0.2080 09/12/19 0.013 09/12/19 4.30 09/12/19 0.00021 09/12/19 45.40
Sample #2 Date, Result 09/30/19 0.0952 09/30/19 3.70 09/30/19 0.00020 09/30/19 31.50
Sample #3 Date, Result


Minimum 0.0952 Minimum 0.0130 Minimum 3.7000 Minimum 0.0002 Minimum 31.5000
Maximum 0.2080 Maximum 0.0130 Maximum 4.3000 Maximum 0.0002 Maximum 45.4000
Average 0.1516 Average 0.0130 Average 4.0000 Average 0.0002 Average 38.4500


Sample #1 Date, Result 09/12/19 0.8200 09/12/19 0.0800 09/12/19 0.0100 09/12/19 0.3200 09/12/19 11.7000
Sample #2 Date, Result 09/30/19 0.5000 09/30/19 0.0800 09/30/19 0.0100 09/30/19 0.0670 09/30/19 12.3000
Sample #3 Date, Result


Minimum 0.5000 Minimum 0.0800 Minimum 0.0100 Minimum 0.0670 Minimum 11.7000
Maximum 0.8200 Maximum 0.0800 Maximum 0.0100 Maximum 0.3200 Maximum 12.3000
Average 0.6600 Average 0.0800 Average 0.0100 Average 0.1935 Average 12.0000


Sample #1 Date, Result 09/12/19 0.01 09/12/19 764.00
Sample #2 Date, Result 09/30/19 0.01 09/30/19 493.00
Sample #3 Date, Result


Minimum 0.0050 Minimum Minimum Minimum 493.00
Maximum 0.0050 Maximum Maximum Maximum 764.00
Average 0.0050 Average Average Average 628.50


Sample #1 Date, Result 09/12/19 137.00
Sample #2 Date, Result 09/30/19 89.00
Sample #3 Date, Result


Minimum Minimum Minimum 89.00
Maximum Maximum Maximum 137.00
Average Average Average 113.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 
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East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2019 to Sep 30, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result 09/12/19 0.0020 09/12/19 0.0520
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum 0.0020 Minimum Minimum Minimum 0.0520
Maximum Maximum 0.0020 Maximum Maximum Maximum 0.0520
Average Average 0.0020 Average Average Average 0.0520


Sample #1 Date, Result 09/12/19 0.0520 09/12/19 0.0520
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 0.0520 Minimum 0.0520 Minimum
Maximum Maximum Maximum 0.0520 Maximum 0.0520 Maximum
Average Average Average 0.0520 Average 0.0520 Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Sep 01, 2019 to Sep 30, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0076 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0100 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240 0.0020 0
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0129 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0015 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000205 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0146 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200 0.0050 0


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1675 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.1516 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230 0.0520 0
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100 0.0520 0


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930 0.0130 0
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250 0.0520 0


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2019 to Oct 31, 2019


Sample #1 Date, Result 10/16/19 6.4 10/16/19 0.0049 10/16/19 0.0127 10/16/19 0.00032
Sample #2 Date, Result 10/29/19 6.8 10/29/19 0.0051 10/29/19 0.0091 10/29/19 0.00084
Sample #3 Date, Result


Minimum 6.4 Minimum 0.0049 Minimum Minimum 0.0091 Minimum 0.0003
Maximum 6.8 Maximum 0.0051 Maximum Maximum 0.0127 Maximum 0.0008
Average 6.6 Average 0.0050 Average Average 0.0109 Average 0.0006


Sample #1 Date, Result 10/16/19 0.02440 10/16/19 0.01210 10/16/19 0.0836
Sample #2 Date, Result 10/29/19 0.03910 10/29/19 0.01400 10/29/19 0.1320
Sample #3 Date, Result


Minimum 0.0244 Minimum 0.0121 Minimum Minimum Minimum 0.0836
Maximum 0.0391 Maximum 0.0140 Maximum Maximum Maximum 0.1320
Average 0.0318 Average 0.0131 Average Average Average 0.1078


Sample #1 Date, Result 10/16/19 0.0200 10/16/19 3.30 10/16/19 0.00010 10/16/19 20.60
Sample #2 Date, Result 10/29/19 0.0200 10/29/19 2.90 10/29/19 0.00010 10/29/19 22.20
Sample #3 Date, Result


Minimum 0.0200 Minimum Minimum 2.9000 Minimum 0.0001 Minimum 20.6000
Maximum 0.0200 Maximum Maximum 3.3000 Maximum 0.0001 Maximum 22.2000
Average 0.0200 Average Average 3.1000 Average 0.0001 Average 21.4000


Sample #1 Date, Result 10/16/19 0.1000 10/16/19 0.1500 10/16/19 0.0200 10/16/19 0.0780 10/16/19 5.0000
Sample #2 Date, Result 10/29/19 0.2400 10/29/19 0.0700 10/29/19 0.0100 10/29/19 0.1300 10/29/19 37.6000
Sample #3 Date, Result


Minimum 0.1000 Minimum 0.0700 Minimum 0.0100 Minimum 0.0780 Minimum 5.0000
Maximum 0.2400 Maximum 0.1500 Maximum 0.0200 Maximum 0.1300 Maximum 37.6000
Average 0.1700 Average 0.1100 Average 0.0150 Average 0.1040 Average 21.3000


Sample #1 Date, Result 10/16/19 356.00
Sample #2 Date, Result 10/29/19 391.00
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 356.00
Maximum Maximum Maximum Maximum 391.00
Average Average Average Average 373.50


Sample #1 Date, Result 10/16/19 28.00
Sample #2 Date, Result 10/29/19 130.00
Sample #3 Date, Result


Minimum Minimum Minimum 28.00
Maximum Maximum Maximum 130.00
Average Average Average 79.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Oct 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Oct 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0050 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0150 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0109 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0006 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000100 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0131 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1078 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0200 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Nov 01, 2019 to Nov 30, 2019


Sample #1 Date, Result 11/06/19 7.0 11/06/19 0.0050 11/06/19 0.0046 11/06/19 0.00071
Sample #2 Date, Result 11/21/19 7.3 11/21/19 0.0077 11/21/19 0.0064 11/21/19 0.00088
Sample #3 Date, Result


Minimum 7.0 Minimum 0.0050 Minimum Minimum 0.0046 Minimum 0.0007
Maximum 7.3 Maximum 0.0077 Maximum Maximum 0.0064 Maximum 0.0009
Average 7.2 Average 0.0063 Average Average 0.0055 Average 0.0008


Sample #1 Date, Result 11/06/19 0.03720 11/06/19 0.01110 11/06/19 0.1010
Sample #2 Date, Result 11/21/19 0.03900 11/21/19 0.01290 11/21/19 0.1240
Sample #3 Date, Result


Minimum 0.0372 Minimum 0.0111 Minimum Minimum Minimum 0.1010
Maximum 0.0390 Maximum 0.0129 Maximum Maximum Maximum 0.1240
Average 0.0381 Average 0.0120 Average Average Average 0.1125


Sample #1 Date, Result 11/06/19 0.0200 11/06/19 2.10 11/06/19 0.00010 11/06/19 0.40
Sample #2 Date, Result 11/21/19 0.0200 11/21/19 2.60 11/21/19 0.00016 11/21/19 17.00
Sample #3 Date, Result


Minimum 0.0200 Minimum Minimum 2.1000 Minimum 0.0001 Minimum 0.4000
Maximum 0.0200 Maximum Maximum 2.6000 Maximum 0.0002 Maximum 17.0000
Average 0.0200 Average Average 2.3500 Average 0.0001 Average 8.7000


Sample #1 Date, Result 11/06/19 0.3000 11/06/19 0.0600 11/06/19 0.0000 11/06/19 0.1200 11/21/19 20.0000
Sample #2 Date, Result 11/21/19 1.2100 11/21/19 0.1000 11/21/19 0.0000 11/21/19 0.0950
Sample #3 Date, Result


Minimum 0.3000 Minimum 0.0600 Minimum 0.0000 Minimum 0.0950 Minimum 20.0000
Maximum 1.2100 Maximum 0.1000 Maximum 0.0000 Maximum 0.1200 Maximum 20.0000
Average 0.7550 Average 0.0800 Average 0.0000 Average 0.1075 Average 20.0000


Sample #1 Date, Result 11/06/19 397.00
Sample #2 Date, Result 11/21/19 636.00
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 397.00
Maximum Maximum Maximum Maximum 636.00
Average Average Average Average 516.50


Sample #1 Date, Result 11/06/19 73.00
Sample #2 Date, Result 11/21/19 117.00
Sample #3 Date, Result


Minimum Minimum Minimum 73.00
Maximum Maximum Maximum 117.00
Average Average Average 95.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2019 to Nov 30, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Nov 01, 2019 to Nov 30, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0063 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0055 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0008 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000130 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0120 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.1125 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0200 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 2 2 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Dec 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 12/10/19 7.4 12/10/19 0.0109 12/10/19 0.0062 12/10/19 0.00264
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 7.4 Minimum 0.0109 Minimum Minimum 0.0062 Minimum 0.0026
Maximum 7.4 Maximum 0.0109 Maximum Maximum 0.0062 Maximum 0.0026
Average 7.4 Average 0.0109 Average Average 0.0062 Average 0.0026


Sample #1 Date, Result 12/10/19 0.01950 12/10/19 0.01160 12/10/19 0.0842
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0195 Minimum 0.0116 Minimum Minimum Minimum 0.0842
Maximum 0.0195 Maximum 0.0116 Maximum Maximum Maximum 0.0842
Average 0.0195 Average 0.0116 Average Average Average 0.0842


Sample #1 Date, Result 12/10/19 0.0200 12/10/19 2.70 12/10/19 0.00012 12/10/19 34.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.0200 Minimum Minimum 2.7000 Minimum 0.0001 Minimum 34.0000
Maximum 0.0200 Maximum Maximum 2.7000 Maximum 0.0001 Maximum 34.0000
Average 0.0200 Average Average 2.7000 Average 0.0001 Average 34.0000


Sample #1 Date, Result 12/10/19 0.5400 12/10/19 0.0900 12/10/19 0.0000 12/10/19 0.1300 12/10/19 9.6000
Sample #2 Date, Result
Sample #3 Date, Result


Minimum 0.5400 Minimum 0.0900 Minimum 0.0000 Minimum 0.1300 Minimum 9.6000
Maximum 0.5400 Maximum 0.0900 Maximum 0.0000 Maximum 0.1300 Maximum 9.6000
Average 0.5400 Average 0.0900 Average 0.0000 Average 0.1300 Average 9.6000


Sample #1 Date, Result 12/10/19 679.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum 679.00
Maximum Maximum Maximum Maximum 679.00
Average Average Average Average 679.00


Sample #1 Date, Result 12/10/19 143.00
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum 143.00
Maximum Maximum Maximum 143.00
Average Average Average 143.00


Safety Kleen Systems


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand


TDS


Biochemical Oxygen DemandSulfate


TSS


Tin







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2019 to Dec 31, 2019


Industry Name: Safety Kleen Systems


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum Minimum Minimum Minimum
Maximum Maximum Maximum Maximum Maximum
Average Average Average Average Average


Antimony Cobalt Titanium Vanadium Carbazole


o-Cresol p-Cresol n-Decane n-Octadecane 2,4,6-Trichlorophenol







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Dec 01, 2019 to Dec 31, 2019


Industry Name: Safety Kleen Systems
Daily Max Limits Monthly Average Limits*


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Monthly Average Limit Average Violations
Arsenic* mg/L 1.310 0 0 Antimony mg/L 0.2060
Cadmium mg/L 0 0 Arsenic mg/L 0.1040 0.0109 0


Copper mg/L 0.88 0 0 Cadmium mg/L 0.0962
Lead* mg/L 2.280 0 0 Chromium mg/L 0.4870 0.0000 0


Molybdenum mg/L 2.8 0 0 Cobalt mg/L 0.1240
Nickel mg/L 0.80 0 0 Copper mg/L 0.3010 0.0062 0
Silver mg/L 0 0 Lead mg/L 0.1720 0.0026 0


Thallium mg/L 0 0 Mercury mg/L 0.000739 0.000120 0
Zinc* mg/L 5.50 0 0 Nickel mg/L 1.4500 0.0116 0


Bis(2-ethylhexyl)phthalate* mg/l 1.030 0 0 Silver mg/L 0.0351
Fluoranthene* mg/L 0.787 0 0 Tin mg/l 0.1200


Fluoride mg/L 30.0 0 0 Titanium mg/L 0.0618
Mercury mg/L 0.0002 0 0 Vanadium mg/L 0.0662


Ammonia mg/L 134 0 0 Zinc mg/L 0.6410 0.0842 0
Phosphorus mg/L 31.0 0 0 Bis(2-ethylhexyl)phthalate mg/L 0.1580 0.0200 0


Phenols mg/L 1.0 0 0 Carbazole mg/L 0.2230
Chromium mg/L 7.000 0 0 o-Cresol mg/L 0.5610


Available Cyanide mg/L 0.019 1 1 p-Cresol mg/L 0.2050
Oil & Grease mg/L 117 0 0 n-Decane mg/L 3.3100


Residual Chlorine mg/L 0 0 Fluoranthene mg/L 0.3930
Antimony* mg/L 0.2490 0 0 n-Octadecane mg/L 0.9250


Cobalt* mg/L 0.1920 0 0 2,4,6-Trichlorophenol mg/L 0.1060
Tin* mg/L 0.4090 0 0


Titanium* mg/L 0.0947 0 0 Other Limits
Vanadium* mg/L 0.2180 0 0 Parameter Units Daily Minimum Daily Maximum Violations
Carbazole* mg/L 0.3920 0 0 Field pH su 5 10 0
o-Cresol* mg/L 1.9200 0 0
p-Cresol* mg/L 0.6980 0 0


n-Decane* mg/L 5.7900 0 0
n-Octadecane* mg/L 1.2200 0 0


2,4,6-Trichlorophenol* mg/L 0.1550 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L


Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







 


 


 


 


 


Annual Summary Data for #951 U.S. Gypsum 


 


 


 


 


 


 


 







Jan 01, 2016 to Mar 31, 2016


Sample #1 Date, Result 01/11/16 7.8 01/11/16 0.0000 03/14/16 0.0000 01/11/16 0.0240 01/11/16 0.0028
Sample #2 Date, Result 02/08/16 7.1 02/16/16 0.0000 02/16/16 0.0160 02/16/16 0.0000
Sample #3 Date, Result 02/16/16 7.0 03/01/16 0.0000 03/01/16 0.0400 03/01/16 0.0000


Minimum 7.0 Minimum 0.0000 Minimum 0.0000 Minimum 0.0160 Minimum 0.0000
Maximum 7.8 Maximum 0.0000 Maximum 0.0000 Maximum 0.0400 Maximum 0.0028
Average 7.3 Average 0.0000 Average 0.0000 Average 0.0267 Average 0.0009


Sample #1 Date, Result 03/14/16 0.0027 03/14/16 0.0021 01/11/16 0.0000 01/11/16 0.0000 03/14/16 0.0730
Sample #2 Date, Result 02/16/16 0.0000 02/16/16 0.0000
Sample #3 Date, Result 03/01/16 0.0000 03/01/16 0.0000


Minimum 0.0027 Minimum 0.0021 Minimum 0.0000 Minimum 0.0000 Minimum 0.0730
Maximum 0.0027 Maximum 0.0021 Maximum 0.0000 Maximum 0.0000 Maximum 0.0730
Average 0.0027 Average 0.0021 Average 0.0000 Average 0.0000 Average 0.0730


Sample #1 Date, Result 03/14/16 0.0000 01/11/16 0.3600 03/14/16 0.0000 01/11/16 3.6000
Sample #2 Date, Result 02/16/16 0.3000 02/16/16 3.7000
Sample #3 Date, Result 03/01/16 0.2200 03/01/16 5.6000


Minimum Minimum 0.0000 Minimum 0.2200 Minimum 0.0000 Minimum 3.6000
Maximum Maximum 0.0000 Maximum 0.3600 Maximum 0.0000 Maximum 5.6000
Average Average 0.0000 Average 0.2933 Average 0.0000 Average 4.3000


Sample #1 Date, Result 01/11/16 1.5000 03/14/16 0.0200 03/14/16 0.0043 01/11/16 0.0273 01/11/16 9.4000
Sample #2 Date, Result 02/16/16 4.0000 02/08/16 0.0012 02/16/16 0.0000
Sample #3 Date, Result 03/01/16 6.2000 02/16/16 0.0017 03/01/16 6.2000


Minimum 1.5000 Minimum 0.0200 Minimum 0.0043 Minimum 0.0012 Minimum 0.0000
Maximum 6.2000 Maximum 0.0200 Maximum 0.0043 Maximum 0.0273 Maximum 9.4000
Average 3.9000 Average 0.0200 Average 0.0043 Average 0.0101 Average 5.2000


Sample #1 Date, Result 03/14/16 0.0000 03/14/16 46.00 01/11/16 160.00 01/11/16 600.00 01/11/16 350.00
Sample #2 Date, Result 02/16/16 330.00 02/16/16 530.00 02/16/16 460.00
Sample #3 Date, Result 03/01/16 1,100.00 03/01/16 460.00 03/01/16 2,200.00


Minimum 0.0000 Minimum 46.00 Minimum 160.00 Minimum 460.00 Minimum 350.00
Maximum 0.0000 Maximum 46.00 Maximum 1,100.00 Maximum 600.00 Maximum 2,200.00
Average 0.0000 Average 46.00 Average 530.00 Average 530.00 Average 1,003.33


Sample #1 Date, Result 01/11/16 150.000
Sample #2 Date, Result 02/16/16 140.000
Sample #3 Date, Result 03/01/16 160.000


Minimum Minimum 140.000
Maximum Maximum 160.000
Average Average 150.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2016 to Mar 31, 2016


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 1 1
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2016 to Jun 30, 2016


Sample #1 Date, Result 04/11/16 7.2 04/11/16 0.0000 06/13/16 0.0000 04/28/16 0.0150 04/11/16 0.0000
Sample #2 Date, Result 04/28/16 7.4 04/28/16 0.0000 05/18/16 0.0075 04/28/16 0.0026
Sample #3 Date, Result 05/17/16 7.5 05/18/16 0.0041 06/13/16 0.0073 05/18/16 0.0000


Minimum 7.2 Minimum 0.0000 Minimum 0.0000 Minimum 0.0073 Minimum 0.0000
Maximum 7.5 Maximum 0.0041 Maximum 0.0000 Maximum 0.0150 Maximum 0.0026
Average 7.4 Average 0.0014 Average 0.0000 Average 0.0099 Average 0.0009


Sample #1 Date, Result 06/13/16 0.0031 06/13/16 0.0000 04/28/16 0.0000 04/11/16 0.0000 04/11/16 0.0450
Sample #2 Date, Result 05/18/16 0.0000 04/28/16 0.0000 06/13/16 0.0320
Sample #3 Date, Result 06/13/16 0.0000 05/18/16 0.0000


Minimum 0.0031 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0320
Maximum 0.0031 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0450
Average 0.0031 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0385


Sample #1 Date, Result 06/13/16 0.0410 06/13/16 0.0000 04/11/16 0.3100 06/13/16 0.0000 04/11/16 2.8000
Sample #2 Date, Result 04/28/16 0.2900 04/28/16 4.2000
Sample #3 Date, Result 05/18/16 0.5200 05/18/16 3.0000


Minimum 0.0410 Minimum 0.0000 Minimum 0.2900 Minimum 0.0000 Minimum 2.8000
Maximum 0.0410 Maximum 0.0000 Maximum 0.5200 Maximum 0.0000 Maximum 4.2000
Average 0.0410 Average 0.0000 Average 0.3733 Average 0.0000 Average 3.3333


Sample #1 Date, Result 04/11/16 1.2000 06/13/16 0.0600 06/13/16 0.0016 04/11/16 0.0041 04/11/16 2.4000
Sample #2 Date, Result 04/28/16 1.3000 04/28/16 0.0022 04/28/16 2.2000
Sample #3 Date, Result 05/18/16 1.0000 05/17/16 0.0018 05/17/16 0.0000


Minimum 1.0000 Minimum 0.0600 Minimum 0.0016 Minimum 0.0018 Minimum 0.0000
Maximum 1.3000 Maximum 0.0600 Maximum 0.0016 Maximum 0.0041 Maximum 2.4000
Average 1.1667 Average 0.0600 Average 0.0016 Average 0.0027 Average 1.5333


Sample #1 Date, Result 06/13/16 0.0400 06/13/16 97.00 04/11/16 69.00 04/11/16 550.00 04/11/16 710.00
Sample #2 Date, Result 06/30/16 0.3000 04/28/16 110.00 04/28/16 420.00 04/28/16 330.00
Sample #3 Date, Result 05/18/16 130.00 05/18/16 660.00 05/18/16 280.00


Minimum 0.0400 Minimum 97.00 Minimum 69.00 Minimum 420.00 Minimum 280.00
Maximum 0.3000 Maximum 97.00 Maximum 130.00 Maximum 660.00 Maximum 710.00
Average 0.1700 Average 97.00 Average 103.00 Average 543.33 Average 440.00


Sample #1 Date, Result 04/11/16 120.000
Sample #2 Date, Result 04/28/16 69.000
Sample #3 Date, Result 05/18/16 170.000


Minimum Minimum 69.000
Maximum Maximum 170.000
Average Average 119.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2016 to Jun 30, 2016


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2016 to Sep 30, 2016


Sample #1 Date, Result 07/25/16 7.2 07/25/16 0.0069 09/12/16 0.0000 07/25/16 0.0096 07/25/16 0.0000
Sample #2 Date, Result 08/16/16 7.1 08/16/16 0.0050 08/16/16 0.0057 08/16/16 0.0000
Sample #3 Date, Result 09/12/16 7.5 09/12/16 0.0000 09/12/16 0.0055 09/12/16 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0055 Minimum 0.0000
Maximum 7.5 Maximum 0.0069 Maximum 0.0000 Maximum 0.0096 Maximum 0.0000
Average 7.3 Average 0.0040 Average 0.0000 Average 0.0069 Average 0.0000


Sample #1 Date, Result 09/12/16 0.0021 09/12/16 0.0000 07/25/16 0.0000 07/25/16 0.0000 09/12/16 0.0330
Sample #2 Date, Result 08/16/16 0.0000 08/16/16 0.0000
Sample #3 Date, Result 09/12/16 0.0000 09/12/16 0.0000


Minimum 0.0021 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0330
Maximum 0.0021 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0330
Average 0.0021 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0330


Sample #1 Date, Result 09/12/16 0.0400 09/12/16 0.0000 07/25/16 0.5800 09/12/16 0.0000 07/25/16 3.6000
Sample #2 Date, Result 08/16/16 0.5100 08/16/16 5.1000
Sample #3 Date, Result 09/12/16 0.3000 09/12/16 4.8000


Minimum 0.0400 Minimum 0.0000 Minimum 0.3000 Minimum 0.0000 Minimum 3.6000
Maximum 0.0400 Maximum 0.0000 Maximum 0.5800 Maximum 0.0000 Maximum 5.1000
Average 0.0400 Average 0.0000 Average 0.4633 Average 0.0000 Average 4.5000


Sample #1 Date, Result 07/25/16 1.2800 09/12/16 0.0000 09/12/16 0.0000 07/25/16 0.0000 07/25/16 42.9000
Sample #2 Date, Result 08/16/16 1.3600 08/16/16 0.0019 08/16/16 2.6000
Sample #3 Date, Result 09/12/16 0.1200 09/13/16 0.0024 09/13/16 0.0000


Minimum 0.1200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 1.3600 Maximum 0.0000 Maximum 0.0000 Maximum 0.0024 Maximum 42.9000
Average 0.9200 Average 0.0000 Average 0.0000 Average 0.0014 Average 15.1667


Sample #1 Date, Result 07/25/16 0.1000 09/12/16 110.00 07/25/16 380.00 07/25/16 950.00 07/25/16 610.00
Sample #2 Date, Result 08/16/16 0.0000 08/16/16 360.00 08/16/16 700.00 08/16/16 1,200.00
Sample #3 Date, Result 09/12/16 0.0600 09/12/16 190.00 09/12/16 530.00 09/12/16 180.00


Minimum 0.0000 Minimum 110.00 Minimum 190.00 Minimum 530.00 Minimum 180.00
Maximum 0.1000 Maximum 110.00 Maximum 380.00 Maximum 950.00 Maximum 1,200.00
Average 0.0533 Average 110.00 Average 310.00 Average 726.67 Average 663.33


Sample #1 Date, Result 07/25/16 490.000
Sample #2 Date, Result 08/16/16 200.000
Sample #3 Date, Result 09/12/16 110.000


Minimum Minimum 110.000
Maximum Maximum 490.000
Average Average 266.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2016 to Sep 30, 2016


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2016 to Dec 31, 2016


Sample #1 Date, Result 10/06/16 7.1 10/06/16 0.0000 10/06/16 0.0000 10/06/16 0.0082 10/06/16 0.0000
Sample #2 Date, Result 11/15/16 7.5 11/15/16 0.0000 11/15/16 0.0140 11/15/16 0.0000
Sample #3 Date, Result 12/12/16 8.7 12/12/16 0.0000 12/12/16 0.0170 12/12/16 0.0000


Minimum 7.1 Minimum 0.0000 Minimum 0.0000 Minimum 0.0082 Minimum 0.0000
Maximum 8.7 Maximum 0.0000 Maximum 0.0000 Maximum 0.0170 Maximum 0.0000
Average 7.8 Average 0.0000 Average 0.0000 Average 0.0131 Average 0.0000


Sample #1 Date, Result 10/06/16 0.0030 10/06/16 0.0013 10/06/16 0.0000 10/06/16 0.0000 10/06/16 0.0430
Sample #2 Date, Result 11/15/16 0.0000 11/15/16 0.0000
Sample #3 Date, Result 12/12/16 0.0000 12/12/16 0.0000


Minimum 0.0030 Minimum 0.0013 Minimum 0.0000 Minimum 0.0000 Minimum 0.0430
Maximum 0.0030 Maximum 0.0013 Maximum 0.0000 Maximum 0.0000 Maximum 0.0430
Average 0.0030 Average 0.0013 Average 0.0000 Average 0.0000 Average 0.0430


Sample #1 Date, Result 10/06/16 0.0190 10/06/16 0.0000 10/06/16 0.2700 10/06/16 0.0001 10/06/16 3.9000
Sample #2 Date, Result 11/15/16 0.2100 11/15/16 5.9000
Sample #3 Date, Result 12/12/16 0.6200 12/12/16 3.9000


Minimum 0.0190 Minimum 0.0000 Minimum 0.2100 Minimum 0.0001 Minimum 3.9000
Maximum 0.0190 Maximum 0.0000 Maximum 0.6200 Maximum 0.0001 Maximum 5.9000
Average 0.0190 Average 0.0000 Average 0.3667 Average 0.0001 Average 4.5667


Sample #1 Date, Result 10/06/16 1.4100 10/06/16 0.0000 10/06/16 0.0013 10/06/16 0.0042 10/06/16 0.0000
Sample #2 Date, Result 11/15/16 0.3600 11/15/16 0.0013 11/15/16 2.3000
Sample #3 Date, Result 12/12/16 2.2800 12/12/16 0.0008 12/12/16 3.4000


Minimum 0.3600 Minimum 0.0000 Minimum 0.0013 Minimum 0.0008 Minimum 0.0000
Maximum 2.2800 Maximum 0.0000 Maximum 0.0013 Maximum 0.0042 Maximum 3.4000
Average 1.3500 Average 0.0000 Average 0.0013 Average 0.0021 Average 1.9000


Sample #1 Date, Result 10/06/16 0.0000 10/06/16 32.00 10/06/16 170.00 10/06/16 480.00 10/06/16 530.00
Sample #2 Date, Result 11/15/16 0.0000 11/15/16 210.00 11/15/16 410.00 11/15/16 920.00
Sample #3 Date, Result 12/12/16 0.0000 12/12/16 420.00 12/12/16 970.00 12/12/16 390.00


Minimum 0.0000 Minimum 32.00 Minimum 170.00 Minimum 410.00 Minimum 390.00
Maximum 0.0000 Maximum 32.00 Maximum 420.00 Maximum 970.00 Maximum 920.00
Average 0.0000 Average 32.00 Average 266.67 Average 620.00 Average 613.33


Sample #1 Date, Result 10/06/16 130.000
Sample #2 Date, Result 11/15/16 96.000
Sample #3 Date, Result 12/12/16 280.000


Minimum Minimum 96.000
Maximum Maximum 280.000
Average Average 168.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2016 to Dec 31, 2016


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2017 to Mar 31, 2017


Sample #1 Date, Result 01/05/17 7.7 01/05/17 0.0000 03/02/17 0.0003 01/05/17 0.0150 01/05/17 0.0000
Sample #2 Date, Result 01/31/17 7.7 01/31/17 0.0000 01/31/17 0.0064 01/31/17 0.0000
Sample #3 Date, Result 02/14/17 7.5 02/14/17 0.0039 02/14/17 0.0049 02/14/17 0.0000


Minimum 7.5 Minimum 0.0000 Minimum 0.0003 Minimum 0.0049 Minimum 0.0000
Maximum 7.7 Maximum 0.0039 Maximum 0.0003 Maximum 0.0150 Maximum 0.0000
Average 7.6 Average 0.0013 Average 0.0003 Average 0.0088 Average 0.0000


Sample #1 Date, Result 03/02/17 0.0026 03/02/17 0.0024 01/05/17 0.0000 01/05/17 0.0000 03/02/17 0.1300
Sample #2 Date, Result 01/31/17 0.0000 01/31/17 0.0000
Sample #3 Date, Result 02/14/17 0.0000 02/14/17 0.0000


Minimum 0.0026 Minimum 0.0024 Minimum 0.0000 Minimum 0.0000 Minimum 0.1300
Maximum 0.0026 Maximum 0.0024 Maximum 0.0000 Maximum 0.0000 Maximum 0.1300
Average 0.0026 Average 0.0024 Average 0.0000 Average 0.0000 Average 0.1300


Sample #1 Date, Result 03/02/17 0.0230 03/02/17 0.0000 01/05/17 0.1800 03/02/17 0.0000 01/05/17 4.3000
Sample #2 Date, Result 01/31/17 0.2200 01/31/17 2.2000
Sample #3 Date, Result 02/14/17 0.1800 02/14/17 3.8000


Minimum 0.0230 Minimum 0.0000 Minimum 0.1800 Minimum 0.0000 Minimum 2.2000
Maximum 0.0230 Maximum 0.0000 Maximum 0.2200 Maximum 0.0000 Maximum 4.3000
Average 0.0230 Average 0.0000 Average 0.1933 Average 0.0000 Average 3.4333


Sample #1 Date, Result 01/05/17 0.5100 03/02/17 0.0200 03/02/17 0.0047 01/05/17 0.0044 01/05/17 2.4000
Sample #2 Date, Result 01/31/17 1.5200 01/31/17 0.0092 01/31/17 2.6000
Sample #3 Date, Result 02/14/17 1.5600 02/14/17 0.0014 02/14/17 2.4000


Minimum 0.5100 Minimum 0.0200 Minimum 0.0047 Minimum 0.0014 Minimum 2.4000
Maximum 1.5600 Maximum 0.0200 Maximum 0.0047 Maximum 0.0092 Maximum 2.6000
Average 1.1967 Average 0.0200 Average 0.0047 Average 0.0050 Average 2.4667


Sample #1 Date, Result 01/05/17 0.1000 03/02/17 150.00 01/05/17 170.00 01/05/17 310.00 01/05/17 330.00
Sample #2 Date, Result 01/31/17 0.0000 01/31/17 140.00 01/31/17 350.00 01/31/17 340.00
Sample #3 Date, Result 02/14/17 0.0000 02/14/17 150.00 02/14/17 300.00 02/14/17 330.00


Minimum 0.0000 Minimum 150.00 Minimum 140.00 Minimum 300.00 Minimum 330.00
Maximum 0.1000 Maximum 150.00 Maximum 170.00 Maximum 350.00 Maximum 340.00
Average 0.0333 Average 150.00 Average 153.33 Average 320.00 Average 333.33


Sample #1 Date, Result 01/05/17 63.000
Sample #2 Date, Result 01/31/17 65.000
Sample #3 Date, Result 02/14/17 80.000


Minimum Minimum 63.000
Maximum Maximum 80.000
Average Average 69.333


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2017 to Mar 31, 2017


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2017 to Jun 30, 2017


Sample #1 Date, Result 04/03/17 7.4 04/03/17 0.0094 06/15/17 0.0000 04/03/17 0.0000 04/03/17 0.0023
Sample #2 Date, Result 04/25/17 7.5 04/25/17 0.0000 04/25/17 0.0150 04/25/17 0.0000
Sample #3 Date, Result 05/16/17 7.4 05/16/17 0.0000 05/16/17 0.0200 05/16/17 0.0000


Minimum 7.4 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000
Maximum 7.5 Maximum 0.0094 Maximum 0.0000 Maximum 0.0200 Maximum 0.0023
Average 7.4 Average 0.0031 Average 0.0000 Average 0.0117 Average 0.0008


Sample #1 Date, Result 06/15/17 0.0025 06/15/17 0.0000 04/03/17 0.0000 04/03/17 0.0000 06/15/17 0.0220
Sample #2 Date, Result 04/25/17 0.0000 04/25/17 0.0000
Sample #3 Date, Result 05/16/17 0.0000 05/16/17 0.0000


Minimum 0.0025 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0220
Maximum 0.0025 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0220
Average 0.0025 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0220


Sample #1 Date, Result 06/15/17 0.0260 06/15/17 0.0000 04/03/17 0.2500 06/15/17 0.0000 04/03/17 6.4000
Sample #2 Date, Result 04/25/17 0.3000 04/25/17 5.4000
Sample #3 Date, Result 05/16/17 0.6100 05/16/17 4.5000


Minimum 0.0260 Minimum 0.0000 Minimum 0.2500 Minimum 0.0000 Minimum 4.5000
Maximum 0.0260 Maximum 0.0000 Maximum 0.6100 Maximum 0.0000 Maximum 6.4000
Average 0.0260 Average 0.0000 Average 0.3867 Average 0.0000 Average 5.4333


Sample #1 Date, Result 04/03/17 4.3800 06/15/17 0.0000 06/15/17 0.0023 04/03/17 0.0047 04/03/17 2.8000
Sample #2 Date, Result 04/25/17 2.7600 04/25/17 0.0018 04/25/17 4.3000
Sample #3 Date, Result 05/16/17 3.9000 05/16/17 0.0027 05/16/17 2.3000


Minimum 2.7600 Minimum 0.0000 Minimum 0.0023 Minimum 0.0018 Minimum 2.3000
Maximum 4.3800 Maximum 0.0000 Maximum 0.0023 Maximum 0.0047 Maximum 4.3000
Average 3.6800 Average 0.0000 Average 0.0023 Average 0.0031 Average 3.1333


Sample #1 Date, Result 04/03/17 0.0000 06/15/17 37.00 04/03/17 550.00 04/03/17 190.00 04/03/17 760.00
Sample #2 Date, Result 04/25/17 0.5800 04/25/17 400.00 04/25/17 250.00 04/25/17 1,000.00
Sample #3 Date, Result 05/16/17 0.1200 05/16/17 760.00 05/16/17 850.00 05/16/17 1,500.00


Minimum 0.0000 Minimum 37.00 Minimum 400.00 Minimum 190.00 Minimum 760.00
Maximum 0.5800 Maximum 37.00 Maximum 760.00 Maximum 850.00 Maximum 1,500.00
Average 0.2333 Average 37.00 Average 570.00 Average 430.00 Average 1,086.67


Sample #1 Date, Result 04/03/17 110.000
Sample #2 Date, Result 04/25/17 110.000
Sample #3 Date, Result 05/16/17 440.000


Minimum Minimum 110.000
Maximum Maximum 440.000
Average Average 220.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2017 to Jun 30, 2017


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2017 to Sep 30, 2017


Sample #1 Date, Result 07/13/17 7.4 07/13/17 0.0000 09/07/17 0.0000 07/13/17 0.0070 07/13/17 0.0000
Sample #2 Date, Result 07/25/17 7.3 07/25/17 0.0000 07/25/17 0.0031 07/25/17 0.0000
Sample #3 Date, Result 08/15/17 8.1 08/15/17 0.0053 08/15/17 0.0120 08/15/17 0.0000


Minimum 7.3 Minimum 0.0000 Minimum 0.0000 Minimum 0.0031 Minimum 0.0000
Maximum 8.1 Maximum 0.0053 Maximum 0.0000 Maximum 0.0120 Maximum 0.0000
Average 7.6 Average 0.0018 Average 0.0000 Average 0.0074 Average 0.0000


Sample #1 Date, Result 09/07/17 0.0053 09/07/17 0.0013 07/13/17 0.0000 07/13/17 0.0000 09/07/17 0.0760
Sample #2 Date, Result 07/25/17 0.0000 07/25/17 0.0000
Sample #3 Date, Result 08/15/17 0.0000 08/15/17 0.0000


Minimum 0.0053 Minimum 0.0013 Minimum 0.0000 Minimum 0.0000 Minimum 0.0760
Maximum 0.0053 Maximum 0.0013 Maximum 0.0000 Maximum 0.0000 Maximum 0.0760
Average 0.0053 Average 0.0013 Average 0.0000 Average 0.0000 Average 0.0760


Sample #1 Date, Result 09/07/17 0.0120 09/07/17 0.0000 07/13/17 0.3300 09/07/17 0.0000 07/13/17 5.1000
Sample #2 Date, Result 07/25/17 0.2700 07/25/17 5.6000
Sample #3 Date, Result 08/15/17 0.6400 08/15/17 22.0000


Minimum 0.0120 Minimum 0.0000 Minimum 0.2700 Minimum 0.0000 Minimum 5.1000
Maximum 0.0120 Maximum 0.0000 Maximum 0.6400 Maximum 0.0000 Maximum 22.0000
Average 0.0120 Average 0.0000 Average 0.4133 Average 0.0000 Average 10.9000


Sample #1 Date, Result 07/13/17 4.9300 09/07/17 0.0500 09/07/17 0.0007 07/13/17 0.0066 07/13/17 3.9000
Sample #2 Date, Result 07/25/17 2.7200 07/25/17 0.0007 07/25/17 2.5000
Sample #3 Date, Result 08/15/17 13.9000 08/15/17 0.0045 08/15/17 3.4000


Minimum 2.7200 Minimum 0.0500 Minimum 0.0007 Minimum 0.0007 Minimum 2.5000
Maximum 13.9000 Maximum 0.0500 Maximum 0.0007 Maximum 0.0066 Maximum 3.9000
Average 7.1833 Average 0.0500 Average 0.0007 Average 0.0039 Average 3.2667


Sample #1 Date, Result 07/13/17 0.0000 09/07/17 71.00 07/13/17 420.00 07/13/17 600.00 07/13/17 570.00
Sample #2 Date, Result 07/25/17 0.0000 07/25/17 200.00 07/25/17 480.00 07/25/17 400.00
Sample #3 Date, Result 08/31/17 0.0000 08/15/17 1,400.00 08/15/17 1,200.00 08/15/17 1,400.00


Minimum 0.0000 Minimum 71.00 Minimum 200.00 Minimum 480.00 Minimum 400.00
Maximum 0.0000 Maximum 71.00 Maximum 1,400.00 Maximum 1,200.00 Maximum 1,400.00
Average 0.0000 Average 71.00 Average 673.33 Average 760.00 Average 790.00


Sample #1 Date, Result 07/13/17 170.000
Sample #2 Date, Result 07/25/17 110.000
Sample #3 Date, Result 08/15/17 85.000


Minimum Minimum 85.000
Maximum Maximum 170.000
Average Average 121.667


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2017 to Sep 30, 2017


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2017 to Dec 30, 2017


Sample #1 Date, Result 10/11/17 7.2 10/11/17 0.0040 11/06/17 0.0000 10/11/17 0.0052 10/11/17 0.0000
Sample #2 Date, Result 10/23/17 7.4 10/23/17 0.0036 10/23/17 0.0057 10/23/17 0.0000
Sample #3 Date, Result 11/21/17 7.4 11/06/17 0.0096 11/06/17 0.0077 11/06/17 0.0000


Minimum 7.2 Minimum 0.0036 Minimum 0.0000 Minimum 0.0052 Minimum 0.0000
Maximum 7.4 Maximum 0.0096 Maximum 0.0000 Maximum 0.0077 Maximum 0.0000
Average 7.3 Average 0.0057 Average 0.0000 Average 0.0062 Average 0.0000


Sample #1 Date, Result 11/06/17 0.0100 11/06/17 0.0016 10/11/17 0.0000 10/11/17 0.0000 11/06/17 0.0780
Sample #2 Date, Result 10/23/17 0.0000 10/23/17 0.0000
Sample #3 Date, Result 11/06/17 0.0000 11/06/17 0.0000


Minimum 0.0100 Minimum 0.0016 Minimum 0.0000 Minimum 0.0000 Minimum 0.0780
Maximum 0.0100 Maximum 0.0016 Maximum 0.0000 Maximum 0.0000 Maximum 0.0780
Average 0.0100 Average 0.0016 Average 0.0000 Average 0.0000 Average 0.0780


Sample #1 Date, Result 11/06/17 0.0210 11/06/17 0.0000 10/11/17 0.3600 11/06/17 0.0000 10/11/17 9.7000
Sample #2 Date, Result 10/23/17 0.4100 10/23/17 3.0000
Sample #3 Date, Result 11/06/17 0.9200 11/06/17 9.2000


Minimum 0.0210 Minimum 0.0000 Minimum 0.3600 Minimum 0.0000 Minimum 3.0000
Maximum 0.0210 Maximum 0.0000 Maximum 0.9200 Maximum 0.0000 Maximum 9.7000
Average 0.0210 Average 0.0000 Average 0.5633 Average 0.0000 Average 7.3000


Sample #1 Date, Result 10/11/17 1.0200 11/06/17 0.0000 11/06/17 0.0010 10/11/17 0.0000 10/11/17 1.7000
Sample #2 Date, Result 10/23/17 1.0300 10/23/17 0.0022 10/23/17 3.3000
Sample #3 Date, Result 11/06/17 4.2000 11/06/17 0.0044 11/06/17 11.4000


Minimum 1.0200 Minimum 0.0000 Minimum 0.0010 Minimum 0.0000 Minimum 1.7000
Maximum 4.2000 Maximum 0.0000 Maximum 0.0010 Maximum 0.0044 Maximum 11.4000
Average 2.0833 Average 0.0000 Average 0.0010 Average 0.0022 Average 5.4667


Sample #1 Date, Result 10/11/17 0.0300 11/06/17 110.00 10/11/17 85.00 10/11/17 520.00 10/11/17 81.00
Sample #2 Date, Result 11/06/17 0.0000 10/23/17 48.00 10/23/17 640.00 10/23/17 24.00
Sample #3 Date, Result 11/21/17 0.0000 11/06/17 250.00 11/06/17 1,500.00 11/06/17 170.00


Minimum 0.0000 Minimum 110.00 Minimum 48.00 Minimum 520.00 Minimum 24.00
Maximum 0.0300 Maximum 110.00 Maximum 250.00 Maximum 1,500.00 Maximum 170.00
Average 0.0100 Average 110.00 Average 127.67 Average 886.67 Average 91.67


Sample #1 Date, Result 10/11/17 170.000
Sample #2 Date, Result 10/23/17 140.000
Sample #3 Date, Result 11/06/17 500.000


Minimum Minimum 140.000
Maximum Maximum 500.000
Average Average 270.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2017 to Dec 30, 2017


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2018 to Mar 31, 2018


Sample #1 Date, Result 01/31/18 7.9 01/31/18 0.0036 03/01/18 0.0001 01/31/18 0.0089 01/31/18 0.0000
Sample #2 Date, Result 02/15/18 7.5 02/15/18 0.0051 02/15/18 0.0170 02/15/18 0.0000
Sample #3 Date, Result 03/01/18 7.5 03/01/18 0.0000 03/01/18 0.0120 03/01/18 0.0000


Minimum 7.5 Minimum 0.0000 Minimum 0.0001 Minimum 0.0089 Minimum 0.0000
Maximum 7.9 Maximum 0.0051 Maximum 0.0001 Maximum 0.0170 Maximum 0.0000
Average 7.6 Average 0.0029 Average 0.0001 Average 0.0126 Average 0.0000


Sample #1 Date, Result 03/01/18 0.0000 03/01/18 0.0000 01/31/18 0.0000 01/31/18 0.0000 03/01/18 0.0680
Sample #2 Date, Result 02/15/18 0.0000 02/15/18 0.0000
Sample #3 Date, Result 03/01/18 0.0000 03/01/18 0.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0680
Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0680
Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0680


Sample #1 Date, Result 03/01/18 0.0000 03/01/18 0.0000 01/31/18 0.7300 03/01/18 0.0001 01/31/18 36.0000
Sample #2 Date, Result 02/15/18 0.3100 02/15/18 28.0000
Sample #3 Date, Result 03/01/18 0.6000 03/01/18 21.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.3100 Minimum 0.0001 Minimum 21.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.7300 Maximum 0.0001 Maximum 36.0000
Average 0.0000 Average 0.0000 Average 0.5467 Average 0.0001 Average 28.3333


Sample #1 Date, Result 01/31/18 5.3700 03/01/18 0.0400 03/01/18 0.0000 01/31/18 0.0008 01/31/18 11.2000
Sample #2 Date, Result 02/15/18 4.6800 02/15/18 0.0054 02/15/18 5.7000
Sample #3 Date, Result 03/01/18 2.0500 03/01/18 0.0012 03/01/18 7.9000


Minimum 2.0500 Minimum 0.0400 Minimum 0.0000 Minimum 0.0008 Minimum 5.7000
Maximum 5.3700 Maximum 0.0400 Maximum 0.0000 Maximum 0.0054 Maximum 11.2000
Average 4.0333 Average 0.0400 Average 0.0000 Average 0.0024 Average 8.2667


Sample #1 Date, Result 01/31/18 0.0200 03/01/18 89.00 01/31/18 260.00 01/31/18 1,400.00 01/31/18 53.00
Sample #2 Date, Result 02/15/18 0.1000 02/15/18 1,300.00 02/15/18 2,100.00 02/15/18 550.00
Sample #3 Date, Result 03/01/18 0.0000 03/01/18 370.00 03/01/18 1,000.00 03/01/18 58.00


Minimum 0.0000 Minimum 89.00 Minimum 260.00 Minimum 1,000.00 Minimum 53.00
Maximum 0.1000 Maximum 89.00 Maximum 1,300.00 Maximum 2,100.00 Maximum 550.00
Average 0.0400 Average 89.00 Average 643.33 Average 1,500.00 Average 220.33


Sample #1 Date, Result 01/31/18 430.000
Sample #2 Date, Result 02/15/18 460.000
Sample #3 Date, Result 03/01/18 230.000


Minimum Minimum 230.000
Maximum Maximum 460.000
Average Average 373.333


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2018 to Mar 31, 2018


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2018 to Jun 30, 2018


Sample #1 Date, Result 04/02/18 8.1 04/02/18 0.0000 06/07/18 0.0000 04/02/18 0.0093 04/02/18 0.0000
Sample #2 Date, Result 05/15/18 8.0 05/15/18 0.0000 05/15/18 0.0140 05/15/18 0.0000
Sample #3 Date, Result 06/07/18 8.2 06/07/18 0.0000 06/07/18 0.0048 06/07/18 0.0000


Minimum 8.0 Minimum 0.0000 Minimum 0.0000 Minimum 0.0048 Minimum 0.0000
Maximum 8.2 Maximum 0.0000 Maximum 0.0000 Maximum 0.0140 Maximum 0.0000
Average 8.1 Average 0.0000 Average 0.0000 Average 0.0094 Average 0.0000


Sample #1 Date, Result 06/07/18 0.0088 06/07/18 0.0000 04/02/18 0.0000 04/02/18 0.0000 06/07/18 0.0270
Sample #2 Date, Result 05/15/18 0.0000 05/15/18 0.0000
Sample #3 Date, Result 06/07/18 0.0000 06/07/18 0.0000


Minimum 0.0088 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 0.0270
Maximum 0.0088 Maximum 0.0000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0270
Average 0.0088 Average 0.0000 Average 0.0000 Average 0.0000 Average 0.0270


Sample #1 Date, Result 06/07/18 0.0000 06/07/18 0.0000 04/02/18 0.5500 06/07/18 0.0000 04/02/18 44.0000
Sample #2 Date, Result 05/15/18 0.7100 05/15/18 31.0000
Sample #3 Date, Result 06/07/18 1.0000 06/07/18 16.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.5500 Minimum 0.0000 Minimum 16.0000
Maximum 0.0000 Maximum 0.0000 Maximum 1.0000 Maximum 0.0000 Maximum 44.0000
Average 0.0000 Average 0.0000 Average 0.7533 Average 0.0000 Average 30.3333


Sample #1 Date, Result 04/02/18 7.6100 06/07/18 0.0000 06/07/18 0.0000 04/02/18 0.0000 04/02/18 6.2000
Sample #2 Date, Result 05/15/18 4.3200 05/15/18 0.0018 05/15/18 1.9000
Sample #3 Date, Result 06/07/18 17.2000 06/07/18 0.0000 06/07/18 1.5000


Minimum 4.3200 Minimum 0.0000 Minimum 0.0000 Minimum 0.0000 Minimum 1.5000
Maximum 17.2000 Maximum 0.0000 Maximum 0.0000 Maximum 0.0018 Maximum 6.2000
Average 9.7100 Average 0.0000 Average 0.0000 Average 0.0006 Average 3.2000


Sample #1 Date, Result 05/15/18 0.0000 06/07/18 41.00 04/02/18 300.00 04/02/18 1,200.00 04/02/18 160.00
Sample #2 Date, Result 06/07/18 0.0100 05/15/18 310.00 05/15/18 1,400.00 05/15/18 120.00
Sample #3 Date, Result 06/07/18 110.00 06/07/18 1,800.00 06/07/18 27.00


Minimum 0.0000 Minimum 41.00 Minimum 110.00 Minimum 1,200.00 Minimum 27.00
Maximum 0.0100 Maximum 41.00 Maximum 310.00 Maximum 1,800.00 Maximum 160.00
Average 0.0050 Average 41.00 Average 240.00 Average 1,466.67 Average 102.33


Sample #1 Date, Result 04/02/18 260.000
Sample #2 Date, Result 05/15/18 500.000
Sample #3 Date, Result 06/07/18 540.000


Minimum Minimum 260.000
Maximum Maximum 540.000
Average Average 433.333


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2018 to Jun 30, 2018


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2018 to Sep 30, 2018


Sample #1 Date, Result 07/12/18 7.9 07/12/18 0.0000 09/06/18 0.0000 07/12/18 0.0120 07/12/18 0.0000
Sample #2 Date, Result 08/30/18 8.0 08/30/18 0.0000 08/30/18 0.0065 08/30/18 0.0000
Sample #3 Date, Result 09/06/18 7.8 09/06/18 0.0000 09/06/18 0.0087 09/06/18 0.0000


Minimum 7.8 Minimum 0.0000 Minimum 0.0000 Minimum 0.0065 Minimum 0.0000
Maximum 8.0 Maximum 0.0000 Maximum 0.0000 Maximum 0.0120 Maximum 0.0000
Average 7.9 Average 0.0000 Average 0.0000 Average 0.0091 Average 0.0000


Sample #1 Date, Result 09/06/18 0.0000 09/06/18 0.0011 07/12/18 0.0000 07/12/18 0.0000 09/06/18 0.0760
Sample #2 Date, Result 08/30/18 0.0000 08/30/18 0.0000
Sample #3 Date, Result 09/06/18 0.0000 09/06/18 0.0000


Minimum 0.0000 Minimum 0.0011 Minimum 0.0000 Minimum 0.0000 Minimum 0.0760
Maximum 0.0000 Maximum 0.0011 Maximum 0.0000 Maximum 0.0000 Maximum 0.0760
Average 0.0000 Average 0.0011 Average 0.0000 Average 0.0000 Average 0.0760


Sample #1 Date, Result 09/06/18 0.0000 09/06/18 0.0000 07/12/18 0.5700 08/30/18 0.0000 07/12/18 46.0000
Sample #2 Date, Result 08/30/18 0.7700 09/06/18 0.0000 08/30/18 41.0000
Sample #3 Date, Result 09/06/18 0.8000 09/06/18 19.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.5700 Minimum 0.0000 Minimum 19.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.8000 Maximum 0.0000 Maximum 46.0000
Average 0.0000 Average 0.0000 Average 0.7133 Average 0.0000 Average 35.3333


Sample #1 Date, Result 07/12/18 6.8400 09/06/18 0.0000 09/06/18 0.0011 07/12/18 0.0056 07/12/18 9.6000
Sample #2 Date, Result 08/30/18 4.6800 08/30/18 0.0000
Sample #3 Date, Result 09/06/18 3.5200 09/06/18 3.5000


Minimum 3.5200 Minimum 0.0000 Minimum 0.0011 Minimum 0.0056 Minimum 0.0000
Maximum 6.8400 Maximum 0.0000 Maximum 0.0011 Maximum 0.0056 Maximum 9.6000
Average 5.0133 Average 0.0000 Average 0.0011 Average 0.0056 Average 4.3667


Sample #1 Date, Result 09/06/18 0.0000 09/06/18 200.00 07/12/18 230.00 07/12/18 1,100.00 07/12/18 62.00
Sample #2 Date, Result 08/30/18 130.00 08/30/18 1,300.00 08/30/18 39.00
Sample #3 Date, Result 09/06/18 380.00 09/06/18 1,300.00 09/06/18 60.00


Minimum 0.0000 Minimum 200.00 Minimum 130.00 Minimum 1,100.00 Minimum 39.00
Maximum 0.0000 Maximum 200.00 Maximum 380.00 Maximum 1,300.00 Maximum 62.00
Average 0.0000 Average 200.00 Average 246.67 Average 1,233.33 Average 53.67


Sample #1 Date, Result 07/12/18 230.000
Sample #2 Date, Result 08/30/18 340.000
Sample #3 Date, Result 09/06/18 430.000


Minimum Minimum 230.000
Maximum Maximum 430.000
Average Average 333.333


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2018 to Sep 30, 2018


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2018 to Dec 31, 2018


Sample #1 Date, Result 10/02/18 7.9 10/02/18 0.0085 11/06/18 0.0000 10/02/18 0.0088 10/02/18 0.0000
Sample #2 Date, Result 11/06/18 8.2 11/06/18 0.0000 11/06/18 0.0089 11/06/18 0.0000
Sample #3 Date, Result 11/28/18 7.9 11/28/18 0.0000 11/28/18 0.0210 11/28/18 0.0000


Minimum 7.9 Minimum 0.0000 Minimum 0.0000 Minimum 0.0088 Minimum 0.0000
Maximum 8.2 Maximum 0.0085 Maximum 0.0000 Maximum 0.0210 Maximum 0.0000
Average 8.0 Average 0.0028 Average 0.0000 Average 0.0129 Average 0.0000


Sample #1 Date, Result 11/06/18 0.0000 11/06/18 0.0015 10/02/18 0.0000 10/02/18 0.0000 11/06/18 0.0660
Sample #2 Date, Result 11/06/18 0.0000 11/06/18 0.0000
Sample #3 Date, Result 11/28/18 0.0000 11/28/18 0.0000


Minimum 0.0000 Minimum 0.0015 Minimum 0.0000 Minimum 0.0000 Minimum 0.0660
Maximum 0.0000 Maximum 0.0015 Maximum 0.0000 Maximum 0.0000 Maximum 0.0660
Average 0.0000 Average 0.0015 Average 0.0000 Average 0.0000 Average 0.0660


Sample #1 Date, Result 11/06/18 0.0000 11/06/18 0.0000 10/02/18 0.8100 11/06/18 0.0000 10/02/18 28.0000
Sample #2 Date, Result 11/06/18 0.4400 11/28/18 0.0000 11/06/18 45.0000
Sample #3 Date, Result 11/28/18 0.5600 11/28/18 40.0000


Minimum 0.0000 Minimum 0.0000 Minimum 0.4400 Minimum 0.0000 Minimum 28.0000
Maximum 0.0000 Maximum 0.0000 Maximum 0.8100 Maximum 0.0000 Maximum 45.0000
Average 0.0000 Average 0.0000 Average 0.6033 Average 0.0000 Average 37.6667


Sample #1 Date, Result 10/02/18 3.4000 11/06/18 0.1000 11/06/18 0.0000 10/02/18 0.0030 10/02/18 8.2000
Sample #2 Date, Result 11/06/18 5.4800 11/06/18 0.0042 11/06/18 3.6000
Sample #3 Date, Result 11/28/18 5.3800 11/28/18 0.0017 11/28/18 2.9000


Minimum 3.4000 Minimum 0.1000 Minimum 0.0000 Minimum 0.0017 Minimum 2.9000
Maximum 5.4800 Maximum 0.1000 Maximum 0.0000 Maximum 0.0042 Maximum 8.2000
Average 4.7533 Average 0.1000 Average 0.0000 Average 0.0030 Average 4.9000


Sample #1 Date, Result 11/06/18 0.0000 11/06/18 160.00 10/02/18 710.00 10/02/18 1,600.00 10/02/18 217.00
Sample #2 Date, Result 11/06/18 390.00 11/06/18 940.00 11/06/18 86.00
Sample #3 Date, Result 11/28/18 830.00 11/28/18 1,300.00 11/28/18 38.20


Minimum 0.0000 Minimum 160.00 Minimum 390.00 Minimum 940.00 Minimum 38.20
Maximum 0.0000 Maximum 160.00 Maximum 830.00 Maximum 1,600.00 Maximum 217.00
Average 0.0000 Average 160.00 Average 643.33 Average 1,280.00 Average 113.73


Sample #1 Date, Result 10/02/18 510.000
Sample #2 Date, Result 11/06/18 220.000
Sample #3 Date, Result 11/28/18 380.000


Minimum Minimum 220.000
Maximum Maximum 510.000
Average Average 370.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2018 to Dec 31, 2018


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jan 01, 2019 to Mar 31, 2019


Sample #1 Date, Result 01/24/19 7.8 01/24/19 0.0069 02/25/19 0.0002 01/24/19 0.0110 01/24/19 0.0000
Sample #2 Date, Result 02/25/19 8.1 02/25/19 0.0027 02/25/19 0.0070 02/25/19 0.0004
Sample #3 Date, Result 03/07/19 7.9 03/07/19 0.0017 03/07/19 0.0082 03/07/19 0.0004


Minimum 7.8 Minimum 0.0017 Minimum 0.0002 Minimum 0.0070 Minimum 0.0000
Maximum 8.1 Maximum 0.0069 Maximum 0.0002 Maximum 0.0110 Maximum 0.0004
Average 7.9 Average 0.0038 Average 0.0002 Average 0.0087 Average 0.0002


Sample #1 Date, Result 02/25/19 0.0049 02/25/19 0.0178 01/24/19 0.0000 01/24/19 0.0000 02/25/19 0.0342
Sample #2 Date, Result 03/07/19 0.0030 03/07/19 0.0042 03/07/19 0.0578
Sample #3 Date, Result 03/25/19 0.0068 03/25/19 0.0073 03/25/19 0.0889


Minimum 0.0030 Minimum 0.0042 Minimum 0.0000 Minimum 0.0000 Minimum 0.0342
Maximum 0.0068 Maximum 0.0178 Maximum 0.0000 Maximum 0.0000 Maximum 0.0889
Average 0.0049 Average 0.0098 Average 0.0000 Average 0.0000 Average 0.0603


Sample #1 Date, Result 02/25/19 0.0500 01/24/19 1.3000 02/25/19 0.0001 01/24/19 1.0000
Sample #2 Date, Result 03/07/19 0.0500 02/25/19 0.7000 03/07/19 0.0001 02/25/19 16.0000
Sample #3 Date, Result 03/25/19 0.1000 03/07/19 0.4000 03/25/19 0.0001 03/07/19 21.3000


Minimum 0.0500 Minimum Minimum 0.4000 Minimum 0.0001 Minimum 1.0000
Maximum 0.1000 Maximum Maximum 1.3000 Maximum 0.0001 Maximum 21.3000
Average 0.0667 Average Average 0.8000 Average 0.0001 Average 12.7667


Sample #1 Date, Result 01/24/19 0.9500 02/25/19 0.0700 02/25/19 0.0000 01/24/19 0.0036 01/24/19 1.8000
Sample #2 Date, Result 02/25/19 3.0500 03/07/19 0.0500 03/07/19 0.0000 02/25/19 0.0019 02/25/19 8.4000
Sample #3 Date, Result 03/07/19 4.1700 03/25/19 0.0600 03/25/19 0.0000 03/07/19 0.0005 03/07/19 5.0000


Minimum 0.9500 Minimum 0.0500 Minimum 0.0000 Minimum 0.0005 Minimum 1.8000
Maximum 4.1700 Maximum 0.0700 Maximum 0.0000 Maximum 0.0036 Maximum 8.4000
Average 2.7233 Average 0.0600 Average 0.0000 Average 0.0020 Average 5.0667


Sample #1 Date, Result 02/25/19 60.00 01/24/19 130.00 01/24/19 1,900.00 01/24/19 180.00
Sample #2 Date, Result 02/25/19 159.00 02/25/19 16.00
Sample #3 Date, Result 03/07/19 372.00 03/07/19 113.00


Minimum Minimum 60.00 Minimum 130.00 Minimum 1,900.00 Minimum 16.00
Maximum Maximum 60.00 Maximum 372.00 Maximum 1,900.00 Maximum 180.00
Average Average 60.00 Average 220.33 Average 1,900.00 Average 103.00


Sample #1 Date, Result 01/24/19 730.000
Sample #2 Date, Result 02/25/19 210.000
Sample #3 Date, Result


Minimum Minimum 210.000
Maximum Maximum 730.000
Average Average 470.000


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jan 01, 2019 to Mar 31, 2019


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Apr 01, 2019 to Jun 30, 2019


Sample #1 Date, Result 04/15/19 7.9 04/15/19 0.0034 06/20/19 0.0002 04/15/19 0.0080 04/15/19 0.0004
Sample #2 Date, Result 04/22/19 7.9 04/22/19 0.0029 04/22/19 0.0131 04/22/19 0.0005
Sample #3 Date, Result 05/21/19 7.1 05/21/19 0.0052 05/21/19 0.0101 05/21/19 0.0015


Minimum 7.1 Minimum 0.0029 Minimum 0.0002 Minimum 0.0080 Minimum 0.0004
Maximum 7.9 Maximum 0.0052 Maximum 0.0002 Maximum 0.0131 Maximum 0.0015
Average 7.6 Average 0.0038 Average 0.0002 Average 0.0104 Average 0.0008


Sample #1 Date, Result 04/15/19 0.0050 04/15/19 0.0048 04/15/19 0.0377
Sample #2 Date, Result 04/22/19 0.0143 04/22/19 0.0082 04/22/19 0.0768
Sample #3 Date, Result 05/21/19 0.0098 05/21/19 0.0079 05/21/19 0.0992


Minimum 0.0050 Minimum 0.0048 Minimum Minimum Minimum 0.0377
Maximum 0.0143 Maximum 0.0082 Maximum Maximum Maximum 0.0992
Average 0.0097 Average 0.0070 Average Average Average 0.0712


Sample #1 Date, Result 04/15/19 0.0200 04/15/19 0.6000 04/15/19 0.0001 04/15/19 17.6000
Sample #2 Date, Result 04/22/19 0.0500 04/22/19 0.1000 04/22/19 0.0001 04/22/19 37.7000
Sample #3 Date, Result 05/21/19 0.0500 05/21/19 0.9000 05/21/19 0.0001 05/21/19 6.3300


Minimum 0.0200 Minimum Minimum 0.1000 Minimum 0.0001 Minimum 6.3300
Maximum 0.0500 Maximum Maximum 0.9000 Maximum 0.0001 Maximum 37.7000
Average 0.0400 Average Average 0.5333 Average 0.0001 Average 20.5433


Sample #1 Date, Result 04/15/19 3.0500 04/15/19 0.1400 04/15/19 0.0000 04/15/19 0.0034 04/15/19 11.5000
Sample #2 Date, Result 04/22/19 7.5200 04/22/19 0.1100 04/22/19 0.0000 04/22/19 0.0025 04/22/19 8.1000
Sample #3 Date, Result 05/21/19 3.4600 05/21/19 0.0700 05/21/19 0.0000 05/21/19 0.0055 05/21/19 14.8000


Minimum 3.0500 Minimum 0.0700 Minimum 0.0000 Minimum 0.0025 Minimum 8.1000
Maximum 7.5200 Maximum 0.1400 Maximum 0.0000 Maximum 0.0055 Maximum 14.8000
Average 4.6767 Average 0.1067 Average 0.0000 Average 0.0038 Average 11.4667


Sample #1 Date, Result 04/15/19 179.00 04/15/19 49.00
Sample #2 Date, Result 04/22/19 207.00 04/22/19 53.00
Sample #3 Date, Result 05/21/19 197.00 05/21/19 30.00


Minimum Minimum Minimum 179.00 Minimum Minimum 30.00
Maximum Maximum Maximum 207.00 Maximum Maximum 53.00
Average Average Average 194.33 Average Average 44.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Apr 01, 2019 to Jun 30, 2019


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Jul 01, 2019 to Sep 30, 2019


Sample #1 Date, Result 07/11/19 7.7 07/11/19 0.0043 07/11/19 0.0002 07/11/19 0.0110 07/11/19 0.0014
Sample #2 Date, Result 07/24/19 7.4 07/24/19 0.0014 07/24/19 0.0079 07/24/19 0.0012
Sample #3 Date, Result 08/20/19 7.5 08/20/19 0.0089 08/20/19 0.0100 08/20/19 0.0010


Minimum 7.4 Minimum 0.0014 Minimum 0.0002 Minimum 0.0079 Minimum 0.0010
Maximum 7.7 Maximum 0.0089 Maximum 0.0002 Maximum 0.0110 Maximum 0.0014
Average 7.5 Average 0.0049 Average 0.0002 Average 0.0096 Average 0.0012


Sample #1 Date, Result 07/11/19 0.0076 07/11/19 0.0074 07/11/19 0.1020
Sample #2 Date, Result 07/24/19 0.0099 07/24/19 0.0071 07/24/19 0.1000
Sample #3 Date, Result 08/20/19 0.0089 08/20/19 0.0060 08/20/19 0.0314


Minimum 0.0076 Minimum 0.0060 Minimum Minimum Minimum 0.0314
Maximum 0.0099 Maximum 0.0074 Maximum Maximum Maximum 0.1020
Average 0.0088 Average 0.0068 Average Average Average 0.0778


Sample #1 Date, Result 07/11/19 0.0050 07/11/19 0.8000 07/11/19 0.0001 07/11/19 25.4000
Sample #2 Date, Result 07/24/19 0.0500 07/24/19 0.9000 07/24/19 0.0002 07/24/19 5.3100
Sample #3 Date, Result 08/20/19 0.0500 08/20/19 0.9000 08/20/19 0.0001 08/20/19 13.5000


Minimum 0.0050 Minimum Minimum 0.8000 Minimum 0.0001 Minimum 5.3100
Maximum 0.0500 Maximum Maximum 0.9000 Maximum 0.0002 Maximum 25.4000
Average 0.0350 Average Average 0.8667 Average 0.0001 Average 14.7367


Sample #1 Date, Result 07/11/19 4.0800 07/11/19 0.0500 07/11/19 0.0000 07/11/19 0.0004 07/11/19 5.0000
Sample #2 Date, Result 07/24/19 3.9300 07/24/19 0.0500 07/24/19 0.0000 07/24/19 0.0023 07/24/19 19.2000
Sample #3 Date, Result 09/12/19 4.8700 08/20/19 0.0500 08/20/19 0.0000 08/20/19 0.0006 08/20/19 22.4000


Minimum 3.9300 Minimum 0.0500 Minimum 0.0000 Minimum 0.0004 Minimum 5.0000
Maximum 4.8700 Maximum 0.0500 Maximum 0.0000 Maximum 0.0023 Maximum 22.4000
Average 4.2933 Average 0.0500 Average 0.0000 Average 0.0011 Average 15.5333


Sample #1 Date, Result 07/11/19 230.00 07/11/19 44.00
Sample #2 Date, Result 07/24/19 288.00 07/24/19 61.00
Sample #3 Date, Result 08/20/19 209.00 08/20/19 33.00


Minimum Minimum Minimum 209.00 Minimum Minimum 33.00
Maximum Maximum Maximum 288.00 Maximum Maximum 61.00
Average Average Average 242.33 Average Average 46.00


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Jul 01, 2019 to Sep 30, 2019


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 0 0


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.


   







Oct 01, 2019 to Dec 31, 2019


Sample #1 Date, Result 10/23/19 6.8 10/23/19 0.0002 12/10/19 0.0002 10/23/19 0.0232 10/23/19 0.0008
Sample #2 Date, Result 11/21/19 7.5 11/21/19 0.0018 11/21/19 0.0071 11/21/19 0.0026
Sample #3 Date, Result 12/10/19 7.5 12/10/19 0.0024 12/10/19 0.0075 12/10/19 0.0022


Minimum 6.8 Minimum 0.0002 Minimum 0.0002 Minimum 0.0071 Minimum 0.0008
Maximum 7.5 Maximum 0.0024 Maximum 0.0002 Maximum 0.0232 Maximum 0.0026
Average 7.3 Average 0.0014 Average 0.0002 Average 0.0126 Average 0.0018


Sample #1 Date, Result 10/23/19 0.0039 10/23/19 0.0118 10/23/19 0.0787
Sample #2 Date, Result 11/21/19 0.0041 11/21/19 0.0050 11/21/19 0.0433
Sample #3 Date, Result 12/10/19 0.0042 12/10/19 0.0065 12/10/19 0.0418


Minimum 0.0039 Minimum 0.0050 Minimum Minimum Minimum 0.0418
Maximum 0.0042 Maximum 0.0118 Maximum Maximum Maximum 0.0787
Average 0.0040 Average 0.0078 Average Average Average 0.0546


Sample #1 Date, Result 10/23/19 0.0500 10/23/19 0.7000 10/23/19 0.0002 10/23/19 17.8000
Sample #2 Date, Result 11/21/19 0.0500 11/21/19 0.8000 11/21/19 0.0001 11/21/19 15.0000
Sample #3 Date, Result 12/10/19 0.0500 12/10/19 0.9000 12/10/19 0.0001 12/10/19 27.7000


Minimum 0.0500 Minimum Minimum 0.7000 Minimum 0.0001 Minimum 15.0000
Maximum 0.0500 Maximum Maximum 0.9000 Maximum 0.0002 Maximum 27.7000
Average 0.0500 Average Average 0.8000 Average 0.0001 Average 20.1667


Sample #1 Date, Result 10/23/19 266.0000 10/23/19 0.0900 10/23/19 0.0000 10/23/19 0.0087 10/23/19 13.7000
Sample #2 Date, Result 11/21/19 3.2700 11/21/19 0.0600 11/21/19 0.0000 11/21/19 0.0000 11/21/19 24.1000
Sample #3 Date, Result 12/10/19 4.2900 12/10/19 0.1100 12/10/19 0.0000 12/10/19 0.0031 12/10/19 5.0000


Minimum 3.2700 Minimum 0.0600 Minimum 0.0000 Minimum 0.0000 Minimum 5.0000
Maximum 266.0000 Maximum 0.1100 Maximum 0.0000 Maximum 0.0087 Maximum 24.1000
Average 91.1867 Average 0.0867 Average 0.0000 Average 0.0039 Average 14.2667


Sample #1 Date, Result 10/23/19 599.00 10/23/19 82.00
Sample #2 Date, Result 11/21/19 273.00 11/21/19 32.00
Sample #3 Date, Result 12/10/19 450.00 12/10/19 37.00


Minimum Minimum Minimum 273.00 Minimum Minimum 32.00
Maximum Maximum Maximum 599.00 Maximum Maximum 82.00
Average Average Average 440.67 Average Average 50.33


Sample #1 Date, Result
Sample #2 Date, Result
Sample #3 Date, Result


Minimum Minimum
Maximum Maximum
Average Average


Sulfate


TSS


Phosphorus Phenols Chromium Available Cyanide Oil & Grease


Residual Chlorine Chemical Oxygen Demand TDSBiochemical Oxygen Demand


Molybdenum Nickel Silver Thallium Zinc


Bis(2-ethylhexyl)phthalate Fluoranthene Fluoride Mercury Ammonia 


United States Gypsum Company


Pretreatment Monitoring Report
East Chicago Sanitary District: Waste Water Division


Industry Name: 
Field pH Arsenic Cadmium Copper Lead







East Chicago Sanitary District: Waste Water Division
Pretreatment Monitoring Report Oct 01, 2019 to Dec 31, 2019


Industry Name: United States Gypsum Company
Daily Max Limits Other Limits


Parameter Units Daily Max Limit Violations TRC Exceedances Parameter Units Daily Minimum Daily Maximum Violations
Arsenic mg/L 1.31 0 0 Field pH su 5 10 0


Cadmium mg/L 0 0


Copper mg/L 0.88 0 0
Lead mg/L 2.28 0 0


Molybdenum mg/L 2.8 0 0
Nickel mg/L 0.80 0 0
Silver mg/L 0 0


Thallium mg/L 0 0
Zinc mg/L 5.5 0 0


Bis(2-ethylhexyl)phthalate mg/l 1.03 0 0
Fluoranthene mg/L 0 0


Fluoride mg/L 30 0 0
Mercury mg/L 0.0002 0 0


Ammonia mg/L 134 0 0
Phosphorus mg/L 31 1 1


Phenols mg/L 0.96 0 0
Chromium mg/L 7.0 0 0


Available Cyanide mg/L 0.019 0 0
Oil & Grease mg/L 117 0 0


Residual Chlorine mg/L 0 0


*Site Specific Limit
**If not specified, the unit is in mg/L
# of Violations and # of TRC Violations based upon 2018 adopted Local Limits
Technical Review Criteria (TRC) Exceedance - An exceedance of the daily max limit multiplied by a predetermined factor. This factor is 1.4 for BOD, TSS, fats, oil and grease, and 1.2 for all other pollutants except pH. 
If the number of TRC exceedances in a 6 month period is equal to or greater than 33% of the number of samples for a given pollutant, then a TRC violation is issued.                                                             


Site Specifc Limit -  A limit that only applies to the given outfall, and is defined by the associated discharge permit. If multiple limits of the same type are shown, the more stringent limit is displayed.                  


- Indicates an exceedance for the highlighted sample.
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Attachment D 


2018 – 2020 CN Results for SIUs  


































